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Description

Technical Field

[0001] The present invention relates to a refrigeration
cycle apparatus, in particular, a refrigeration cycle appa-
ratus capable of continuously controlling a heat ex-
change capacity of a heat source side heat exchanger.

Background Art

[0002] To enable continuous control of a heat ex-
change capacity of a heat source side heat exchanger,
a conventional refrigeration cycle apparatus is proposed
in, for example, Patent Literature 1 such that" a heat
source unit side heat exchanger is formed by connecting
a first refrigerant circuit 21, a second refrigerant circuit
22, and a third refrigerant circuit 23 that has been
branched and that has been connected in parallel to each
other. A first heat exchanger 24 is disposed in the first
refrigerant circuit 21; a first solenoid valve 3a for open-
ing/closing the heat source unit side heat exchanger is
provided in one end of the first heat exchanger 24 on the
four-way valve 2 side, which is capable of opening/clos-
ing a two way flow; and a third solenoid valve 3c for open-
ing/closing the heat source unit side heat exchanger is
provided in the other end of the first heat exchanger 24,
which is capable of opening/closing a two way flow. Dis-
tribution of a refrigerant to the first refrigerant circuit 21
is controlled with the opening/closing of the two solenoid
valves 3a and 3c, and whether heat exchange is carried
out in the first heat exchanger 24 is controlled. A second
heat exchanger 25 is disposed in the second refrigerant
circuit 22; a second solenoid valve 3b for opening/closing
the heat source unit side heat exchanger is provided in
one end of the second heat exchanger 25 on the four-
way valve 2 side, which is capable of opening/closing a
two way flow; and a fourth solenoid valve 3d for open-
ing/closing the heat source unit side heat exchanger is
provided in the other end of the second heat exchanger
25, which is capable of opening/closing a two way flow.
Distribution of the refrigerant to the first refrigerant circuit
22 is controlled with the opening/closing of the two sole-
noid valves 3b and 3d, and whether heat exchange is
carried out in the second heat exchanger 25 is controlled.
A solenoid valve 3e for bypassing the first heat source
unit side heat exchanger, which is capable of open-
ing/closing a two way flow, is disposed mid-way of the
piping of the third refrigerant circuit 23, and whether there
will be a refrigerant flow bypassing the first heat exchang-
er 24 and the second heat exchanger 25 is controlled
with the opening/closing of the solenoid valve 3e.
[0003] ···The capacity of the heat source unit side heat
exchanger is controlled by the following four stages. ···A
first stage corresponds to a case in which the required
capacity of the heat source unit side heat exchanger is
the largest, ···refrigerant is made to flow into both the first
and second heat exchangers 24 and 25 and no refriger-

ant is made to flow into the third refrigerant circuit 23
while an air volume of a heat source unit side air-sending
device 18 is controlled by controlling the air-sending de-
vice from stop to full speed with an inverter or the like
(not shown). ···A second stage corresponds to a case in
which the required capacity of the heat source unit side
heat exchanger is second largest next to the first stage,
···refrigerant is made to flow into only the second heat
exchanger 25 and ···no refrigerant is made to flow into
the first heat exchanger 24 and the third refrigerant circuit
23 to substantially reduce the heat transfer area of the
heat source unit side heat exchanger 3 while an air vol-
ume of a heat source unit side air-sending device 18 is
controlled by controlling the air-sending device from stop
to full speed with an inverter or the like (not shown). ···A
third stage corresponds to a case in which the required
capacity of the heat source unit side heat exchanger is
smaller than that of the second stage, ···refrigerant is
made to flow into the second heat exchanger 25 and the
third refrigerant circuit 23 and no refrigerant is made to
flow into the first refrigerant circuit 21, that is, the first
heat exchanger 24 to substantially reduce the heat trans-
fer area of the heat source unit side heat exchanger 3
and reduce the flow rate of the refrigerant to the second
heat exchanger 25 while an air volume of a heat source
unit side air-sending device 18 is controlled by controlling
the air-sending device from stop to full speed with an
inverter or the like (not shown). ···A fourth step corre-
sponds to a case in which the required capacity of the
heat source unit side heat exchanger is the smallest in
which the solenoid valve 3e for bypassing the first heat
source unit side heat exchanger is opened and the first,
second, third, and fourth solenoid valves 3a, 3b, 3c, and
3d are closed so that there will be no heat exchange in
the heat source unit side heat exchanger 3.
[0004] ···Even if there is outside wind, the first stage
and the second stage can be continuously controlled on
condition that the capacity AK2MAX of the heat source
unit side heat exchanger when the heat source unit side
air-sending device 18 in the second stage is run at full
speed is larger than the capacity AK1MAX of the heat
source unit side heat exchanger when the heat source
unit side air-sending device 18 is stopped, that is, when
the wind velocity of the outside wind allows AK2MAX >
AK1MAX. Similarly, even if there is outside wind, the sec-
ond stage and the third stage can be continuously con-
trolled on condition that the capacity AK3MAX of the heat
source unit side heat exchanger when the heat source
unit side air-sending device 18 in the third stage is run
at full speed is equivalent to the outside wind of the sec-
ond stage and is larger than the capacity AK2MAX of the
heat source unit side heat exchanger when the heat
source unit side air-sending device 18 is stopped, that
is, when AK3MAX > AK3MAX.
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Citation List

Patent Literature

[0005] Patent Literature 1: Japanese Patent No.
4211094 (paragraphs 0003, 0017, and 0018 and Figs 26
and 30)

Summary of Invention

Technical Problem

[0006] Incidentally, in the above conventional refriger-
ation cycle apparatuses, the following problems have
been encountered.
[0007] First, in a supply device that supplies an object
to be heat exchanged to the heat source side heat ex-
changer, there are cases in which the supply amount of
the object to be heat exchanged to the heat source side
heat exchanger cannot be continuously controlled from
its maximum supply amount to zero. For example, there
is an air-sending device in which its minimum rotation
speed (minimum air volume) is specified so that the motor
driving the air-sending device is cooled. In such an air-
sending device, the control of air volume cannot be car-
ried out continuously from full speed to stop. Accordingly,
in each stage where the number of heat exchangers in
which refrigerant flows in is gradually increased or de-
creased, there is a case in which (the minimum heat ex-
change capacity of the heat source side heat exchanger
that is in a stage with a larger heat exchange capacity)
becomes larger than (the maximum heat exchange ca-
pacity of the heat source side heat exchanger that is in
a stage with a smaller heat exchange capacity). Thus, a
problem has been encountered in that during shifting of
each stage where the number of heat exchangers in
which refrigerant flows in is gradually increased or de-
creased, the heat exchange capacity of the heat source
side heat exchanger cannot be continuously controlled.
[0008] Further, when continuously controlling the heat
exchange capacity of a heat source side heat exchanger
with a supply device that cannot continuously control the
supply amount of the object to be heat exchanged to the
heat source side heat exchanger from maximum supply
amount to zero, the number of heat exchangers consti-
tuting the heat source side heat exchanger needs to be
increased so as to reduce the difference of the heat ex-
change capacity of each stage where the number of heat
exchangers in which refrigerant flows in is gradually in-
creased or decreased. Accordingly, the number of sole-
noid valves and the like that open/close the refrigerant
passage to each heat exchanger disadvantageously in-
creased. EP-A-0 448 345 discloses a refrigeration cycle
apparatus according to the preamble of claim 1.
[0009] The present invention has been made to over-
come the above known problems, and an object thereof
is to provide a refrigeration cycle apparatus that is capa-
ble of continuously controlling the heat exchange capac-

ity of a heat source side heat exchanger without increas-
ing the number of heat exchangers that constitute the
heat source side heat exchanger even when the supply
amount of the object to be heat exchanged to the heat
source side heat exchanger cannot be continuously con-
trolled from its maximum supply amount to zero.

Solution to Problem

[0010] A refrigeration cycle apparatus according to the
invention has the features of claim 1.

Advantageous Effects of Invention

[0011] In the invention, during shifting of each stage
where a number of heat exchangers in which refrigerant
flows in is gradually increased or decreased, a heat ex-
change capacity of a heat source side heat exchanger
can be continuously controlled by distributing the refrig-
erant in a bypass piping and by continuously increasing
or decreasing the flow rate of the refrigerant that is flowing
in the bypass piping with a flow control device.
[0012] Accordingly, it will be possible to make (a min-
imum heat exchange capacity of a heat source side heat
exchanger that is in a stage with a larger heat exchange
capacity) to become smaller than (a maximum heat ex-
change capacity of a heat source side heat exchanger
that is in a stage with a smaller heat exchange capacity)
even with a supply device that cannot continuously con-
trol a supply amount of an object to be heat exchanged
to the heat source side heat exchanger from maximum
supply amount to zero.
[0013] Thus even in a case in which the supply amount
of the object to be heat exchanged to the heat source
side heat exchanger cannot be continuously controlled
from its maximum supply amount to zero, it will be capa-
ble to continuously control the heat exchange capacity
of the heat source side heat exchanger without increas-
ing the number of heat exchangers that constitute the
heat source side heat exchanger.
[0014] Note the distribution of the refrigerant to the by-
pass piping does not have to be performed in all of the
stages where the number of heat exchangers in which
the refrigerant flows in is gradually increased or de-
creased but can be performed at desired stages.

Brief Description of Drawings

[0015]

[Fig. 1] Fig. 1 is a diagram illustrating a refrigerant
circuit of an air-conditioning apparatus as an exam-
ple of a refrigeration cycle apparatus of Embodiment
1 which does not belong to the invention.

[Fig. 2] Fig. 2 is a diagram illustrating flows of a re-
frigerant in a refrigerant circuit of an air-conditioning
apparatus during a cooling operation and a heating
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operation as an example of a refrigeration cycle ap-
paratus of Embodiment 1.

[Fig. 3] Fig. 3 is a diagram illustrating flows of a re-
frigerant in a refrigerant circuit of an air-conditioning
apparatus during a heating main operation as an ex-
ample of a refrigeration cycle apparatus of Embod-
iment 1.

[Fig. 4] Fig. 4 is a diagram illustrating flows of a re-
frigerant in a refrigerant circuit of an air-conditioning
apparatus during a cooling main operation as an ex-
ample of a refrigeration cycle apparatus of Embod-
iment 1.

[Fig. 5] Fig. 5 is a diagram illustrating a control con-
tent of a heat exchange capacity regulating device
of an air-conditioning apparatus as an example of a
refrigeration cycle apparatus of Embodiment 1.

[Fig. 6] Fig. 6 is a diagram illustrating a control flow
of a heat exchange capacity regulating device when
the heat source side heat exchanger of an air-con-
ditioning apparatus is functioning as a condenser as
an example of a refrigeration cycle apparatus of Em-
bodiment 1.

[Fig. 7] Fig. 7 is a diagram illustrating a control flow
of a heat exchange capacity regulating device when
the heat source side heat exchanger of an air-con-
ditioning apparatus is functioning as an evaporator
as an example of a refrigeration cycle apparatus of
Embodiment 1.

[Fig. 8] Fig. 8 is a diagram illustrating a refrigerant
circuit of an air-conditioning apparatus according to
the invention.

[Fig. 9] Fig. 9 is a diagram illustrating a refrigerant
circuit of an air-conditioning apparatus as an exam-
ple of a refrigeration cycle apparatus of Embodiment
2 which does not belong to the invention.

[Fig. 10] Fig. 10 is a diagram illustrating a flow of a
refrigerant in a refrigerant circuit of an air-condition-
ing apparatus during a cooling only operation as an
example of a refrigeration cycle apparatus of Em-
bodiment 2.

[Fig. 11] Fig. 11 is a diagram illustrating a control
flow of a heat exchange capacity regulating device
when the heat source side heat exchanger of an air-
conditioning apparatus is functioning as a condenser
as an example of a refrigeration cycle apparatus of
Embodiment 2.

[Fig. 12] Fig. 12 is a diagram illustrating a refrigerant
circuit of an air-conditioning apparatus as an exam-

ple of a refrigeration cycle apparatus of Embodiment
3 which does not belong to the invention.

[Fig. 13] Fig. 13 is a diagram illustrating flows of a
refrigerant in a refrigerant circuit of an air-condition-
ing apparatus during a cooling operation and a heat-
ing operation as an example of a refrigeration cycle
apparatus of Embodiment 3.

[Fig. 14] Fig. 14 is a diagram illustrating flows of a
refrigerant in a refrigerant circuit of an air-condition-
ing apparatus during a heating main operation as an
example of a refrigeration cycle apparatus of Em-
bodiment 3.

[Fig. 15] Fig. 15 is a diagram illustrating flows of a
refrigerant in a refrigerant circuit of an air-condition-
ing apparatus during a cooling main operation as an
example of a refrigeration cycle apparatus of Em-
bodiment 3.

Description of Embodiments

[0016] Subsequently, embodiments which does not
belong to the invention, and one embodiment of the
present invention will be described below with reference
to the drawings.

Embodiment 1

[0017] Fig. 1 is a diagram illustrating a refrigerant cir-
cuit of an air-conditioning apparatus as an example of a
refrigeration cycle apparatus of Embodiment 1 which
does not belong to the invention.
[0018] The air-conditioning apparatus according to
Embodiment 1 is an exemplary multi-room heat pump air
conditioning system in which a plurality of indoor units is
connected to a single heat source unit and in which cool-
ing can be selected in one or some indoor units while
heating can be selected in one or some of the remaining
indoor units. This air-conditioning apparatus includes a
heat source unit A, a relay unit E, and a parallelly con-
nected indoor units B, C, and D.

(Heat Source Unit A)

[0019] The heat source unit A includes a compressor
1, a four-way valve 2, a heat source side heat exchanger
3, an air-sending device 18, which is capable of variably
controlling the volume of air and which sends air to the
heat source side heat exchanger 3, and a switching valve
4 that switches a passage of a refrigerant discharged
from the compressor 1.
[0020] The air-sending device 18 corresponds to the
supply device of the invention. Note that in Embodiment
1, the object to be heat exchanged, which exchanges
heat with the refrigerant flowing in the heat source side
heat exchanger 3, is air. For example, when the object
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to be heat exchanged, which exchanges heat with the
refrigerant flowing in the heat source side heat exchanger
3, is water or brine, a pump or the like may be used as
the supply device that supplies the object to be heat ex-
changed to the heat source side heat exchanger 3.
[0021] The heat source side heat exchanger 3 includes
a plurality of heat exchangers connected in parallel. In
Embodiment 1, two heat exchangers (a first heat ex-
changer 24 and a second heat exchanger 25) are con-
nected in parallel. More specifically, the heat source side
heat exchanger 3 includes a branched and parallelly con-
nected a first refrigerant circuit 21, a second refrigerant
circuit 22, and a third refrigerant circuit 23. The first heat
exchanger 24 is disposed in the first refrigerant circuit
21. At one end of the first heat exchanger 24 on the four-
way valve 2 side, a solenoid valve 3a is disposed, and
at the other end of the first heat exchanger 24, a solenoid
valve 3c is disposed. The opening/closing of the two so-
lenoid valves 3a and 3c (opening/closing of the refriger-
ant passage) controls the distribution of the refrigerant
to the first refrigerant circuit 21 and whether heat ex-
change is carried out in the first heat exchanger 24. The
second heat exchanger 25 is disposed in the second re-
frigerant circuit 22. At one end of the second heat ex-
changer 25 on the four-way valve 2 side, a solenoid valve
3b is disposed, and at the other end of the first heat ex-
changer 25, a solenoid valve 3d is disposed. The open-
ing/closing of the two solenoid valves 3b and 3d (open-
ing/closing of the refrigerant passage) controls the dis-
tribution of the refrigerant to the second refrigerant circuit
22 and whether heat exchange is carried out in the sec-
ond heat exchanger 25. A flow control valve 40 is dis-
posed mid-way of the piping of the third refrigerant circuit
23. The flow control valve 40 controls the flow rate of the
refrigerant that bypasses the first heat exchanger 24 and
the second heat exchanger 25 (the flow rate of the re-
frigerant that flows through the third refrigerant circuit 23).
[0022] The solenoid valves 3a to 3d correspond to the
passage on-off devices of the invention. The third refrig-
erant circuit 23 corresponds to the bypass piping of the
invention. The flow control valve 40 corresponds to the
flow control device of the invention. Note that although
in Embodiment 1, devices with a valve structure is em-
ployed as the passage on-off devices and the flow control
device, Embodiment 1 is not limited to these devices.
The structure of the passage on-off device may be any
that can open and close the refrigerant passage of the
first heat exchanger 24 and the second heat exchanger
25. Further, the structure of the flow control device may
be any that can control the flow rate of the refrigerant
flowing in the third refrigerant circuit 23.
[0023] The switching valve 4 includes four check
valves (first check valve 4a, second check valve 4b, third
check valve 4c, and fourth check valve 4d).
[0024] The fourth check valve 4d is provided between
the heat source side heat exchanger 3 and a second heat
source unit side connecting piping 16A, and permits the
refrigerant to flow only from the heat source side heat

exchanger 3 to the second heat source unit side con-
necting piping 16A. The first check valve 4a is provided
between the four-way valve 2 of the heat source unit A
and a first heat source unit side connecting piping 15A,
and permits the refrigerant to flow only from the first heat
source unit side connecting piping 15A to the four-way
valve 2. The third check valve 4c is provided between
the four-way valve 2 of the heat source unit A and a sec-
ond heat source unit side connecting piping 16A, and
permits the refrigerant to flow only from the four-way
valve 2 to the second heat source unit side connecting
piping 16A. The second check valve 4b is a second check
valve that is provided between the heat source side heat
exchanger 3 and the first heat source unit side connecting
piping 15A, and permits the refrigerant to flow only from
the first heat source unit side connecting piping 15A to
the heat source side heat exchanger 3.
[0025] The other end of the second heat source unit
side connecting piping 16A is connected to a gas-liquid
separator 7 of the relay unit E to be described below. The
other end of the first heat source unit side connecting
piping 15A is connected to a first branching unit 5 of the
relay unit E to be described below.
[0026] By providing the switching valve 4, the refriger-
ant that has been discharged from the compressor 1 al-
ways passes through the second heat source unit side
connecting piping 16A and flows into the relay unit E, and
refrigerant flowing out of the relay unit E always passes
through the first heat source unit side connecting piping
15A. Accordingly, the pipe diameter of the second heat
source unit side connecting piping 16A can be narrower
than the pipe diameter of the first heat source unit side
connecting piping 15A.
[0027] Further, a condensing temperature detection
device 19 and an evaporating temperature detection de-
vice 20 that are temperature sensors and the like are
provided to the heat source unit A, for example. The con-
densing temperature detection device 19 is provided in
the high-pressure portion of the refrigeration cycle and,
in Embodiment 1, is provided in the discharge piping of
the compressor 1. The evaporating temperature detec-
tion device 20 is provided in the low-pressure portion of
the refrigeration cycle and, in Embodiment 1, is provided
in the suction piping of the compressor 1.

(Indoor units B, C, and D)

[0028] The indoor units B, C, and D each have the
same configuration.
[0029] In more detail, the indoor unit B includes an in-
door unit side heat exchanger 10B. One end of the indoor
unit side heat exchanger 10B is connected to the first
branching unit 5 of the relay unit E to be described below
via a first indoor unit side connecting piping 15B. The
other end of the indoor unit side heat exchanger 10B is
connected to a second branching unit 6 of the relay unit
E to be described below via a second indoor unit side
connecting piping 16B. A flow control valve 11B is pro-
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vided to the second indoor unit side connecting piping
16B.
[0030] The indoor unit C includes an indoor unit side
heat exchanger 10C. One end of the indoor unit side heat
exchanger 10C is connected to the first branching unit 5
of the relay unit E to be described below via a first indoor
unit side connecting piping 15C. The other end of the
indoor unit side heat exchanger 10C is connected to the
second branching unit 6 of the relay unit E to be described
below via a second indoor unit side connecting piping
16C. A flow control valve 11C is provided to the second
indoor unit side connecting piping 16C.
[0031] The indoor unit D includes an indoor unit side
heat exchanger 10D. One end of the indoor unit side heat
exchanger 10D is connected to the first branching unit 5
of the relay unit E to be described below via a first indoor
unit side connecting piping 15D. The other end of the
indoor unit side heat exchanger 10D is connected to the
second branching unit 6 of the relay unit E to be described
below via a second indoor unit side connecting piping
16D. A flow control valve 11D is provided to the second
indoor unit side connecting piping 16D.

(Relay unit E)

[0032] The relay unit E includes the first branching unit
5, the second branching unit 6, the gas-liquid separator
7, a flow control valve 8, and a flow control valve 9.
[0033] The first branching unit 5 includes solenoid
valves 13B, 13C, and 13D and solenoid valves 14B, 14C,
and 14D.
[0034] One end of each of the solenoid valves 13B,
13C, and 13D is connected to the first heat source unit
side connecting piping 15A. Further, the other end of the
solenoid valve 13B is connected to the first indoor unit
side connecting piping 15B, the other end of the solenoid
valve 13C is connected to the first indoor unit side con-
necting piping 15C, and the other end of the solenoid
valve 13D is connected to the first indoor unit side con-
necting piping 15D.
[0035] One end of each of the solenoid valves 14B,
14C, and 14D is connected to the gas-liquid separator
7. Further, the other end of the solenoid valve 14B is
connected to the first indoor unit side connecting piping
15B, the other end of the solenoid valve 14C is connected
to the first indoor unit side connecting piping 15C, and
the other end of the solenoid valve 14D is connected to
the first indoor unit side connecting piping 15D.
[0036] The second branching unit 6 branchingly con-
nects the second indoor unit side connecting piping 16b,
16c, and 16d to the second heat source unit side con-
necting piping 16A. The gas-liquid separator 7 is provided
in the second heat source unit side connecting piping
16A and its gas phase portion is connected to the sole-
noid valves 14b, 14c, and 14d, and its liquid phase portion
is connected to the second branching unit 6. The flow
control valve 8 is connected between the gas-liquid sep-
arator 7 and the second branching unit 6 and the flow

control valve 9 is connected between the second branch-
ing unit 6 and the first heat source unit side connecting
piping 15A. In Embodiment 1, an electronic expansion
valve is employed to each of the flow control valves 8
and 9.

<Flow of Refrigerant>

[0037] The flow of the refrigerant of the air-conditioning
apparatus according to Embodiment 1 will be described
with reference to Figs. 2, 3, and 4. In Fig. 2, flows of the
refrigerant will be described in a case where only cooling
is operated (hereinafter, referred to as a "cooling only
operation") and in a case where only heating is operated
(hereinafter, referred to as a "heating only operation").
In Fig. 3, a flow of the refrigerant will be described in a
case where cooling and heating co-exists and the heat
source side heat exchanger 3 functions as a condenser
(hereinafter, referred to as a "cooling main operation").
In Fig. 4, a flow of the refrigerant will be described in a
case where cooling and heating co-exists and the heat
source side heat exchanger 3 functions as an evaporator
(hereinafter, referred to as a "heating main operation").

(Flow of Refrigerant During Cooling Only Operation)

[0038] Fig. 2 is a diagram illustrating flows of the re-
frigerant in the refrigerant circuit of the air-conditioning
apparatus during the cooling operation and the heating
operation as an example of the refrigeration cycle appa-
ratus of Embodiment 1 which does not belong to the in-
vention. The direction of the solid arrows in Fig. 2 indi-
cates the direction of the refrigerant flow during the cool-
ing only operation.
[0039] A high-temperature high-pressure gas refriger-
ant that has been discharged from the compressor 1
flows into the four-way valve 2. The refrigerant that has
flowed out of the four-way valve 2 flows into the heat
source side heat exchanger 3. The refrigerant that has
flowed into the heat source side heat exchanger 3 ex-
changes heat with the air sent by the air-sending device
18 and is condensed and liquefied. The condensed and
liquefied, high-pressure liquid refrigerant flows through
the fourth check valve 4d, passes through the second
heat source unit side connecting piping 16A, gas-liquid
separator 7, and the flow control valve 8 in this order,
and flows into the second branching unit 6. The high-
pressure liquid refrigerant that has flowed into the second
branching unit 6 passes through the second indoor unit
side connecting pipings 16b, 16c, and 16d and flows into
each of the respective indoor units B, C, and D. Further,
the refrigerant that has flowed into each of the indoor
units B, C, and D is decompressed to low pressure in the
corresponding flow control valves 11B, 11C, and 11D,
exchanges heat in the indoor unit side heat exchangers
10B, 10C, and 10D with the indoor air, and is evaporated
and gasified to cool the indoor space. Note that the open-
ing degree of each of the flow control valves 11B, 11C,
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and 11D is controlled on the basis of the amount of su-
perheat at the outlet of the indoor unit side heat exchang-
ers 10B, 10C, and 10D, respectively. Then, this refriger-
ant that has turned into a gaseous state passes through
the first indoor unit side connecting pipings 15B, 15C,
and 15D, the solenoid valves 13B, 13C, and 13D, the
first branching unit 5, the first heat source unit side con-
necting piping 15A, the first check valve 4a, and the four-
way valve 2, and is sucked into the compressor 1.
[0040] During the cooling only operation, the solenoid
valves 13B, 13C, and 13D are opened, the solenoid
valves 14B, 14C, and 14D are closed. As such, the re-
frigerant flows in the solid arrow direction in the first indoor
unit side connecting pipings 15B, 15C, and 15D, the sec-
ond indoor unit side connecting pipings 16B, 16C, and
16D, and the indoor units B, C, and D. Further, since the
first heat source unit side connecting piping 15A is low
in pressure, the second heat source unit side connecting
piping 16A is high in pressure, the end connection of the
heat source side heat exchanger 3 to the switching valve
4 is high in pressure, and the end connection of the four-
way valve 2 to the switching valve 4 is low in pressure,
the refrigerant inevitably flows to the first check valve 4a
and the fourth check valve 4d.

(Flow of Refrigerant During Heating Only Operation)

[0041] The direction of the broken-line arrows in Fig.
2 indicates the direction of the refrigerant flow during the
heating only operation.
[0042] A high-temperature high-pressure gas refriger-
ant that has been discharged from the compressor 1
flows into the four-way valve 2. The refrigerant that has
flowed out of the four-way valve 2, passes through the
third check valve 4c, the second heat source unit side
connecting piping 16A, and the gas-liquid separator 7
and flows into the first branching unit 5. The high-tem-
perature high-pressure gas refrigerant that has flowed
into the first branching unit 5 passes through each of the
solenoid valves 14B, 14C, and 14D and the correspond-
ing first indoor unit side connecting pipings 15b, 15c, and
15d in this order and flows into each of the respective
indoor units B, C, and D. Then the high-temperature high-
pressure gas refrigerant that has flowed into each of the
indoor units B, C, and D exchanges heat in the respective
indoor unit side heat exchangers 10B, 10C, and 10D and
is condensed and liquefied to heat the indoor space.
[0043] This refrigerant that has turned into a liquid state
passes through the flow control valves 11B, 11C, and
11D whose opening degree, which has been controlled
on the basis of the amount of subcooling at the outlet of
each of the indoor unit side heat exchangers 10B, 10C,
and 10D, are in a nearly fully opened state, flows into the
second branching unit 6 through the second indoor unit
side connecting pipings 16B, 16C, and 16D and is
merged, and further passes through the third flow control
valve 9. Here, the liquid refrigerant that has left the indoor
unit side heat exchangers 10B, 10C, and 10D is decom-

pressed into a low-pressure two-phase gas-liquid state
in either the flow control valves 11B, 11C, and 11D or
the third flow control valve 9.
[0044] This refrigerant in a low-pressure two-phase
gas-liquid state flows into the first heat source unit side
connecting piping 15A. The refrigerant in a low-pressure
two-phase state that has flowed into the first heat source
unit side connecting piping 15A flows into the heat source
side heat exchanger 3. The refrigerant that has flowed
into the heat source side heat exchanger 3 exchanges
heat with the air sent by the air-sending device 18, which
is capable of variably controlling the volume of air, and
is evaporated and gasified. The refrigerant that has
turned into a gaseous state passes through the four-way
valve 2 of the heat source unit and is sucked into the
compressor 1.
[0045] During the heating only operation, the solenoid
valves 14B, 14C, and 14D are opened, the solenoid
valves 13B, 13C, and 13D are closed. As such, the re-
frigerant flows in the broken-line arrow direction in the
first indoor unit side connecting piping 15B, 15C, and
15D, the second indoor unit side connecting piping 16B,
16C, and 16D, and the indoor units B, C, and D. Further,
since the first heat source unit side connecting piping
15A is low in pressure, the second heat source unit side
connecting piping 16A is high in pressure, the end con-
nection of the heat source side heat exchanger 3 to the
switching valve 4 is low in pressure, and the end connec-
tion of the four-way valve 2 to the switching valve 4 is
high in pressure, the refrigerant inevitably flows to the
second check valve 4b and the third check valve 4c.

(Flow of Refrigerant During Heating Main Operation)

[0046] Fig. 3 is a diagram illustrating flows of the re-
frigerant in the refrigerant circuit of the air-conditioning
apparatus during the heating main operation as an ex-
ample of the refrigeration cycle apparatus of Embodiment
1 which does not belong to the invention. The direction
of the broken-line arrows in Fig. 3 indicates the direction
of the refrigerant flow during the heating main operation.
Note that in Fig. 3, a case in which the indoor units B and
C carry out heating operation and the indoor unit D carries
out cooling operation is illustrated.
[0047] A high-temperature high-pressure gas refriger-
ant that has been discharged from the compressor 1
flows into the four-way valve 2. The refrigerant that has
flowed out of the four-way valve 2, passes through the
third check valve 4c, the second heat source unit side
connecting piping 16A, and the gas-liquid separator 7
and flows into the first branching unit 5. The high-tem-
perature high-pressure gas refrigerant that has flowed
into the first branching unit 5 passes through each of the
solenoid valves 14B and 14C, the corresponding first in-
door unit side connecting pipings 15B and 15C in this
order, and flows into each of the respective indoor units
B and C. Then the high-temperature high-pressure gas
refrigerant that has flowed into each of the indoor units
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B and C exchanges heat with the indoor air and is con-
densed and liquefied to heat the indoor space. This re-
frigerant that has turned into a liquid state passes through
the flow control valves 11B and 11C whose opening de-
gree, which has been controlled on the basis of the
amount of subcooling at the outlet of each of the indoor
unit side heat exchangers 10B and 10C, are in a nearly
fully opened state, is slightly decompressed, and flows
into the second branching unit 6 through the second in-
door unit side connecting pipings 16B and 16C.
[0048] A portion of the refrigerant that has flowed into
the second branching unit 6 passes through the second
indoor unit side connecting piping 16D and enters the
indoor unit D that is about to perform cooling. This refrig-
erant enters the flow control valve 11D that is controlled
by the amount of superheat at the outlet of the indoor
unit side heat exchanger 10D and is decompressed. The
decompressed refrigerant exchanges heat in the indoor
unit side heat exchanger 10D, is evaporated and gasified
to cool the indoor space. This refrigerant that has turned
into a gaseous state passes through the solenoid valve
13D and flows into the first heat source unit side con-
necting piping 15A.
[0049] Meanwhile, the remaining refrigerant in the sec-
ond branching unit 6 passes through the third flow control
valve 9 that is controlled such that the pressure difference
between the high pressure (for example, the pressure of
the second heat source unit side connecting piping 16A)
and the middle pressure (for example, the pressures of
the second indoor unit side connecting piping 16B, 16C,
and 16D) is within a predetermined range. Subsequently,
this refrigerant merges in the first heat source unit side
connecting piping 15A with the refrigerant that has
passed through the indoor unit D that was about to per-
form cooling.
[0050] The low-pressure two-phase refrigerant that
has flowed into the first heat source unit side connecting
piping 15A flows into the heat source unit A, passes
through the second check valve 4b, and flows into the
heat source side heat exchanger 3. Here, the refrigerant
that has evaporated and has turned into a gaseous state
after exchanging heat with the air sent from the air-send-
ing device 18, which is capable of variably controlling the
volume of air, flows through the four-way valve 2 of the
heat source unit and is sucked into the compressor 1.
[0051] During the heating main operation, since the
solenoid valves 14B and 14C are opened, and the sole-
noid valves 13B and 13C are closed, in the first indoor
unit side connecting pipings 15B and 15C, the second
indoor unit side connecting pipings 16B and 16C, and
the indoor units B and C the refrigerant flows in the di-
rection of the broken-line arrows, and heating is per-
formed. Further, since the solenoid valve 14D is closed
and the solenoid valve 13D is opened, in the first indoor
unit side connecting piping 15D, the second indoor unit
side connecting piping 16D, and the indoor unit D, the
refrigerant flows in the direction of the broken-line arrows,
and cooling is performed. Further, since the first heat

source unit side connecting piping 15A is low in pressure,
the second heat source unit side connecting piping 16A
is high in pressure, the end connection of the heat source
side heat exchanger 3 to the switching valve 4 is low in
pressure, and the end connection of the four-way valve
2 to the switching valve 4 is high in pressure, the refrig-
erant inevitably flows to the second check valve 4b and
the third check valve 4c.

(Flow of Refrigerant During Cooling Main Operation)

[0052] Fig. 4 is a diagram illustrating flows of the re-
frigerant in the refrigerant circuit of the air-conditioning
apparatus during the cooling main operation as an ex-
ample of the refrigeration cycle apparatus of Embodiment
1 which does not belong to the invention. The direction
of the broken-line arrows in Fig. 4 indicates the direction
of the refrigerant flow during the cooling main operation.
Note that in Fig. 4, a case in which the indoor units B and
C carry out cooling operation and the indoor unit D carries
out heating operation is illustrated.
[0053] A high-temperature high-pressure gas refriger-
ant that has been discharged from the compressor 1
flows into the four-way valve 2. The refrigerant that has
flowed out of the four-way valve 2 flows into the heat
source side heat exchanger 3. The refrigerant that has
flowed into the heat source side heat exchanger 3 ex-
changes heat with the air sent by the air-sending device
18 and is moderately condensed and liquefied, and turns
into a high-temperature high-pressure two-phase state.
This high-temperature high-pressure two-phase refriger-
ant passes through the fourth check valve 4d and flows
into the gas-liquid separator 7 of the relay unit E. The
refrigerant that has flowed into the gas-liquid separator
7 is separated into gas refrigerant and liquid refrigerant.
[0054] The gas refrigerant that has been separated in
the gas-liquid separator 7 passes through the first
branching unit 5, the solenoid valve 14D, and the first
indoor unit side connecting piping 15D in this order, and
flows into the indoor unit D that is about to perform heat-
ing. The gas refrigerant that has flowed into the indoor
unit D exchanges heat in the indoor unit side heat ex-
changers 10D and is condensed and liquefied to heat
the indoor space. Further, the liquid refrigerant that has
flowed out of the indoor unit side heat exchanger 10D is
decompressed in the course of passing through the flow
control valve 11D whose opening degree, which has
been controlled on the basis of the amount of subcooling
at the outlet of the indoor unit side heat exchanger 10D,
is in a nearly fully opened state, is slightly decompressed,
and flows into the second indoor unit side connecting
piping 16D into the second branching unit 6.
[0055] Meanwhile, the liquid refrigerant that has been
separated in the gas-liquid separator 7 passes through
the flow control valve 8 that is controlled such that the
pressure difference between the high pressure (for ex-
ample, the pressure of the second heat source unit side
connecting piping 16A) and the middle pressure (for ex-
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ample, the pressures of the second indoor unit side con-
necting piping 16B, 16C, and 16D) is within a predeter-
mined range, and flows into the second branching unit
6. Subsequently, this refrigerant merges with the refrig-
erant that has passed through the indoor unit D that was
about to perform heating.
[0056] The refrigerant that has flowed out from the sec-
ond branching unit 6 passes through the second indoor
unit side connecting pipings 16b and 16c and flows into
each of the respective indoor units B and C. Then, the
refrigerant that has flowed into each of the indoor units
B and C is decompressed to low pressure in the corre-
sponding flow control valves 11B and 11C, exchanges
heat in the indoor unit side heat exchangers 10B and
10C with the indoor air, and is evaporated and gasified
to cool the indoor space. Note that the opening degree
of each of the flow control valves 11B and 11C is con-
trolled on the basis of the amount of superheat at the
outlet of the indoor unit side heat exchangers 10B and
10C, respectively. Then, this refrigerant that has turned
into a gaseous state passes through the first indoor unit
side connecting pipings 15B and 15C, the solenoid
valves 13B and 13C, the first branching unit 5, the first
heat source unit side connecting piping 15A, the first
check valve 4a, and the four-way valve 2, and is sucked
into the compressor 1.
[0057] During the cooling main operation, since the so-
lenoid valves 13B and 13C are opened, and the solenoid
valves 14B and 14C are closed, in the first indoor unit
side connecting pipings 15B and 15C, the second indoor
unit side connecting pipings 16B and 16C, and the indoor
units B and C the refrigerant flows in the direction of the
solid arrows, and cooling is performed. Further, since the
solenoid valve 13D is closed and the solenoid valve 14D
is opened, in the first indoor unit side connecting piping
15D, the second indoor unit side connecting piping 16D,
and the indoor unit D, the refrigerant flows in the direction
of the solid arrows, and heating is performed. Further,
since the first heat source unit side connecting piping
15A is low in pressure, the second heat source unit side
connecting piping 16A is high in pressure, the end con-
nection of the heat source side heat exchanger 3 to the
switching valve 4 is high in pressure, and the end con-
nection of the four-way valve 2 to the switching valve 4
is low in pressure, the refrigerant inevitably flows to the
first check valve 4a and the fourth check valve 4d.

<Heat Exchange Capacity Control Method of Heat 
Source Side Heat Exchanger 3>

[0058] Next, the heat exchange capacity control meth-
od of the heat source side heat exchanger 3 will be de-
scribed.
[0059] First, the object of controlling the heat exchange
capacity of the heat source side heat exchanger 3 (more
specifically, the capacity of the heat source side heat
exchanger 3 and the air volume of the air-sending device
18) will be described.

[0060] To begin with, a case in which the air-condition-
ing apparatus of Embodiment 1 is in cooling only opera-
tion will be described. Normally, the capacity of the heat
source side heat exchanger 3 and the air volume of the
air-sending device 18 are designed such that the air vol-
ume of the air-sending device 18 is to be driven at full
speed when the outdoor air temperature is high, and the
difference between the outdoor air temperature and the
condensing temperature is to be about 10 degrees C, for
example. In a case where the outdoor air temperature is
low, if the capacities of the heat source side heat ex-
changer 3 and the air-sending device 18 are controlled
in the same manner as in the case where the outdoor air
temperature is high, the condensing temperature will be
at a temperature 10 degrees C plus the outdoor air tem-
perature. Thus, compared to the case where the outdoor
air temperature is high, the condensing temperature be-
comes substantially low, and the condensing pressure
of the refrigeration cycle also becomes low.
[0061] As a result, the pressure difference between the
outlet and the inlet of each of the flow control valves 11B,
11C, and 11D becomes small, and the opening degree
of each of the flow control valves 11B, 11C, and 11D
needs to be increased. The opening degree of each of
the flow control valves 11B, 11C, and 11D is finite and
cannot be made larger than a certain degree. If the open-
ing degree needs to be made larger than the upper limit,
a flow control valve that has a larger capacity needs to
be selected. However, in such a case, the flow control
valves 11B, 11C, and 11D becomes large-sized and the
variation of flow rate per a minimum opening width be-
comes large, thus fine control cannot be performed.
[0062] Accordingly, the condensing pressure of the re-
frigeration cycle needs to be controlled so that it does
not become excessively low by controlling the heat ex-
change capacity of the heat source side heat exchanger
3 (capacities of the heat source side heat exchanger 3
and the air-sending device 18) such that the condensing
temperature becomes a predetermined value.
[0063] Next, a case in which the air-conditioning ap-
paratus of Embodiment 1 is in heating only operation will
be described. Normally, the capacity of the heat source
side heat exchanger 3 and the air volume of the air-send-
ing device 18 are designed such that the air volume of
the air-sending device 18 is to be driven at full speed
when the outdoor air temperature is low. In a case where
the outdoor air temperature is high, if the capacities of
the heat source side heat exchanger 3 and the air-send-
ing device 18 are controlled in the same manner as in
the case where the outdoor air temperature is low, the
evaporating temperature becomes substantially high,
and the evaporating pressure of the refrigeration cycle
also becomes high.
[0064] As a result, the pressure difference between the
outlet and the inlet of each of the flow control valves 11B,
11C, and 11D becomes small, and the opening degree
of each of the flow control valves 11B, 11C, and 11D
needs to be increased. The opening degree of each of
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the flow control valves 11B, 11C, and 11D is finite and
cannot be made larger than a certain degree. If the open-
ing degree needs to be made larger than the upper limit,
a flow control valve that has a larger capacity needs to
be selected. However, in such a case, the flow control
valves 11B, 11C, and 11D becomes large-sized and the
variation of flow rate per a minimum opening width be-
comes large, thus fine control cannot be performed.
[0065] Accordingly, the evaporating pressure of the re-
frigeration cycle needs to be controlled so that it does
not become excessively high by controlling the heat ex-
change capacity of the heat source side heat exchanger
3 (capacities of the heat source side heat exchanger 3
and the air-sending device 18) such that the evaporating
temperature becomes a predetermined value.
[0066] Next, a case in which the air-conditioning ap-
paratus of Embodiment 1 is in cooling main operation will
be described. Normally, the capacity of the heat source
side heat exchanger 3 and the air volume of the air-send-
ing device 18 are designed such that, during the cooling
only operation, the air volume of the air-sending device
18 is to be driven at full speed when the outdoor air tem-
perature is high, and the difference between the outdoor
air temperature and the condensing temperature is to be
about 10 degrees C, for example. Normally, the outdoor
air temperature is low since a heating load is generated
in the cooling main operation. During the cooling main
operation, if the capacities of the heat source side heat
exchanger 3 and the air-sending device 18 are controlled
in the same manner as in the case where the outdoor air
temperature is high during the cooling only operation, the
condensing temperature is reduced by the amount of the
outdoor temperature drop and further by the amount of
condensation in the heating indoor unit D. Accordingly,
the capacity of the heating indoor unit D becomes insuf-
ficient. Hence, the heat exchange capacity of the heat
source side heat exchanger 3 (capacities of the heat
source side heat exchanger 3 and the air-sending device
18) needs to be controlled such that the condensing tem-
perature becomes a predetermined value.
[0067] Next, a case in which the air-conditioning ap-
paratus of Embodiment 1 is in heating main operation
will be described. Normally, the capacity of the heat
source side heat exchanger 3 and the air volume of the
air-sending device 18 are designed such that, during the
heating only operation, the air volume of the air-sending
device 18 is to be driven at full speed when the outdoor
air temperature is low. Normally, the outdoor air temper-
ature is relatively high since a cooling load is generated
in the heating main operation. During the heating main
operation, if the capacities of the heat source side heat
exchanger 3 and the air-sending device 18 are controlled
in the same manner as in the case where the outdoor air
temperature is low during the heating only operation, the
evaporating temperature is increased by the amount of
the outdoor temperature rise and further by the amount
of evaporation in the cooling indoor unit D. Accordingly,
the capacity of the cooling indoor unit D becomes insuf-

ficient. Hence, the heat exchange capacity of the heat
source side heat exchanger 3 (capacities of the heat
source side heat exchanger 3 and the air-sending device
18) needs to be controlled such that the evaporating tem-
perature becomes a predetermined value.
[0068] Accordingly, in the air-conditioning apparatus
according to Embodiment 1, a heat exchange capacity
regulating device 152 controls the heat exchange capac-
ity of the heat source side heat exchanger 3 as below.
[0069] Fig. 5 is a diagram illustrating a control content
of the heat exchange capacity regulating device of the
air-conditioning apparatus as an example of the refriger-
ation cycle apparatus of Embodiment 1 which does not
belong to the invention. The heat exchange capacity reg-
ulating device 152 controls the air volume (capacity) of
the air-sending device 18, the opening/closing of the so-
lenoid valves 3a, 3b, 3c, and 3d, and the opening degree
of the flow control valve 40 on the basis of the detection
temperature of the condensing temperature detection
device 19 and the evaporating temperature detection de-
vice 20.
[0070] Specifically, the heat exchange capacity of the
heat source side heat exchanger 3 is controlled by four
steps described below.
[0071] A first stage corresponds to a case in which the
heat source side heat exchanger 3 is required to have
the largest heat exchange capacity. By opening the so-
lenoid valves 3a, 3b, 3c, and 3d and closing the flow
control valve 40, the refrigerant is distributed to the first
and second refrigerant circuits 21 and 22 and no refrig-
erant is distributed to the third refrigerant circuit 23. That
is, the refrigerant is distributed to both the first heat ex-
changer 24 and the second heat exchanger 25 and no
refrigerant is distributed to the third refrigerant circuit 23.
Further, the air volume of the air-sending device 18 is
controlled by an inverter or the like (not illustrated) be-
tween minimum air volume and full speed.
[0072] In a case where there is outside wind, such as
building-induced wind, even if the air-sending device 18
is set to its minimum air volume, a considerably large
amount of heat will be exchanged. Accordingly, if the
heat source side heat exchanger 3 is a condenser, the
condensing temperature drops, and if an evaporator, the
evaporating temperature rises. Further, in a case where
there is no outside wind, if the temperature difference
between the outdoor air temperature and the condensing
temperature or the evaporating temperature of the refrig-
erant in the heat source side heat exchanger 3 is large,
the condensing temperature drops or the evaporating
temperature rises since a heat exchange capacity below
the amount of heat exchange by free convection cannot
be obtained.
[0073] A second stage corresponds to a case in which
the heat source side heat exchanger 3 is required to have
the second largest heat exchange capacity next to the
first stage. In the second stage, the solenoid valves 3a
and 3c are opened, the solenoid valves 3b and 3d are
closed, and the flow control valve 40 is closed. As such,
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the refrigerant is distributed only to the first refrigerant
circuit 21 and no refrigerant is distributed to the second
refrigerant circuit 22 and the third refrigerant circuit 23.
That is, the refrigerant is only distributed to the first heat
exchanger 24 and no refrigerant is distributed to the sec-
ond heat exchanger 25 and the third refrigerant circuit
23 to substantially reduce the heat transfer area of the
heat source side heat exchanger 3. Further, the air vol-
ume of the air-sending device 18 is controlled by an in-
verter or the like (not illustrated) between minimum air
volume and full speed.
[0074] In this case, the amount of heat exchange by
the outside wind, such as a building-induced wind, is sub-
stantially reduced, and the amount of heat exchange by
free convection when there is no outside wind is substan-
tially reduced. Accordingly, when the heat source side
heat exchanger 3 is a condenser, the drop in condensing
temperature becomes small, and when an evaporator,
the rise in evaporating temperature becomes small.
[0075] A third stage corresponds to a case in which
the heat source side heat exchanger 3 is required to have
a smaller heat exchange capacity than that of the second
stage. In the third stage, the solenoid valves 3a and 3c
are opened, the solenoid valves 3b and 3d are closed,
and the flow control valve 40 is controlled. As such, the
refrigerant is distributed to the first refrigerant circuit 21
and the third refrigerant circuit 23 and no refrigerant is
distributed to the second refrigerant circuit 22. That is,
the refrigerant is distributed to both the first heat exchang-
er 24 and the third refrigerant circuit 23 and no refrigerant
is distributed to the second heat exchanger 25. Further,
the air volume of the air-sending device 18 is controlled
by an inverter or the like (not illustrated) between mini-
mum air volume and full speed. At this time, by controlling
the opening degree of the flow control valve 40, the
amount of refrigerant distributed in the third refrigerant
circuit 23 can be continuously controlled and the heat
exchange capacity of the heat source side heat exchang-
er 3 (more specifically, the first heat exchanger 24) can
be continuously controlled.
[0076] In this case, the amount of heat exchange by
the outside wind, such as a building-induced wind, is fur-
ther reduced from the second stage and the amount of
heat exchange by free convection when there is no out-
side wind is reduced in the same manner. Accordingly,
when the heat source side heat exchanger 3 is a con-
denser, the drop in condensing temperature becomes
further small, and when an evaporator, the rise in evap-
orating temperature becomes further small.
[0077] A fourth stage corresponds to a case in which
the heat source side heat exchanger 3 is required to have
the smallest heat exchange capacity. By fully opening
the flow control valve 40 and closing the solenoid valves
3a, 3b, 3c, and 3d, there will be no heat exchange in the
heat source side heat exchanger 3.
[0078] Note that in Embodiment 1, in the second stage,
the refrigerant passage of the second heat exchanger 25
is closed (closing the solenoid valves 3b and 3d), and in

the fourth stage, the refrigerant passage of the first heat
exchanger 24 is closed (closing the solenoid valves 3a
and 3c). Not to limited to the above, in the second stage,
the refrigerant passage of the first heat exchanger 24
may be closed (closing the solenoid valves 3a and 3c),
and in the fourth stage, the refrigerant passage of the
second heat exchanger 25 may be closed (closing the
solenoid valves 3b and 3d).
[0079] Next, the continuity of control by the heat ex-
change capacity regulating device 152 in the first stage,
the second stage, the third stage, and the fourth stage
will be described. Even if there is outside wind, the first
stage and the second stage can be continuously control-
led on condition that (the capacity AK2MAX of the heat
source unit side heat exchanger when the heat source
unit side air-sending device 18 in the second stage is run
at full speed) is larger than (the capacity AK1MAX of the
heat source unit side heat exchanger when the heat
source unit side air-sending device 18 in the first stage
is run at minimum air volume), that is, when the wind
velocity of the outside air allows AK2MAX > AK1MAX.
[0080] Similarly, even if there is outside wind, the sec-
ond stage and the third stage can be continuously con-
trolled on condition that (the capacity AK3MAX of the heat
source unit side heat exchanger when the heat source
unit side air-sending device 18 in the third stage is run
at full speed) is larger than (the capacity AK2MAX of the
heat source unit side heat exchanger when the heat
source unit side air-sending device 18 in the second
stage is run at minimum air volume), that is, when the
wind velocity of the outside air allows AK3MAX > AK2MAX.
[0081] In Embodiment 1, the increase and decrease in
the amount of refrigerant flowing in the third refrigerant
circuit 23 can be continuously controlled. Thus, by reduc-
ing the amount of refrigerant flowing in the third refriger-
ant circuit 23, the capacity AK3MAX of the heat source
unit side heat exchanger when the heat source unit side
air-sending device 18 in the third stage is run at full speed
can be increased. Therefore, compared to conventional
air-conditioning apparatuses, continuous control of shift-
ing from the second stage to the third stage is facilitated.
[0082] As above, by controlling the bypass flow rate of
the heat source side heat exchanger 3 (the flow rate of
the refrigerant flowing in the third refrigerant circuit 23)
and by controlling the heat exchange capacity of the heat
source side heat exchanger 3 in four stages, even if there
is a certain amount of outside wind, the heat exchange
capacity of the heat source side heat exchanger 3 can
be continuously controlled. That is, when the heat source
side heat exchanger 3 is a condenser, the condensing
temperature can be controlled to be at a predetermined
value or within a predetermined range, and when an
evaporator, the evaporating temperature can be control-
led to be at a predetermined value or within a predeter-
mined range.
[0083] Note that distribution of the refrigerant to the
third refrigerant circuit 23 is not limited to the stages men-
tioned above. For example, the refrigerant may be dis-
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tributed to the third refrigerant circuit 23 in the first stage.
By distributing the refrigerant to the third refrigerant circuit
23 in the first stage, the capacity AK1MAX of the heat
source unit side heat exchanger when the heat source
unit side air-sending device 18 in the first stage is run at
minimum air volume is reduced. This capacity AK1MAX
of the heat source unit side heat exchanger becomes
smaller, the larger the refrigerant flow rate to the third
refrigerant circuit 23 becomes. Accordingly, compared
to conventional air-conditioning apparatuses, continuous
control of shifting from the second stage to the third stage
can be carried out. Therefore, compared to conventional
air-conditioning apparatuses, continuous control of shift-
ing from the first stage to the second stage is facilitated.
[0084] Next, the control content of the heat exchange
capacity regulating device 152 when the heat source side
heat exchanger 3 is a condenser will be described with
the flowchart in Fig. 6.
[0085] Fig. 6 is a diagram illustrating a control flow of
the heat exchange capacity regulating device when the
heat source side heat exchanger of the air-conditioning
apparatus is functioning as a condenser as an example
of the refrigeration cycle apparatus of Embodiment 1
which does not belong to the invention.
[0086] In step 160, (a detection temperature TC of the
condensing temperature detection device 19) and (a pre-
scribed first target condensing temperature TC1) are
compared. If TC > TC1, control proceeds to step 161. In
step 161, whether the air-sending device 18 is at full
speed or not is determined. If the air-sending device 18
is not at full speed, the control proceeds to step 162 and
increases the air volume, and then returns to step 160.
If the air-sending device 18 is at full speed, in step 163,
the opening/closing of each of the solenoid valves 3a and
3c is determined. If the solenoid valves 3a and 3c are
closed, in step 164, the solenoid valves 3a and 3c are
opened to open the first refrigerant circuit 21, that is, the
first heat exchanger 24, and then the control returns to
step 160. If the solenoid valves 3a and 3c are opened,
the control proceeds to step 165.
[0087] In step 165, the opening degree of the flow con-
trol valve 40 is determined. If the flow control valve 40 is
not totally closed, in step 166, the opening degree of the
flow control valve 40 is reduced, and then the control
returns to step 160. If the opening degree of the flow
control valve 40 is totally closed, the control proceeds to
step 167. In step 167, the opening/closing of each of the
solenoid valves 3b and 3d is determined. If the solenoid
valves 3b and 3d are closed, in step 168, the solenoid
valves 3b and 3d are opened to open the second refrig-
erant circuit 22, that is, the second heat exchanger 25,
and then the control returns to step 160. If the solenoid
valves 3b and 3d are opened, the control also returns to
step 160.
[0088] On the other hand, if TC ≤ TC1 is determined
in step 160, the control proceeds to step 170. In step 170,
(a detection temperature TC of the condensing temper-
ature detection device 19) and (a prescribed second tar-

get condensing temperature TC2 that is set smaller than
the first target condensing temperature) are compared.
If TC < TC2, the control proceeds to step 171, and if TC
≥ TC2, the control returns to step 160. In step 171, wheth-
er the air-sending device 18 is set to minimum air volume
or not is determined. If the air-sending device 18 is not
set to minimum air volume, the control proceeds to step
172 and decreases the air volume, and then returns to
step 160. If the air-sending device 18 is set to minimum
air volume, in step 173, the opening/closing of each of
the solenoid valves 3b and 3d is determined. If the sole-
noid valves 3b and 3d are opened, in step 174, the so-
lenoid valves 3b and 3d are closed to close the second
refrigerant circuit 22, that is, the second heat exchanger
25, and then the control returns to step 160. If the solenoid
valves 3b and 3d are closed, the control proceeds to step
175.
[0089] In step 175, the opening degree of the flow con-
trol valve 40 is determined. If the flow control valve 40 is
not fully opened, in step 176, the opening degree of the
flow control valve 40 is increased, and then the control
returns to step 160. If the opening degree of the flow
control valve 40 is fully opened, the control proceeds to
step 177. In step 177, the opening/closing of each of the
solenoid valves 3a and 3c is determined. If the solenoid
valves 3a and 3c are opened, in step 178, the solenoid
valves 3a and 3c are closed to close the first refrigerant
circuit 21, that is, the first heat exchanger 24, and then
the control returns to step 160. In step 177, if the solenoid
valves 3a and 3c are closed, the control also returns to
step 160.
[0090] With the above, the detection temperature TC
of the condensing temperature detection device 19 can
be controlled to a temperature between the first target
condensing temperature TC1 and the second target con-
densing temperature TC2.
[0091] Next, the control content of the heat exchange
capacity regulating device 152 when the heat source side
heat exchanger 3 is an evaporator will be described with
the flowchart in Fig. 7.
[0092] Fig. 7 is a diagram illustrating a control flow of
a heat exchange capacity regulating device when the
heat source side heat exchanger of an air-conditioning
apparatus is functioning as an evaporator as an example
of a refrigeration cycle apparatus of Embodiment 1 which
does not belong to the invention.
[0093] In step 180, (a detection temperature TE of the
evaporating temperature detection device 20) and (a pre-
scribed first target evaporating temperature TE1) are
compared. If TE < TE1, control proceeds to step 181. In
step 181, whether the air-sending device 18 is at full
speed or not is determined. If the air-sending device 18
is not at full speed, the control proceeds to step 182 and
increases the air volume, and then returns to step 180.
If the air-sending device 18 is at full speed, in step 183,
the opening/closing of each of the solenoid valves 3a and
3c is determined. If the solenoid valves 3a and 3c are
closed, in step 184, the solenoid valves 3a and 3c are
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opened to open the first refrigerant circuit 21, that is, the
first heat exchanger 24, and then the control returns to
step 180. If the solenoid valves 3a and 3c are opened,
the control proceeds to step 185.
[0094] In step 185, the opening degree of the flow con-
trol valve 40 is determined. If the flow control valve 40 is
not totally closed, in step 186, the opening degree of the
flow control valve 40 is reduced, and then the control
returns to step 180. If the opening degree of the flow
control valve 40 is totally closed, the control proceeds to
step 187. In step 187, the opening/closing of each of the
solenoid valves 3b and 3d is determined. If the solenoid
valves 3b and 3d are closed, in step 188, the solenoid
valves 3b and 3d are opened to open the second refrig-
erant circuit 22, that is, the second heat exchanger 25,
and then the control returns to step 180. If the solenoid
valves 3b and 3d are opened, the control also returns to
step 180.
[0095] On the other hand, if TE ≥ TE1 is determined in
step 180, the control proceeds to step 190. In step 190,
(a detection temperature TE of the evaporating temper-
ature detection device 20) and (a prescribed second tar-
get evaporating temperature TE2 that is set larger than
the first target condensing temperature) are compared.
If TE > TE2, the control proceeds to step 191, and if TE
≤ TE2, the control returns to step 180. In step 191, wheth-
er the air-sending device 18 is set to minimum air volume
or not is determined. If the air-sending device 18 is not
set to minimum air volume, the control proceeds to step
192 and decreases the air volume, and then returns to
step 180. If the air-sending device 18 is set to minimum
air volume, in step 193, the opening/closing of each of
the solenoid valves 3b and 3d is determined. If the sole-
noid valves 3b and 3d are opened, in step 194, the so-
lenoid valves 3b and 3d are closed to close the second
refrigerant circuit 22, that is, the second heat exchanger
25, and then the control returns to step 180. If the solenoid
valves 3b and 3d are closed, the control proceeds to step
195.
[0096] In step 195, the opening degree of the flow con-
trol valve 40 is determined. If the flow control valve 40 is
not fully opened, in step 196, the opening degree of the
flow control valve 40 is increased, and then the control
returns to step 180. If the opening degree of the flow
control valve 40 is fully opened, the control proceeds to
step 197. In step 197, the opening/closing of each of the
solenoid valves 3a and 3c is determined. If the solenoid
valves 3a and 3c are opened, in step 198, the solenoid
valves 3a and 3c are closed to close the first refrigerant
circuit 21, that is, the first heat exchanger 24, and then
the control returns to step 180. In step 197, if the solenoid
valves 3a and 3c are closed, the control also returns to
step 180.
[0097] With the above, the detection temperature TE
of the evaporating temperature detection device 20 can
be controlled to a temperature between the first target
evaporating temperature TE1 and the second target
evaporating temperature TE2.

[0098] With the air-conditioning apparatus of the above
configuration, even in a case in which the control range
of the air volume of the air-sending device 18 cannot be
continuously controlled from full speed to stop, by con-
trolling the flow rate of the refrigerant flowing in the third
refrigerant circuit 23, the heat exchange capacity of the
heat source side heat exchanger 3 can be continuously
controlled.
[0099] Further, unlike conventional air-conditioning
apparatuses, the number of heat exchangers constituting
the heat source side heat exchanger 3 does not have to
be increased in order to reduce the difference between
each heat exchange capacity of the heat source side
heat exchanger 3 in each stage. Accordingly, increase
in the number of solenoid valves and the like that is re-
quired to open/close the refrigerant passage to each heat
exchanger constituting the heat source side heat ex-
changer 3 can be avoided.
[0100] Note that as illustrated in Fig. 8, a distributor 30
that regulates the gas-to-liquid ratio of the two-phase
gas-liquid refrigerant to a prescribed ratio (for example,
equal) and that sends out the refrigerant downstream is
provided to a junction of the first refrigerant circuit 21,
second refrigerant circuit 22, and the third refrigerant cir-
cuit 23, in which the junction is the junction on the inlet
side when the heat source side heat exchanger 3 is an
evaporator. In the air-conditioning apparatus configured
as above, when the heat source side heat exchanger 3
operates as an evaporator, even with a flow of a low-
pressure two-phase gas-liquid refrigerant, the refrigerant
can be distributed with, for example, an equal gas-to-
liquid ratio to each refrigerant circuits (the first refrigerant
circuit 21, the second refrigerant circuit 22, and the third
refrigerant circuit 23). Accordingly, a refrigerant with an
excessively high gas ratio or, on the other hand, a refrig-
erant with an excessively high liquid ratio flowing into the
heat source side heat exchanger 3, and, consequently,
rendering the heat exchange capacity of the heat source
side heat exchanger 3 to be unstable can be prevented.
That is, an advantageous effect is obtained in which the
heat exchange capacity of the heat source side heat ex-
changer 3 can be controlled in a stable manner.
[0101] Further, although in Embodiment 1, the refrig-
erant that is used has not been mentioned in particular,
a refrigerant that, when heating the object to be heat ex-
changed (air, water, or the like) in the condenser, heats
the object to be heat exchanged in a supercritical state
without condensing may be used. By using such a refrig-
erant, the gas-liquid separator 7 will not be needed to be
provided in the refrigerant circuit of the air-conditioning
apparatus. Accordingly, an advantageous effect in which
an efficient operation of the air-conditioning apparatus
during the cooling main operation can be obtained with-
out increasing pressure loss in the heating indoor unit
and decreasing the heating capacity .
[0102] Furthermore, the air-conditioning apparatus
shown in Embodiment 1 is merely an example. For ex-
ample, the heat source unit A and the relay unit E may
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be a single unit (the components of the heat source unit
A and the components of the relay unit E may be disposed
in a singular housing). The air-conditioning apparatus
may be one that is capable of performing only the cooling
only operation or the heating only operation, for example.
In this case, the four-way valve 2 and the switching valve
4 will not be needed to be provided in the heat source
unit A. For example, the air-conditioning apparatus may
be one with a single indoor unit rather than a multi-room
air-conditioning system having a plurality of indoor units.
[0103] Furthermore, it goes without saying that the re-
frigeration cycle apparatus of the invention can be em-
ployed to a device other than the air-conditioning appa-
ratus. For example, the refrigeration cycle apparatus ac-
cording to the invention can be employed to a hot water
storage hot water device and the like.

Embodiment 2

[0104] When using a heat source side heat exchanger
3 with a plurality of heat exchangers connected in parallel
as a condenser, there are cases in which the density of
the refrigerant that is flowing in the heat source side heat
exchanger becomes high, resulting in drop of flow veloc-
ity. This raises a concern of drop of the heat transfer
coefficient of the refrigerant (the heat exchange efficiency
of the heat source side heat exchanger 3). By adding the
below configuration, this matter of concern can be re-
solved, and a further efficient air-conditioning apparatus
can be obtained. Note that in Embodiment 2, elements
not stated in particular is the same as Embodiment 1.
[0105] Fig. 9 is a diagram illustrating a refrigerant cir-
cuit of an air-conditioning apparatus as an example of a
refrigeration cycle apparatus of Embodiment 2 which
does not belong to the invention.
[0106] The air-conditioning apparatus according to
Embodiment 2 is one with a bypass piping 50 and a so-
lenoid valve 51 added to the configuration of the air-con-
ditioning apparatus of Embodiment 1.
[0107] The bypass piping 50 serially connects the first
heat exchanger 24 and the second heat exchanger 25.
One end of this bypass piping 50 is connected to the
second refrigerant circuit 22 between the second heat
exchanger 25 and the solenoid valve 3d. Further, the
other end of this bypass piping 50 is connected to the
first refrigerant circuit 21 between the first heat exchanger
24 and the solenoid valve 3a. The solenoid valve 51 is
provided in the bypass piping 50 and opens and closes
the refrigerant passage of the bypass piping 50.
[0108] The bypass piping 50 corresponds to the con-
necting piping of the invention. Further, the solenoid
valve 51 corresponds to the on-off device of the invention.
Note that although in Embodiment 2, a device with a valve
structure is employed as the on-off device, Embodiment
2 is not limited to the device. The structure of the on-off
device may be any that can open/close the refrigerant
passage of the bypass piping 50.
[0109] Next, the heat exchange capacity control meth-

od of the heat source side heat exchanger 3 will be de-
scribed. In the air-conditioning apparatus according to
Embodiment 2, the heat exchange capacity of the heat
source side heat exchanger 3 is controlled in five stages
when the heat source side heat exchanger 3 operates
as a condenser (during the cooling only operation and
the cooling main operation).
[0110] A first stage corresponds to a case in which the
heat source side heat exchanger 3 is required to have
the largest heat exchange capacity. The solenoid valves
3b and 3c are opened, the solenoid valves 3a and 3d
and the flow control valve 40 are closed. Further, the
solenoid valve 51 is opened. With the above, the refrig-
erant is distributed through the second heat exchanger
25 and the first heat exchanger 24 in this order and no
refrigerant is distributed in the third refrigerant circuit 23.
Further, the air volume of the air-sending device 18 is
controlled by an inverter or the like (not illustrated) be-
tween minimum air volume and full speed.
[0111] In Fig. 10, a refrigerant flow in the heat source
side heat exchanger 3 during the cooling only operation
is described as an example of the refrigerant flow in the
heat source side heat exchanger 3 in the first stage.
[0112] A high-temperature high-pressure gas refriger-
ant that has been discharged from the compressor 1
flows into the four-way valve 2. The refrigerant that has
flowed out of the four-way valve 2 flows into the heat
source side heat exchanger 3. The high-temperature
high-pressure gas refrigerant that has flowed into the
heat source side heat exchanger 3 flows into the second
heat exchanger 25, first. This refrigerant passes through
the bypass piping 50 and flows into the first heat exchang-
er 24. Subsequently, the refrigerant that has flowed out
of the first heat exchanger 24 passes through the fourth
check valve 4d and flows into the second heat source
unit side connecting piping 16A. The high-temperature
high-pressure gas refrigerant that has flowed into the
heat source side heat exchanger 3 exchanges heat with
air sent by the air-sending device 18 and is condensed
and liquefied in the course of flowing into the second heat
exchanger 25 and flowing out of the first heat exchanger
24.
[0113] Note that the refrigerant flow after the second
heat source unit side connecting piping 16A is the same
as that described in Embodiment 1, and description will
be omitted here.
[0114] In a case of the first stage, if there is outside
wind, such as building-induced wind, even if the air-send-
ing device 18 is set to its minimum air volume, a consid-
erably large amount of heat will be exchanged. Further,
if the heat source side heat exchanger 3 is a condenser,
the condensing temperature drops, and if an evaporator,
the evaporating temperature rises. Thus, the heat ex-
change capacity of the heat source side heat exchanger
3 is controlled with a similar control method as that of
Embodiment 1 after the first stage. That is, the first stage
to the fourth stage described in Embodiment 1 is a second
stage to a fifth stage of Embodiment 2.
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[0115] In more detail, the control method of the heat
exchange capacity of the heat source side heat exchang-
er 3 according to Embodiment 2 is as shown in Fig. 11.
[0116] Fig. 11 is a diagram illustrating a control flow of
the heat exchange capacity regulating device when the
heat source side heat exchanger of the air-conditioning
apparatus is functioning as a condenser as an example
of the refrigeration cycle apparatus of Embodiment 2
which does not belong to the invention.
[0117] In step 160, (a detection temperature TC of the
condensing temperature detection device 19) and (a pre-
scribed first target condensing temperature TC1) are
compared. If TC > TC1, control proceeds to step 161. In
step 161, whether the air-sending device 18 is at full
speed or not is determined. If the air-sending device 18
is not at full speed, the control proceeds to step 162 and
increases the air volume, and then returns to step 160.
If the air-sending device 18 is at full speed, in step 163,
the opening/closing of each of the solenoid valves 3a and
3c is determined. If the solenoid valves 3a and 3c are
closed, in step 164, the solenoid valves 3a and 3c are
opened to open the first refrigerant circuit 21, that is, the
first heat exchanger 24, and then the control returns to
step 160. If the solenoid valves 3a and 3c are opened,
the control proceeds to step 165.
[0118] In step 165, the opening degree of the flow con-
trol valve 40 is determined. If the flow control valve 40 is
not totally closed, in step 166, the opening degree of the
flow control valve 40 is reduced, and then the control
returns to step 160. If the opening degree of the flow
control valve 40 is totally closed, the control proceeds to
step 167. In step 167, the opening/closing of each of the
solenoid valves 3b and 3d is determined. If the solenoid
valves 3b and 3d are closed, in step 168, the solenoid
valves 3b and 3d are opened to open the second refrig-
erant circuit 22, that is, the second heat exchanger 25,
and then the control returns to step 160. If the solenoid
valves 3b and 3d are opened, the control proceeds to
step 200.
[0119] In step 200, the opening/closing of the solenoid
valve 51 is determined. If the solenoid valve 51 is closed,
in step 201, the solenoid valves 3a and 3d are closed,
and in step 202, the solenoid valve 51 is opened, and
then the control returns to step 160. That is, the refriger-
ant passage is opened so that the second heat exchanger
25 and the first heat exchanger 24 are serially connected,
and the control returns to step 160. If the solenoid valve
51 is opened, the control also returns to step 160.
[0120] On the other hand, if TC ≤ TC1 is determined
in step 160, the control proceeds to step 170. In step 170,
(a detection temperature TC of the condensing temper-
ature detection device 19) and (a prescribed second tar-
get condensing temperature TC2 that is set smaller than
the first target condensing temperature) are compared.
If TC < TC2, the control proceeds to step 171, and if TC
≥ TC2, the control returns to step 160. In step 171, wheth-
er the air-sending device 18 is set to minimum air volume
or not is determined. If the air-sending device 18 is not

set to minimum air volume, the control proceeds to step
172 and decreases the air volume, and then returns to
step 160. If the air-sending device 18 is set to minimum
air volume, the control proceeds to step 210.
[0121] In step 210, the opening/closing of the solenoid
valve 51 is determined. If the solenoid valve 51 is opened,
in step 211, the solenoid valves 3a and 3d are opened,
and in step 212, the solenoid valve 51 is closed, and then
the control returns to step 160. That is, the refrigerant
passage is opened so that the second heat exchanger
25 and the first heat exchanger 24 are parallelly connect-
ed, and the control returns to step 160. If the solenoid
valve 51 is closed, the control proceeds to step 173.
[0122] In step 173, the opening/closing of each of the
solenoid valves 3b and 3d is determined. If the solenoid
valves 3b and 3d are opened, in step 174, the solenoid
valves 3b and 3d are closed to close the second refrig-
erant circuit 22, that is, the second heat exchanger 25,
and then the control returns to step 160. If the solenoid
valves 3b and 3d are closed, the control proceeds to step
175.
[0123] In step 175, the opening degree of the flow con-
trol valve 40 is determined. If the flow control valve 40 is
not fully opened, in step 176, the opening degree of the
flow control valve 40 is increased, and then the control
returns to step 160. If the opening degree of the flow
control valve 40 is fully opened, the control proceeds to
step 177. In step 177, the opening/closing of each of the
solenoid valves 3a and 3c is determined. If the solenoid
valves 3a and 3c are opened, in step 178, the solenoid
valves 3a and 3c are closed to close the first refrigerant
circuit 21, that is, the first heat exchanger 24, and then
the control returns to step 160. In step 177, if the solenoid
valves 3a and 3c are closed, the control also returns to
step 160.
[0124] With the above, the detection temperature TC
of the condensing temperature detection device 19 can
be controlled to a temperature between the first target
condensing temperature TC1 and the second target con-
densing temperature TC2.
[0125] Note that when the heat source side heat ex-
changer 3 operates as an evaporator (during the heating
only operation and the heating main operation), the so-
lenoid valve 51 is closed and the heat exchange capacity
of the heat source side heat exchanger 3 is controlled
with a similar method as that of Embodiment 1.
[0126] In the air-conditioning apparatus configured as
above, the heat source side heat exchanger 3 operates
as a condenser, and even with a flow of a high-pressure
high-density refrigerant, by connecting the first heat ex-
changer 24 and the second heat exchanger 25 in series,
the cross-sectional area of the passage of the refrigerant
can be made small compared to when the first heat ex-
changer 24 and the second heat exchanger 25 is con-
nected in parallel. Accordingly, the drop of flow velocity
of the refrigerant flowing in the heat source side heat
exchanger 3 can be suppressed. Thus, the heat transfer
coefficient of the refrigerant (the heat exchange efficiency
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of the heat source side heat exchanger 3) is increased
when the heat source side heat exchanger 3 is used as
a condenser.
[0127] Furthermore, when the density of the refrigerant
flowing in the heat source side heat exchanger 3 is low,
that is, when the heat source side heat exchanger is op-
erated as a condenser, by connecting the first heat ex-
changer 24 and the second heat exchanger 25 in parallel,
the increase of flow velocity of the refrigerant flowing in
the heat source side heat exchanger 3 can be sup-
pressed. Accordingly, the pressure loss of the refrigerant
flowing in the heat source side heat exchanger 3 can be
reduced.
[0128] Hence, the efficiency of the air-conditioning ap-
paratus is further improved.
[0129] In addition, in the air-conditioning apparatus
configured as above, air sent from the air-sending device
flows into the second heat exchanger 25 that is on the
upstream side in the refrigerant flow direction after flow-
ing into the first heat exchanger 24 that is on the down-
stream side in the refrigerant flow direction. Accordingly,
the air that has exchanged heat in the first heat exchanger
24 and that has increased its temperature exchanges
heat with the high-temperature refrigerant that has flowed
into the second heat exchanger 25 from the compressor
1. Thus, the heat transfer efficiency of the heat source
side heat exchanger 3 is improved and the efficiency of
the air-conditioning apparatus is improved.

Embodiment 3

[0130] Considering the effect of the toxicity of the re-
frigerant on the human body and its flammability, an ac-
ceptable concentration of refrigerant leakage in a space
such as an indoor space is stipulated under an interna-
tional standard. For example, each of the acceptable con-
centration of refrigerant leakage in a space is determined
as 0.44kg/m3 for R410A, which is a fluorocarbon refrig-
erant, 0.07kg/m3 for CO2, and 0.008kg/m3 for propane.
[0131] In order to prevent such refrigerants leaking into
indoor spaces, water, brine, and the like may be prefer-
ably distributed to indoor heat exchangers. Accordingly,
it will be effective to embody the invention in an air-con-
ditioning apparatus that distributes water, brine, and the
like to indoor heat exchangers. Note that in Embodiment
3, elements not stated in particular is the same as Em-
bodiments 1 or 2.
[0132] Fig. 12 is a diagram illustrating a refrigerant cir-
cuit of an air-conditioning apparatus as an example of a
refrigeration cycle apparatus of Embodiment 3 which
does not belong to the invention.
[0133] The air-conditioning apparatus according to
Embodiment 3 is an air-conditioning apparatus in which
water is distributed to the indoor heat exchangers. Fur-
ther, this air-conditioning apparatus is a multi-room air-
conditioning system connecting a plurality of indoor units
to a single heat source unit. This air-conditioning appa-
ratus includes the heat source unit A, a relay unit E’, and

a plurality of indoor units 71. In Embodiment 3, the air-
conditioning apparatus includes three indoor units 71a,
71b, and 71c.

(Heat Source Unit A)

[0134] Same as Embodiment 1, the heat source unit
A includes the compressor 1, the four-way valve 2, the
heat source side heat exchanger 3, the air-sending de-
vice 18, which is capable of variably controlling the vol-
ume of air and which sends air to the heat source side
heat exchanger 3, and the switching valve 4 that switches
the passage of the refrigerant discharged from the com-
pressor 1.
[0135] In the heat source unit A according to Embod-
iment 3, the fourth check valve 4d is connected to a re-
frigerant piping between the first branching unit 5 and a
solenoid valve 68 in the relay unit E’ to be described
below via the second heat source unit side connecting
piping 16A. Further, the first check valve 4a is connected
to the first branching unit 5 of the relay unit E’ to be de-
scribed below via the first heat source unit side connect-
ing piping 15A.

(Indoor Units 71)

[0136] The indoor units 71a, 71b, and 71c each have
the same configuration.
[0137] In more detail, the indoor unit 71a includes an
indoor side heat exchanger 70a. One end of the indoor
side heat exchanger 70a is connected to a first water
switching valve 72a of the relay unit E’ to be described
below via a third water piping 65a. The other end of the
indoor side heat exchanger 70a is connected to the sec-
ond water switching valve 73a of the relay unit E’ to be
described below via a fourth water piping 66a.
[0138] The indoor unit 71b includes an indoor side heat
exchanger 70b. One end of the indoor side heat exchang-
er 70b is connected to a first water switching valve 72b
of the relay unit E’ to be described below via a third water
piping 65b. The other end of the indoor side heat ex-
changer 70b is connected to the second water switching
valve 73b of the relay unit E’ to be described below via
a fourth water piping 66b.
[0139] The indoor unit 71c includes an indoor side heat
exchanger 70c. One end of the indoor side heat exchang-
er 70c is connected to a first water switching valve 72c
of the relay unit E’ to be described below via a third water
piping 65c. The other end of the indoor side heat ex-
changer 70c is connected to the second water switching
valve 73c of the relay unit E’ to be described below via
a fourth water piping 66c.

(Relay unit E’)

[0140] The relay unit E’ includes the first branching unit
5, the second branching unit 6, the flow control valve 9,
a first water-to-refrigerant heat exchanger 55B, a second
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water-to-refrigerant heat exchanger 55C, a plurality of
first water switching valves 72 (the first water switching
valves 72a, 72b, and 72c), a plurality of second water
switching valves 73 (the second water switching valves
73a, 73b, and 73c), a plurality of pumps 60 (pumps 60A
and 60B), and the solenoid valve 68.
[0141] E The first branching unit 5 includes solenoid
valves 13B and 13C and the solenoid valves 14B and
14C.
[0142] One end of each of the solenoid valves 13B and
13C is connected to the first heat source unit side con-
necting piping 15A. Further, the other end of solenoid
valve 13B is connected to the first water-to-refrigerant
heat exchanger 55B via a first water-to-refrigerant heat
exchanger connecting piping 63B. The other end of so-
lenoid valve 13C is connected to the second water-to-
refrigerant heat exchanger 55C via a first water-to-refrig-
erant heat exchanger connecting piping 63C.
[0143] One end of each of the solenoid valves 14B and
14C is connected to the second branching unit 6. Further,
the other end of solenoid valve 14B is connected to the
first water-to-refrigerant heat exchanger 55B via a first
water-to-refrigerant heat exchanger connecting piping
63B. The other end of solenoid valve 14C is connected
to the second water-to-refrigerant heat exchanger 55C
via a first water-to-refrigerant heat exchanger connecting
piping 63C.
[0144] The solenoid valve 68 is provided in the refrig-
erant piping between the solenoid valves 14B and 14C
and the second branching unit 6, and the second heat
source unit side connecting piping 16A is connected to
this piping between the solenoid valves 14B and 14C and
the solenoid valve 68.
[0145] The second branching unit 6 branchingly con-
nects second water-to-refrigerant heat exchanger con-
necting pipings 64B and 64C to the second heat source
unit side connecting piping 16A. This second water-to-
refrigerant heat exchanger connecting piping 64B is con-
nected to the first water-to-refrigerant heat exchanger
55B and a flow control valve 11B is provided in the second
water-to-refrigerant heat exchanger connecting piping
64B. Further, the second water-to-refrigerant heat ex-
changer connecting piping 64c is connected to the sec-
ond water-to-refrigerant heat exchanger 55C and a flow
control valve 11C is provided in the second water-to-re-
frigerant heat exchanger connecting piping 64C.
[0146] The flow control valve 9 is connected between
the second branching unit 6 and the first heat source unit
side connecting piping 15A.
[0147] The first water-to-refrigerant heat exchanger
55B exchanges heat between the refrigerant flowing in
the heat source side refrigerant circuit on the heat source
unit A side and water flowing in the use side refrigerant
circuit on the indoor units 71 side. In this first water-to-
refrigerant heat exchanger 55B, as described above, the
first water-to-refrigerant heat exchanger connecting pip-
ing 63B and the second water-to-refrigerant heat ex-
changer connecting piping 64B is connected as the heat

source side refrigerant circuit. Further, in this first water-
to-refrigerant heat exchanger 55B, a first water piping
61B and a second water piping 62B is connected as the
use side refrigerant circuit.
[0148] Furthermore, the first water piping 61B is also
connected to the first water switching valves 72a, 72b
and 72c. The second water piping 62B is connected to
the second water switching valves 73a, 73b, and 73c.
[0149] The pump 60b that circulates the water in the
use side refrigerant circuit is provided to the first water
piping 61B.
[0150] The second water-to-refrigerant heat exchang-
er 55C exchanges heat between the refrigerant flowing
in the heat source side refrigerant circuit on the heat
source unit A side and water flowing in the use side re-
frigerant circuit on the indoor units 71 side. In this second
water-to-refrigerant heat exchanger 55C, as described
above, the first water-to-refrigerant heat exchanger con-
necting piping 63C and the second water-to-refrigerant
heat exchanger connecting piping 64C is connected as
the heat source side refrigerant circuit. Further, in this
first water-to-refrigerant heat exchanger 55C, a first water
piping 61C and a second water piping 62C is connected
as the use side refrigerant circuit.
[0151] Furthermore, the first water piping 61C is also
connected to the first water switching valves 72a, 72b,
and 72c. The second water piping 62C is connected to
the second water switching valves 73a, 73b, and 73c.
[0152] The pump 60C that circulates the water in the
use side refrigerant circuit is provided to the first water
piping 61C.
[0153] E

<Flow of Refrigerant>

[0154] The flow of the refrigerant of the air-conditioning
apparatus according to Embodiment 3 will be subse-
quently described with reference to Figs. 13, 14, and 15.
In Fig. 13, the refrigerant flows during the cooling only
operation and the refrigerant flow during the heating only
operation will be described. In Fig. 14, the refrigerant flow
during the heating main operation will be described. In
Fig. 15, the refrigerant flow during the cooling main op-
eration will be described.

(Flow of Refrigerant During Cooling Only Operation)

[0155] Fig. 13 is a diagram illustrating flows of the re-
frigerant in the refrigerant circuit of the air-conditioning
apparatus during the cooling operation and the heating
operation as an example of the refrigeration cycle appa-
ratus of Embodiment 3 which does not belong to the in-
vention.
[0156] First, the flow of the refrigerant flowing in the
heat source side refrigerant circuit on the heat source
unit A side will be described. The direction of the solid
arrows in Fig. 13 indicates the direction of the refrigerant
flow during the cooling only operation.

31 32 



EP 2 495 512 B1

18

5

10

15

20

25

30

35

40

45

50

55

[0157] A high-temperature high-pressure gas refriger-
ant that has been discharged from the compressor 1
flows into the four-way valve 2. The refrigerant that has
flowed out of the four-way valve 2 flows into the heat
source side heat exchanger 3. The refrigerant that has
flowed into the heat source side heat exchanger 3 ex-
changes heat with the air sent by the air-sending device
18 and is condensed and liquefied. The condensed and
liquefied, high-pressure liquid refrigerant flows through
the fourth check valve 4d, passes through the second
heat source unit side connecting piping 16A, and the so-
lenoid valve 68 in this order, and flows into the second
branching unit 6. The high-pressure liquid refrigerant that
has flowed into the second branching unit 6 passes
through the second water-to-refrigerant heat exchanger
connecting pipings 64B and 64C and flows into each of
the respective flow control valves 11B and 11C.
[0158] This refrigerant is decompressed to low pres-
sure by the flow control valves 11B and 11C that are
controlled based on the amount of superheat in the cor-
responding outlets of the first water-to-refrigerant heat
exchanger 55B and the second water-to-refrigerant heat
exchanger 55C. The refrigerant exchanges heat with wa-
ter in the water-to-refrigerant heat exchangers 55B and
55C and is evaporated and gasified to cool the water.
Then, this refrigerant that has turned into a gaseous state
passes through the first water-to-refrigerant heat ex-
changer connecting pipings 63B and 63C, the solenoid
valves 13B and 13C, the first branching unit 5, the first
heat source unit side connecting piping 15A, the first
check valve 4a, and the four-way valve 2, and is sucked
into the compressor 1.
[0159] During the cooling only operation, the solenoid
valve 68 is opened, the solenoid valves 13B and 13C are
opened, the solenoid valves 14B and 14C are closed.
Accordingly, the refrigerant flows in the direction of the
solid arrows in the first water-to-refrigerant heat exchang-
er connecting pipings 63B and 63C, the second water-
to-refrigerant heat exchanger connecting pipings 64B
and 64C, the first water-to-refrigerant heat exchanger
55B and the second water-to-refrigerant heat exchanger
55C. Further, since the first heat source unit side con-
necting piping 15A is low in pressure, the second heat
source unit side connecting piping 16A is high in pres-
sure, the end connection of the heat source side heat
exchanger 3 to the switching valve 4 is high in pressure,
and the end connection of the four-way valve 2 to the
switching valve 4 is low in pressure, the refrigerant inev-
itably flows to the first check valve 4a and the fourth check
valve 4d.
[0160] Next, the flow of water flowing in the use side
refrigerant circuit on the indoor units 71 side will be de-
scribed. The direction of the solid arrows in Fig. 13 indi-
cates the direction of the water flow during the cooling
only operation.
[0161] Water that has been cooled in the first water-
to-refrigerant heat exchanger 55B and second water-to-
refrigerant heat exchanger 55C is pressurized in the re-

spective pumps 60B and 60C, passes through the cor-
responding first water pipings 61B and 61C, and is
merged in each of the first water switching valves 72a,
72b, and 72c. The water that has been merged in the
first water switching valves 72a, 72b, and 72c passes
through the third water pipings 65a, 65b, and 65c and
flows into the indoor units 71a, 71b, and 71c, respectively.
The water that has flowed into the indoor units 71a, 71b,
and 71c increases its temperature while cooling the in-
door air in the respective indoor side heat exchangers
70a, 70b, and 70c. The water that has been heated in
the indoor side heat exchangers 70a, 70b, and 70c pass-
es through the fourth water pipings 66a, 66b, and 66c
and flows into the second water switching valves 73a,
73b, and 73c, respectively. The water that has flowed
into the second water switching valves 73a, 73b, and 73c
is each branched to the second water piping 62B and the
second water piping 62C and returns to the first water-
to-refrigerant heat exchanger 55B and the second water-
to-refrigerant heat exchanger 55C, respectively.

(Flow of Refrigerant During Heating Only Operation)

[0162] First, the flow of the refrigerant flowing in the
heat source side refrigerant circuit on the heat source
unit A side will be described. The direction of the broken-
line arrows in Fig. 13 indicates the direction of the refrig-
erant flow during the heating only operation.
[0163] A high-temperature high-pressure gas refriger-
ant that has been discharged from the compressor 1
flows into the four-way valve 2. The refrigerant that has
flowed out of the four-way valve 2, passes through the
third check valve 4c, the second heat source unit side
connecting piping 16A, and flows into the first branching
unit 5. The high-temperature high-pressure gas refriger-
ant that has flowed into the first branching unit 5 passes
through each of the solenoid valves 14B and 14C and
the corresponding first water-to-refrigerant heat ex-
changer connecting pipings 63B and 63C in this order
and flows into the first water-to-refrigerant heat exchang-
er 55B and the second water-to-refrigerant heat ex-
changer 55C. Further, the high-temperature high-pres-
sure gas refrigerant that has flowed into the first water-
to-refrigerant heat exchanger 55B and the second water-
to-refrigerant heat exchanger 55C exchanges heat with
water and is condensed and liquefied to heat the water.
[0164] This refrigerant in a liquid state passes through
the nearly fully opened flow control valves 11B and 11C
that are controlled based on the amount of subcooling in
each of the respective outlet of the first water-to-refrig-
erant heat exchanger 55B and the second water-to-re-
frigerant heat exchanger 55C and flows into the respec-
tive second water-to-refrigerant heat exchanger connect-
ing pipings 64B and 64C. The refrigerant flows into the
second branching unit 6 and is merged, and, further,
passes through the third flow control valve 9. The refrig-
erant is decompressed into a low-pressure two-phase
gas-liquid state in either of the flow control valves 11B
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and 11C or the third flow control valve 9. Further, the
refrigerant that has been decompressed to low pressure
passes through the first heat source unit side connecting
piping 15A and the second check valve 4b of the heat
source unit A and flows into the heat source side heat
exchanger 3. The refrigerant that has flowed into the heat
source side heat exchanger 3 exchanges heat with the
air sent by the air-sending device 18, which is capable
of variably controlling the volume of air, and is evaporated
and gasified. The refrigerant that has turned into a gas-
eous state passes through the four-way valve 2 of the
heat source unit and is sucked into the compressor 1.
[0165] During the heating only operation, the solenoid
68 is closed, the solenoid valves 14B and 14C are
opened, the solenoid valves 13B and 13C are closed.
Accordingly, the refrigerant flows in the direction of the
broken-line arrows in the first water-to-refrigerant heat
exchanger connecting pipings 63B and 63C, the second
water-to-refrigerant heat exchanger connecting pipings
64B and 64C, the first water-to-refrigerant heat exchang-
er 55B and the second water-to-refrigerant heat ex-
changer 55C. Further, since the first heat source unit side
connecting piping 15A is low in pressure, the second heat
source unit side connecting piping 16A is high in pres-
sure, the end connection of the heat source side heat
exchanger 3 to the switching valve 4 is low in pressure,
and the end connection of the four-way valve 2 to the
switching valve 4 is high in pressure, the refrigerant in-
evitably flows to the second check valve 4b and the third
check valve 4c.
[0166] Next, the flow of water flowing in the use side
refrigerant circuit on the indoor units 71 side will be de-
scribed. The direction of the broken-line arrows in Fig.
13 indicates the direction of the water flow during the
heating only operation.
[0167] Water that has been heated in the first water-
to-refrigerant heat exchanger 55B and second water-to-
refrigerant heat exchanger 55C is pressurized in the re-
spective pumps 60B and 60C, passes through the cor-
responding first water pipings 61B and 61C, and is
merged in each of the first water switching valves 72a,
72b, and 72c. The water that has been merged in the
first water switching valves 72a, 72b, and 72c passes
through the third water pipings 65a, 65b, and 65c and
flows into the indoor units 71a, 71b, and 71c, respectively.
The water that has flowed into the indoor units 71a, 71b,
and 71c reduces its temperature while heating the indoor
air in the respective indoor side heat exchangers 70a,
70b, and 70c. The water that has reduced its temperature
in the indoor side heat exchangers 70a, 70b, and 70c
passes through the fourth water pipings 66a, 66b, and
66c and flows into the second water switching valves
73a, 73b, and 73c, respectively. The water that has
flowed into the second water switching valves 73a, 73b,
and 73c is each branched to the second water piping 62B
and the second water piping 62C and returns to the first
water-to-refrigerant heat exchanger 55B and the second
water-to-refrigerant heat exchanger 55C, respectively.

(Flow of Refrigerant During Heating Main Operation)

[0168] Fig. 14 is a diagram illustrating flows of the re-
frigerant in the refrigerant circuit of the air-conditioning
apparatus during the heating main operation as an ex-
ample of the refrigeration cycle apparatus of Embodiment
3 which does not belong to the invention. Note that in
Fig. 14, a case in which the indoor units 71a and 71b
carry out heating operation and the indoor unit 71c carries
out cooling operation is illustrated. Further, during the
heating main operation, the heat source side heat ex-
changer 3 functions as an evaporator, the first water-to-
refrigerant heat exchanger 55B functions as a condens-
er, and the second water-to-refrigerant heat exchanger
55C functions as an evaporator.
[0169] First, the flow of the refrigerant flowing in the
heat source side refrigerant circuit on the heat source
unit A side will be described. The direction of the broken-
line arrows in Fig. 14 indicates the direction of the refrig-
erant flow during the heating main operation.
[0170] A high-temperature high-pressure gas refriger-
ant that has been discharged from the compressor 1
flows into the four-way valve 2. The refrigerant that has
flowed out of the four-way valve 2, passes through the
third check valve 4c, the second heat source unit side
connecting piping 16A, and flows into the first branching
unit 5 of the relay unit E’. The high-temperature high-
pressure gas refrigerant that has flowed into the first
branching unit 5 passes through the solenoid valve 14B
and the first water-to-refrigerant heat exchanger con-
necting piping 63B in this order and flows into the first
water-to-refrigerant heat exchanger 55B. Further, the
high-temperature high-pressure gas refrigerant that has
flowed into the first water-to-refrigerant heat exchanger
55B exchanges heat with water and is condensed and
liquefied to heat the water. This refrigerant that has turned
into a liquid state passes through the flow control valve
11B whose opening degree, which has been controlled
on the basis of the amount of subcooling at the outlet of
the first water-to-refrigerant heat exchanger 55B, is in a
nearly fully opened state, is slightly decompressed, and
flows into the second branching unit 6 through the second
water-to-refrigerant heat exchanger connecting piping
64B.
[0171] A portion of the refrigerant that has flowed into
the second branching unit 6 passes through the second
water-to-refrigerant heat exchanger connecting piping
64C and flows into the second water-to-refrigerant heat
exchanger 55C that is about to cool water. This refriger-
ant enters the flow control valve 11C that is controlled by
the amount of superheat in the outlet of the second water-
to-refrigerant heat exchanger 55C and is decompressed.
The decompressed refrigerant exchanges heat in the
second water-to-refrigerant heat exchanger 55C and is
evaporated and gasified to cool the water. This refriger-
ant that has turned into a gaseous state passes through
the solenoid valve 13C and flows into the first heat source
unit side connecting piping 15A.
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[0172] Meanwhile, the remaining refrigerant in the sec-
ond branching unit 6 passes through the third flow control
valve 9 that is controlled such that the pressure difference
between the high pressure (for example, the pressure of
the second heat source unit side connecting piping 16A)
and the middle pressure (for example, the pressures of
the second water-to-refrigerant heat exchanger connect-
ing pipings 64B and 64C) is within a predetermined
range. Subsequently, this refrigerant merges in the first
heat source unit side connecting piping 15A with the re-
frigerant that has passed through the second water-to-
refrigerant heat exchanger 55C.
[0173] The refrigerant that has been merged in the first
heat source unit side connecting piping 15A flows into
the heat source unit A, passes through the second check
valve 4b, and flows into the heat source side heat ex-
changer 3. Here, the refrigerant that has evaporated and
has turned into a gaseous state after exchanging heat
with the air sent from the air-sending device 18, which is
capable of variably controlling the volume of air, flows
through the four-way valve 2 of the heat source unit and
is sucked into the compressor 1.
[0174] During the heating main operation, since the
solenoid valve 68 is closed, the solenoid valve 14B is
opened, and the solenoid valve 13B is closed, the refrig-
erant flows in the direction of the broken-line arrows in
the first water-to-refrigerant heat exchanger connecting
piping 63B, the first water-to-refrigerant heat exchanger
55B, and the second water-to-refrigerant heat exchanger
connecting piping 64B, and heats the water. Further,
since the solenoid valve 14C is closed and the solenoid
valve 13C is opened, the refrigerant flows in the direction
of the broken-line arrows in the first water-to-refrigerant
heat exchanger connecting piping 63C, the second wa-
ter-to-refrigerant heat exchanger 55C, and the second
water-to-refrigerant heat exchanger connecting piping
64C, and cools the water. Further, since the first heat
source unit side connecting piping 15A is low in pressure,
the second heat source unit side connecting piping 16A
is high in pressure, the end connection of the heat source
side heat exchanger 3 to the switching valve 4 is low in
pressure, and the end connection of the four-way valve
2 to the switching valve 4 is high in pressure, the refrig-
erant inevitably flows to the second check valve 4b and
the third check valve 4c.
[0175] Next, the flow of water flowing in the use side
refrigerant circuit on the indoor units 71 side will be de-
scribed. The direction of the broken-line arrows in Fig.
14 indicate the direction of the flow of water that is used
in the heating operation. The direction of the solid arrows
in Fig. 14 indicates the direction of the flow of water that
is used in the cooling operation.
[0176] Water that has been heated in the first water-
to-refrigerant heat exchanger 55B is pressurized in the
pump 60B, passes through the first water piping 61B,
and flows into the first water switching valves 72a and
72b. The water that has flowed into the first water switch-
ing valves 72a and 72b passes through the third water

pipings 65a and 65b and flows into the indoor units 71a
and 71b, respectively. The water that has flowed into the
indoor units 71a and 71b reduces its temperature while
heating the indoor air in the respective indoor side heat
exchangers 70a and 70b. The water that has reduced its
temperature in the indoor side heat exchangers 70a and
70b passes through the fourth water pipings 66a and 66b
and flows into the second water switching valves 73a and
73b, respectively. The water that has flowed into the sec-
ond water switching valves 73a and 73b returns to the
first water-to-refrigerant heat exchanger 55B.
[0177] Meanwhile, the water that has been heated in
the second water-to-refrigerant heat exchanger 55C is
pressurized in the pump 60C, passes through the first
water piping 61C, and flows into the first water switching
valve 72c. The water that has flowed into the first water
switching valve 72c passes through the third water piping
65c and flows into the indoor unit 71c. The water that has
flowed into the indoor unit 71c increases its temperature
while cooling the indoor air in the indoor side heat ex-
changer 70c. The water that has been heated in the in-
door side heat exchanger 70c passes through the fourth
water piping 66c and flows into the second water switch-
ing valve 73c. The water that has flowed into the second
water switching valve 73c returns to the second water-
to-refrigerant heat exchanger 55C.

(Flow of Refrigerant During Cooling Main Operation)

[0178] Fig. 15 is a diagram illustrating flows of the re-
frigerant in the refrigerant circuit of the air-conditioning
apparatus during the cooling main operation as an ex-
ample of the refrigeration cycle apparatus of Embodiment
3 which does not belong to the invention. Note that in
Fig. 15, a case in which the indoor unit 71a carries out
heating operation and the indoor units 71b and 71c carry
out cooling operation is illustrated. Further, during the
cooling main operation, the heat source side heat ex-
changer 3 functions as an condenser, the first water-to-
refrigerant heat exchanger 55B functions as a condens-
er, and the second water-to-refrigerant heat exchanger
55C functions as an evaporator.
[0179] First, the flow of the refrigerant flowing in the
heat source side refrigerant circuit on the heat source
unit A side will be described. The direction of the solid
arrows in Fig. 15 indicates the direction of the refrigerant
flow during the cooling main operation.
[0180] A high-temperature high-pressure gas refriger-
ant that has been discharged from the compressor 1
flows into the four-way valve 2. The refrigerant that has
flowed out of the four-way valve 2 flows into the heat
source side heat exchanger 3. The refrigerant that has
flowed into the heat source side heat exchanger 3 ex-
changes heat with the air sent by the air-sending device
18 and is moderately condensed and liquefied, and turns
into a high-temperature high-pressure two-phase refrig-
erant. The high-temperature high-pressure two-phase
refrigerant, passes through the fourth check valve 4d,
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the second heat source unit side connecting piping 16A,
and flows into the first branching unit 5 of the relay unit
E’. The high-temperature high-pressure two-phase re-
frigerant that has flowed into the first branching unit 5
passes through the solenoid valve 13B and the first wa-
ter-to-refrigerant heat exchanger connecting piping 63B
in this order and flows into the first water-to-refrigerant
heat exchanger 55B. Further, the high-temperature high-
pressure two-phase refrigerant that has flowed into the
first water-to-refrigerant heat exchanger 55B exchanges
heat with water and is condensed and liquefied to heat
the water. This refrigerant that has turned into a liquid
state passes through the flow control valve 11B whose
opening degree, which has been controlled on the basis
of the amount of subcooling at the outlet of the first water-
to-refrigerant heat exchanger 55B, is in a nearly fully
opened state, is slightly decompressed, and flows into
the second branching unit 6 through the second water-
to-refrigerant heat exchanger connecting piping 64B.
[0181] The refrigerant that has flowed into the second
branching unit 6 passes through the second water-to-
refrigerant heat exchanger connecting piping 64C and
flows into the second water-to-refrigerant heat exchang-
er 55C that is about to cool water. This refrigerant enters
the flow control valve 11C that is controlled by the amount
of superheat in the outlet of the second water-to-refrig-
erant heat exchanger 55C and is decompressed to low
pressure. The decompressed refrigerant exchanges
heat in the second water-to-refrigerant heat exchanger
55C and is evaporated and gasified to cool the water.
This refrigerant that has turned into a gaseous state pass-
es through the first water-to-refrigerant heat exchanger
connecting piping 63C, the solenoid valve 13C, the first
branching unit 5, the first heat source unit side connecting
piping 15A, the first check valve 4a, and the four-way
valve 2, and is sucked into the compressor 1.
[0182] During the cooling main operation, since the so-
lenoid valve 68 is closed, the solenoid valve 14B is
opened, and the solenoid valve 13B is closed, the refrig-
erant flows in the direction of the solid arrows in the first
water-to-refrigerant heat exchanger connecting piping
63B, the first water-to-refrigerant heat exchanger 55B,
and the second water-to-refrigerant heat exchanger con-
necting piping 64B, and heats the water. Further, since
the solenoid valve 14C is closed and the solenoid valve
13C is opened, the refrigerant flows in the direction of
the solid arrows in the first water-to-refrigerant heat ex-
changer connecting piping 63C, the second water-to-re-
frigerant heat exchanger 55C, and the second water-to-
refrigerant heat exchanger connecting piping 64C, and
cools the water. Further, since the first heat source unit
side connecting piping 15A is low in pressure, the second
heat source unit side connecting piping 16A is high in
pressure, the end connection of the heat source side heat
exchanger 3 to the switching valve 4 is high in pressure,
and the end connection of the four-way valve 2 to the
switching valve 4 is low in pressure, the refrigerant inev-
itably flows to the first check valve 4a and the fourth check

valve 4d.
[0183] Next, the flow of water flowing in the use side
refrigerant circuit on the indoor units 71 side will be de-
scribed. The direction of the broken-line arrows in Fig.
15 indicate the direction of the flow of water that is used
in the heating operation. The direction of the solid arrows
in Fig. 15 indicates the direction of the flow of water that
is used in the cooling operation.
[0184] Water that has been heated in the first water-
to-refrigerant heat exchanger 55B is pressurized in the
pump 60B, passes through the first water piping 61B,
and flows into the first water switching valve 72a. The
water that has flowed into the first water switching valve
72a passes through the third water piping 65a and flows
into the indoor unit 71a. The water that has flowed into
the indoor unit 71a reduces its temperature while heating
the indoor air in the indoor side heat exchanger 70a. The
water that has reduced its temperature in the indoor side
heat exchanger 70a passes through the fourth water pip-
ing 66a and flows into the second water switching valve
73a. The water that has flowed into the second water
switching valve 73a returns to the first water-to-refriger-
ant heat exchanger 55B.
[0185] Meanwhile, the water that has been heated in
the second water-to-refrigerant heat exchanger 55C is
pressurized in the pump 60C, passes through the first
water piping 61C, and flows into the first water switching
valves 72b and 72c. The water that has flowed into the
first water switching valves 72b and 72c passes through
the third water pipings 65b and 65c and flows into the
indoor units 71b and 71c, respectively. The water that
has flowed into the indoor units 71b and 71c increases
its temperature while cooling the indoor air in the respec-
tive indoor side heat exchangers 70b and 70c. The water
that has been heated in the indoor side heat exchangers
70b and 70c passes through the fourth water pipings 66b
and 66c and flows into the second water switching valves
73b and 73c, respectively. The water that has flowed into
the second water switching valves 73b and 73c returns
to the second water-to-refrigerant heat exchanger 55C.
[0186] Note that a control method of the heat exchange
capacity of the heat source side heat exchanger 3 is the
same as that of Embodiment 1, and its description is omit-
ted.
[0187] According to the above-configured air-condi-
tioning apparatus, in addition to the same advantageous
effect of Embodiment 1, an advantageous effect in which
no refrigerant in the heat source side refrigerant circuit
will leak indoors can be obtained. Accordingly, a flam-
mable and/or toxic natural refrigerant or a flammable
and/or toxic refrigerant that has high effect in suppressing
global warming can be used in the heat source side re-
frigerant circuit. Thus, an air-conditioning apparatus that
can secure both global warming suppressing effect and
safety in the indoor space can be obtained. Furthermore,
during the switching of the operation modes or during a
defrost operation that may temporarily stop the compres-
sor 1, the heating or cooling of the indoor space can be
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continued although only for a short time since the latent
heat of water can be used. Thus, advantageous effect
such as increase in comfort can be obtained.

Reference Signs List

[0188] A heat source unit; B, C, D indoor unit; E relay
unit; 1 compressor; 2 four-way valve; 3 heat source side
heat exchanger; 3a to 3d solenoid valve; 4 switching
valve; 4a first check valve; 4c third check valve; 4d fourth
check valve; 5 first branching unit; 6 second branching
unit; 7 gas-liquid separator; 8 flow control valve; 9 flow
control valve; 10B, 10C, 10D indoor unit side heat ex-
changer; 11B, 11C, 11D flow control valve; 13B, 13C,
13D solenoid valve; 14B, 14C, 14D solenoid valve; 15A
first heat source unit side connecting piping; 15B, 15C,
15D first indoor unit side connecting piping; 16A second
heat source unit side connecting piping; 16B, 16C, 16D
second indoor unit side connecting piping; 18 air-sending
device; 19 condensing temperature detection device; 20
evaporating temperature detection device; 21 first refrig-
erant circuit; 22 second refrigerant circuit; 23 third refrig-
erant circuit; 24 first heat exchanger; 25 second heat ex-
changer; 30 distributor; 40 flow control valve; 50 bypass
piping; 51 solenoid valve; 55B first water-to-refrigerant
heat exchanger; 55C second water-to-refrigerant heat
exchanger; 60 pump; 61B, 61C first water piping; 62B,
62C second water piping; 63B, 63C first water-to-refrig-
erant heat exchanger connecting piping; 64B, 64C sec-
ond water-to-refrigerant heat exchanger connecting pip-
ing; 65 third water piping; 66 fourth water piping; 68 so-
lenoid valve; 70 indoor side heat exchanger; 71 indoor
unit; 72 first water switching valve; 73 second water
switching valve; 152 heat exchange capacity regulating
device.

Claims

1. A refrigeration cycle apparatus, comprising:

a heat source side heat exchanger (3) including
a plurality of heat exchangers connected in par-
allel;
a supply device (18) supplying, in a variable
manner, an object to be heat exchanged to the
heat source side heat exchanger (3), the object
to be heat exchanged exchanging heat with a
refrigerant that flows in the heat exchangers;
passage on-off devices (3a to 3d) opening and
closing refrigerant passages (21, 22) of the heat
exchangers, respectively;
a bypass piping (23) being connected to the heat
exchangers in parallel; and
a flow control device (40) being provided in the
bypass piping (23), the flow control device (40)
controlling a flow rate of the refrigerant flowing
in the bypass piping (23); and characterised by

a distributor (30) regulating a gas-to-liquid ratio
of a two-phase gas-liquid refrigerant to a pre-
scribed ratio and sending out the two-phase gas-
liquid refrigerant to a downstream side, the dis-
tributor (30) being provided to a junction of pip-
ings connected to the respective heat exchang-
ers and the bypass piping (23), the junction be-
coming the inlet side of the heat exchangers
when the heat exchangers operate as evapora-
tors.

2. The refrigeration cycle apparatus of claim 1, further
comprising
a connecting piping (50) serially connecting at least
some of the heat exchangers (24, 25) among the
plurality of heat exchangers; and
an on-off valve (51) opening and closing a passage
of the connecting piping (50).

3. The refrigeration cycle apparatus of claim 2, wherein
the heat exchangers (24, 25) serially connected by
the connecting piping (50) are disposed such that
the object to be heat exchanged that has exchanged
heat in one of the heat exchangers that is on the
downstream side in the refrigerant flow direction is
supplied to one of the heat exchangers that is on the
upstream side in the refrigerant flow direction.

4. The refrigeration cycle apparatus of any one of
claims 1 to 3, wherein the refrigerant flowing in the
heat exchangers is a refrigerant that transfers heat
to the object to be heat exchanged in a supercritical
state without being condensed when transferring
heat to the object to be heat exchanged.

5. The refrigeration cycle apparatus of any one of
claims 1 to 4, wherein the distributor (30) is config-
ured to distribute the refrigerant with an equal gas-
to-liquid ratio to the refrigerant with an equal gas-to-
liquid ratio to the refrigerant passages (21, 22) of the
heat exchangers and the bypass piping (23).

Patentansprüche

1. Kältekreislaufvorrichtung, umfassend:

einen wärmequellenseitigen Wärmetauscher
(3), der eine Vielzahl von parallel verbundenen
Wärmetauschern umfasst;
eine Zuführeinrichtung (18), die in einer variab-
len Weise ein Objekt, mit dem Wärme auszu-
tauschen ist, dem wärmequellenseitigen Wär-
metauscher (3) zuführt, wobei das Objekt, mit
dem Wärme auszutauschen ist, Wärme mit ei-
nem Kältemittel austauscht, das in den Wärme-
tauschern strömt;
Durchlass-Auf-Zu-Einrichtungen (3a bis 3d), die
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jeweils Kältemitteldurchlässe (21, 22) der Wär-
metauscher öffnen und schließen;
eine Bypass-Rohrleitung (23), die mit den Wär-
metauschern parallel verbunden ist; und
eine Strömungssteuereinrichtung (40), die in
der Bypass-Rohrleitung (23) bereitgestellt ist,
wobei die Strömungssteuereinrichtung (40) ei-
ne Strömungsrate des in der Bypass-Rohrlei-
tung (23) strömenden Kältemittels steuert; und
gekennzeichnet durch
einen Verteiler (30), der ein Gas-zu-Flüssigkeit-
Verhältnis eines zweiphasigen Gas-Flüssigkeit-
Kältemittels auf ein vorgeschriebenes Verhält-
nis regelt und das zweiphasige Gas-Flüssigkeit-
Kältemittel zu einer Abströmseite auslässt, wo-
bei der Verteiler (30) an einer Verbindungsstelle
von Rohrleitungen bereitgestellt ist, die mit den
jeweiligen Wärmetauschern und der Bypass-
Rohrleitung (23) verbunden sind, wobei die Ver-
bindungsstelle die Einlassseite der Wärmetau-
scher wird, wenn die Wärmetauscher als Ver-
dampfer arbeiten.

2. Kältekreislaufvorrichtung nach Anspruch 1, ferner
umfassend
eine Verbindungsrohrleitung (50), die zumindest ei-
nige der Wärmetauscher (24, 25) unter der Vielzahl
von Wärmetauschern seriell verbindet; und
ein Auf-Zu-Ventil (51), das einen Durchlass der Ver-
bindungsrohrleitung (50) öffnet und schließt.

3. Kältekreislaufvorrichtung nach Anspruch 2, wobei
die Wärmetauscher (24, 25), die durch die Verbin-
dungsrohrleitung (50) seriell verbunden sind, so an-
geordnet sind, dass das Objekt, mit dem Wärme aus-
zutauschen ist und das Wärme in einem der Wär-
metauscher ausgetauscht hat, der auf der Abström-
seite in der Kältemittelströmungsrichtung ist, einem
der Wärmetauscher zugeführt wird, der auf der An-
strömseite in der Kältemittelströmungsrichtung ist.

4. Kältekreislaufvorrichtung nach einem der Ansprü-
che 1 bis 3, wobei
das in den Wärmetauschern strömende Kältemittel
ein Kältemittel ist, das Wärme an das Objekt, mit
dem Wärme auszutauschen ist, in einem superkriti-
schen Zustand überträgt ohne kondensiert zu wer-
den, wenn Wärme an das Objekt, mit dem Wärme
auszutauschen ist, übertragen wird.

5. Kältekreislaufvorrichtung nach einem der Ansprü-
che 1 bis 4, wobei
der Verteiler (30) eingerichtet ist, um das Kältemittel
mit einem gleichen Gas-zu-Flüssigkeit-Verhältnis zu
dem Kältemittel mit einem gleichen Gas-zu-Flüssig-
keit-Verhältnis an die Kältemitteldurchlässe (21, 22)
der Wärmetauscher und die Bypass-Rohrleitung
(23) zu verteilen.

Revendications

1. Appareil à cycle de réfrigération, comprenant :

un échangeur de chaleur côté source de chaleur
(3) incluant une pluralité d’échangeurs de cha-
leur raccordés en parallèle ;
un dispositif d’alimentation (18) fournissant,
d’une manière variable, un objet devant être
soumis à un échange de chaleur à l’échangeur
de chaleur côté source de chaleur (3), l’objet
devant être soumis à l’échange de chaleur
échangeant de la chaleur avec un fluide frigori-
gène qui s’écoule dans les échangeurs de
chaleur ;
des dispositifs d’ouverture-fermeture de passa-
ge (3a à 3d) ouvrant et fermant respectivement
les passages de fluide frigorigène (21, 22) des
échangeurs de chaleur ;
une conduite de dérivation (23) raccordée aux
échangeurs de chaleur en parallèle ; et
un dispositif de régulation de débit (40) prévu
dans la conduite de dérivation (23), le dispositif
de régulation de débit (40) régulant un débit de
l’écoulement de fluide frigorigène dans la con-
duite de dérivation (23) ; et
caractérisé par
un distributeur (30) régulant un rapport gaz-li-
quide d’un fluide frigorigène gazeux-liquide à
deux phases à un rapport prédéterminé et en-
voyant le fluide frigorigène gazeux-liquide à
deux phases vers un côté en aval, le distributeur
(30) étant prévu sur une jonction des conduites
raccordées aux échangeurs de chaleur respec-
tifs et à la conduite de dérivation (23), la jonction
devenant le côté entrée des échangeurs de cha-
leur lorsque les échangeurs de chaleur fonction-
nent comme des évaporateurs.

2. Appareil à cycle de réfrigération selon la revendica-
tion 1, comprenant en outre une conduite de raccor-
dement (50) raccordant en série au moins certains
des échangeurs de chaleur (24, 25) parmi la pluralité
d’échangeurs de chaleur ; et
une valve d’ouverture-fermeture (51) ouvrant et fer-
mant un passage de la conduite de raccordement
(50).

3. Appareil à cycle de réfrigération selon la revendica-
tion 2, dans lequel les échangeurs de chaleur (24,
25) raccordés en série par la conduite de raccorde-
ment (50) sont disposés de telle sorte que l’objet
devant être soumis à un échange de chaleur qui a
échangé de la chaleur dans l’un des échangeurs de
chaleur qui est sur le côté aval dans la direction
d’écoulement de fluide frigorigène est fourni à l’un
des échangeurs de chaleur qui est sur le côté amont
dans la direction d’écoulement de fluide frigorigène.
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4. Appareil à cycle de réfrigération selon l’une quelcon-
que des revendications 1 à 3, dans lequel le fluide
frigorigène s’écoulant dans les échangeurs de cha-
leur est un fluide frigorigène qui transfère de la cha-
leur à l’objet devant être soumis à un échange de
chaleur dans un état supercritique sans être conden-
sé lors du transfert de chaleur vers l’objet devant
être soumis à un échange de chaleur.

5. Appareil à cycle de réfrigération selon l’une quelcon-
que des revendications 1 à 4, dans lequel le distri-
buteur (30) est configuré pour distribuer le fluide fri-
gorigène ayant un rapport gaz-liquide égal aux pas-
sages de fluide frigorigène (21, 22) des échangeurs
de chaleur et de la conduite de dérivation (23).
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