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Description

TECHNICAL FIELD

[0001] The present invention relates to an air condi-
tioning system. More specifically, the present invention
relates to an air conditioning system in which the latent
heat load and the sensible heat load in the room are
treated by operating a vapor compression refrigeration
cycle.

BACKGROUND ART

[0002] Conventionally, air conditioners that cool and
dehumidify the room are known (for example, see Patent
Document 1). This type of air conditioner comprises a
vapor compression refrigerant circuit having an outdoor
heat exchanger as a heat source side heat exchanger
and an indoor heat exchanger as an air heat exchanger,
and a refrigerant is circulated in this refrigerant circuit to
operate a refrigeration cycle. This air conditioner dehu-
midifies the room by setting the evaporation temperature
of the refrigerant in the indoor heat exchanger lower than
the dew point temperature of the room air and thus con-
densing moisture in the room air.
[0003] Also, dehumidifiers comprising a heat exchang-
er provided with an adsorbent on the surface thereof are
also known (for example, see Patent Document 2). This
type of dehumidifier comprises two heat exchangers
each provided with an adsorbent. An adsorption process
in which moisture in the air is adsorbed so as to dehu-
midify the air is performed in one of the two heat exchang-
ers, while a regeneration process in which the moisture
adsorbed is desorbed in performed in the other one of
the two heat exchangers. During these processes, water
that is cooled by a cooling tower is supplied to one heat
exchanger that adsorbs the moisture, while heated
wastewater is supplied to the other heat exchanger that
regenerates water. Further, this dehumidifier is config-
ured to supply the room with air that is dehumidified
through the adsorption process and the regeneration
process.

<Patent Document 1> International Publication WO
03/029728
<Patent Document 2> US 4793143 discloses the
preamble of claim 1. Japanese Patent Application
Publication No. 07-265649

DISCLOSURE OF THE INVENTION

[0004] With the first described air conditioner, the latent
heat load in the room is treated by setting the evaporation
temperature of the refrigerant in the indoor heat exchang-
er lower than the dew point temperature of the room air
and thus condensing moisture in the air. Specifically, al-
though the sensible heat load can be treated even when
the evaporation temperature of refrigerant in the indoor

heat exchanger is higher than the dew point temperature
of the room air, the evaporation temperature of refrigerant
in the indoor heat exchanger must be set lower in order
to treat the latent heat load. Consequently, the difference
between high and low pressures in the vapor compres-
sion refrigeration cycle increases and so does the power
consumption of the compressor, resulting in a reduced
coefficient of performance (COP).
[0005] In addition, with the second described dehumid-
ifier, the cooling water cooled by the cooling tower, i.e.,
the cooling water whose temperature is not so much low-
er than the room temperature is supplied to the heat ex-
changer. Therefore, this dehumidifier can treat the latent
heat load in the room but not the sensible heat load, which
has been a problem.
[0006] In order to solve such a problem, the inventors
of the present invention have developed an air condition-
er that comprises a vapor compression refrigerant circuit
having a heat source side heat exchanger and an ad-
sorbent heat exchanger as a utilization side heat ex-
changer (for example, see Patent Application No.
2003-351268). This air conditioner can treat the sensible
heat load and the latent heat load in the room by alter-
nating between the adsorption process in which moisture
in the air is adsorbed onto an adsorbent heat exchanger
having an adsorbent on the surface thereof and the re-
generation process in which moisture in the air is des-
orbed from the adsorbent heat exchanger, and by sup-
plying the room with air that passed through the adsorb-
ent heat exchanger. Specifically, unlike the first de-
scribed air conditioner that dehumidifies air by condens-
ing moisture in the air, the air conditioner just described
dehumidifies air by adsorbing moisture in the air onto the
adsorbent, so that the evaporation temperature of the
refrigerant does not need to be set lower than the air dew
point temperature, and the air can be dehumidified even
when the evaporation temperature of the refrigerant is
set higher than the air dew point temperature. Conse-
quently, compared to conventional air conditioners, this
air conditioner allows the evaporation temperature of the
refrigerant to be set high even when dehumidifying air,
which consequently reduces the difference between high
and low pressures in the refrigeration cycle. As a result,
the power consumption of the compressor can be re-
duced, and the COP can be improved. In addition, this
air conditioner is capable of treating the sensible heat
load in the room at the same time when dehumidifying
air, by setting the evaporation temperature of the refrig-
erant lower than the required evaporation temperature
in the adsorbent heat exchanger.
[0007] Next, the inventors of the present invention in-
tend to apply the above-described air conditioner that
uses the adsorbent heat exchanger to an air conditioning
system (so-called multi air conditioning system) that is
installed in buildings and other facilities. However, in
some cases, in such a large scale air conditioning sys-
tem, a plurality of air conditioners each comprising an
adsorbent heat exchanger are needed, so that several
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compressors and the like to be used as heat sources
may need to be installed according to the number of the
adsorbent heat exchangers, which consequently creates
problems such as an increase in cost and an increase in
the number of parts to be maintained. In addition, when
the air conditioner comprising the adsorbent heat ex-
changer is installed along with an air conditioner com-
prising a typical air heat exchanger, a compressor and
the like to be used as heat sources must be installed
separately from the air conditioner comprising the air heat
exchanger, which consequently creates problems such
as an increase in cost and an increase in the number of
parts to be maintained.
[0008] It is therefore an object of the present invention
is to prevent problems such as an increase in cost and
an increase in the number of parts to be maintained,
which arise when a plurality of air conditioners that use
adsorbent heat exchangers are installed or when an air
conditioner that uses an adsorbent heat exchanger is
installed along with an air conditioner comprising an air
heat exchanger.
[0009] An air conditioning system according to the
present invention is an air conditioning system that treats
the latent heat load and the sensible heat load in the
room by operating a vapor compression type refrigeration
cycle, and comprises a plurality of first utilization side
refrigerant circuits that are connected in parallel with one
another, and a plurality of second utilization side refrig-
erant circuits that are connected in parallel with one an-
other. The first utilization side refrigerant circuit includes
an adsorbent heat exchanger provided with an adsorbent
on the surface thereof, and are capable of alternating
between an adsorption process in which moisture in the
air is adsorbed onto the adsorbent by causing the ad-
sorbent heat exchanger to function as an evaporator that
evaporates the refrigerant, and a regeneration process
in which moisture is desorbed from the adsorbent by
causing the adsorbent heat exchanger to function as a
condenser that condenses the refrigerant. The second
utilization side refrigerant circuit includes an air heat ex-
changer, and are capable of exchanging heat between
refrigerant and air. The air conditioning system is capable
of supplying the room with air that passed through the
adsorbent heat exchanger, and is also capable of sup-
plying the room with air that passed through the air heat
exchanger.
[0010] This air conditioning system constitutes so-
called multi-type air conditioning system, which compris-
es a plurality of first utilization side refrigerant circuits that
are capable of mainly treating the latent heat load in the
room by alternating between the adsorption process and
the regeneration process in the adsorbent heat exchang-
er so as to dehumidify or humidify air that passes through
the adsorbent heat exchanger, and a plurality of second
utilization side refrigerant circuits that are capable of
mainly treating the sensible heat load in the room by ex-
changing heat between refrigerant and air that passes
through the air heat exchanger. Here, the plurality of first

utilization side refrigerant circuits are connected in par-
allel with one another. The plurality of second utilization
side refrigerant circuits are also connected in parallel with
one another. Specifically, heat sources used for the vapor
compression refrigeration cycle operation are collected
together at least for a system that includes the first utili-
zation side refrigerant circuits (hereinafter referred to as
latent heat load treatment system) or for a system that
includes the second utilization side refrigerant circuits
(hereinafter referred to as sensible heat load treatment
system). In this way, it is possible to prevent problems
such as an increase in cost and an increase in the number
of parts to be maintained, which occur when a plurality
of air conditioners that use the adsorbent heat exchang-
ers are installed.
[0011] The air conditioning system according to the in-
vention comprises a heat source side refrigerant circuit
which includes a compression mechanism and a heat
source side heat exchanger and which is used as a heat
source for both the first utilization side refrigerant circuits
and the second utilization side refrigerant circuits. The
first utilization side refrigerant circuits are connected to
an discharge gas connection pipe connected to a dis-
charge side of the compression mechanism and to an
inlet gas connection pipe connected to an inlet side of
the compression mechanism.
[0012] In this air conditioning system, since both the
first utilization side refrigerant circuits and the second
utilization side refrigerant circuits are connected to one
heat source side refrigerant circuit, the heat sources are
collected together, further preventing an increase in cost
and an increase in the number of parts to be maintained.
Further, this air conditioning system constitutes the latent
heat load treatment system in which the first utilization
side refrigerant circuits are connected to the discharge
side and the inlet side of the compression mechanism in
the heat source side refrigerant circuit through the dis-
charge gas connection pipe and the inlet gas connection
pipe. Accordingly, by causing the adsorbent heat ex-
changer to function as an evaporator or a condenser in
each of the plurality of first utilization side refrigerant cir-
cuits, this air conditioning system can perform a dehu-
midifying operation or a humidifying operation depending
on the needs of each air-conditioned room, for example,
dehumidifying an air-conditioned room while humidifying
a different air-conditioned room. In addition, the compres-
sion mechanism can be installed in a place, such as out-
side, separate from the first and second utilization side
refrigerant circuits, so that noise and vibration inside the
building can be reduced. Here, the compression mech-
anism is not limited to include a single compressor. Two
or more compressors that are connected in parallel may
be included.
[0013] An air conditioning system according to a third
aspect of the present invention is an air conditioning sys-
tem that treats latent heat load and sensible heat load in
the room by operating a vapor compression type refrig-
eration cycle, and the air conditioning system comprises
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a first utilization side refrigerant circuit, a plurality of sec-
ond utilization side refrigerant circuits that are connected
in parallel with one another, and a heat source side re-
frigerant circuit to be used as a heat source for both the
first utilization side refrigerant circuits and the second
utilization side refrigerant circuits. The first utilization side
refrigerant circuit includes an adsorbent heat exchanger
provided with an adsorbent on the surface thereof, and
are capable of alternating between an adsorption proc-
ess in which moisture in the air is adsorbed onto the ad-
sorbent by causing the adsorbent heat exchanger to
function as an evaporator that evaporates the refrigerant,
and a regeneration process in which moisture is des-
orbed from the adsorbent by causing the adsorbent heat
exchanger to function as a condenser that condenses
the refrigerant. The second utilization side refrigerant cir-
cuits include an air heat exchanger, and are capable of
exchanging heat between refrigerant and air. The heat
source side refrigerant circuit includes a compression
mechanism and a heat source side heat exchanger. The
first utilization side refrigerant circuit is connected to a
discharge gas connection pipe connected to a discharge
side of the compression mechanism and to an inlet gas
connection pipe connected to an inlet side of the com-
pression mechanism. The air conditioning system is ca-
pable of supplying the room with air that passed through
the adsorbent heat exchanger, and is also capable of
supplying the room with air that passed through the air
heat exchanger.
[0014] This air conditioning system constitutes a multi-
type air conditioning system, which comprises the first
utilization side refrigerant circuit capable of mainly treat-
ing the latent heat load in the room by alternating between
the adsorption process and the regeneration process in
the adsorbent heat exchanger so as to dehumidify or
humidify air that passes through the adsorbent heat ex-
changer, and a plurality of second utilization side refrig-
erant circuits capable of mainly treating the sensible heat
load in the room by exchanging heat between refrigerant
and air that passes through the air heat exchanger. Here,
in this air conditioning system, both of the first utilization
side refrigerant circuit and the plurality of second utiliza-
tion side refrigerant circuits are connected to one heat
source side refrigerant circuit, so that the heat sources
are collected together, preventing an increase in cost and
an increase in the number of parts to be maintained. In
other words, it is possible to prevent an increase in cost
and an increase in the number of parts to be maintained,
which occur when the air conditioner that uses the ad-
sorbent heat exchanger and air conditioner that uses the
air heat exchanger are installed together. Further, this
air conditioning system constitutes the latent heat load
treatment system in which the first utilization side refrig-
erant circuit is connected to the discharge side and the
inlet side of the compression mechanism in the heat
source side refrigerant circuit through the discharge gas
connection pipe and the inlet gas connection pipe. Ac-
cordingly, by causing the adsorbent heat exchanger to

function as an evaporator or a condenser in each of the
plurality of first utilization side refrigerant circuits, this air
conditioning system can perform a dehumidifying oper-
ation or a humidifying operation depending on the needs
of each air-conditioned room, for example, dehumidifying
an air-conditioned room while humidifying a different air-
conditioned room. In addition, since the compression
mechanism can be installed in a place, such as outside,
separate from the first and second utilization side refrig-
erant circuits, noise and vibration inside the building can
be reduced. Here, the compression mechanism is not
limited to include only one compressor, but may include
two or more compressors that are connected in parallel.
[0015] An air conditioning system according to a fourth
aspect of the present invention is the air conditioning sys-
tem of the second or the third aspect of the present in-
vention, in which the second utilization side refrigerant
circuits are connected to a liquid connection pipe con-
nected to a liquid side of the heat source side heat ex-
changer, and are also switchably connected to the dis-
charge gas connection pipe and the inlet gas connection
pipe through a switching mechanism.
[0016] This air conditioning system constitutes the
sensible heat load treatment system in which the second
utilization side refrigerant circuits are connected to the
liquid side of the heat source side heat exchanger in the
heat source side refrigerant circuit through the liquid con-
nection pipe; and connected to the discharge side and
the inlet side of the compression mechanism through the
discharge gas connection pipe and the inlet gas connec-
tion pipe. Further, the connection with the discharge side
and the inlet side of the compression mechanism is
switchable therebetween by the switching mechanism.
Accordingly, by switching the switching mechanism to
establish a connection through the discharge gas con-
nection pipe, the air heat exchanger can be caused to
function as a condenser so as to heat the room, and by
switching the switching mechanism to establish a con-
nection through the inlet gas connection pipe, the air heat
exchanger can be caused to function as an evaporator
so as to cool the room. Further, by causing the air heat
exchanger to function as an evaporator or a condenser
in each of the plurality of second utilization side refriger-
ant circuits, it is possible to constitute so-called simulta-
neous cooling and heating air conditioning system in
which a cooling operation and a heating operation are
simultaneously performed depending on the needs of
each air-conditioned room, for example, cooling an air-
conditioned room while heating a different air-condi-
tioned room.
[0017] An air conditioning system according to a fifth
aspect of the present invention is the air conditioning sys-
tem of the second or the third aspect of the present in-
vention, in which the second utilization side refrigerant
circuits are connected to the inlet gas connection pipe
and the liquid connection pipe connected to the liquid
side of the heat source side heat exchanger.
[0018] This air conditioning system constitutes the
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sensible heat load treatment system in which the second
utilization side refrigerant circuits are connected to the
liquid side of the heat source side heat exchanger in the
heat source side refrigerant circuit through the liquid con-
nection pipe, and also connected to the inlet side of the
compression mechanism through the inlet gas connec-
tion pipe. Accordingly, it is possible to cool the room by
causing the air heat exchanger to function as an evapo-
rator.
[0019] An air conditioning system according to a sixth
aspect of the present invention is the air conditioning sys-
tem of any one the second to the fifth aspects of the
present invention, in which the first utilization side refrig-
erant circuit and the second utilization side refrigerant
circuit constitute an integrated utilization unit.
[0020] In this air conditioning system, the first utilization
side refrigerant circuit and the second utilization side re-
frigerant circuit constitute an integrated utilization unit,
so that reduction in the size of the unit and laborsaving
installation of the unit can be achieved, compared to the
case where a unit provided with the first utilization side
refrigerant circuit and a unit provided with the second
utilization side refrigerant circuit are separately installed
in the building.
[0021] An air conditioning system according to a sev-
enth aspect of the present invention is the air conditioning
system of the sixth aspect of the present invention, in
which the utilization unit is capable of supplying the room
with air that was dehumidified or humidified in the ad-
sorbent heat exchanger.
[0022] In this air conditioning system, air that was de-
humidified or humidified (in other words, the latent heat
was treated) in the adsorbent heat exchanger i.e. the first
utilization side refrigerant circuits can be supplied to the
room, so that it is possible to dehumidify or humidify the
room with one unit.
[0023] An air conditioning system according to an
eighth aspect of the present invention is the air condi-
tioning system of the sixth aspect of the present invention,
in which the utilization unit is capable of causing the air
heat exchanger to exchange heat between refrigerant
and air that was dehumidified or humidified in the adsorb-
ent heat exchanger.
[0024] This air conditioning system can further treat
the sensible heat of the air that was dehumidified or hu-
midified (in other words, the latent heat was treated) in
the adsorbent heat exchanger i.e. the first utilization side
refrigerant circuit. Therefore, for example, even when the
sensible heat load was treated to some degree along
with the treatment of the latent heat load in the adsorbent
heat exchanger, and the temperature of the air was
changed to a temperature that is not in agreement with
the target temperature of the room air, this air will not be
blown out into the room the way it is. Instead, the air will
be subjected to the sensible heat treatment in the air heat
exchanger so that the temperature of the air will be ad-
justed to be appropriate to the target temperature of the
room air, and after which an operation in which the air is

blown out into the room will be allowed.
[0025] An air conditioning system according to a ninth
aspect of the present invention is the air conditioning sys-
tem of any of the second to the eighth aspects of the
present invention, in which a required latent heat treat-
ment capacity value and a required sensible heat treat-
ment capacity value are calculated to control the opera-
tional capacity of the compression mechanism based on
the required latent heat treatment capacity value and the
required sensible heat treatment capacity value.
[0026] In this air conditioning system, the required la-
tent heat treatment capacity value and the required sen-
sible heat treatment capacity value are calculated to con-
trol the operational capacity of the compression mecha-
nism based on these values, so that it is possible to si-
multaneously treat the latent heat load in the latent heat
load treatment system having the adsorbent heat ex-
changer, and the sensible heat load in the sensible heat
load treatment system having the air heat exchanger.
Consequently, even when the latent heat load treatment
system and the sensible heat load treatment system
share a heat source, the operational capacity of the com-
pression mechanism that constitutes the heat source can
be controlled in a satisfactory manner.
[0027] An air conditioning system according to a tenth
aspect of the present invention is the air conditioning sys-
tem of the ninth aspect of the present invention, in which
a target evaporation temperature and a target conden-
sation temperature of the system as a whole are calcu-
lated based on the required latent heat treatment capac-
ity value and the required sensible heat treatment capac-
ity value to control the operational capacity of the com-
pression mechanism based on the target evaporation
temperature and the target condensation temperature.
[0028] An air conditioning system according to an elev-
enth aspect of the present invention is the air conditioning
system of the tenth aspect of the present invention, in
which the evaporation temperature difference between
the target evaporation temperature and the evaporation
temperature is calculated, and the condensation temper-
ature difference between the target condensation tem-
perature and the condensation temperature is calculat-
ed, in order to control the operational capacity of the com-
pression mechanism based on the evaporation temper-
ature difference and the condensation temperature dif-
ference.
[0029] An air conditioning system according to a twelfth
aspect of the present invention is the air conditioning sys-
tem of any one of the ninth to the eleventh aspects of the
present invention, in which a switching time interval be-
tween the adsorption process and the regeneration proc-
ess in the adsorbent heat exchanger is changed.
[0030] In this air conditioning system, for example,
when the required sensible heat treatment capacity value
is high and the sensible heat treatment capacity in the
second utilization side refrigerant circuits needs to be
increased, and simultaneously when the required latent
heat treatment capacity value is low and the latent heat
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treatment capacity in the first utilization side refrigerant
circuit needs to be decreased, the switching time interval
between the adsorption process and the regeneration
process in the adsorbent heat exchanger is made longer
so as to decrease the latent heat treatment capacity and
simultaneously increase the sensible heat treatment ca-
pacity in the adsorbent heat exchanger (specifically, the
ratio of the sensible heat treatment capacity in the ad-
sorbent heat exchanger is increased), so that the sensi-
ble heat treatment capacity in the latent heat load treat-
ment system can be increased.
[0031] In addition, in this air conditioning system, when
the required latent heat treatment capacity value is high
and the latent heat treatment capacity in the first utiliza-
tion side refrigerant circuit needs to be increased, the
switching time interval between the adsorption process
and the regeneration process in the adsorbent heat ex-
changer is made shorter so as to decrease the sensible
heat treatment capacity and simultaneously increase the
latent heat treatment capacity in the adsorbent heat ex-
changer (specifically, the ratio of the sensible heat treat-
ment capacity ratio in the adsorbent heat exchanger is
reduced) so that the latent heat treatment capacity in the
latent heat load treatment system can be increased.
[0032] In this way, this air conditioning system is ca-
pable of changing the sensible heat treatment capacity
ratio in the adsorbent heat exchanger by changing the
switching time interval between the adsorption process
and the regeneration process in the adsorbent heat ex-
changer, without needing to increase the operational ca-
pacity of the compression mechanism, so that there is
no inefficiency in this air conditioning as a whole and thus
an efficient operation can be achieved.
[0033] An air conditioning system according to a thir-
teenth aspect of the present invention is the air condi-
tioning system of any one of the first through the twelfth
aspects of the present invention, in which, at system star-
tup, air that has been heat-exchanged in the air heat ex-
changer is supplied to the room, and outdoor air is pre-
vented from passing through the adsorbent heat ex-
changer.
[0034] In this air conditioning system, at system start-
up, mainly the sensible heat is treated by supplying the
room with air that has been heat-exchanged in the heat
exchanger, and also outdoor air is prevented from pass-
ing through the adsorbent heat exchanger in order to
prevent introduction of outdoor air. Accordingly, at sys-
tem startup, the introduction of heat load from outdoor
air can be prevented when the air conditioning capacity
of the latent heat load treatment system is not operating
at full capacity, and thus the target temperature of the
room air can be quickly obtained. Consequently, in the
air conditioning system comprising the latent heat load
treatment system having the adsorbent heat exchanger
and configured to mainly treat the latent heat load in the
room and the sensible heat load treatment system having
the air heat exchanger and configured to mainly treat the
sensible heat load in the room, it will be possible to quickly

cool or heat the room at system startup.
[0035] An air conditioning system according to a four-
teenth aspect of the present invention is the air condi-
tioning system of any one of the first to the twelfth aspects
of the present invention, in which, at system startup, in
a state in which the switching operation between the ad-
sorption process and the regeneration process in a plu-
rality of adsorbent heat exchangers is stopped, outdoor
air is passed through one of the plurality of adsorbent
heat exchangers and after which the air is exhausted to
the outside, and also room air is passed through adsorb-
ent heat exchangers besides the one through which the
outdoor air passed among the plurality of adsorbent heat
exchangers, and after which the air is supplied to the
room again.
[0036] In this air conditioning system, at system start-
up, mainly the sensible heat is treated by supplying the
room with air that has been heat-exchanged in the heat
exchanger, and also mainly the sensible heat is treated
by passing outdoor air through the adsorbent heat ex-
changer and then exhausting the air to the outside in a
state in which the switching operation between the ad-
sorption process and the regeneration process in the ad-
sorbent heat exchanger is stopped. As a result, at system
startup, the sensible heat treatment in the room can be
facilitated and the target temperature of the room air can
be quickly obtained. Consequently, in the air conditioning
system comprising the latent heat load treatment system
having the adsorbent heat exchanger and configured to
mainly treat the latent heat load in the room, and the
sensible heat load treatment system having the air heat
exchanger and configured to mainly treat the sensible
heat load in the room, it will be possible to quickly cool
or heat the room at system startup.
[0037] An air conditioning system according to a fif-
teenth aspect of the present invention is the air condi-
tioning system of any one of the first to the twelfth aspects
of the present invention, in which, at system startup, the
switching time interval between the adsorption process
and the regeneration process in the adsorbent heat ex-
changer is made longer than that during normal opera-
tion.
[0038] In this air conditioning system, at system start-
up, the switching time interval in the adsorbent heat ex-
changer is made longer than that during normal operation
to mainly treat the sensible heat. In this way, the target
temperature of the room air can be quickly obtained. Con-
sequently, in the air conditioning system comprising the
latent heat load treatment system having the adsorbent
heat exchanger and configured to mainly treat the latent
heat load in the room, and the sensible heat load treat-
ment system having the air heat exchanger and config-
ured to mainly treat the sensible heat load in the room,
it will be possible to quickly cool or heat the room at sys-
tem startup.
[0039] An air conditioning system according to a six-
teenth aspect of the present invention is the air condi-
tioning system of any one of the thirteenth to the fifteenth
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aspects of the present invention, in which a system star-
tup operation is terminated after a predetermined period
of time elapsed since system startup.
[0040] After a period of time enough to treat the sen-
sible heat elapsed since system startup, this air condi-
tioning system passes outdoor air through the adsorbent
heat exchanger to treat the latent heat, starts switching
between the adsorption process and the regeneration
process in the adsorbent heat exchanger, and shortens
the switching time interval in the adsorbent heat exchang-
er. In this way, the normal operation in which the latent
heat load and the sensible heat load in the room are
treated can be initiated as soon as possible.
[0041] An air conditioning system according to a sev-
enteenth aspect of the present invention is the air con-
ditioning system of any one of the thirteenth to the fif-
teenth aspects of the present invention, in which the sys-
tem startup operation is terminated after the temperature
difference between the target temperature of the room
air and the temperature of the room air is equal to or
below a predetermined temperature difference.
[0042] After the temperature difference between the
target temperature of the room air and the temperature
of the room air is equal to or below a predetermined tem-
perature difference and the sensible heat is treated suf-
ficiently, this air conditioning system passes outdoor air
through the adsorbent heat exchanger to treat the latent
heat, starts switching between the adsorption process
and the regeneration process in the adsorbent heat ex-
changer, and shortens the switching time interval in the
adsorbent heat exchanger. In this way, the normal oper-
ation in which the latent heat load and the sensible heat
load in the room are treated can be initiated as soon as
possible.
[0043] An air conditioning system according to an
eighteenth aspect of the present invention is the air con-
ditioning system of any one of the thirteenth to the sev-
enteenth aspects of the present invention, in which, be-
fore the system startup operation starts, whether or not
the temperature difference between the target tempera-
ture of the room air and the temperature of the room air
is equal to or below a predetermined temperature differ-
ence is determined. When the temperature difference
between the target temperature of the room air and the
temperature of the room air is equal to or below a pre-
determined temperature, the system startup operation is
prevented from being performed.
[0044] In this air conditioning system, at system start-
up, before starting an operation in which the sensible
heat load in the room is preferentially treated according
to any one of the thirteenth to the fifteenth aspects of the
present invention, the necessity to start such an opera-
tion is determined based on the temperature of the room
air. Accordingly, at system startup, the operation in which
the sensible heat load in the room is preferentially treated
is prevented from being unnecessarily performed, and
therefore the normal operation in which the latent heat
load and the sensible heat load in the room are treated

can be initiated as soon as possible.
[0045] An air conditioning system according to a nine-
teenth aspect of the present invention is the air condi-
tioning system of any one of the second to the eighth
aspects of the present invention, in which the air condi-
tioning system comprises a pressure control mechanism
that is connected to a gas side of the air heat exchanger
and controls the evaporation pressure of the refrigerant
in the air heat exchanger when the air heat exchanger is
caused to function as an evaporator that evaporates the
refrigerant.
[0046] An air conditioning system according to a twen-
tieth aspect of the present invention is the air conditioning
system of the nineteenth aspect of the present invention,
in which the evaporation pressure of the refrigerant is
controlled by the pressure control mechanism, based on
the dew point temperature of the room air, when the air
heat exchanger is caused to function as an evaporator.
[0047] This air conditioning system controls the pres-
sure control mechanism based on the dew point temper-
ature of the room air such that, for example, the evapo-
ration temperature of the refrigerant in the air heat ex-
changer does not drop below the dew point temperature.
In this way, moisture in the air is prevented from being
condensed on the surface of the air heat exchanger, and
drain water is prevented from being generated in the air
heat exchanger. Consequently, a drain pipe will not be
needed in the unit having the second utilization side re-
frigerant circuit, and thus the laborsaving installation of
the unit having the second utilization side refrigerant cir-
cuit can be achieved.
[0048] Here, the dew point temperature of the room air
may be obtained, for example, by using a dew point sen-
sor provided in the unit having the air heat exchanger to
measure the dew point temperature of the room air to be
drawn into this unit, or by using a temperature/humidity
sensor provided in the unit having the air heat exchanger
to measure the temperature and humidity of the room air
to be drawn into this unit and to perform calculation based
on these measured values. In addition, when the unit
having the air heat exchanger is not provided with the
dew point sensor or the temperature/humidity sensor,
measured values obtained by the dew point sensor or
the temperature/humidity sensor provided in the unit hav-
ing the adsorbent heat exchanger may be used.
[0049] An air conditioning system according to a twen-
ty-first aspect of the present invention is the air condi-
tioning system of the twentieth aspect of the present in-
vention, in which the air conditioning system comprises
a pressure detection mechanism that detects the refrig-
erant pressure in the air heat exchanger. This air condi-
tioning system calculates the target evaporation pres-
sure based on the dew point temperature of the room air,
and uses the pressure control mechanism to adjust the
evaporation pressure of the refrigerant detected by the
pressure detection mechanism to be equal to or higher
than the target evaporation pressure.
[0050] In this air conditioning system, instead of the

11 12 



EP 1 739 366 B1

8

5

10

15

20

25

30

35

40

45

50

55

dew point temperature, the evaporation pressure of the
refrigerant in the air heat exchanger measured by the
pressure detection mechanism is used as a control value
for the pressure control mechanism for controlling the
evaporation pressure of the refrigerant in the air heat
exchanger. Therefore, the control responsiveness is im-
proved, compared to a case where the evaporation pres-
sure of the refrigerant is controlled by using the dew point
temperature.
[0051] An air conditioning system according to a twen-
ty-second aspect of the present invention is the air con-
ditioning system of the twenty-first aspect of the present
invention, in which the air conditioning system comprises
a condensation detection mechanism that detects the
presence of condensation in the air heat exchanger. This
air conditioning system changes the target evaporation
pressure when condensation is detected by the conden-
sation detection mechanism.
[0052] In this air conditioning system, the condensa-
tion detection mechanism reliably detects condensation
in the air heat exchanger, and also, when condensation
is detected, the evaporation temperature of the refriger-
ant in the air heat exchanger is raised, for example, by
increasing the target evaporation pressure. Therefore,
condensation in the air heat exchanger can be reliably
prevented.
[0053] An air conditioning system according to a twen-
ty-third aspect of the present invention is the air condi-
tioning system of the twenty-first aspect of the present
invention, in which the air conditioning system comprises
a condensation detection mechanism that detects the
presence of condensation in the air heat exchanger. This
air conditioning system stops the compression mecha-
nism when condensation is detected by the condensation
detection mechanism.
[0054] In this air conditioning system, the condensa-
tion detection mechanism reliably detects condensation
in the air heat exchanger, and also, the compression
mechanism is configured to be stopped when conden-
sation is detected. Therefore, condensation in the air heat
exchanger can be reliably prevented.
[0055] An air conditioning system according to a twen-
ty-fourth aspect of the present invention is the air condi-
tioning system of the twenty-first aspect of the present
invention, in which the air conditioning system comprises
a condensation detection mechanism that detects the
presence of condensation in the air heat exchanger. The
second utilization side refrigerant circuit comprises a uti-
lization side expansion valve that is connected to the liq-
uid side of the air heat exchanger. The air conditioning
system closes the utilization side expansion valve when
condensation is detected by the condensation detection
mechanism.
[0056] In this air conditioning system, the condensa-
tion detection mechanism reliably detects condensation
in the air heat exchanger, and also, the utilization side
expansion valve is configured to be closed when con-
densation is detected. Therefore, condensation in the air

heat exchanger can be reliably prevented.
[0057] An air conditioning system according to a twen-
ty-fifth aspect of the present invention is the air condi-
tioning system of any one of the second to the eighth and
the nineteenth to the twenty-fourth aspects of the present
invention, in which the switching time interval between
the adsorption process and the regeneration process in
the adsorbent heat exchanger can be changed.
[0058] In this air conditioning system, by changing the
switching time interval between the adsorption process
and the regeneration process in the adsorbent heat ex-
changer, the ratio of the sensible heat treatment capacity
to the latent heat treatment capacity in the adsorbent
heat exchanger (hereinafter referred to as a sensible heat
treatment capacity ratio) can be changed. Accordingly,
when the required sensible heat treatment capacity in-
creases and the sensible heat treatment capacity in the
second utilization side refrigerant circuits needs to be
increased, the switching time interval between the ad-
sorption process and the regeneration process in the ad-
sorbent heat exchanger is made longer than that during
normal operation. By so doing, the sensible heat treat-
ment capacity ratio in the first utilization side refrigerant
circuit can be increased.
[0059] Consequently, even when the required sensible
heat treatment capacity increases, the air conditioning
system can follow a change in the sensible heat treatment
capacity while being operated so as to prevent moisture
in the air from being condensed in the second utilization
side refrigerant circuits and treat only the sensible heat
load in the room.
[0060] An air conditioning system according to a twen-
ty-sixth aspect of the present invention is the air condi-
tioning system of the nineteenth to the twenty-fifth as-
pects of the present invention, in which, at system startup,
treatment of the latent heat load in the room by the first
utilization side refrigerant circuit is given priority over
treatment of the sensible heat load in the room by the
second utilization side refrigerant circuit.
[0061] In this air conditioning system, at system start-
up, treatment of the latent heat load in the room by the
first utilization side refrigerant circuits is given priority
over treatment of the sensible heat load in the room by
the second utilization side refrigerant circuits. Therefore,
it is possible to treat the sensible heat by the sensible
heat load treatment system after sufficiently lowering the
humidity of the room air by treating the latent heat by the
latent heat load treatment system. Consequently, in the
air conditioning system comprising the latent heat load
treatment system having the adsorbent heat exchanger
and configured to mainly treat the latent heat load in the
room, and the sensible heat load treatment system hav-
ing the air heat exchanger and configured to operate such
that moisture in the air is prevented from being con-
densed in the air heat exchanger and treat only the sen-
sible heat load in the room, it will be possible to quickly
treat the sensible heat load while being operated so as
to prevent condensation in the air heat exchanger even

13 14 



EP 1 739 366 B1

9

5

10

15

20

25

30

35

40

45

50

55

when the system starts under a condition in which the
dew point temperature of the room air is high.
[0062] An air conditioning system according to a twen-
ty-seventh aspect of the present invention is the air con-
ditioning system of the twenty-sixth aspect of the present
invention, in which, at system startup, treatment of the
sensible heat load in the room by the second utilization
side refrigerant circuits is stopped until the dew point tem-
perature of the room air is equal to or below the target
dew point temperature.
[0063] In this air conditioning system, at system start-
up, treatment of the sensible heat load by the sensible
heat load treatment system is stopped and only the latent
heat load is treated by the latent heat load treatment sys-
tem until the dew point temperature of the room air is
equal to or below the target dew point temperature. In
this way, treatment of the sensible heat load by the sen-
sible heat load treatment system can be initiated as soon
as possible.
[0064] An air conditioning system according to a twen-
ty-eighth aspect of the present invention is the air condi-
tioning system of the twenty-sixth aspect of the present
invention, in which, at system startup, treatment of the
sensible heat load in the room by the second utilization
side refrigerant circuit is stopped until the absolute hu-
midity of the room air is equal to or below the target ab-
solute humidity.
[0065] In this air conditioning system, at system start-
up, treatment of the sensible heat load by the sensible
heat load treatment system is stopped and only the latent
heat is treated by the latent heat load treatment system
until the absolute humidity is equal to or below the target
absolute humidity. In this way, treatment of the sensible
heat load by the sensible heat load treatment system can
be initiated as soon as possible.
[0066] An air conditioning system according to a twen-
ty-ninth aspect of the present invention is the air condi-
tioning system of any one of the twenty-sixth to the twen-
ty-eighth aspects of the present invention, in which, at
system startup, outdoor air is passed through the adsorb-
ent heat exchanger that is performing the regeneration
process among a plurality of adsorbent heat exchangers
and after which the outdoor air is exhausted to the out-
side, and also the room air is passed through the adsorb-
ent heat exchanger that is performing the adsorption
process among a plurality of adsorbent heat exchangers
and after which the room air is supplied to the room again.
[0067] At system startup, this air conditioning system
performs a dehumidifying operation while circulating
room air. In this way, treatment of the sensible heat load
by the sensible heat load treatment system can be initi-
ated as soon as possible.
[0068] An air conditioning system according to a thir-
tieth aspect of the present invention is the air conditioning
system of any one of the twenty-sixth to the twenty-ninth
aspect of the present invention, in which, before starting
the system startup operation, whether or not the dew
point temperature difference between the target dew

point temperature of the room air and the dew point tem-
perature of the room air is equal to or below a predeter-
mined dew point temperature difference is determined.
When the dew point temperature difference between the
target dew point temperature of the room air and the dew
point temperature of the room air is equal to or below the
predetermined dew point temperature difference, the
system startup operation is prevented from being per-
formed.
[0069] In this air conditioning system, at system start-
up, before starting an operation in which the latent heat
load in the room is preferentially treated according to any
one of the twenty-sixth to the twenty-ninth aspects of the
present invention, the necessity to start such an opera-
tion is determined based on the dew point temperature
of the room air. Accordingly, at system startup, the op-
eration in which the latent heat load in the room is pref-
erentially treated is prevented from being unnecessarily
performed, and therefore the normal operation in which
the latent heat load and the sensible heat load in the
room are treated can be initiated as soon as possible.
[0070] An air conditioning system according to a thirty-
first aspect of the present invention is the air conditioning
system of any one of the twenty-sixth to the twenty-ninth
aspects of the present invention, in which, before starting
the system startup operation, whether or not the absolute
humidity difference between the target absolute humidity
of the room air and the absolute humidity of the room air
is equal to or below a predetermined absolute humidity
difference is determined. When the absolute humidity dif-
ference between the target absolute humidity of the room
air and the absolute humidity of the room air is equal to
or below the predetermined absolute humidity difference,
the startup operation is prevented from being performed.
[0071] In this air conditioning system, at system start-
up, before starting the operation in which the latent heat
load in the room is preferentially treated according to any
one of the twenty-sixth to the twenty-ninth aspects of the
present invention, the necessity to start such an opera-
tion is determined based on the absolute humidity of the
room air. Accordingly, at system startup, the operation
in which the latent heat load in the room is preferentially
treated is prevented from being unnecessarily per-
formed, and therefore the normal operation in which the
latent heat load and the sensible heat load in the room
are treated can be initiated as soon as possible.

BRIEF DESCRIPTION OF THE DRAWINGS

[0072]

Figure 1 is a schematic diagram of a refrigerant cir-
cuit of an air conditioning system of a first embodi-
ment according to the present invention.
Figure 2 is a schematic diagram of a refrigerant cir-
cuit showing the operation during a dehumidifying
operation in a full ventilation mode when only a latent
heat load treatment system is operated.
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Figure 3 is a schematic diagram of refrigerant circuit
showing the operation during the dehumidifying op-
eration in the full ventilation mode when only the la-
tent heat load treatment system is operated.
Figure 4 is a diagram of control flow when only the
latent heat load treatment system is operated.
Figure 5 is a graph indicating a latent heat treatment
capacity and a sensible heat treatment capacity in
adsorbent heat exchanger, with a switching time in-
terval between an adsorption process and a regen-
eration process as a horizontal axis.
Figure 6 is a schematic diagram of a refrigerant cir-
cuit showing the operation during a humidifying op-
eration in the full ventilation mode when only the la-
tent heat load treatment system is operated.
Figure 7 is a schematic diagram of a refrigerant cir-
cuit showing the operation during the humidifying op-
eration in the full ventilation mode when only the la-
tent heat load treatment system is operated.
Figure 8 is a schematic diagram of a refrigerant cir-
cuit showing the operation during the dehumidifying
operation in a circulation mode when only the latent
heat load treatment system is operated.
Figure 9 is a schematic diagram of a refrigerant cir-
cuit showing the operation during the dehumidifying
operation in the circulation mode when only the latent
heat load treatment system is operated.
Figure 10 is a schematic diagram of a refrigerant
circuit showing the operation during the humidifying
operation in the circulation mode when only the latent
heat load treatment is operated.
Figure 11 is a schematic diagram of a refrigerant
circuit showing the operation during the humidifying
operation in the circulation mode when only the latent
heat load treatment system is operated.
Figure 12 is a schematic diagram of a refrigerant
circuit showing the operation during the dehumidify-
ing operation in a supply mode when only the latent
heat load treatment system is operated.
Figure 13 is a schematic diagram of a refrigerant
circuit showing the operation during the dehumidify-
ing operation in the supply mode when only the latent
heat load treatment system is operated.
Figure 14 is a schematic diagram of a refrigerant
circuit showing the operation during the humidifying
operation in the supply mode when only the latent
heat load treatment system is operated.
Figure 15 is a schematic diagram of a refrigerant
circuit showing the operation during the humidifying
operation in the supply mode when only the latent
heat load treatment system is operated.
Figure 16 is a schematic diagram of a refrigerant
circuit showing the operation during the dehumidify-
ing operation in an exhaust mode when only the la-
tent heat load treatment system is operated.
Figure 17 is a schematic diagram of a refrigerant
circuit showing the operation during the dehumidify-
ing operation in the exhaust mode when only the

latent heat load treatment system is operated.
Figure 18 is a schematic diagram of a refrigerant
circuit showing the operation during the humidifying
operation in the exhaust mode when only the latent
heat load treatment system is operated.
Figure 19 is a schematic diagram of a refrigerant
circuit showing the operation during the humidifying
operation in the exhaust mode when only the latent
heat load treatment system is operated.
Figure 20 is a schematic diagram of a refrigerant
circuit showing the operation during the dehumidify-
ing and cooling operation in the full ventilation mode
in the air conditioning system of the first embodiment.
Figure 21 is a schematic diagram of a refrigerant
circuit showing the operation during the dehumidify-
ing and cooling operation in the full ventilation mode
in the air conditioning system of the first embodiment.
Figure 22 is a diagram of control flow during the nor-
mal operation in the air conditioning system of the
first embodiment.
Figure 23 is a diagram of control flow during normal
operation in the air conditioning system of the first
embodiment.
Figure 24 is a schematic diagram of a refrigerant
circuit showing the operation during a humidifying
and heating operation in the full ventilation mode in
the air conditioning system of the first embodiment.
Figure 25 is a schematic diagram of a refrigerant
circuit showing the operation during the humidifying
and heating operation in the full ventilation mode in
the air conditioning system of the first embodiment.
Figure 26 is a schematic diagram of a refrigerant
circuit showing the operation during a simultaneous
operation of the dehumidifying and cooling operation
and humidifying and heating operation in the full ven-
tilation mode in the air conditioning system of the
first embodiment.
Figure 27 is a schematic diagram of a refrigerant
circuit showing the operation during the simultane-
ous operation of the dehumidifying and cooling op-
eration and the humidifying and heating operation in
the full ventilation mode in the air conditioning sys-
tem of the first embodiment.
Figure 28 is a schematic diagram of a refrigerant
circuit showing a system startup operation of the air
conditioning system of the first embodiment.
Figure 29 is a schematic diagram of a refrigerant
circuit showing the system startup operation of the
air conditioning system of the first embodiment.
Figure 30 is a schematic diagram of a refrigerant
circuit of an air conditioning system according to a
modified example 1 of the first embodiment.
Figure 31 is a schematic diagram of a refrigerant
circuit of an air conditioning system according to a
modified example 2 of the first embodiment.
Figure 32 is a schematic diagram of a refrigerant
circuit showing the operation during the dehumidify-
ing and cooling operation in the full ventilation mode

17 18 



EP 1 739 366 B1

11

5

10

15

20

25

30

35

40

45

50

55

in the air conditioning system according the modified
example 2 of the first embodiment.
Figure 33 is a schematic diagram of a refrigerant
circuit of an air conditioning system of a second em-
bodiment according to the present invention.
Figure 34 is a schematic diagram of a refrigerant
circuit of an air conditioning system according a mod-
ified example of the second embodiment.
Figure 35 is a schematic diagram of a refrigerant
circuit showing the operation during the dehumidify-
ing and cooling operation in the full ventilation mode
in the air conditioning system according the modified
example of the second embodiment.
Figure 36 is a schematic diagram of a refrigerant
circuit of an air conditioning system of a third em-
bodiment according to the present invention.
Figure 37 is a schematic diagram of a refrigerant
circuit showing the operation during a drainless de-
humidifying and cooling operation in the full ventila-
tion mode in the air conditioning system according
the third embodiment.
Figure 38 is a schematic diagram of a refrigerant
circuit showing the operation during the drainless de-
humidifying and cooling operation in the full ventila-
tion mode in the air conditioning system according
the third embodiment.
Figure 39 is a diagram of control flow during the
drainless dehumidifying and cooling operation in the
air conditioning system according the third embodi-
ment.
Figure 40 is a diagram of control flow during the
drainless dehumidifying and cooling operation in the
air conditioning system according the third embodi-
ment.
Figure 41 is a schematic diagram of a refrigerant
circuit showing the operation at drainless system
startup of the air conditioning system of the third em-
bodiment.
Figure 42 is a psychrometric chart showing the state
of the room air at drainless system startup of the air
conditioning system of the third embodiment.
Figure 43 is a schematic diagram of a refrigerant
circuit showing the operation at drainless system
startup of the air conditioning system of the third em-
bodiment.
Figure 44 is a schematic diagram of a refrigerant
circuit showing the operation at drainless system
startup of the air conditioning system of the third em-
bodiment.
Figure 45 is a schematic diagram of a refrigerant
circuit of an air conditioning system according to a
modified example 1 of the third embodiment.
Figure 46 is a schematic diagram of a refrigerant
circuit of an air conditioning system according to a
modified example 2 of the third embodiment.
Figure 47 is a schematic diagram of a refrigerant
circuit of an air conditioning system according to a
modified example 3 of the third embodiment.

Figure 48 is a schematic diagram of a refrigerant
circuit showing the operation during the dehumidify-
ing and cooling operation in the full ventilation mode
in the air conditioning system according to the mod-
ified example 3 of the third embodiment.
Figure 49 is a schematic diagram of a refrigerant
circuit of an air conditioning system of a fourth em-
bodiment according to the present invention.
Figure 50 is a schematic diagram of a refrigerant
circuit of an air conditioning system according to a
modified example 1 of the fourth embodiment.
Figure 51 is a schematic diagram of a refrigerant
circuit of an air conditioning system according to a
modified example 2 of the fourth embodiment.
Figure 52 is a schematic diagram of a refrigerant
circuit of an air conditioning system according a mod-
ified example 3 of the fourth embodiment.
Figure 53 is a schematic diagram of a refrigerant
circuit showing the operation during the dehumidify-
ing and cooling operation in the full ventilation mode
in the air conditioning system according the modified
example 3 of the fourth embodiment.
Figure 54 is a schematic diagram of a refrigerant
circuit of an air conditioning system of a fifth embod-
iment according to the present invention.

DESCRIPTION OF THE REFERENCE NUMERALS

[0073]

1, 101, 201, 301, 401, 501, 601, 701, 801

air conditioning system

22, 23, 32, 33, 122, 123, 132, 133, 322, 323, 332,
333, 522, 523, 532, 533, 722, 723, 732,
733,922,923,932,933

adsorbent heat exchangers

10a, 10b, 110a, 110b, 210a, 210b, 310a, 310b, 410a,
410b, 510a, 510b, 610a, 610b, 710a, 710b, 910a,
910b

latent heat utilization side refrigerant circuits
(first utilization side refrigerant circuits)

42, 52, 142, 152, 242, 252, 342, 352, 442, 452, 542,
552, 642, 652, 742, 752, 1022, 1032

air heat exchanger

10c, 10d, 110c, 110d, 210c, 210d, 310c, 310d, 410c,
410d, 510c, 510d, 610c, 610d, 710c, 710d, 1010a,
1010b

sensible heat utilization side refrigerant circuits
(second utilization side refrigerant circuits)
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DETAILED DESCRIPTION OF THE INVENTION

[0074] Embodiments of an air conditioning system ac-
cording to the present invention will be described below
with reference to the drawings.

<First Embodiment>

(1) Configuration of the Air Conditioning System

[0075] Figure 1 a schematic diagram of a refrigerant
circuit of an air conditioning system 1 of a first embodi-
ment according to the present invention. The air condi-
tioning system 1 is an air conditioning system that treats
the latent heat load and the sensible heat load in the
room of a building and the like by operating a vapor com-
pression type refrigeration cycle. The air conditioning
system 1 is so-called separate type multi air conditioning
system, and mainly comprises: a plurality (two in this em-
bodiment) of latent heat utilization units 2, 3 connected
in parallel with one another; a plurality (two in this em-
bodiment) of sensible heat utilization units 4, 5 connected
in parallel with one another; a heat source unit 6; and
connection pipes 7, 8, 9 which connect the latent heat
utilization units 2, 3 and the sensible heat utilization units
4, 5 to the heat source unit 6. In the present embodiment,
the heat source unit 6 functions as a heat source that is
shared between the latent heat utilization units 2, 3 and
the sensible heat utilization units 4, 5. In addition, al-
though the present embodiment has only one heat
source unit 6, a plurality of heat source units 6 may be
connected in parallel when there are many latent heat
utilization units 2, 3 and sensible heat utilization units 4, 5.

<Latent heat Utilization Unit>

[0076] The latent heat utilization units 2, 3 are disposed
such by being embedded in or hung from an indoor ceiling
of a building or the like, or by being mounted in a space
in above a ceiling. The latent heat utilization units 2, 3
are connected to the heat source unit 6 through the con-
nection pipes 8, 9, and constitute part of a refrigerant
circuit 10 in a space between the latent heat utilization
units 2, 3 and the heat source unit 6. The latent heat
utilization units 2, 3 function as a latent heat load treat-
ment system that mainly treats the latent heat load in the
room by circulating refrigerant in the refrigerant circuit 10
and operating a vapor compression type refrigeration cy-
cle (when the term "latent heat load treatment system"
is used in the description below, the term refers to a com-
bination of the latent heat utilization units 2, 3 and the
heat source unit 6).
[0077] Next, the configuration of the latent heat utiliza-
tion units 2, 3 will be described. Note that the latent heat
utilization unit 2 and the latent heat utilization unit 3 have
the same configuration, so that only the configuration of
the latent heat utilization unit 2 will be described here,
and in regard to the configuration of the latent heat utili-

zation unit 3, reference numerals in the 30s will be used
instead of reference numerals in the 20s representing
each component of the latent heat utilization unit 2, and
a description of each component will be omitted.
[0078] The latent heat utilization unit 2 mainly consti-
tutes part of the refrigerant circuit 10, and comprises a
latent heat utilization side refrigerant circuit 10a capable
of dehumidifying or humidifying air. This latent heat uti-
lization side refrigerant circuit 10a mainly comprises: a
latent heat utilization side four-way directional control
valve 21; a first adsorbent heat exchanger 22; a second
adsorbent heat exchanger 23; and a latent heat utilization
side expansion valve 24.
[0079] The latent heat utilization side four-way direc-
tional control valve 21 is a valve used to switch a passage
of refrigerant that flows into the latent heat utilization side
refrigerant circuit 10a. A first port 21a of the valve 21 is
connected to a discharge side of a compression mech-
anism 61 (to be described below) in the heat source unit
6 through the discharge gas connection pipe 8, a second
port 21b thereof is connected to an inlet side of the com-
pression mechanism 61 in the heat source unit 6 through
the inlet gas connection pipe 9, and a third port 21c there-
of is connected to a gas side end of the first adsorbent
heat exchanger 22, and the fourth port 21 d thereof is
connected to a gas side end of the second adsorbent
heat exchanger 23. Further, the latent heat utilization side
four-way directional control valve 21 is capable of switch-
ing between a state in which the first port 21 a is con-
nected to the third port 21c while the second port 21b is
connected to the fourth port 21d (a first state; see the
solid lines in the latent heat utilization side four-way di-
rectional control valve 21 in Figure 1) and a state in which
the first port 21a is connected to the fourth port 21d while
the second port 21 b is connected to the third port 21 c
(a second state; see the broken lines in the latent heat
utilization side four-way directional control valve 21 in
Figure 1).
[0080] The first adsorbent heat exchanger 22 and the
second adsorbent heat exchanger 23 are fin and tube
type heat exchangers of the cross fin type, which are
formed with a heat transfer tube and a number of fins.
Specifically, the first adsorbent heat exchanger 22 and
the second adsorbent heat exchanger 23 include a
number of rectangular plate shaped fins made of alumi-
num, and a heat transfer tube made of copper, which
penetrates the fins. Note that the first adsorbent heat
exchanger 22 and the second adsorbent heat exchanger
23 are not limited to the fin and tube type heat exchangers
of the cross fin type. Other types of heat exchangers,
such as corrugated fin type heat exchangers may be
used.
[0081] The first adsorbent heat exchanger 22 and the
second adsorbent heat exchanger 23 each have an ad-
sorbent that is supported on the surface of the fins by dip
molding (dipping mold). A method for supporting an ad-
sorbent on the surface of a fin and a heat exchanger tube
is not limited to the method that uses dip molding. An
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adsorbent may be supported on the surface in any meth-
od as long as adsorbing capacity of the adsorbent is not
impaired. An adsorbent to be used here may include:
zeolite, silica gel, activated carbon, organic polymer sys-
tem material having a hydrophilic property or a water-
absorbing property, ion exchange resin system material
having a carboxylic acid group or a sulfonic acid group,
functional polymer material such as temperature-sensi-
tive polymers, and the like.
[0082] The first adsorbent heat exchanger 22 and the
second adsorbent heat exchanger 23 allow moisture in
the air to be adsorbed onto the adsorbent supported on
the surface thereof, by being caused to function as evap-
orators that evaporate the refrigerant while allowing air
to pass through the outside thereof. In addition, the first
adsorbent heat exchanger 22 and the second adsorbent
heat exchanger 23 allow the moisture adsorbed onto the
adsorbent supported on the surface thereof to be des-
orbed, by being caused to function as condensers that
condense the refrigerant while allowing air to pass
through the outside thereof.
[0083] The latent heat utilization side expansion valve
24 is an electric expansion valve connected between the
liquid side end of the first adsorbent heat exchanger 22
and the liquid side end of the second adsorbent heat
exchanger 23, and is capable of reducing the pressure
of the refrigerant that is sent from one of the first adsorb-
ent heat exchanger 22 and the second adsorbent heat
exchanger 23, whichever is acting as a condenser, to the
other one of the first adsorbent heat exchanger 22 and
the second adsorbent heat exchanger 23, whichever is
acting as an evaporator.
[0084] In addition, although the detail is not shown, the
latent heat utilization unit 2 comprises: an outside air inlet
for drawing outdoor air (hereinafter referred to as outdoor
air OA) into the unit; an exhaust air outlet for exhausting
air from the unit to the outside; an indoor air inlet for draw-
ing room air (hereinafter referred to as room air RA) into
the unit; a supply air outlet for supplying air that is blown
out from the unit to the room (hereinafter referred to as
supply air SA); an exhaust fan that is disposed in the unit
so as to communicate with the exhaust air outlet; an air
supply fan that is disposed in the unit so as to commu-
nicate with the supply air outlet; and a switching mech-
anism comprising a damper and the like for switching an
air passage. Accordingly, the latent heat utilization unit
2 can do the following actions: draw outdoor air OA from
the outside air inlet into the unit, pass the air through one
of the first and second adsorbent heat exchangers 22,
23, and then supply the air as the supply air SA to the
room from the supply air outlet; draw outdoor air OA from
the outside air inlet into the unit, pass the air through one
of the first and second adsorbent heat exchangers 22,
23, and then exhaust the air as the exhaust air EA to the
outside from the exhaust air outlet; draw the room air RA
from the indoor air inlet into the unit, pass the air through
one of the first and second adsorbent heat exchangers
22, 23, and then supply the air as the supply air SA to

the room from the supply air outlet; and draw the room
air RA from the indoor air inlet into the unit, pass the air
through one of the first or second adsorbent heat ex-
changers 22, 23, and then exhaust the air as the exhaust
air EA to the outside from the exhaust air outlet.
[0085] Further, the latent heat utilization unit 2 com-
prises: an RA inlet temperature/humidity sensor 25 that
detects the temperature and the relative humidity of the
room air RA to be drawn into the unit; an OA inlet tem-
perature/humidity sensor 26 that detects the temperature
and the relative humidity of the outdoor air OA to be drawn
into the unit; an SA supply temperature sensor 27 that
detects the temperature of the supply air SA to be sup-
plied to the room from the unit; and a latent heat utilization
side controller 28 that controls the operation of each com-
ponent that constitutes the latent heat utilization unit 2.
The latent heat utilization side controller 28 includes a
microcomputer and a memory device provided for con-
trolling the latent heat utilization unit 2. Through a remote
control 11 and a heat source side controller 65 of the
heat source unit 6, which will be described below, the
latent heat utilization side controller 28 can send and re-
ceive input signals of the target temperature and the tar-
get humidity of the room air, and also can exchange con-
trol signals and other signals with the heat source unit 6.

<Sensible heat Utilization Unit>

[0086] The sensible heat utilization units 4, 5 are dis-
posed such by being embedded in or hung from an indoor
ceiling of a building or the like, or by being mounted in a
space in above a ceiling. The sensible heat utilization
units 4, 5 are connected to the heat source unit 6 through
the connection pipes 7, 8, 9 and connection units 14, 15,
and constitute part of the refrigerant circuit 10 in a space
between the sensible utilization units 4, 5 and the heat
source unit 6. The sensible heat utilization units 4, 5 func-
tion as a sensible heat load treatment system that mainly
treats the sensible heat load in the room by circulating
refrigerant in the refrigerant circuit 10 and operating a
vapor compression type refrigeration cycle (when the
term "sensible heat load treatment system" is used in the
description below, the term refers to a combination of the
sensible heat utilization units 4, 5 and the heat source
unit 6). Further, the sensible heat utilization unit 4 is dis-
posed in the same air-conditioned space as is the latent
heat utilization unit 2, and the sensible heat utilization
unit 5 is disposed in the same air-conditioned space as
is the latent heat utilization unit 3. In other words, the
latent heat utilization unit 2 pairs up with the sensible
heat utilization unit 4 to treat the latent heat load and the
sensible heat load in an air-conditioned space, whereas
the latent heat utilization unit 3 pairs up with the sensible
heat utilization unit 5 to treat the latent heat load and the
sensible heat load in a different air-conditioned space.
[0087] Next, the configuration of the sensible heat uti-
lization units 4, 5 will be described. Note that the sensible
heat utilization unit 4 and the sensible heat utilization unit

23 24 



EP 1 739 366 B1

14

5

10

15

20

25

30

35

40

45

50

55

5 have the same configuration, so that only the configu-
ration of the sensible heat utilization unit 4 will be de-
scribed here, and in regard to the configuration of the
sensible heat utilization unit 5, reference numerals in the
50s will be used instead of reference numerals in the 40s
representing each component of the sensible heat utili-
zation unit 4, and a description of each component will
be omitted.
[0088] The sensible heat utilization unit 4 mainly con-
stitutes part of the refrigerant circuit 10, and comprises
a sensible heat utilization side refrigerant circuit 10c ca-
pable of dehumidifying or humidifying air (a sensible heat
utilization side refrigerant circuit 10d in the sensible heat
utilization unit 5). This sensible heat utilization side re-
frigerant circuit 10c mainly comprises a sensible heat uti-
lization side expansion valve 41 and an air heat exchang-
er 42. In the present embodiment, the sensible heat uti-
lization side expansion valve 41 is an electric expansion
valve connected to the liquid side of the air heat exchang-
er 42 in order to adjust the flow rate of the refrigerant. In
the present embodiment, the air heat exchanger 42 is a
fin and tube type heat exchanger of the cross fin type,
which is formed with a heat transfer tube and a number
of fins, and is a device configured to exchange heat be-
tween refrigerant and the room air RA. In the present
embodiment, the sensible heat utilization unit 4 compris-
es a ventilation fan (not shown) for supplying air as the
supply air SA to the room, after the room air RA is drawn
into the unit and is heat-exchanged. The sensible heat
utilization unit 4 is capable of exchanging the heat be-
tween the room air RA and the refrigerant that flows
through an air heat exchanger 42.
[0089] In addition, the sensible heat utilization unit 4 is
provided with various sensors. The liquid side of the air
heat exchanger 42 is provided with a liquid side temper-
ature sensor 43 that detects the temperature of the liquid
refrigerant, and the gas side of the air heat exchanger
42 is provided with a gas side temperature sensor 44 that
detects the temperature of the gas refrigerant. The sen-
sible heat utilization unit 4 is further provided with an RA
inlet temperature sensor 45 that detects the temperature
of the room air RA to be drawn into the unit. In addition,
the sensible heat utilization unit 4 comprises a sensible
heat utilization side controller 48 that controls the oper-
ation of each component that constitutes the sensible
heat utilization unit 4. The sensible heat utilization side
controller 48 includes a microcomputer and a memory
device provided for controlling the sensible heat utiliza-
tion unit 4. Through the remote control 11, the sensible
heat utilization side controller 48 can send and receive
input signals of the target temperature of the room air
and the target humidity of the room air, and also can
exchange control signals and other signals with the heat
source unit 6.

<Heat Source Unit>

[0090] The heat source unit 6 is disposed on the roof

of a building and the like, and is connected to the latent
heat utilization units 2, 3 and the sensible heat utilization
units 4, 5 through the connection pipes 7, 8, 9. The heat
source unit 6 constitutes the refrigerant circuit 10 be-
tween the latent heat utilization units 2, 3 and the sensible
heat utilization units 4, 5.
[0091] Next, the configuration of the heat source unit
6 will be described. The heat source unit 6 mainly con-
stitutes part of the refrigerant circuit 10, and comprises
a heat source side refrigerant circuit 10e. This heat
source side refrigerant circuit 10e mainly comprises the
compression mechanism 61; a three-way direction con-
trol valve 62; a heat source side heat exchanger 63; a
heat source side expansion valve 64; and a receiver 68.
[0092] In the present embodiment, the compression
mechanism 61 is a positive-displacement compressor
whose operational capacity can be changed by the in-
verter control. In the present embodiment, the compres-
sion mechanism 61 only has one compressor but is not
limited thereto, and may also be one where two or more
compressors are connected in parallel in accordance
with the number of utilization units to be connected.
[0093] The three-way direction control valve 62 is a
valve that can switch passages of the refrigerant inside
the heat source refrigerant circuit 10e such that when the
heat source heat exchanger 63 is caused to function as
a condenser (hereinafter, referred to as a condensing
operation state), the discharge side of the compression
mechanism 61 is connected to the gas side of the heat
source heat exchanger 63, and when the heat source
heat exchanger 63 is caused to function as an evaporator
(hereinafter, referred to as an evaporating operation
state), the inlet side of the compression mechanism 61
is connected to the gas side of the heat source heat ex-
changer 63. A first port 62a of the three-way direction
control valve 62 is connected to the discharge side of the
compression mechanism 61, a second port 62b thereof
is connected to the inlet side of the compression mech-
anism 61, and a third port 62c thereof is connected to
the gas side end of the heat source side heat exchanger
63. Additionally, as described above, the three-way di-
rection control valve 62 is capable of switching between
a state in which the first port 62a is connected to the third
port 62c (corresponding to the condensing operation
state; see the solid lines in the three-way direction control
valve 62 in Figure 1) and a state in which the second port
62b is connected to the third port 62c (corresponding to
the evaporating operation state; see the broken lines in
the three-way direction control valve 62 in Figure 1). In
addition, the discharge gas connection pipe 8 is connect-
ed between the discharge side of the compression mech-
anism 61 and the three-way direction control valve 62.
Accordingly, high-pressure gas refrigerant that is com-
pressed in and discharged from the compression mech-
anism 61 can be supplied to the latent heat utilization
units 2, 3 and the sensible heat utilization units 4, 5, re-
gardless of a switching operation of the three-way direc-
tion control valve 62. In addition, the inlet side of the com-
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pression mechanism 61 is connected to the inlet gas con-
nection pipe 9 through which flows low-pressure gas re-
frigerant that returns from the latent heat utilization units
2, 3 and the sensible heat utilization units 4, 5.
[0094] In the present embodiment, the heat source
side heat exchanger 63 is a fin and tube type heat ex-
changer of the cross fin type, which is formed with a heat
transfer tube and a number of fins, and is a device con-
figured to exchange the heat with refrigerant, using air
as a heat source. In the present embodiment, the heat
source unit 6 comprises an outdoor fan (not shown) for
drawing the outdoor air into the unit and blowing the air
out, and is capable of exchanging the heat between the
outdoor air and the refrigerant that flows through the heat
source side heat exchanger 63.
[0095] In the present embodiment, the heat source
side expansion valve 64 is an electric expansion valve
capable of adjusting the flow rate of the refrigerant flowing
between the heat source side heat exchanger 63 and the
air heat exchangers 42, 52 through the liquid connection
pipe 7. When the heat source side heat exchanger 63 is
in the condensing operation state, the heat source side
expansion valve 64 is used in an almost full open state,
whereas when in the evaporating operation state, the
degree of opening of the heat source side expansion
valve 64 is adjusted so as to reduce the pressure of the
refrigerant that flows into the heat source side heat ex-
changer 63 from the air heat exchangers 42, 52 through
the liquid connection pipe 7.
[0096] The receiver 68 is a container that is used to
temporarily store the refrigerant that flows between the
heat source side heat exchanger 63 and the air heat ex-
changers 42, 52. In the present embodiment, the receiver
68 is connected between the heat source side expansion
valve 64 and the liquid connection pipe 7.
[0097] In addition, the heat source unit 6 is provided
with various sensors. Specifically, the heat source unit 6
comprises: an inlet pressure sensor 66 that detects the
inlet pressure of the compression mechanism 61; a dis-
charge pressure sensor 67 that detects the discharge
pressure of the compression mechanism 61; and a heat
source side controller 65 that controls the operation of
each component that constitutes the heat source unit 6.
The heat source side controller 65 includes a microcom-
puter and a memory device provided for controlling the
heat source unit 6, and is capable of transmitting a control
signal to and from the latent heat utilization side control-
lers 28, 38 of the latent heat utilization units 2, 3, respec-
tively, and also to and from the sensible heat utilization
side controllers 48, 58 of the sensible heat utilization units
4, 5, respectively. The heat source side controller 65 can
also exchange a control signal and the like with the heat
source side controller 65.
[0098] The air conditioning system 1 of the present em-
bodiment can supply high-pressure gas refrigerant that
is compressed in and discharged from the compression
mechanism 61 of the heat source unit 6 to the adsorbent
heat exchangers 22, 23, 32, 33 of the latent heat utiliza-

tion units 2, 3 through the discharge gas connection pipe
8; and return the high-pressure gas refrigerant from the
adsorbent heat exchangers 22, 23, 32, 33 of the latent
heat utilization units 2, 3 to the inlet side of the compres-
sion mechanism 61 of the heat source unit 6 through the
inlet gas connection pipe 9 back. Accordingly, the room
can be dehumidified or humidified, regardless of the op-
eration of the sensible heat utilization units 4, 5.
[0099] In addition, as for the sensible heat utilization
units 4, 5, the gas sides of the air heat exchangers 42,
52 is switchably connected to the discharge gas connec-
tion pipe 8 and the inlet gas connection pipe 9 through
the connection units 14, 15. The connection units 14, 15
mainly comprise, respectively, air conditioning switching
valves 71, 81; and connection unit controllers 72, 82
which control the operation of each component that con-
stitutes the connection units 14, 15. The air conditioning
switching valves 71, 81 are valves that function as switch-
ing mechanisms that can switch between a state in which
the gas sides of the air heat exchangers 42, 52 of the
sensible heat utilization units 4, 5 are connected to the
inlet gas connection pipe 9 when the sensible heat utili-
zation units 4, 5 perform a cooling operation (hereinafter
referred to as a cooling operation state), and a state in
which the gas sides of the air heat exchangers 42, 52 of
the sensible heat utilization units 4, 5 are connected to
the discharge gas connection pipe 8 when the sensible
heat utilization units 4, 5 perform a heating operation
(hereinafter referred to as a heating operation state). First
ports 71 a, 81 a of the air conditioning switching valves
71, 81, respectively, are connected to the gas sides of
the air heat exchangers 42, 52, respectively; second
ports 71b, 81b thereof are connected to the inlet gas con-
nection pipe 9; and third ports 71c, 81c thereof are con-
nected to the discharge gas connection pipe 8. Addition-
ally, as described above, the air conditioning switching
valves 71, 81 are capable of switching between a state
in which the first ports 71 a, 81 a are respectively con-
nected to the second ports 71b, 81b (corresponding to
the cooling operation state; see the solid lines in the air
conditioning switching valves 71, 81 in Figure 1) and a
state in which the first ports 71a, 81a are respectively
connected to the third ports 71c, 81c (corresponding to
the heating operation state; see the broken lines in the
air conditioning switching valves 71, 81 in Figure 1). The
connection unit controllers 72, 82 each include a micro-
computer and a memory device provided for respectively
controlling the connection units 14, 15, and are capable
of transmitting a control signal to and from the sensible
heat utilization side controllers 48, 58 of the sensible heat
utilization units 4, 5, respectively. Accordingly, the sen-
sible heat utilization units 4, 5 can perform so-called si-
multaneous cooling and heating operation such that, for
example, the sensible heat utilization unit 4 performs the
cooling operation, while the sensible heat utilization unit
5 performs the heating operation.
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(2) Operation of the Air Conditioning System

[0100] Next, the operation of the air conditioning sys-
tem 1 of the present embodiment will be described. The
air conditioning system 1 is capable of treating the latent
heat load in the room by the latent heat load treatment
system, and treating the sensible heat load in the room
mainly by the sensible heat load treatment system. Prior
to the description of various operations, first, the opera-
tion of the air conditioning system 1 during a single op-
eration of the latent heat load treatment system (in other
words, when the sensible heat utilization units 4, 5 are
not operated) will be described.
[0101] The air conditioning system 1 can perform var-
ious types of dehumidifying operations and humidifying
operations as described below, by a single operation per-
formed only by the latent heat load treatment system.

<Full Ventilation Mode>

[0102] First, a dehumidifying operation and a humidi-
fying operation in a full ventilation mode will be described.
In the full ventilation mode, when the air supply fan and
the exhaust fan of the latent heat utilization units 2, 3 are
operated, outdoor air OA is drawn through the outside
air inlets into the units, and is supplied as the supply air
SA through the supply air outlets to the room, while the
room air RA is drawn through the indoor air inlets into
the units, and is exhausted as the exhaust air EA through
the exhaust air outlets to the outside.
[0103] The operation of the dehumidifying operation
during the full ventilation mode will be described with ref-
erence to Figures 2, 3, and 4. Here, Figures 2 and 3 are
schematic diagrams of a refrigerant circuit showing the
operation during the dehumidifying operation in the full
ventilation mode, when only the latent heat load treat-
ment system of the air conditioning system 1 is operated.
Figure 4 is a diagram of control flow when only the latent
heat load treatment system of the air conditioning system
1 is operated.
[0104] During the dehumidifying operation, as shown
in Figures 2 and 3, for example, the latent heat utilization
unit 2 alternately repeats a first operation in which the
first adsorbent heat exchanger 22 functions as a con-
denser and the second adsorbent heat exchanger 23
functions as an evaporator, and a second operation in
which that second adsorbent heat exchanger 23 func-
tions as a condenser and the first adsorbent heat ex-
changer 22 functions as an evaporator. Likewise, the la-
tent heat utilization unit 3 alternately repeats a first op-
eration in which the first adsorbent heat exchanger 32
functions as a condenser and the second adsorbent heat
exchanger 33 functions as an evaporator and, a second
operation in which the second adsorbent heat exchanger
33 functions as a condenser and the first adsorbent heat
exchanger 32 functions as an evaporator.
[0105] The operation of the two latent heat utilization
units 2 and 3 will be described together below.

[0106] In the first operation, a regeneration process in
the first adsorbent heat exchangers 22, 32 and an ad-
sorption process in the second adsorbent heat exchang-
ers 23, 33 are performed in parallel. During the first op-
eration, as shown in Figure 2, the latent heat utilization
side four-way directional control valves 21, 31 are set to
a first state (see the solid lines in the latent heat utilization
side four-way directional control valves 21, 31 in Figure
2). In this state, high-pressure gas refrigerant discharged
from the compression mechanism 61 flows into the first
adsorbent heat exchangers 22, 32 through the discharge
gas connection pipe 8 and the latent heat utilization side
four-way directional control valves 21, 31, and is con-
densed while passing through the first adsorbent heat
exchangers 22, 32. The condensed refrigerant is pres-
sure-reduced by the latent heat utilization side expansion
valves 24, 34, and is subsequently evaporated while
passing through the second adsorbent heat exchangers
23, 33. Then, the refrigerant is again drawn into the com-
pression mechanism 61 through the latent heat utilization
side four-way directional control valves 21, 31 and the
inlet gas connection pipe 9 (see the arrows shown on the
refrigerant circuit 10 in Figure 2). During this time, since
the sensible heat utilization side expansion valve 41, 51
of the sensible heat utilization units 4, 5 are closed, the
refrigerant is prevented from flowing into the sensible
heat utilization units 4, 5.
[0107] During the first operation, in the first adsorbent
heat exchangers 22, 32, moisture is desorbed from the
adsorbent heated by condensation of the refrigerant, and
this desorbed moisture is added to the room air RA that
is drawn from the indoor air inlet. The moisture desorbed
from the first adsorbent heat exchangers 22, 32 is carried
with the room air RA and is exhausted as the exhaust air
EA through the exhaust air outlet to the outside. In the
second adsorbent heat exchangers 23, 33, moisture in
the outdoor air OA is adsorbed onto the adsorbent, the
outdoor air OA is dehumidified, the absorption heat there-
by generated is transferred to the refrigerant, and the
refrigerant evaporates. Then the outdoor air OA dehu-
midified in the second adsorbent heat exchangers 23, 33
passes through the supply air outlet and is supplied as
the supply air SA to the room (see the arrows shown on
the both sides of the adsorbent heat exchangers 22, 23,
32, 33 in Figure 2).
[0108] In the second operation, the adsorption process
in the first adsorbent heat exchangers 22, 32 and the
regeneration process in the second adsorbent heat ex-
changers 23, 33 are performed in parallel. During the
second operation, as shown in Figure 3, the latent heat
utilization side four-way directional control valves 21, 31
are set to a second state (see the broken lines in the
latent heat utilization side four-way directional control
valves 21, 31 in Figure 3). In this state, high-pressure
gas refrigerant discharged from the compression mech-
anism 61 flows into the second adsorbent heat exchang-
ers 23, 33 through the discharge gas connection pipe 8
and the latent heat utilization side four-way directional
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control valves 21, 31, and is condensed while passing
through the second adsorbent heat exchangers 23, 33.
The condensed refrigerant is pressure-reduced by the
latent heat utilization side expansion valves 24, 34, and
is subsequently evaporated while passing through the
first adsorbent heat exchangers 22, 32. Then, the refrig-
erant is again drawn into the compression mechanism
61 through the latent heat utilization side four-way direc-
tional control valves 21, 31 and the inlet gas connection
pipe 9 (see the arrows shown on the refrigerant circuit
10 in Figure 3).
[0109] During the second operation, in the second ad-
sorbent heat exchangers 23, 33, moisture is desorbed
from the adsorbent heated by condensation of the refrig-
erant, and this desorbed moisture is added to the room
air RA that is drawn from the indoor air inlet. The moisture
desorbed from the second adsorbent heat exchangers
23, 33 is carried with the room air RA and is exhausted
as the exhaust air EA through the exhaust air outlet to
the outside. In the first adsorbent heat exchangers 22,
32, the moisture in the outdoor air OA is adsorbed onto
the adsorbent, the outdoor air OA is dehumidified, the
absorption heat thereby generated is transferred to the
refrigerant, and the refrigerant evaporates. Then the out-
door air OA dehumidified in the first adsorbent heat ex-
changers 22, 32 passes through the supply air outlet and
is supplied as the supply air SA to the room (see the
arrows shown on the both sides of the adsorbent heat
exchangers 22, 23, 32, 33 in Figure 3).
[0110] Here, the system control for the single operation
performed only by the latent heat load treatment system
of the air conditioning system 1 will be described.
[0111] First, when the target temperature and target
relative humidity of the room air are set by the remote
controls 11, 12, along with these target temperature and
target relative humidity, the following information will be
input into the latent heat utilization side controllers 28,
38 of the latent heat utilization units 2, 3, respectively:
the temperature and the relative humidity of the room air
to be drawn into the units, which were detected by RA
inlet temperature/humidity sensors 25, 35; and the tem-
perature and the relative humidity of outdoor air to be
drawn into the units, which were detected by OA inlet
temperature/humidity sensors 26, 36.
[0112] Then, in step S1, the latent heat utilization side
controllers 28, 38 calculate the target value of the en-
thalpy or the target absolute humidity based on the target
temperature and target relative humidity of the room air;
calculate the current value of the enthalpy or the current
absolute humidity of the air to be drawn into the unit from
the room based on the temperature and the relative hu-
midity detected by the RA inlet temperature/humidity sen-
sors 25, 35; and then calculate the difference between
the two calculated values (hereinafter referred to as the
required latent heat capacity value Δh). Here, as de-
scribed above, the required latent heat capacity value Δh
is the difference between the target value of the enthalpy
or target absolute humidity of the room air and the current

value of the enthalpy or current absolute humidity of the
room air, so that the required latent heat capacity value
Δh corresponds to the latent heat load that must be treat-
ed in the air conditioning system 1. Then, this required
latent heat capacity value Δh is converted to a capacity
UP signal K1 that informs the heat source side controller
65 whether or not it is necessary to increase the treatment
capacity of the latent heat utilization units 2, 3. For ex-
ample, when the absolute value of Δh is lower than a
predetermined value (in other words, when the humidity
of the room air is close to the target humidity and the
treatment capacity does not need to be increased or de-
creased), the capacity UP signal K1 will be "0." When the
absolute value of Δh is higher than a predetermined value
in a way that the treatment capacity needs to be in-
creased (in other words, the humidity of the room air is
higher than the target humidity during the dehumidifying
operation and the treatment capacity needs to be in-
creased), the capacity UP signal K1 will be "A," and when
the absolute value of Δh is higher than a predetermined
value in a way that the treatment capacity needs to be
decreased (in other words, the humidity of the room air
is lower than the target humidity during the dehumidifying
operation, and the treatment capacity needs to be de-
creased), the capacity UP signal K1 will be "B."
[0113] Next, in step S2, the heat source side controller
65 calculates the target condensation temperature TcS1
and the target evaporation temperature TeS1, by using
the capacity UP signal K1 of the latent heat utilization
units 2, 3 transmitted from the latent heat utilization side
controllers 28, 38. For example, the target condensation
temperature TcS1 is calculated by adding the capacity
UP signal K1 of the latent heat utilization units 2, 3 to the
current target condensation temperature. In addition, the
target evaporation temperature TeS1 is calculated by
subtracting the capacity UP signal K1 of the latent heat
utilization units 2, 3 from the current target evaporation
temperature. Accordingly, when a value of the capacity
UP signal K1 is "A," the target condensation temperature
TcS 1 will be high and the target evaporation temperature
TeS1 will be low.
[0114] Next in step S3, a system condensation tem-
perature Tc1 and a system evaporation temperature Te1,
which respectively correspond to measured values of the
condensation temperature and the evaporation temper-
ature of the entire air conditioning system 1, are calcu-
lated. For example, the system condensation tempera-
ture Tc1 and the system evaporation temperature Te1
are calculated by converting an inlet pressure of the com-
pression mechanism 61 detected by the inlet pressure
sensor 66 and a discharge pressure of the compression
mechanism 61 detected by the discharge pressure sen-
sor 67 to the saturation temperatures of the refrigerant
at these pressures. Then, the temperature difference
ΔTc1 between the system condensation temperature
Tc1 and the target condensation temperature TcS1 and
the temperature difference ΔTe1 between the system
evaporation temperature Te1 and the target evaporation
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temperature TeS1 are calculated. Then, based on the
subtraction between these temperature differences, the
necessity and amount of the increase or decrease in the
operational capacity of the compression mechanism 61
will be determined.
[0115] By using thus determined operational capacity
of the compression mechanism 61 to control the opera-
tional capacity of the compression mechanism 61, the
system control to aim the target temperature and target
relative humidity of the room air is performed. The system
control is performed such that, for example, when a value
determined by subtracting the temperature difference
ΔTe1 from the temperature difference ΔTc1 is a positive
value, the operational capacity of the compression mech-
anism 61 is increased, whereas when a value determined
by subtracting the temperature difference Δte1 from the
temperature difference ΔTc1 is a negative value, the op-
erational capacity of the compression mechanism 61 is
decreased.
[0116] Here, through these adsorption process and re-
generation process, the first adsorbent heat exchangers
22, 32 and the second adsorbent heat exchangers 23,
33 perform not only a treatment to adsorb moisture in the
air and desorb the adsorbed moisture back into the air
(hereinafter referred to as the latent heat treatment) but
also a treatment to cool or heat the passing air to change
the temperature thereof (hereinafter referred to as the
sensible heat treatment). The graph in Figure 5 shows
the latent heat treatment capacity and the sensible heat
treatment capacity which are obtained in the adsorbent
heat exchanger, with the switching time interval between
the first operation and the second operation, i.e., the ad-
sorption process and the regeneration process as a hor-
izontal axis. This graph shows that, when the switching
time interval is made shorter (time C in Figure 5, referred
to as the latent heat priority mode), the latent heat treat-
ment, i.e., a treatment to adsorb moisture in the air and
desorb the moisture back into the air, is preferentially
performed. On the other hand, when the switching time
interval is made longer (time D in Figure 5, referred to as
the sensible heat priority mode), the sensible heat treat-
ment, i.e., a treatment to heat or cool the air to change
the temperature thereof, is preferentially performed. This
is because, for example, when air is contacted with one
of the first adsorbent heat exchangers 22, 32 and one of
the second adsorbent heat exchangers 23, 33, whichever
are acting as evaporators, at first, mainly moisture is ad-
sorbed by the adsorbent provided on the surface of these
heat exchangers, so that the absorption heat thus gen-
erated will be treated; however, once an amount of mois-
ture close to the maximum moisture adsorption capacity
of the adsorbent is adsorbed, then mainly, air will be
cooled. This is also because when air is contacted with
one of the first adsorbent heat exchangers 22, 32 and
one of the second adsorbent heat exchangers 23, 33,
whichever are acting as condensers, at first, mainly the
moisture that was adsorbed onto the adsorbent provided
on the surface of these heat exchangers is desorbed back

into the air because of the heated adsorbent; however,
once almost all the moisture adsorbed onto the adsorbent
is desorbed, then mainly, air will be heated. Further, by
changing this switching time interval by a command from
the latent heat utilization side controllers 28, 38, the ratio
of the sensible heat treatment capacity to the latent heat
treatment capacity (hereinafter referred to as the sensible
heat treatment capacity ratio) can be changed. Note that,
as described below, the latent heat load treatment sys-
tem of the air conditioning system 1 mainly performs the
latent heat treatment when the latent heat load treatment
system is operated along with the sensible heat load
treatment system (in other words, when the sensible heat
utilization units 4, 5 are operated; hereinafter referred to
as the normal operation), so that the switching time in-
terval is set to time C, i.e., set in the latent heat priority
mode.
[0117] In this way, in the dehumidifying operation in
the full ventilation mode performed only by the latent heat
load treatment system, this air conditioning system 1 can
perform the cooling operation in which dehumidification
of outdoor air is performed, and simultaneously cooling
is performed using the sensible heat treatment capacity
that is obtained according to the switching time interval
and the cooled air is supplied to the room.
[0118] The operation during the humidifying operation
in the full ventilation mode will be described with refer-
ence to Figures 6 and 7. Here, Figures 6 and 7 are sche-
matic diagrams of a refrigerant circuit showing the oper-
ation during the humidifying operation in the full ventila-
tion mode when only the latent heat load treatment sys-
tem of the air conditioning system 1 is operated. Note
that the system control that is performed in the air con-
ditioning system 1 is the same as the system control for
the above-described dehumidifying operation in the full
ventilation mode, so that a description thereof will be
omitted.
[0119] During the humidifying operation, as shown in
Figures 6 and 7, for example, the latent heat utilization
unit 2 alternately repeats the first operation in which the
first adsorbent heat exchanger 22 functions as a con-
denser and the second adsorbent heat exchanger 23
functions as an evaporator, and the second operation in
which that second adsorbent heat exchanger 23 func-
tions as a condenser and the first adsorbent heat ex-
changer 22 functions as an evaporator. Likewise, the la-
tent heat utilization unit 3 alternately repeats the first op-
eration in which the first adsorbent heat exchanger 32
functions as a condenser and the second adsorbent heat
exchanger 33 functions as an evaporator and the second
operation in which the second adsorbent heat exchanger
33 functions as a condenser and the first adsorbent heat
exchanger 32 functions as an evaporator. Hereinafter,
since the flow of the refrigerant in the refrigerant circuit
10 during the first operation and the second operation is
the same as that during the above-described dehumidi-
fying operation in the full ventilation mode, a description
thereof will be omitted, and only the flow of the air during
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the first operation and the second operation will be de-
scribed.
[0120] During the first operation, in the first adsorbent
heat exchangers 22, 32, moisture is desorbed from the
adsorbent heated by condensation of the refrigerant, and
this desorbed moisture is added to the outdoor air OA
that was drawn from the outside air inlet. The moisture
desorbed from the first adsorbent heat exchangers 22,
32 is carried with outdoor air OA and is supplied as the
supply air SA through the supply air outlet to the room.
In the second adsorbent heat exchangers 23, 33, mois-
ture in the room air RA is adsorbed onto the adsorbent,
the room air RA is dehumidified, the absorption heat
thereby generated is transferred to the refrigerant, and
the refrigerant evaporates. Then the room air RA dehu-
midified in the second adsorbent heat exchangers 23, 33
passes through the exhaust air outlet and is exhausted
as the exhaust air EA to the outside (see the arrows
shown on the both sides of the adsorbent heat exchang-
ers 22, 23, 32, 33 in Figure 6).
[0121] During the second operation, in the second ad-
sorbent heat exchangers 23, 33, moisture is desorbed
from the adsorbent heated by condensation of the refrig-
erant, and this desorbed moisture is added to the outdoor
air OA that was drawn from the outside air inlet. The
moisture desorbed from the second adsorbent heat ex-
changers 23, 33 is carried with outdoor air OA and is
supplied as the supply air SA through the supply air outlet
to the room. In the first adsorbent heat exchangers 22,
32, moisture in the room air RA is adsorbed onto the
adsorbent, the room air RA is dehumidified, the absorp-
tion heat thereby generated is transferred to the refrig-
erant, and the refrigerant evaporates. Then the room air
RA dehumidified in the first adsorbent heat exchangers
22, 32 passes through the exhaust air outlet and is ex-
hausted as the exhaust air EA to the outside (see the
arrows shown on the both sides of the adsorbent heat
exchangers 22, 23, 32, 33 in Figure 7).
[0122] Here, the first adsorbent heat exchangers 22,
32 and second adsorbent heat exchangers 23, 33 treat
not only the latent heat but also the sensible heat, as in
the case of the dehumidifying operation in the full venti-
lation mode.
[0123] In this way, in the humidifying operation in the
full ventilation mode performed only by the latent heat
load treatment system, this air conditioning system 1 can
perform the humidifying operation in which humidification
of outdoor air is performed, and simultaneously heating
is performed using the sensible heat treatment capacity
that is obtained according to the switching time interval
and the heated air is supplied to the room.

<Circulation Mode>

[0124] Next, the dehumidifying operation and the hu-
midifying operation in a circulation mode will be de-
scribed. In the circulation mode, when the air supply fan
and the exhaust fan of the latent heat utilization units 2,

3 are operated, the room air RA is drawn through the
indoor air inlets into the units, and is supplied as the sup-
ply air SA through the supply air outlets to the room, while
outdoor air OA is drawn through the outside air inlets into
the units, and is exhausted as the exhaust air EA through
the exhaust air outlets to the outside.
[0125] The operation during the dehumidifying opera-
tion in the circulation mode will be described with refer-
ence to Figures 8 and 9. Here, Figures 8 and 9 are sche-
matic diagrams of a refrigerant circuit showing the oper-
ation during the dehumidifying operation in the circulation
mode when only the latent heat load treatment system
of the air conditioning system 1 is operated. Note that
the system control that is performed in the air conditioning
system 1 is the same as the system control for the above-
described dehumidifying operation in the full ventilation
mode, so that a description thereof will be omitted.
[0126] During the dehumidifying operation, as shown
in Figures 8 and 9, for example, the latent heat utilization
unit 2 alternately repeats the first operation in which the
first adsorbent heat exchanger 22 functions as a con-
denser and the second adsorbent heat exchanger 23
functions as an evaporator, and the second operation in
which that second adsorbent heat exchanger 23 func-
tions as a condenser and the first adsorbent heat ex-
changer 22 functions as an evaporator. Likewise, the la-
tent heat utilization unit 3 alternately repeats the first op-
eration in which the first adsorbent heat exchanger 32
functions as a condenser and the second adsorbent heat
exchanger 33 functions as an evaporator and the second
operation in which the second adsorbent heat exchanger
33 functions as a condenser and the first adsorbent heat
exchanger 32 functions as an evaporator. Hereinafter,
since the flow of the refrigerant in the refrigerant circuit
10 during the first operation and the second operation is
the same as that during the above-described dehumidi-
fying operation in the full ventilation mode, a description
thereof will be omitted, and only the flow of the air during
the first operation and the second operation will be de-
scribed.
[0127] During the first operation, in the first adsorbent
heat exchangers 22, 32, moisture is desorbed from the
adsorbent heated by condensation of the refrigerant, and
this desorbed moisture is added to the outdoor air OA
that is drawn from the outside air inlet. The moisture de-
sorbed from the first adsorbent heat exchangers 22, 32
is carried with the outdoor air OA and is exhausted as
the exhaust air EA through the exhaust air outlet to the
outside. In the second adsorbent heat exchangers 23,
33, moisture in the room air RA is adsorbed onto the
adsorbent, the room air RA is dehumidified, the absorp-
tion heat thereby generated is transferred to the refrig-
erant, and the refrigerant evaporates. Then the room air
RA dehumidified in the second adsorbent heat exchang-
ers 23, 33 passes through the supply air outlet and is
supplied as the supply air SA to the room (see the arrows
shown on the both sides of the adsorbent heat exchang-
ers 22, 23, 32, 33 in Figure 8).
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[0128] During the second operation, in the second ad-
sorbent heat exchangers 23, 33, moisture is desorbed
from the adsorbent heated by condensation of the refrig-
erant, and this desorbed moisture is added to the outdoor
air OA that is drawn from the outside air inlet. The mois-
ture desorbed from the second adsorbent heat exchang-
ers 23, 33 is carried with the outdoor air OA and is ex-
hausted as the exhaust air EA through the exhaust air
outlet to the outside. In the first adsorbent heat exchang-
ers 22, 32, moisture in the room air RA is adsorbed onto
the adsorbent, the room air RA is dehumidified, the ab-
sorption heat thereby generated is transferred to the re-
frigerant, and the refrigerant evaporates. Then the room
air RA dehumidified in the first adsorbent heat exchang-
ers 22, 32 passes through the supply air outlet and is
supplied as the supply air SA to the room (see the arrows
shown on the both sides of the adsorbent heat exchang-
ers 22, 23, 32, 33 in Figure 9).
[0129] Here, the first adsorbent heat exchangers 22,
32 and second adsorbent heat exchangers 23, 33 treat
not only the latent heat but also the sensible heat.
[0130] In this way, in the dehumidifying operation in
the circulation mode performed only by the latent heat
load treatment system, this air conditioning system 1 can
perform the dehumidifying operation in which dehumid-
ification of the room air, and simultaneously cooling is
performed using the sensible heat treatment capacity
that is obtained according to the switching time interval
and the cooled air is supplied to the room.
[0131] The operation during humidifying operation in
the circulation mode will be described with reference to
Figures 10 and 11. Here, Figures 10 and 11 are sche-
matic diagrams of a refrigerant circuit showing the oper-
ation during a dehumidifying operation in the circulation
mode when only the latent heat load treatment system
of the air conditioning system 1 is operated. Note that
the system control being performed in the air conditioning
system 1 is the same as the system control for the above-
described dehumidifying operation in the full ventilation
mode, so that a description thereof will be omitted.
[0132] During the humidifying operation, as shown in
Figures 10 and 11, for example, the latent heat utilization
unit 2 alternately repeats the first operation in which the
first adsorbent heat exchanger 22 functions as a con-
denser and the second adsorbent heat exchanger 23
functions as an evaporator, and the second operation in
which that second adsorbent heat exchanger 23 func-
tions as a condenser and the first adsorbent heat ex-
changer 22 functions as an evaporator. Likewise, the la-
tent heat utilization unit 3 alternately repeats the first op-
eration in which the first adsorbent heat exchanger 32
functions as a condenser and the second adsorbent heat
exchanger 33 functions as an evaporator and the second
operation in which the second adsorbent heat exchanger
33 functions as a condenser and the first adsorbent heat
exchanger 32 functions as an evaporator. Hereinafter,
since the flow of the refrigerant in the refrigerant circuit
10 during the first operation and the second operation is

the same as that during the above-described dehumidi-
fying operation in the full ventilation mode, a description
thereof will be omitted, and only the flow of the air during
the first operation and the second operation will be de-
scribed.
[0133] During the first operation, in the first adsorbent
heat exchangers 22, 32, moisture is desorbed from the
adsorbent heated by condensation of the refrigerant, and
this desorbed moisture is added to the room air RA that
is drawn from the indoor air inlet. The moisture desorbed
from the first adsorbent heat exchangers 22, 32 is carried
with the room air RA and is supplied as the supply air SA
through the supply air outlet to the room. In the second
adsorbent heat exchangers 23, 33, moisture in the out-
door air OA is adsorbed onto the adsorbent, the outdoor
air OA is dehumidified, the absorption heat thereby gen-
erated is transferred to the refrigerant, and the refrigerant
evaporates. Then the outdoor air OA dehumidified in the
second adsorbent heat exchangers 23, 33 passes
through the exhaust air outlet and exhausted as the ex-
haust air EA to the outside (see the arrows shown on the
both sides of the adsorbent heat exchangers 22, 23, 32,
33 in Figure 10).
[0134] During the second operation, in the second ad-
sorbent heat exchangers 23, 33, moisture is desorbed
from the adsorbent heated by condensation of the refrig-
erant, and this desorbed moisture is added to the room
air RA that is drawn from the indoor air inlet. The moisture
desorbed from the second adsorbent heat exchangers
23, 33 is carried with the room air RA and is supplied as
the supply air SA through the supply air outlet to the room.
In the first adsorbent heat exchangers 22, 32, moisture
in the outdoor air OA is adsorbed onto the adsorbent, the
outdoor air OA is dehumidified, the absorption heat there-
by generated is transferred to the refrigerant, and the
refrigerant evaporates. Then the outdoor air OA dehu-
midified in the first adsorbent heat exchangers 22, 32
passes through the exhaust air outlet and is exhausted
as the exhaust air EA to the outside (see the arrows
shown on the both sides of the adsorbent heat exchang-
ers 22, 23, 32, 33 in Figure 11).
[0135] Here, the first adsorbent heat exchangers 22,
32 and second adsorbent heat exchangers 23, 33 treat
not only the latent heat but also the sensible heat, as in
the case of the dehumidifying operation in the full venti-
lation mode.
[0136] In this way, in the humidifying operation in the
circulation mode performed only by the latent heat load
treatment system, this air conditioning system 1 can per-
form the humidifying and heating operation in which hu-
midification of the room air is performed, and simultane-
ously heating is performed using the sensible heat treat-
ment capacity that is obtained according to the switching
time interval and the heated air is supplied to the room.

<Air Supply Mode>

[0137] Next, the dehumidifying operation and the hu-
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midifying operation in an air supply mode will be de-
scribed. In the air supply mode, when the air supply fan
and the exhaust fan of the latent heat utilization units 2,
3 are operated, outdoor air OA is drawn through the out-
side air inlets into the units, and is supplied as the supply
air SA through the supply air outlets to the room, while
outdoor air OA is drawn through the outside air inlets into
the units, and is exhausted as the exhaust air EA through
the exhaust air outlets to the outside.
[0138] The operation of the air conditioning system
during the dehumidifying operation in the air supply mode
will be described with reference to Figures 12 and 13.
Here, Figures 12 and 13 are schematic diagrams of a
refrigerant circuit showing the operation during a dehu-
midifying operation in the supply mode when only the
latent heat load treatment system of the air conditioning
system 1 is operated. Note that the system control that
is performed in the air conditioning system 1 is the same
as the system control for the above-described dehumid-
ifying operation in the full ventilation mode, so that a de-
scription thereof will be omitted.
[0139] During the dehumidifying operation, as shown
in Figures 12 and 13, for example, the latent heat utiliza-
tion unit 2 alternately repeats the first operation in which
the first adsorbent heat exchanger 22 functions as a con-
denser and the second adsorbent heat exchanger 23
functions as an evaporator, and the second operation in
which that second adsorbent heat exchanger 23 func-
tions as a condenser and the first adsorbent heat ex-
changer 22 functions as an evaporator. Likewise, the la-
tent heat utilization unit 3 alternately repeats the first op-
eration in which the first adsorbent heat exchanger 32
functions as a condenser and the second adsorbent heat
exchanger 33 functions as an evaporator, and the second
operation in which the second adsorbent heat exchanger
33 functions as a condenser and the first adsorbent heat
exchanger 32 functions as an evaporator. Hereinafter,
since the flow of the refrigerant in the refrigerant circuit
10 during the first operation and the second operation is
the same as that during the above-described dehumidi-
fying operation in the full ventilation mode, a description
thereof will be omitted, and only the flow of the air during
the first operation and the second operation will be de-
scribed.
[0140] During the first operation, in the first adsorbent
heat exchangers 22, 32, moisture is desorbed from the
adsorbent heated by condensation of the refrigerant, and
this desorbed moisture is added to the outdoor air OA
that is drawn from the outside air inlet. The moisture de-
sorbed from the first adsorbent heat exchangers 22, 32
is carried with the outdoor air OA and is exhausted as
the exhaust air EA through the exhaust air outlet to the
outside. In the second adsorbent heat exchangers 23,
33, the moisture in the outdoor air OA is adsorbed onto
the adsorbent, the outdoor air OA is dehumidified, the
absorption heat thereby generated is transferred to the
refrigerant, and the refrigerant evaporates. Then the out-
door air OA dehumidified in the second adsorbent heat

exchangers 23, 33 passes through the supply air outlet
and is supplied as the supply air SA to the room (see the
arrows shown on the both sides of the adsorbent heat
exchangers 22, 23, 32, 33 in Figure 12).
[0141] During the second operation, in the second ad-
sorbent heat exchangers 23, 33, moisture is desorbed
from the adsorbent heated by condensation of the refrig-
erant, and this desorbed moisture is added to the outdoor
air OA that is drawn from the outside air inlet. The mois-
ture desorbed from the second adsorbent heat exchang-
ers 23, 33 is carried with the outdoor air OA and is ex-
hausted as the exhaust air EA through the exhaust air
outlet to the outside. In the first adsorbent heat exchang-
ers 22, 32, the moisture in the outdoor air OA is adsorbed
onto the adsorbent, the outdoor air OA is dehumidified,
the absorption heat thereby generated is transferred to
the refrigerant, and the refrigerant evaporates. Then the
outdoor air OA dehumidified in the first adsorbent heat
exchangers 22, 32 passes through the supply air outlet
and is supplied as the supply air SA to the room (see the
arrows shown on the both sides of the adsorbent heat
exchangers 22, 23, 32, 33 in Figure 13).
[0142] Here, the first adsorbent heat exchangers 22,
32 and second adsorbent heat exchangers 23, 33 treat
not only the latent heat but also the sensible heat.
[0143] In this way, in the dehumidifying operation in
the air supply mode performed only by the latent heat
load treatment system, this air conditioning system 1 can
perform the dehumidifying operation in which dehumid-
ification of the room air is performed, and simultaneously
cooling is performed using the sensible heat treatment
capacity that is obtained according to the switching time
interval and the cooled air is supplied to the room.
[0144] The operation during the humidifying operation
in the air supply mode will be described with reference
to Figures 14 and 15. Here, Figures 14 and 15 are sche-
matic diagrams of a refrigerant circuit showing the oper-
ation during the humidifying operation in the supply mode
when only the latent heat load treatment system of the
air conditioning system 1 is operated. Note that the sys-
tem control that is performed in the air conditioning sys-
tem 1 is the same as the system control for the above-
described dehumidifying operation in the full ventilation
mode, so that a description thereof will be omitted.
[0145] During the humidifying operation, as shown in
Figures 14 and 15, for example, the latent heat utilization
unit 2 alternately repeats the first operation in which the
first adsorbent heat exchanger 22 functions as a con-
denser and the second adsorbent heat exchanger 23
functions as an evaporator, and the second operation in
which that second adsorbent heat exchanger 23 func-
tions as a condenser and the first adsorbent heat ex-
changer 22 functions as an evaporator. Likewise, the la-
tent heat utilization unit 3 alternately repeats the first op-
eration in which the first adsorbent heat exchanger 32
functions as a condenser and the second adsorbent heat
exchanger 33 functions as an evaporator and the second
operation in which the second adsorbent heat exchanger
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33 functions as a condenser and the first adsorbent heat
exchanger 32 functions as an evaporator. Hereinafter,
since the flow of the refrigerant in the refrigerant circuit
10 during the first operation and the second operation is
the same as that during the above-described dehumidi-
fying operation in the full ventilation mode, a description
thereof will be omitted, and only the flow of the air during
the first operation and the second operation will be de-
scribed.
[0146] During the first operation, in the first adsorbent
heat exchangers 22, 32, moisture is desorbed from the
adsorbent heated by condensation of the refrigerant, and
this desorbed moisture is added to the outdoor air OA
that is drawn from the outside air inlet. The moisture de-
sorbed from the first adsorbent heat exchangers 22, 32
is carried with outdoor air OA and is supplied as the sup-
ply air SA through the supply air outlet to the room. In
the second adsorbent heat exchangers 23, 33, moisture
in the outdoor air OA is adsorbed onto the adsorbent, the
outdoor air OA is dehumidified, the absorption heat there-
by generated is transferred to the refrigerant, and the
refrigerant evaporates. Then the outdoor air OA dehu-
midified in the second adsorbent heat exchangers 23, 33
passes through the exhaust air outlet and is exhausted
as the exhaust air EA to the outside (see the arrows
shown on the both sides of the adsorbent heat exchang-
ers 22, 23, 32, 33 in Figure 14).
[0147] During the second operation, in the second ad-
sorbent heat exchangers 23, 33, moisture is desorbed
from the adsorbent heated by condensation of the refrig-
erant, and this desorbed moisture is added to the outdoor
air OA that was drawn from the outside air inlet. The
moisture desorbed from the second adsorbent heat ex-
changers 23, 33 is carried with outdoor air OA and is
supplied as the supply air SA through the supply air outlet
to the room. In the first adsorbent heat exchangers 22,
32, moisture in the outdoor air OA is adsorbed onto the
adsorbent, the outdoor air OA is dehumidified, the ab-
sorption heat thereby generated is transferred to the re-
frigerant, and the refrigerant evaporates. Then the out-
door air OA dehumidified in the first adsorbent heat ex-
changers 22, 32 passes through the exhaust air outlet
and is exhausted as the exhaust air EA to the outside
(see the arrows shown on the both sides of the adsorbent
heat exchangers 22, 23, 32, 33 in Figure 15).
[0148] Here, the first adsorbent heat exchangers 22,
32 and second adsorbent heat exchangers 23, 33 treat
not only the latent heat but also the sensible heat.
[0149] In this way, in the humidifying operation in the
air supply mode performed only by the latent heat load
treatment system, this air conditioning system 1 can per-
form the humidifying operation in which humidification of
outdoor air is performed, and simultaneously heating is
performed using the sensible heat treatment capacity
that is obtained according to the switching time interval
and the heated air is supplied to the room.

<Exhaust Mode>

[0150] Next, the dehumidifying operation and the hu-
midifying operation in an exhaust mode will be described.
In the exhaust mode, when the air supply fan and the
exhaust fan of the latent heat utilization units 2, 3 are
operated, the room air RA is drawn through the indoor
air inlets into the units, and is supplied as the supply air
SA through the supply air outlets to the room, while the
room air RA is drawn through the indoor air inlets into
the units, and is exhausted as the exhaust air EA through
the exhaust air outlets to the outside.
[0151] The operation during the dehumidifying opera-
tion in the exhaust mode will be described with reference
to Figures 16 and 17. Here, Figures 16 and 17 are sche-
matic diagrams of a refrigerant circuit showing the oper-
ation during the dehumidifying operation in the exhaust
mode when only the latent heat load treatment system
is of the air conditioning system 1 operated. Note that
the system control that is performed in the air conditioning
system 1 is the same as the system control for the above-
described dehumidifying operation in the full ventilation
mode, so that a description thereof will be omitted.
[0152] During the dehumidifying operation, as shown
in Figures 16 and 17, for example, the latent heat utiliza-
tion unit 2 alternately repeats the first operation in which
the first adsorbent heat exchanger 22 functions as a con-
denser and the second adsorbent heat exchanger 23
functions as an evaporator, and the second operation in
which that second adsorbent heat exchanger 23 func-
tions as a condenser and the first adsorbent heat ex-
changer 22 functions as an evaporator. Likewise, the la-
tent heat utilization unit 3 alternately repeats the first op-
eration in which the first adsorbent heat exchanger 32
functions as a condenser and the second adsorbent heat
exchanger 33 functions as an evaporator and the second
operation in which the second adsorbent heat exchanger
33 functions as a condenser and the first adsorbent heat
exchanger 32 functions as an evaporator. Hereinafter,
since the flow of the refrigerant in the refrigerant circuit
10 during the first operation and the second operation is
the same as that during the above-described dehumidi-
fying operation in the full ventilation mode, a description
thereof will be omitted, and only the flow of the air during
the first operation and the second operation will be de-
scribed.
[0153] During the first operation, in the first adsorbent
heat exchangers 22, 32, moisture is desorbed from the
adsorbent heated by condensation of the refrigerant, and
this desorbed moisture is added to the room air RA that
is drawn from the indoor air inlet. The moisture desorbed
from the first adsorbent heat exchangers 22, 32 is carried
with the room air RA and is exhausted as the exhaust air
EA through the exhaust air outlet to the outside. In the
second adsorbent heat exchangers 23, 33, moisture in
the room air RA is adsorbed onto the adsorbent, the room
air RA is dehumidified, the absorption heat thereby gen-
erated is transferred to the refrigerant, and the refrigerant
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evaporates. Then the room air RA dehumidified in the
second adsorbent heat exchangers 23, 33 passes
through the supply air outlets and is supplied as the sup-
ply air SA to the room (see the arrows shown on the both
sides of the adsorbent heat exchangers 22, 23, 32, 33 in
Figure 16).
[0154] During the second operation, in the second ad-
sorbent heat exchangers 23, 33, moisture is desorbed
from the adsorbent heated by condensation of the refrig-
erant, and this desorbed moisture is added to the room
air RA that is drawn from the indoor air inlet. The moisture
desorbed from the second adsorbent heat exchangers
23, 33 is carried with the room air RA and is exhausted
as the exhaust air EA through the exhaust air outlet to
the outside. In the first adsorbent heat exchangers 22,
32, moisture in the room air RA is adsorbed onto the
adsorbent, the room air RA is dehumidified, the absorp-
tion heat thereby generated is transferred to the refrig-
erant, and the refrigerant evaporates. Then the room air
RA dehumidified in the first adsorbent heat exchangers
22, 32 passes through the supply air outlet and is supplied
as the supply air SA to the room (see the arrows shown
on the both sides of the adsorbent heat exchangers 22,
23, 32, 33 in Figure 17).
[0155] Here, the first adsorbent heat exchangers 22,
32 and second adsorbent heat exchangers 23, 33 treat
not only the latent heat but also the sensible heat.
[0156] In this way, in the dehumidifying operation in
the exhaust mode performed only by the latent heat load
treatment system, this air conditioning system 1 can per-
form the dehumidifying operation in which dehumidifica-
tion of the room air is performed, and simultaneously
cooling is performed using the sensible heat treatment
capacity that is obtained according to the switching time
interval and the cooled air is supplied to the room.
[0157] The operation during the humidifying operation
in the exhaust mode will be described with reference to
Figure 18 and 19. Here, Figures 18 and 19 are schematic
diagrams of a refrigerant circuit showing the operation
during the humidifying operation in the exhaust mode
when only the latent heat load treatment system of the
air conditioning system 1 is operated. Note that the sys-
tem control that is performed in the air conditioning sys-
tem 1 is the same as the system control for the above-
described dehumidifying operation in the full ventilation
mode, so that a description thereof will be omitted.
[0158] During the humidifying operation, as shown in
Figures 18 and 19, for example, the latent heat utilization
unit 2 alternately repeats the first operation in which the
first adsorbent heat exchanger 22 functions as a con-
denser and the second adsorbent heat exchanger 23
functions as an evaporator, and the second operation in
which that second adsorbent heat exchanger 23 func-
tions as a condenser and the first adsorbent heat ex-
changer 22 functions as an evaporator. Likewise, the la-
tent heat utilization unit 3 alternately repeats the first op-
eration in which the first adsorbent heat exchanger 32
functions as a condenser and the second adsorbent heat

exchanger 33 functions as an evaporator and the second
operation in which the second adsorbent heat exchanger
33 functions as a condenser and the first adsorbent heat
exchanger 32 functions as an evaporator. Hereinafter,
since the flow of the refrigerant in the refrigerant circuit
10 during the first operation and the second operation is
the same as that during the above-described dehumidi-
fying operation in the full ventilation mode, a description
thereof will be omitted, and only the flow of the air during
the first operation and the second operation will be de-
scribed.
[0159] During the first operation, in the first adsorbent
heat exchangers 22, 32, moisture is desorbed from the
adsorbent heated by condensation of the refrigerant, and
this desorbed moisture is added to the room air RA that
is drawn from the indoor air inlet. The moisture desorbed
from the first adsorbent heat exchangers 22, 32 is carried
with the room air RA and is supplied as the supply air SA
through the supply air outlet to the room. In the second
adsorbent heat exchangers 23, 33, moisture in the room
air RA is adsorbed onto the adsorbent, the room air RA
is dehumidified, the absorption heat thereby generated
is transferred to the refrigerant, and the refrigerant evap-
orates. Then the room air RA dehumidified in the second
adsorbent heat exchangers 23, 33 passes through the
exhaust air outlet and is exhausted as the exhaust air EA
to the outside (see the arrows shown on the both sides
of the adsorbent heat exchangers 22, 23, 32, 33 in Figure
18).
[0160] During the second operation, in the second ad-
sorbent heat exchangers 23, 33, moisture is desorbed
from the adsorbent heated by condensation of the refrig-
erant, and this desorbed moisture is added to the room
air RA that is drawn from the indoor air inlet. The moisture
desorbed from the second adsorbent heat exchangers
23, 33 is carried with the room air RA and is supplied as
the supply air SA through the supply air outlet to the room.
In the first adsorbent heat exchangers 22, 32, moisture
in the room air RA is adsorbed onto the adsorbent, the
room air RA is dehumidified, the absorption heat thereby
generated is transferred to the refrigerant, and the refrig-
erant evaporates. Then the room air RA dehumidified in
the first adsorbent heat exchangers 22, 32 passes
through the exhaust air outlet and is exhausted as the
exhaust air EA to the outside (see the arrows shown on
the both sides of the adsorbent heat exchangers 22, 23,
32, 33 in Figure 19).
[0161] Here, the first adsorbent heat exchangers 22,
32 and second adsorbent heat exchangers 23, 33 treat
not only the latent heat but also the sensible heat.
[0162] In this way, in the humidifying operation in the
exhaust mode performed only by the latent heat load
treatment system, this air conditioning system 1 can per-
form the humidifying and operation in which humidifica-
tion of the room air is performed, and simultaneously
heating is performed using the sensible heat treatment
capacity that is obtained according to the switching time
interval and the heated air is supplied to the room.
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[0163] Next, the operation of the air conditioning sys-
tem 1 when the whole air conditioning system 1 including
the sensible heat utilization units 4, 5 is operated will be
described. The air conditioning system 1 can treat the
latent heat load in the room mainly in the latent heat load
treatment system (in other words, the latent heat utiliza-
tion units 2, 3), and treat the sensible heat load in the
room mainly in the sensible heat load treatment system
(in other words, the sensible heat utilization units 4, 5).
Each type of operation will be described below.

<Dehumidifying and Cooling Operation>

[0164] First, the operation of a cooling and dehumidi-
fying operation in which the cooling operation is per-
formed in the sensible heat load treatment system of the
air conditioning system 1 while the dehumidifying oper-
ation is performed in the full ventilation mode in the latent
heat load treatment system of the air conditioning system
1 will be described with reference to Figures 20, 21, 22,
and 23. Here, Figures 20 and 21 are schematic diagrams
of a refrigerant circuit showing the operation during the
dehumidifying and cooling operation in the full ventilation
mode in the air conditioning system 1. Figure 22 is a
control flow diagram during the normal operation in the
air conditioning system 1. Figure 23 is a diagram of con-
trol flow during the normal operation in the air conditioning
system 1 (when the switching time interval in each of the
adsorbent heat exchangers 22, 23, 32, 33 is changed).
Note that as for Figures 22 and 23, since the latent heat
utilization unit 2 and the sensible heat utilization unit 4
as a pair have the same control flow as the latent heat
utilization unit 3 and the sensible heat utilization unit 5
as a pair, so that the illustration of the control flow of the
latent heat utilization unit 3 and the sensible heat utiliza-
tion unit 5 as a pair is omitted.
[0165] First, the operation of the latent heat load treat-
ment system of the air conditioning system 1 will be de-
scribed.
[0166] As in the case of the above-described single
operation of the latent heat load treatment system, the
latent heat utilization unit 2 of the latent heat load treat-
ment system alternately repeats the first operation in
which the first adsorbent heat exchanger 22 functions as
a condenser and the second adsorbent heat exchanger
23 functions as an evaporator, and the second operation
in which the second adsorbent heat exchanger 23 func-
tions as a condenser and the first adsorbent heat ex-
changer 22 functions as an evaporator. Likewise, the la-
tent heat utilization unit 3 alternately repeats the first op-
eration in which the first adsorbent heat exchanger 32
functions as a condenser and the second adsorbent heat
exchanger 33 functions as an evaporator and the second
operation in which the second adsorbent heat exchanger
33 functions as a condenser and the first adsorbent heat
exchanger 32 functions as an evaporator.
[0167] The operation of the two latent heat utilization
units 2 and 3 will be described together below.

[0168] In the first operation, the regeneration process
in the first adsorbent heat exchangers 22, 32 and the
adsorption process in the second adsorbent heat ex-
changers 23, 33 are performed in parallel. During the first
operation, as shown in Figure 20, the latent heat utiliza-
tion side four-way directional control valves 21, 31 are
set to a first state (see the solid lines in the latent heat
utilization side four-way directional control valves 21, 31
in Figure 20). In this state, high-pressure gas refrigerant
discharged from the compression mechanism 61 flows
into the first adsorbent heat exchangers 22, 32 through
the discharge gas connection pipe 8 and the latent heat
utilization side four-way directional control valves 21, 31,
and is condensed while passing through the first adsorb-
ent heat exchangers 22, 32. The condensed refrigerant
is pressure-reduced by the latent heat utilization side ex-
pansion valves 24, 34, and is subsequently evaporated
while passing through the second adsorbent heat ex-
changers 23, 33. Then, the refrigerant is again drawn
into the compression mechanism 61 through the latent
heat utilization side four-way directional control valves
21, 31 and the inlet gas connection pipe 9 (see the arrows
shown on the refrigerant circuit 10 in Figure 20). Here,
unlike the above-described case where the only latent
heat load treatment system is operated, the sensible heat
utilization side expansion valves 41, 51 of the sensible
heat utilization units 4, 5, respectively, are opened allow-
ing the refrigerant to flow into the air heat exchangers
42, 52 in order to perform the cooling operation, and the
degree of opening of these valves is adjusted. Accord-
ingly, a portion of high-pressure gas refrigerant com-
pressed in and discharged from the compression mech-
anism 61 will be flowing in the latent heat utilization units
2, 3.
[0169] During the first operation, in the first adsorbent
heat exchangers 22, 32, moisture is desorbed from the
adsorbent heated by condensation of the refrigerant, and
this desorbed moisture is added to the room air RA that
is drawn from the indoor air inlet. The moisture desorbed
from the first adsorbent heat exchangers 22, 32 is carried
with the room air RA and is exhausted as the exhaust air
EA through the exhaust air outlets to the outside. In the
second adsorbent heat exchangers 23, 33, moisture in
the outdoor air OA is adsorbed onto the adsorbent, the
outdoor air OA is dehumidified, the absorption heat there-
by generated is transferred to the refrigerant, and the
refrigerant evaporates. Then the outdoor air OA dehu-
midified in the second adsorbent heat exchangers 23, 33
passes through the supply air outlet and is supplied as
the supply air SA to the room (see the arrows shown on
the both sides of the adsorbent heat exchangers 22, 23,
32, 33 in Figure 20).
[0170] In the second operation, the adsorption process
in the first adsorbent heat exchangers 22, 32 and the
regeneration process in the second adsorbent heat ex-
changers 23, 33 are performed in parallel. During the
second operation, as shown in Figure 21, the latent heat
utilization side four-way directional control valves 21, 31
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are set to a second state (see the broken lines in the
latent heat utilization side four-way directional control
valves 21, 31 in Figure 21). In this state, high-pressure
gas refrigerant discharged from the compression mech-
anism 61 flows into the second adsorbent heat exchang-
ers 23, 33 through the discharge gas connection pipe 8
and the latent heat utilization side four-way directional
control valves 21, 31, and is condensed while passing
through the second adsorbent heat exchangers 23, 33.
The condensed refrigerant is pressure-reduced by the
latent heat utilization side expansion valves 24, 34, and
is subsequently evaporated while passing through the
first adsorbent heat exchangers 22, 32. Then, the refrig-
erant is again drawn into the compression mechanism
61 through the latent heat utilization side four-way direc-
tional control valves 21, 31 and the inlet gas connection
pipe 9 (see the arrows shown on the refrigerant circuit
10 in Figure 21).
[0171] During the second operation, in the second ad-
sorbent heat exchangers 23, 33, moisture is desorbed
from the adsorbent heated by condensation of the refrig-
erant, and this desorbed moisture is added to the room
air RA that is drawn from the indoor air inlet. The moisture
desorbed from the second adsorbent heat exchangers
23, 33 is carried with the room air RA and is exhausted
as the exhaust air EA through the exhaust air outlets to
the outside. In the first adsorbent heat exchangers 22,
32, the moisture in the outdoor air OA is adsorbed onto
the adsorbent, the outdoor air OA is dehumidified, the
absorption heat thereby generated is transferred to the
refrigerant, and the refrigerant evaporates. Then the out-
door air OA dehumidified in the first adsorbent heat ex-
changers 22, 32 passes through the supply air outlet and
is supplied as the supply air SA to the room (see the
arrows shown on the both sides of the adsorbent heat
exchangers 22, 23, 32, 33 in Figure 21).
[0172] Here, the system control that is performed in
the air conditioning system 1 will be described, focusing
on the latent heat load treatment system.
[0173] First, when the target temperature and the tar-
get relative humidity are set by the remote controls 11,
12, along with these target temperature and target rela-
tive humidity, the following information will be input into
the latent heat utilization side controllers 28, 38 of the
latent heat utilization units 2, 3, respectively: the temper-
ature and relative humidity of the room air to be drawn
into the units, which were detected by RA inlet temper-
ature/humidity sensors 25, 35; and the temperature and
relative humidity of outdoor air to be drawn into the units,
which were detected by OA inlet temperature/humidity
sensors 26, 36.
[0174] Then, in step S11, the latent heat utilization side
controllers 28, 38 calculate the target value of the en-
thalpy or the target absolute humidity based on the target
temperature of the room air and the target relative hu-
midity; calculate the current value of the enthalpy or the
current absolute humidity of the air to be drawn into the
units from the room based on the temperature and the

relative humidity detected by the RA inlet tempera-
ture/humidity sensors 25, 35; and then calculate the re-
quired latent heat capacity value Δh, which is the differ-
ence between the two calculated values. Then, this value
Δh is converted to a capacity UP signal K1 that informs
the heat source side controller 65 whether or not it is
necessary to increase the treatment capacity of the latent
heat utilization units 2, 3. For example, when the absolute
value of Δh is lower than a predetermined value (in other
words, when the humidity of the room air is close to the
target humidity and the treatment capacity does not need
to be increased or decreased), the capacity UP signal
K1 will be "0." When the absolute value of Δh is higher
than a predetermined value in a way that the treatment
capacity needs to be increased (in other words, the hu-
midity of the room air is higher than the target humidity
during the dehumidifying operation, and the treatment
capacity needs to be increased), the capacity UP signal
K1 will be "A," and when the absolute value of Δh is higher
than a predetermined value in a way that the treatment
capacity needs to be decreased (in other words, the hu-
midity of the room air is lower than the target humidity
during the dehumidifying operation, and the treatment
capacity needs to be decreased), the capacity UP signal
K1 will be "B." Then, this capacity UP signal K1 is trans-
mitted from the latent heat utilization side controllers 28,
38 to the heat source side controller 65, and in step S12,
this signal K1 is used for calculation of the target con-
densation temperature TcS and the target evaporation
temperature TeS, which will be described below.
[0175] Next, the operation of the sensible heat load
treatment system of the air conditioning system 1 will be
described.
[0176] When the cooling operation of the sensible heat
utilization units 4, 5 is performed, the three-way direction
control valve 62 of the heat source unit 6 is in a condens-
ing operation state (a state in which the first port 62a is
connected to the third port 62c). In addition, the air con-
ditioning switching valves 71, 81 of the connection units
14, 15 are in a cooling operation state (a state in which
the first ports 71 a, 81 a are connected to the second
ports 71b, 81b). Further, the degree of opening of the
sensible heat utilization side expansion valves 41, 51 of
the sensible heat utilization units 4, 5, respectively, is
adjusted so as to reduce the pressure of the refrigerant.
The heat source side expansion valve 64 is opened.
[0177] When the refrigerant circuit 10 is in the above-
described state, high-pressure gas refrigerant dis-
charged from the compression mechanism 61 passes
through the three-way direction control valve 62, flows
into the heat source side heat exchanger 63, and is con-
densed into liquid refrigerant. This liquid refrigerant is
sent to the sensible heat utilization units 4, 5 through the
heat source side expansion valve 64, the receiver 68,
and the liquid connection pipe 7. The liquid refrigerant
sent to the sensible heat utilization units 4, 5 is pressure-
reduced by the sensible heat utilization side expansion
valves 41, 51, and then, in the air heat exchangers 42,
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52, this liquid refrigerant is evaporated into low-pressure
gas refrigerant by heat exchange with the room air RA
drawn into the unit. This gas refrigerant is again drawn
into the compression mechanism 61 of the heat source
unit 6 through the air conditioning switching valves 71,
81 of the connection units 14, 15 and the inlet gas con-
nection pipe 9. On the other hand, the room air RA cooled
by heat exchange with the refrigerant in the air heat ex-
changers 42, 52 is supplied as the supply air SA to the
room. Note that, as described below, the degree of open-
ing of the sensible heat utilization side expansion valves
41, 51 is adjusted such that the degree of superheat SH
in the air heat exchangers 42, 52, i.e., the temperature
difference between the refrigerant temperature on the
liquid side of the air heat exchangers 42, 52 respectively
detected by the liquid side temperature sensors 43, 53
and the refrigerant temperature on the gas side of the air
heat exchangers 42, 52 respectively detected by the gas
side temperature sensors 44, 54, is equal to the target
degree of superheat SHS.
[0178] Here, the system control that is performed in
the air conditioning system 1 will be described, focusing
on the sensible heat load treatment system.
[0179] First, when the target temperatures are set by
the remote controls 11, 12, along with these target tem-
peratures, the temperature of the room air to be drawn
into the unit, which were detected by RA inlet temperature
sensors 45, 55, will be input into the sensible heat utili-
zation side controllers 48, 58 of the sensible heat utiliza-
tion units 4, 5, respectively.
[0180] Then, in step S14, the sensible heat utilization
side controllers 48, 58 calculate the temperature differ-
ence between the target temperature of the room air and
the temperature detected by the RA inlet temperature
sensors 45, 55 (this temperature difference will be here-
inafter referred to as the required sensible heat capability
value ΔT). Here, as described above, the required sen-
sible heat capacity value ΔT is the difference between
the target temperature of the room air and the current
temperature of the room air, so that this value ΔT corre-
sponds to the sensible heat load that must be treated in
the air conditioning system 1. Then, this required sensible
heat capacity value ΔT is converted to a capacity UP
signal K2 that informs the heat source side controller 65
whether or not it is necessary to increase the treatment
capacity of the sensible heat utilization units 4, 5. For
example, when the absolute value of ΔT is lower than a
predetermined value (in other words, when the temper-
ature of the room air is close to the target temperature
of the room air and the treatment capacity does not need
to be increased or decreased), the capacity UP signal
K2 will be "0." When the absolute value of ΔT is higher
than a predetermined value in a way that the treatment
capacity needs to be increased (in other words, the room
temperature air is higher than the target temperature dur-
ing the cooling operation and the treatment capacity
needs to be increased), the capacity UP signal K2 will
be "a," and when the absolute value of ΔT is higher than

a predetermined value in a way that the treatment ca-
pacity needs to be decreased (in other words, the tem-
perature of the room air is lower than the target temper-
ature during the cooling operation, and the treatment ca-
pacity needs to be decreased), the capacity UP signal
K2 will be "b."
[0181] Next, in step S15, the sensible heat utilization
side controllers 48, 58 change the target degree of su-
perheat SHS according to the required sensible heat ca-
pability value ΔT. For example, when the treatment ca-
pacity of the sensible heat utilization units 4, 5 needs to
be decreased (when the capacity UP signal K2 is "b"),
the degree of opening of the sensible heat utilization side
expansion valves 41, 51 is controlled such that the target
degree of superheat SHS is increased and the amount
of heat exchanged between the air and the refrigerant in
the air heat exchangers 42, 52 is decreased.
[0182] Next, in step S12, the heat source side control-
ler 65 calculates the target condensation temperature
TcS and the target evaporation temperature TeS, using
the capacity UP signal K1 of the latent heat utilization
units 2, 3, which was transmitted from the latent heat
utilization side controllers 28, 38 to the heat source side
controller 65, and also the capacity UP signal K2 of the
sensible heat utilization units 4, 5, which was transmitted
from the sensible heat utilization side controllers 48, 58
to the heat source side controller 65. For example, the
target condensation temperature TcS is calculated by
adding the capacity UP signal K1 of the latent heat utili-
zation units 2, 3 and the capacity UP signal K2 of the
sensible heat utilization units 4, 5 to the current target
condensation temperature. In addition, the target evap-
oration temperature TeS is calculated by subtracting the
capacity UP signal K1 of the latent heat utilization units
2, 3 and the capacity UP signal K2 of the sensible heat
utilization units 4, 5 from the current target evaporation
temperature. Accordingly, when a value of the capacity
UP signal K1 is "A" or when a value of the capacity UP
signal K2 is "a," the target condensation temperature TcS
will be high and the target evaporation temperature TeS
will be low.
[0183] Next in step S 13, a system condensation tem-
perature Tc and a system evaporation temperature Te,
which respectively correspond to measured values of the
condensation temperature and the evaporation temper-
ature of the entire air conditioning system 1, are calcu-
lated. For example, the system condensation tempera-
ture Tc and the system evaporation temperature Te are
calculated by converting an inlet pressure of the com-
pression mechanism 61 detected by the inlet pressure
sensor 66 and a discharge pressure of the compression
mechanism 61 detected by the discharge pressure sen-
sor 67 to the saturation temperatures of the refrigerant
at these pressures. Then, the temperature difference ΔTc
between the system condensation temperature Tc and
the target condensation temperature TcS and the tem-
perature difference ΔTe between the system evaporation
temperature Te and the target evaporation temperature
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TeS are calculated. Then based on the subtraction be-
tween these temperature differences, the necessity and
amount of the increase or decrease in the operational
capacity of the compression mechanism 61 will be de-
termined.
[0184] By using thus determined operational capacity
of the compression mechanism 61 to control the opera-
tional capacity of the compression mechanism 61, the
system control to aim the target relative humidity of the
room air is performed. The system control is performed
such that, for example, when a value determined by sub-
tracting the temperature difference ΔTe from the temper-
ature difference ΔTc is a positive value, the operational
capacity of the compression mechanism 61 is increased,
whereas when a value determined by subtracting the
temperature difference ΔTe from the temperature differ-
ence ΔTc is a negative value, the operational capacity of
the compression mechanism 61 is decreased.
[0185] In this way, in this air conditioning system 1, the
latent heat load (required latent heat treatment capacity,
which corresponds to Δh), which must be treated in the
air conditioning system 1 as a whole, and the sensible
heat load (required sensible heat treatment capacity,
which correspond to ΔT), which must be treated in the
air conditioning system 1 as a whole, are treated by using
the latent heat load treatment system (specifically, the
latent heat utilization units 2, 3) and the sensible heat
load treatment system (specifically, sensible heat utiliza-
tion units 4, 5). Here, as for the increase and decrease
of the treatment capacity of the latent heat load treatment
system and the increase and decrease of the treatment
capacity of the sensible heat load treatment system, the
required latent heat treatment capacity value Δh and the
required sensible heat treatment capacity value ΔT are
calculated, and the operational capacity of the compres-
sion mechanism 61 is controlled based on these calcu-
lated values. Accordingly, it is possible to treat the latent
heat load in the latent heat load treatment system having
the adsorbent heat exchangers 22, 23, 32, 33, while treat-
ing the sensible heat load in the sensible heat load treat-
ment system having the air heat exchangers 42, 52 at
the same time. Consequently, as in the air conditioning
system 1 of the present embodiment, even when the la-
tent heat load treatment system and the sensible heat
load treatment system share a heat source, the opera-
tional capacity of the compression mechanism that con-
stitutes the heat source can be controlled in a satisfactory
manner.
[0186] Incidentally, the system control in the above-
described air conditioning system 1 is basically per-
formed such that the operational capacity of the com-
pression mechanism 61 is increased when the required
sensible heat treatment capacity value ΔT is high (in other
words, the capacity UP signal K2 is "a") and also the
required latent heat treatment capacity value Δh is low
(in other words, the capacity UP signal K1 is "B"). In ad-
dition, when the required latent heat treatment capacity
value Δh is high (in other words, the capacity UP signal

K1 is "A"), control is performed basically such that the
operational capacity of the compression mechanism 61
is increased.
[0187] On the other hand, in the latent heat load treat-
ment by the latent heat load treatment system, as de-
scribed above, both the latent heat and the sensible heat
are treated through the adsorption process or the regen-
eration process in the adsorbent heat exchangers 22,
23, 32, 33. The ratio of the sensible heat treatment ca-
pacity to the latent heat treatment capacity during the
above-described operation is changed according to the
change in the switching time interval, as shown in Figure
5. Accordingly in the air conditioning system 1, when the
required latent heat treatment capacity value Δh is low
and the required sensible heat treatment capacity value
ΔT is high, the switching time interval is made longer so
as to increase the sensible heat treatment capacity ratio
in order to handle the increase in the sensible heat load.
Here, an operation to increase the sensible heat treat-
ment capacity in the latent heat load treatment system
of the air conditioning system 1 by making the switching
time interval longer is not an operation to increase the
operational capacity of the compression mechanism 61,
so that there is no inefficiency in this air conditioning 1
as a whole and thus an efficient operation can be
achieved. In addition, when the required latent heat treat-
ment capacity value Δh is high (in other words, the ca-
pacity UP signal K1 is "A"), the switching time interval is
made shorter so as to reduce the sensible heat treatment
capacity ratio in order to handle the increase in the latent
heat load.
[0188] The air conditioning system 1 of the present em-
bodiment performs the above-described system control,
based on the control flow shown in Figure 23. Below, the
system control of the air conditioning system 1 shown in
Figure 23 will be described. Note that steps shown in
Figure 23 excluding steps S16 to S19, i.e., steps S11 to
S15 are the same steps S11 to S15 shown in Figure 22,
so that a description thereof will be omitted here.
[0189] In step S16, the latent heat utilization side con-
trollers 28, 38 determine whether or not the switching
time interval in the adsorbent heat exchangers 22, 23,
32, 33 is in the sensible heat priority mode (in other words,
time D) and whether or not the capacity UP signal K1 is
"A" (in other words, the latent heat treatment capacity is
to be increased). When both of the two conditions are
satisfied, in step S18, the switching time interval is
changed to the latent heat priority mode (in other words,
time C). On the contrary, when either of the two conditions
is not satisfied, the system control proceeds to step S 17.
[0190] In step S17, the latent heat utilization side con-
trollers 28, 38 determine whether or not the switching
time interval of the adsorbent heat exchangers 22, 23,
32, 33 is in the latent heat priority mode (in other words,
time C); whether or not the capacity UP signal K1 is "B"
(in other words, the latent heat treatment capacity is to
be decreased); and whether or not the capacity UP signal
K2 transmitted from the sensible heat utilization side con-
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trollers 48, 58 through the heat source side controller 65
is "a" (in other words, the sensible heat treatment capac-
ity is to be increased). Then, when all the three conditions
are satisfied, in step S19, the switching time interval is
changed to the sensible heat priority mode (in other
words, time D). On the contrary, when any one of the
three conditions is not satisfied, the system control pro-
ceeds to step S12.
[0191] With this system control, as described above,
when the required latent heat treatment capacity value
Δh is low and also the required sensible heat treatment
capacity value ΔT is high, the switching time interval is
made longer (specifically, time C during the normal op-
eration is changed to time D, see Figure 5) so as to in-
crease the sensible heat treatment capacity ratio in order
to handle the increase in the sensible heat load. Further,
with this system control, the switching time interval can
set back to the latent heat priority mode when the latent
heat load increases as in step S16, so that the increase
in the sensible heat load can be handled while the latent
heat load in the room is reliably treated.
[0192] Note that, here, as an example of the dehumid-
ifying and cooling operation, the case where the cooling
operation is performed in the sensible heat load treat-
ment system while the dehumidifying operation is per-
formed in the full ventilation mode in the latent heat load
treatment system of the air conditioning system 1 is de-
scribed; however, a case where the dehumidifying oper-
ation in a different mode such as the circulation mode or
the air supply mode is performed in the latent heat load
treatment system is also applicable.

<Humidifying and Heating Operation>

[0193] Next, the operation of a humidifying and heating
operation in which the heating operation is performed in
the sensible heat load treatment system of the air con-
ditioning system 1 while the humidifying operation is per-
formed in the full ventilation mode in the latent heat load
treatment system of the air conditioning system 1 will be
described with reference to Figures 22, 23, 24, and 25.
Here, Figures 24 and 25 are schematic diagrams of a
refrigerant circuit showing the operation during the hu-
midifying and heating operation in the full ventilation
mode in the air conditioning system 1 of the first embod-
iment.
[0194] First, the operation of the latent heat load treat-
ment system of the air conditioning system 1 will be de-
scribed.
[0195] As in the case of the above-described single
operation by the latent heat load treatment system, the
latent heat utilization unit 2 of the latent heat load treat-
ment system alternately repeats the first operation in
which the first adsorbent heat exchanger 22 functions as
a condenser and the second adsorbent heat exchanger
23 functions as an evaporator, and the second operation
in which the second adsorbent heat exchanger 23 func-
tions as a condenser and the first adsorbent heat ex-

changer 22 functions as an evaporator. Likewise, the la-
tent heat utilization unit 3 alternately repeats the first op-
eration in which the first adsorbent heat exchanger 32
functions as a condenser and the second adsorbent heat
exchanger 33 functions as an evaporator and the second
operation in which the second adsorbent heat exchanger
33 functions as a condenser and the first adsorbent heat
exchanger 32 functions as an evaporator.
[0196] The operation of the two latent heat utilization
units 2 and 3 will be described together below.
[0197] In the first operation, the regeneration process
in the first adsorbent heat exchangers 22, 32 and the
adsorption process in the second adsorbent heat ex-
changers 23, 33 are performed in parallel. During the first
operation, as shown in Figure 24, the latent heat utiliza-
tion side four-way directional control valves 21, 31 are
set to a first state (see the solid lines in the latent heat
utilization side four-way directional control valves 21, 31
in Figure 24). In this state, high-pressure gas refrigerant
discharged from the compression mechanism 61 flows
into the first adsorbent heat exchangers 22, 32 through
the discharge gas connection pipe 8 and the latent heat
utilization side four-way directional control valves 21, 31,
and is condensed while passing through the first adsorb-
ent heat exchangers 22, 32. The condensed refrigerant
is pressure-reduced by the latent heat utilization side ex-
pansion valves 24, 34, and is subsequently evaporated
while passing through the second adsorbent heat ex-
changers 23, 33. Then, the refrigerant is again drawn
into the compression mechanism 61 through the latent
heat utilization side four-way directional control valves
21, 31 and the inlet gas connection pipe 9 (see the arrows
shown on the refrigerant circuit 10 in Figure 24). Here,
unlike the case of the above-described operation per-
formed only by the latent heat load treatment system, the
sensible heat utilization side expansion valves 41, 51 of
the sensible heat utilization units 4, 5, respectively, are
opened allowing the refrigerant flow into the air heat ex-
changers 42, 52 in order to perform the heating operation,
and the degree of opening these valves is adjusted. Ac-
cordingly, a portion of high-pressure gas refrigerant com-
pressed in and discharged from the compression mech-
anism 61 will be flowing in the latent heat utilization units
2, 3.
[0198] During the first operation, in the first adsorbent
heat exchangers 22, 32, moisture is desorbed from the
adsorbent heated by condensation of the refrigerant, and
this desorbed moisture is added to the outdoor air OA
that is drawn from the outside air inlets. The moisture
desorbed from the first adsorbent heat exchangers 22,
32 is carried with the outdoor air OA and supplied as the
supply air SA through the supply air outlet to the room.
In the second adsorbent heat exchangers 23, 33, mois-
ture in the room air RA is adsorbed onto the adsorbent,
the room air RA is dehumidified, the absorption heat
thereby generated is transferred to the refrigerant, and
the refrigerant evaporates. Then the room air RA dehu-
midified in the second adsorbent heat exchangers 23, 33
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passes through the exhaust air outlet and is exhausted
as the exhaust air EA to the outside (see the arrows
shown on the both sides of the adsorbent heat exchang-
ers 22, 23, 32, 33 in Figure 24).
[0199] In the second operation, the adsorption process
in the first adsorbent heat exchangers 22, 32 and the
regeneration process in the second adsorbent heat ex-
changers 23, 33 are performed in parallel. During the
second operation, as shown in Figure 25, the latent heat
utilization side four-way directional control valves 21, 31
are set to a second state (see the broken lines in the
latent heat utilization side four-way directional control
valves 21, 31 in Figure 25). In this state, high-pressure
gas refrigerant discharged from the compression mech-
anism 61 flows into the second adsorbent heat exchang-
ers 23, 33 through the discharge gas connection pipe 8
and the latent heat utilization side four-way directional
control valves 21, 31, and is condensed while passing
through the second adsorbent heat exchangers 23, 33.
The condensed refrigerant is pressure-reduced by the
latent heat utilization side expansion valves 24, 34, and
is subsequently evaporated while passing through the
first adsorbent heat exchangers 22, 32. Then, the refrig-
erant is again drawn into the compression mechanism
61 through the latent heat utilization side four-way direc-
tional control valves 21, 31 and the inlet gas connection
pipe 9 (see the arrows shown on the refrigerant circuit
10 in Figure 25).
[0200] During the second operation, in the second ad-
sorbent heat exchangers 23, 33, moisture is desorbed
from the adsorbent heated by condensation of the refrig-
erant, and this desorbed moisture is added to the outdoor
air OA that is drawn from the outside air inlets. The mois-
ture desorbed from the second adsorbent heat exchang-
ers 23, 33 is carried with the outdoor air OA and is sup-
plied as the supply air SA through the supply air outlets
to the room. In the first adsorbent heat exchangers 22,
32, moisture in the room air RA is adsorbed onto the
adsorbent, the room air RA is dehumidified, the absorp-
tion heat thereby generated is transferred to the refrig-
erant, and the refrigerant evaporates. Then the room air
RA dehumidified in the first adsorbent heat exchangers
22, 32 passes through the exhaust air outlets and is ex-
hausted as the exhaust air EA to the outside (see the
arrows shown on the both sides of the adsorbent heat
exchangers 22, 23, 32, 33 in Figure 25).
[0201] Here, the system control being performed in the
air conditioning system 1 will be described, focusing on
the latent heat load treatment system.
[0202] First, when the target temperature and the tar-
get relative humidity are set by the remote controls 11,
12, along with these target temperature and target rela-
tive humidity, the following information will be input into
the latent heat utilization side controllers 28, 38 of the
latent heat utilization units 2, 3: the temperature and rel-
ative humidity of the room air to be drawn into the units,
which were detected by RA inlet temperature/humidity
sensors 25, 35; and the temperature and relative humid-

ity of outdoor air to be drawn into the units, which were
detected by OA inlet temperature/humidity sensors 26,
36.
[0203] Then, in step S11, the latent heat utilization side
controllers 28, 38 calculate the target value of the en-
thalpy or the target absolute humidity based on the target
temperature and target relative humidity of the room air;
calculate the current value of the enthalpy or the current
absolute humidity of the air to be drawn into the units
from the room based on the temperature and the relative
humidity detected by the RA inlet temperature/humidity
sensors 25, 35; and then calculate the required latent
heat capacity value Δh, which is the difference between
the two calculated values. Then, this value Δh is convert-
ed to a capacity UP signal K1 that informs the heat source
side controller 65 whether or not it is necessary to in-
crease the treatment capacity of the latent heat utilization
units 2, 3. For example, when the absolute value of Δh
is lower than a predetermined value (in other words, when
the humidity of the room air is close to the target humidity,
and the treatment capacity does not need to be increased
or decreased), the capacity UP signal K1 will be "0."
When the absolute value of Δh is higher than a predeter-
mined value in a way that the treatment capacity needs
to be increased (in other words, the humidity of the room
air is lower than the target humidity during the humidifying
operation, and the treatment capacity needs to be in-
creased), the capacity UP signal K1 will be "A," and when
the absolute value of Δh is higher than a predetermined
value in a way that the treatment capacity needs to be
decreased (in other words, the humidity of the room air
is higher than the target humidity during the humidifying
operation, and the treatment capacity needs to be de-
creased), the capacity UP signal K1 will be "B." Then,
this capacity UP signal K1 is transmitted from the latent
heat utilization side controllers 28, 38 to the heat source
side controller 65, and in step S12, this signal K1 is used
for calculation of the target condensation temperature
TcS and the target evaporation temperature TeS, which
will be described below.
[0204] Next, the operation of the sensible heat load
treatment system of the air conditioning system 1 will be
described.
[0205] When the heating operation of the sensible heat
utilization units 4, 5 is performed, the three-way direction
control valve 62 of the heat source unit 6 is in an evap-
orating operation state (a state in which the second port
62b is connected to the third port 62c). In addition, the
air conditioning switching valves 71, 81 of the connection
units 14, 15 are in a heating operation state (a state in
which the first ports 71a, 81a are connected to the third
ports 71c, 81c). Further, the degree of opening of the
sensible heat utilization side expansion valves 41, 51 of
the sensible heat utilization units 4, 5 is adjusted so as
to reduce the pressure of the refrigerant. The degree of
opening of the heat source side expansion valve 64 is
adjusted so as to reduce the pressure of the refrigerant.
[0206] When the refrigerant circuit 10 is in the above-
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described state, high-pressure gas refrigerant dis-
charged from the compression mechanism 61 is sent to
the sensible heat utilization units 4, 5 between the dis-
charge side of the compression mechanism 61 and the
three-way direction control valve 62 through the dis-
charge gas connection pipe 8 and the connection units
14, 15. Then, high-pressure gas refrigerant sent to the
sensible heat utilization units 4, 5 is condensed into liquid
refrigerant by heat exchange with the room air RA drawn
into the unit in the air heat exchangers 42, 52, and is sent
to the heat source unit 6 through the sensible heat utili-
zation side expansion valves 41, 51 and the liquid con-
nection pipe 7. On the other hand, the room air RA cooled
by heat exchange with the refrigerant in the air heat ex-
changers 42, 52 is supplied as the supply air SA to the
room. The liquid refrigerant sent to the heat source unit
6 is passed through the receiver 68, is pressure-reduced
by the heat source side expansion valve 64, is evaporat-
ed in the heat source side heat exchanger 63 into low-
pressure gas refrigerant, and is again drawn back to the
compression mechanism 61 through the three-way di-
rection control valve 62. Note that, as described below,
the degree of opening of the sensible heat utilization side
expansion valves 41, 51 is adjusted so that the degree
of subcool SC of the air heat exchangers 42, 52, i.e., the
temperature difference between the refrigerant temper-
ature on the liquid side of the air heat exchangers 42, 52,
which is detected by the liquid side temperature sensors
43, 53, and the refrigerant temperature on the gas side
of the air heat exchangers 42, 52, which is detected by
the gas side temperature sensors 44, 54, is equal to the
target degree of subcool SCS.
[0207] Here, the system control being performed in the
air conditioning system 1 will be described, focusing on
the sensible heat load treatment system.
[0208] First, when the target temperature is set by the
remote controls 11, 12, along with these target temper-
atures, the temperature of the room air to be drawn into
the units, which were detected by RA inlet temperature
sensors 45, 55, will be also input into the sensible heat
utilization side controllers 48, 58 of the sensible heat uti-
lization units 4, 5, respectively.
[0209] Then, in step S14, the sensible heat utilization
side controllers 48, 58 calculate the temperature differ-
ence between the target temperature of the room air and
the temperature detected by the RA inlet temperature
sensors 45, 55 (this temperature difference will be here-
inafter referred to as the required sensible heat capability
value ΔT). Here, as described above, the required sen-
sible heat capacity value ΔT is the difference between
the target temperature of the room air and the current
temperature of the room air, so that this value ΔT corre-
sponds to the sensible heat load that must be treated in
the air conditioning system 1. Then, this required sensible
heat capacity value ΔT is converted to a capacity UP
signal K2 that informs the heat source side controller 65
whether or not it is necessary to increase the treatment
capacity of the sensible heat utilization units 4, 5. For

example, when the absolute value of ΔT is lower than a
predetermined value (in other words, when the temper-
ature of the room air is close to the target temperature
of the room air and the treatment capacity does not need
to be increased or decreased), the capacity UP signal
K2 will be "0." When the absolute value of ΔT is higher
than a predetermined value in a way that the treatment
capacity needs to be increased (in other words, the room
temperature air is lower than the target temperature dur-
ing the heating operation and the treatment capacity
needs to be increased), the capacity UP signal K2 will
be "a," and when the absolute value of ΔT is higher than
a predetermined value in a way that the treatment ca-
pacity needs to be decreased (in other words, the tem-
perature of the room air is higher than the target temper-
ature during the heating operation, and the treatment ca-
pacity needs to be decreased), the capacity UP signal
K2 will be "b."
[0210] Next, in step S15, the sensible heat utilization
side controllers 48, 58 change the target degree of sub-
cool SCS according to the required sensible heat capa-
bility value ΔT. For example, when the treatment capacity
of the sensible heat utilization units 4, 5 needs to be de-
creased (when the capacity UP signal K2 is "b"), the de-
gree of opening of the sensible heat utilization side ex-
pansion valves 41, 51 is controlled such that the target
degree of superheat SCS is increased and the amount
of heat exchanged between the air and the refrigerant in
the air heat exchangers 42, 52 is decreased.
[0211] Next, in step S12, the heat source side control-
ler 65 calculates the target condensation temperature
TcS and the target evaporation temperature TeS, using
the capacity UP signal K1 of the latent heat utilization
units 2, 3, which was transmitted from the latent heat
utilization side controllers 28, 38 to the heat source side
controller 65, and also the capacity UP signal K2 of the
sensible heat utilization units 4, 5, which was transmitted
from the sensible heat utilization side controllers 48, 58
to the heat source side controller 65. For example, the
target condensation temperature TcS is calculated by
adding the capacity UP signal K1 of the latent heat utili-
zation units 2, 3 and the capacity UP signal K2 of the
sensible heat utilization units 4, 5 to the current target
condensation temperature. In addition, the target evap-
oration temperature TeS is calculated by subtracting the
capacity UP signal K1 of the latent heat utilization units
2, 3 and the capacity UP signal K2 of the sensible heat
utilization units 4, 5 from the current target evaporation
temperature. Accordingly, when a value of the capacity
UP signal K1 is "A" or when a value of the capacity UP
signal K2 is "a," the target condensation temperature TcS
will be high and the target evaporation temperature TeS
will be low.
[0212] Next in step S 13, a system condensation tem-
perature Tc and a system evaporation temperature Te,
which respectively correspond to measured values of the
condensation temperature and the evaporation temper-
ature of the entire air conditioning system 1, are calcu-
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lated. For example, the system condensation tempera-
ture Tc and the system evaporation temperature Te are
calculated by converting an inlet pressure of the com-
pression mechanism 61 detected by the inlet pressure
sensor 66 and a discharge pressure of the compression
mechanism 61 detected by the discharge pressure sen-
sor 67 to the saturation temperatures of the refrigerant
at these pressures. Then, the temperature difference ΔTc
between the system condensation temperature Tc and
the target condensation temperature TcS and the tem-
perature difference ΔTe between the system evaporation
temperature Te and the target evaporation temperature
TeS are calculated. Then based on the subtraction be-
tween these temperature differences, the necessity and
the amount of the increase or decrease in the operational
capacity of the compression mechanism 61 will be de-
termined.
[0213] By using thus determined operational capacity
of the compression mechanism 61 to control the opera-
tional capacity of the compression mechanism 61, the
system control to aim the target relative humidity of the
room air is performed. The system control is performed
such that, for example, when a value determined by sub-
tracting the temperature difference ΔTe from the temper-
ature difference ΔTc is a positive value, the operational
capacity of the compression mechanism 61 is increased,
whereas when a value determined by subtracting the
temperature difference ΔTe from the temperature differ-
ence ΔTc is a negative value, the operational capacity of
the compression mechanism 61 is decreased.
[0214] In this way, this air conditioning system 1 can
perform the system control for the humidifying and heat-
ing operation in the same manner as for the dehumidify-
ing and cooling operation.
[0215] In addition, during the humidifying and heating
operation, as in the case of the dehumidification heating
operation, the system control in the air conditioning sys-
tem 1 described above is basically performed such that
the operational capacity of the compression mechanism
61 is increased when the required sensible heat treat-
ment capacity value ΔT is high (in other words, the ca-
pacity UP signal K2 is "a") and also the required latent
heat treatment capacity value Δh is low (in other words,
the capacity UP signal K1 is "B"). In addition, also when
the required latent heat treatment capacity value Δh in-
creases (in other words, the capacity UP signal K1 is
"A"), control is basically performed such that the opera-
tional capacity of the compression mechanism 61 is in-
creased. Therefore, also during the humidifying and heat-
ing operation, the air conditioning system 1 of the present
embodiment can perform, based on the control flow
shown in Figure 23, the system control in which the
switching time interval in the adsorbent heat exchangers
22, 23, 32, 33 is changed. Specifically, as in the case of
the dehumidifying and cooling operation, when the re-
quired latent heat treatment capacity value Δh is low and
the required sensible heat treatment capacity value ΔT
is high, the switching time interval is made longer (spe-

cifically, time C during the normal operation is changed
to time D, see Figure 5) so as to increase the sensible
heat treatment capacity ratio in order to handle the in-
crease in the sensible heat load. Further, with this system
control, the switching time interval can set back to the
latent heat priority mode when the latent heat load in-
creases as in step S16, so that the increase in the sen-
sible heat load can be handled while the latent heat load
in the room is treated.
[0216] Note that, here, as an example of the humidify-
ing and heating operation, the case where the heating
operation is performed in the sensible heat load treat-
ment system while the humidifying operation in the full
ventilation mode is performed in the latent heat load treat-
ment system of the air conditioning system 1 is described;
however, a case where the humidifying operation in a
different mode such as the circulation mode or the air
supply mode is performed in the latent heat load treat-
ment system is also applicable.

<Simultaneous Operation of the Dehumidifying and 
Cooling Operation and the Humidifying and Heating Op-
eration>

[0217] Next, the operation of the simultaneous opera-
tion of the dehumidifying and cooling operation and the
humidifying and heating operation, in which the cooling
operation and the heating operation are simultaneously
performed in the sensible heat load treatment system of
the air conditioning system 1 while the dehumidifying op-
eration and the humidifying operation are performed si-
multaneously in the full ventilation mode in the latent heat
load treatment system of the air conditioning system 1
while will be described with reference to Figures 26 and
27. Here, Figures 26 and 27 are schematic diagrams of
a refrigerant circuit showing the operation during the si-
multaneous operations of the dehumidifying and cooling
operation and the humidifying and heating operation in
the full ventilation mode in the air conditioning system 1.
Note that, here, the description will be given for a case
where the latent heat utilization unit 2 and the sensible
heat utilization unit 4 as a pair perform the dehumidifying
and cooling operation, the latent heat utilization unit 3
and the sensible heat utilization unit 5 as a pair perform
the humidifying and heating operation, the three-way di-
rection control valve 62 is in a condensing operation state
in the heat source unit 6 as a whole, and the cooling load
is larger in the system. Note that since the system control
in the air conditioning system 1 is the same as that per-
formed during the above-described dehumidifying oper-
ation and humidifying operation, a description thereof will
be omitted.
[0218] First, the operation of the latent heat load treat-
ment system of the air conditioning system 1 will be de-
scribed.
[0219] In the latent heat utilization unit 2, the same op-
eration as the above-described dehumidifying operation
in the full ventilation mode during the dehumidifying and
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cooling operation is performed. On the other hand, in the
latent heat utilization unit 3, the same operation as the
above-described humidifying operation in the full venti-
lation mode during the humidifying and heating operation
is performed.
[0220] Next the operation of the sensible heat load
treatment system of the air conditioning system 1 will be
described. In the sensible heat utilization unit 4 that is
operated with the latent heat utilization unit 2 as a pair,
the same operation as the above-described cooling op-
eration during the dehumidifying and cooling operation
is performed. On the other hand, in the sensible heat
utilization unit 5 that is operated with the latent heat uti-
lization unit 3 as a pair, the same operation as the above-
described heating operation during the humidifying and
heating operation is performed. Here, in the heat source
unit 6, the three-way direction control valve 62 in a con-
densing operation state, so that the flow of the refrigerant
in the heat source side refrigerant circuit 10e is the same
as that during the cooling operation.
[0221] In this way, the air conditioning system 1 of the
present embodiment is capable of simultaneously per-
forming the dehumidifying and cooling operation and the
humidifying and heating operation.

<System Startup>

[0222] Next, a startup operation of the air conditioning
system 1 will be described with reference to Figures 5,
20, 21, 28, and 29. Here, Figure 28 is a schematic dia-
gram of a refrigerant circuit showing a first system startup
operation of the air conditioning system 1. Figure 29 is a
schematic diagram of a refrigerant circuit showing a sec-
ond system startup operation of the air conditioning sys-
tem 1.
[0223] As for the startup operation of the air condition-
ing system 1, there are three startup methods as de-
scribed below. A first system startup method is a method
to start the operation without having the outdoor air pass
through the adsorbent heat exchangers 22, 23, 32, 33 in
the latent heat load treatment system of the air condition-
ing system 1. A second system startup method is an op-
eration method in which, in a state in which switching
between the adsorption process and the regeneration
process in the adsorbent heat exchangers 22, 23, 32, 33
in the latent heat load treatment system of the air condi-
tioning system 1 is stopped, outdoor air is passed through
one of the first adsorbent heat exchangers 22, 32 and
one of the second adsorbent heat exchangers 23, 33 in
the latent heat load treatment system and then be ex-
hausted to the outside, and also room air is passed
through the other one of the first adsorbent heat exchang-
ers 22, 32 and the other one of the second adsorbent
heat exchangers 23, 33 and then be supplied to the room.
A third system startup method is a method to start the
operation with the switching time interval between the
adsorption process and the regeneration process in the
adsorbent heat exchangers 22, 23, 32, 33 being made

longer than that during the normal operation.
[0224] First, the first system startup operation will be
described for the case where the cooling operation is
performed in the sensible heat load treatment system of
the air conditioning system 1, with reference to Figure 28.
[0225] When an operation command is issued from the
remote controls 11, 12, the sensible heat load treatment
system of the air conditioning system 1 (in other words,
the sensible heat utilization units 4, 5 and the heat source
unit 6) will start up and the cooling operation will be per-
formed. Here, since the operation of the sensible heat
load treatment system during the cooling operation is the
same as that during the above-described dehumidifying
and cooling operation, a description thereof will be omit-
ted.
[0226] On the other hand, the latent heat load treat-
ment system of the air conditioning system 1 starts in a
state in which, through the operation of air supply fan,
exhaust fan, damper, etc., the outdoor air is drawn into
the unit and is not passed through the adsorbent heat
exchangers 22, 23, 32, 33 in the latent heat utilization
units 2, 3.
[0227] Consequently, since the refrigerant and the air
does not exchange heat therebetween in the adsorbent
heat exchangers 22, 23, 32, 33 in the latent heat utiliza-
tion units 2, 3, the compression mechanism 61 of the
heat source unit 6 will not start, and the latent heat will
not be treated in the latent heat load treatment system.
[0228] Then the system startup operation will be ter-
minated after a predetermined condition is satisfied, and
then shifted to a normal dehumidifying and cooling op-
eration. For example, after a timer provided in the heat
source side controller 65 indicates that a predetermined
period of time (for example, about 30 minutes) elapsed
since system startup, the system startup operation will
be terminated, or after the temperature difference be-
tween the target temperature of the room air, which was
input by the remote controls 11, 12, and the temperature
of the room air to be drawn into the unit, which was de-
tected by the RA inlet temperature sensors 45, 55, is
equal to or below a predetermined temperature differ-
ence (for example, 3 degree C), the system startup op-
eration will be terminated.
[0229] In this air conditioning system 1, at system star-
tup, mainly the sensible heat is treated by supplying air
that has been heat-exchanged in the heat exchanger 42,
52 in the sensible heat utilization units 4, 5, and also
outdoor air is prevented from passing through the ad-
sorbent heat exchangers 22, 23, 32, 33 in the latent heat
utilization units 2, 3 in order to prevent introduction of
outdoor air. Accordingly, at system startup, the introduc-
tion of heat load from outdoor air can be prevented when
the air conditioning capacity of the latent heat load treat-
ment system is not operating at full capacity, and the
target temperature of the room air can be quickly ob-
tained. Consequently, in the air conditioning system 1
comprising the latent heat load treatment system having
the adsorbent heat exchangers 22, 23, 32, 33 and con-
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figured to mainly treat the latent heat load in the room,
and the sensible heat load treatment system having the
air heat exchangers 42, 52 and configured to mainly treat
the sensible heat load in the room, it will be possible to
quickly cool the room at system startup. Note that, here,
the case where the cooling operation is performed in the
sensible heat load treatment system was described; how-
ever, this system startup method is also applicable to a
case where the heating operation is performed.
[0230] Next, the second system startup operation will
be described for the case where the cooling operation is
performed in the sensible heat load treatment system of
the air conditioning system 1, with reference to Figures
5 and 29.
[0231] When an operation command is issued from the
remote controls 11, 12, the sensible heat load treatment
system of the air conditioning system 1 (in other words,
the sensible heat utilization units 4, 5 and the heat source
unit 6) will start up and the cooling operation will be per-
formed. Here, since the operation of the sensible heat
load treatment system during the cooling operation is the
same as described above, a description thereof will be
omitted.
[0232] On the other hand, in the latent heat load treat-
ment system of the air conditioning system 1, in a state
in which the switching operation of the latent heat utili-
zation side four-way directional control valves 21, 31 is
not performed and also an air passage is switched to the
same air passage as in the circulation mode by operating
the damper and the like, when the air supply fan and the
exhaust fan of the latent heat utilization units 2, 3 are
operated, room air RA is drawn through the indoor air
inlets into the unit, and is supplied as the supply air SA
through the supply air outlets to the room, while outdoor
air OA is drawn through the outside air inlet into the unit,
and is exhausted as the exhaust air EA through the ex-
haust air outlets to the outside.
[0233] When such an operation is performed, immedi-
ately after system startup, the desorbed moisture is add-
ed to the outdoor air OA drawn from the outside air inlets,
and is exhausted as the exhaust air EA through the ex-
haust air outlets to the outside, while moisture in the room
air RA is adsorbed on to the adsorbent, and the room air
RA is dehumidified and supplied as the supply air SA
through the supply air outlets to the room. However, after
some period of time elapsed since system startup, as
shown in Figure 5, the adsorbent of the adsorbent heat
exchangers 22, 23, 32, 33 will have adsorbed an amount
of moisture close to the maximum moisture adsorption
capacity, and after which the sensible heat treatment will
be mainly performed. As a result, the latent heat load
treatment system will be caused to function as a system
to treat the sensible heat load. Accordingly, the sensible
heat treatment in the room can be facilitated by increasing
the sensible heat treatment capacity in the air condition-
ing system 1 as a whole.
[0234] Then the system startup operation will be ter-
minated after a predetermined condition is satisfied, and

then shifted to a normal dehumidifying and cooling op-
eration. For example, after a timer provided in a heat
source side controller 265 indicates that a predetermined
period of time (for example, about 30 minutes) elapsed
from system startup, the system startup operation will be
terminated, or after the temperature difference between
the target temperature of the room air, which was input
by the remote controls 11, 12, and the temperature of
the room air to be drawn into the unit, which was detected
by the RA inlet temperature/humidity sensors 25, 35, is
equal to or below a predetermined temperature differ-
ence (for example, 3 degree C), the system startup op-
eration will be terminated.
[0235] In this way, in the air conditioning system 1, at
system startup, mainly the sensible heat is treated by
supplying the room with air that has been heat exchanged
in the air heat exchangers 42, 52 of the sensible heat
utilization units 4, 5, and also in a state in which switching
between the adsorption process and the regeneration
process in the adsorbent heat exchangers 22, 23, 32, 33
is stopped, the sensible heat is treated by passing out-
door air through the adsorbent heat exchangers 22, 23,
32, 33 and then exhausting the air to the outside. As a
result, at system startup, the sensible heat treatment in
the room can be facilitated and the target temperature of
the room air can be quickly obtained. Consequently, in
the air conditioning system 1 comprising the latent heat
load treatment system having the adsorbent heat ex-
changers 22, 23, 32, 33 and configured to mainly treat
the latent heat load in the room, and the sensible heat
load treatment system having the air heat exchangers
42, 52 and configured to mainly treat the sensible heat
load in the room, it will be possible to quickly cool the
room at system startup. Note that, here, the case where
the cooling operation is performed in the sensible heat
load treatment system was described; however, this sys-
tem startup method is also applicable to a case where
the heating operation is performed.
[0236] Next, the third system startup operation will be
described for the case where the dehumidifying operation
is performed in the full ventilation mode in the latent heat
load treatment system of the air conditioning system 1
and also the cooling operation is performed in the sen-
sible heat load treatment system of the air conditioning
system 1, with reference to Figures 5, 20, and 21.
[0237] When an operation command is issued from the
remote controls 11, 12, the sensible heat load treatment
system (in other words, the sensible heat utilization units
4, 5 and the heat source unit 6) will start up and the cooling
operation will be performed. Here, since the operation of
the sensible heat load treatment system during the cool-
ing operation is the same as described above, a descrip-
tion thereof will be omitted.
[0238] On the other hand, the latent heat load treat-
ment system of the air conditioning system 1 is the same
described above in that the dehumidifying operation is
performed in the full ventilation mode; however, the
switching time interval between the adsorption process
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and the regeneration process is set to the switching time
interval D, which prioritizes the treatment of the sensible
heat process, and which has a longer interval than the
switching time interval C that prioritizes the treatment of
the latent heat used in the normal operation. Therefore,
the switching operation of the latent heat utilization side
four-way directional control valves 21, 31 in the latent
heat utilization units 2, 3, respectively, is performed at
longer cycle than that during the normal operation only
at the time of system startup. Consequently, in a period
immediately after the latent heat utilization side four-way
directional control valves 21, 31 are switched, the ad-
sorbent heat exchangers 22, 23, 32, 33 will mainly treat
the latent heat; however, when time D elapses, mainly
the sensible heat will be treated. As a result, the latent
heat load treatment system will be caused to function as
a system that mainly treats the sensible heat load. Ac-
cordingly, the sensible heat treatment in the room can
be facilitated by increasing the sensible heat treatment
capacity in the air conditioning system 1 as a whole.
[0239] Then the system startup operation will be ter-
minated after a predetermined condition is satisfied, and
then a normal dehumidifying and cooling operation will
be initiated. For example, after a timer provided in the
heat source side controller 65 indicates that a predeter-
mined period of time (for example, about 30 minutes)
elapsed since system startup, the system startup oper-
ation will be terminated, or after the temperature differ-
ence between the target temperature of the room air,
which was input by the remote controls 11, 12, and the
temperature of the room air to be drawn into the unit,
which was detected by the RA inlet temperature/humidity
sensors 25, 35, is equal to or below a predetermined
temperature difference (for example, 3 degree C), the
system startup operation will be terminated.
[0240] In this way, in this air conditioning system 1, at
system startup, the switching time interval in the adsorb-
ent heat exchangers 22, 23, 32, 33 in the latent heat
utilization units 2, 3 is made longer than that during nor-
mal operation, and mainly the sensible heat is treated.
As a result, the target temperature of the room air can
be quickly obtained. Consequently, in the air conditioning
system 1 comprising the latent heat load treatment sys-
tem having the adsorbent heat exchangers 22, 23, 32,
33 and configured to mainly treat the latent heat load in
the room, and the sensible heat load treatment system
having the air heat exchangers 42, 52 and configured to
mainly treat the sensible heat load in the room, it will be
possible to quickly cool the room at system startup. Note
that, here, the case where the cooling operation is per-
formed in the sensible heat load treatment system was
described; however, this system startup method is also
applicable to a case where the heating operation is per-
formed. In addition, here, the case where the latent heat
load treatment system is operated in the full ventilation
mode was described; however, this system startup meth-
od can be applied to a case where the system is operated
in a different mode such as the circulation mode or the

air supply mode.
[0241] When the above-described system startup of
the air conditioning system 1 is performed, which prefer-
entially treats the sensible heat load in the room, there
is a case where, for example, the temperature of the room
air at system startup is close to the target temperature
of the room air. In such a case, the above-described sys-
tem startup does not need to be performed, so that the
system startup operation can be omitted and then the
normal operation will be initiated.
[0242] Therefore, this air conditioning system 1 is con-
figured such that, at system startup, whether or not the
temperature difference between the target temperature
of the room air and the temperature of the room air is
equal to or below a predetermined temperature differ-
ence (for example, the same temperature difference as
a condition to terminate the system startup operation)
will be determined before starting the above-described
operation that preferentially treats the sensible heat load
in the room, and when the temperature difference be-
tween the target temperature of the room air and the tem-
perature of the room air is equal to or below a predeter-
mined temperature, the system startup operation is pre-
vented from being performed.
[0243] Accordingly, in the air conditioning system 1, at
system startup, the operation in which the latent heat
load in the room is preferentially treated is prevented from
being unnecessarily performed, and therefore the normal
operation in which the latent heat load and the sensible
heat load in the room are treated can be initiated as soon
as possible.

(3) Characteristics of the Air Conditioning System

[0244] The air conditioning system 1 of the present em-
bodiment has the following characteristics.

(A) In the air conditioning system 1 of the present
embodiment, the latent heat utilization side refriger-
ant circuits 10a, 10b having the adsorbent heat ex-
changers 22, 23, 32, 33, and the sensible heat utili-
zation side refrigerant circuits 10c, 10d having the
air heat exchangers 42, 52 are both connected to
the heat source side refrigerant circuit 10e, thus con-
stituting the latent heat load treatment system that
mainly treat the latent heat load in the room, and the
sensible heat load treatment system that mainly treat
the sensible heat load in the room. Specifically, in
this air conditioning system 1, the latent heat load
that must be treated in the air conditioning system
as a whole (in other words, the required latent heat
treatment capacity), and the sensible heat load that
must treated in the air conditioning system 1 as a
whole (in other words, the required sensible heat
treatment capacity) are treated by using the latent
heat load treatment system and the sensible heat
load treatment system which comprise the latent
heat utilization side refrigerant circuits 10a, 10b, the
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sensible heat utilization side refrigerant circuits 10c,
10d, and the heat source side refrigerant circuit 10e.
In other words, all of the latent heat utilization side
refrigerant circuits 10a, 10b and the sensible heat
utilization side refrigerant circuits 10c, 10d are col-
lected together as one heat source. Consequently,
it is possible to prevent an increase in cost and an
increase in the number of parts to be maintained,
which arise when a plurality of air conditioners that
use the adsorbent heat exchangers are installed or
when the air conditioner that uses the adsorbent heat
exchanger is installed along with the air conditioner
comprising the air heat exchanger.
(B) Further, the air conditioning system 1 of the
present embodiment constitutes the latent heat load
treatment system in which the latent heat utilization
side refrigerant circuits 10a, 10b are connected to
the discharge side and the inlet side of the compres-
sion mechanism 61 in the heat source side refriger-
ant circuit 10e through the discharge gas connection
pipe 8 and the inlet gas connection pipe 9. Accord-
ingly, by causing the adsorbent heat exchangers 22,
23, 32, 33 to function as evaporators or condensers,
it is possible to perform dehumidification or humidi-
fication depending on the needs of each air-condi-
tioned room, for example, dehumidifying an air-con-
ditioned room while humidifying a different air-con-
ditioned room.
(C) Further, the air conditioning system 1 of the
present embodiment comprises the sensible heat
load treatment system in which the sensible heat uti-
lization side refrigerant circuits 10c, 10d are connect-
ed to the liquid side of the heat source side heat
exchanger 63 in the heat source side refrigerant cir-
cuit 10e through the liquid connection pipe 7, and
also connected to the discharge side and the inlet
side of the compression mechanism 61 through the
discharge gas connection pipe 8 and the inlet gas
connection pipe 9, and further the connection with
the discharge side and the inlet side of the compres-
sion mechanism 61 is switchable therebetween by
the air conditioning switching valves 71, 81 of the
connection units 14, 15 which function as the switch-
ing mechanisms. Accordingly, by switching the
switching valves 71, 81 to establish a connection
through the discharge gas connection pipe 8, the air
heat exchangers 42, 52 can be caused to function
as condensers so as to heat the room, and by switch-
ing the switching valves 71, 81 to establish a con-
nection through the inlet gas connection pipe 9, the
air heat exchangers 42, 52 can be caused to function
as evaporators so as to cool the room. Further, by
causing the air heat exchangers 42, 52 to function
as evaporators or condensers in each of the plurality
of sensible heat utilization side refrigerant circuits
10c, 10d, it is possible to configure so-called simul-
taneous cooling and heating air conditioning system
in which cooling and heating are simultaneously per-

formed depending on the needs of each air-condi-
tioned room, for example, cooling an air-conditioned
room while heating a different air-conditioned room.
(D) In the air conditioning system 1 of the present
embodiment, the treatment capacity of the latent
heat load treatment system and the treatment ca-
pacity of the sensible heat load treatment system are
increased or decreased by mainly controlling the op-
erational capacity of the compression mechanism
61. In this air conditioning system 1, the required
latent heat treatment capacity value Δh and the re-
quired sensible heat treatment capacity value ΔT are
calculated, and the operational capacity of the com-
pression mechanism 61 is controlled based on these
calculated values, so that it is possible to treat the
latent heat load in the latent heat load treatment sys-
tem having the adsorbent heat exchangers 22, 23,
32, 33, while treating the sensible heat load in the
sensible heat load treatment system having the air
heat exchangers 42, 52 at the same time. Conse-
quently, even when the latent heat load treatment
system and the sensible heat load treatment system
share a heat source, the operational capacity of the
compression mechanism that constitutes the heat
source can be controlled in a satisfactory manner.
In addition, in the air conditioning system 1, the target
evaporation temperature and the target condensa-
tion temperature of the entire system are calculated
based on the required latent heat treatment capacity
value Δh and the required sensible heat treatment
capacity value ΔT. Also, the evaporation tempera-
ture that corresponds to the evaporation tempera-
ture of the entire system is calculated based on the
inlet pressure of the compression mechanism 61,
and the condensation temperature that corresponds
to the condensation temperature of the entire system
is calculated based on the discharge pressure of the
compression mechanism. Further, the temperature
differences between these calculated values and the
target evaporation temperature and the target con-
densation temperature are calculated, and then
based on these temperature differences, the opera-
tional capacity of the compression mechanism that
constitute the heat source is controlled.
(E) In the air conditioning system 1 of the present
embodiment, for example, when the required sensi-
ble heat treatment capacity value ΔT is high and the
sensible heat treatment capacity in the sensible heat
utilization side refrigerant circuits 10c, 10d needs to
be increased, and also the required latent heat treat-
ment capacity value Δh is low and the latent heat
treatment capacity in the latent heat utilization side
refrigerant circuits 10a, 10b needs to be decreased,
the switching time interval between the adsorption
process and the regeneration process in the adsorb-
ent heat exchangers 22, 23, 32, 33 is made longer
so as to increase the sensible heat treatment capac-
ity ratio in the adsorbent heat exchangers 22, 23, 32,
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33 in order to increase the sensible heat treatment
capacity in the latent heat load treatment system.
In addition, in this air conditioning system 1, when
the required latent heat treatment capacity value Δh
is high and the latent heat treatment capacity in the
latent heat utilization side refrigerant circuits 10a,
10b needs to be increased, the switching time inter-
val between the adsorption process and the regen-
eration process in the adsorbent heat exchangers
22, 23, 32, 33 is made shorter so as to reduce the
sensible heat treatment capacity ratio in the adsorb-
ent heat exchangers 22, 23, 32, 33 in order to in-
crease the latent heat treatment capacity in the latent
heat load treatment system.
In this way, this air conditioning system can change
the sensible heat treatment capacity ratio in the ad-
sorbent heat exchangers 22, 23, 32, 33 by changing
the switching time interval between the adsorption
process and the regeneration process in the adsorb-
ent heat exchangers 22, 23, 32, 33, without increas-
ing the operational capacity of the compression
mechanism, so that there is no inefficiency in this air
conditioning as a whole and thus an efficient opera-
tion is achieved.
(F) In this air conditioning system 1 of the present
embodiment, at system startup, mainly the sensible
heat is treated by supplying air that has been heat-
exchanged in the heat exchanger 42, 52 in the sen-
sible heat utilization units 4, 5, and also outdoor air
is prevented from passing through the adsorbent
heat exchangers 22, 23, 32, 33 in the latent heat
utilization units 2, 3 in order to prevent introduction
of outdoor air. Accordingly, at system startup, the
introduction of heat load from outdoor air can be pre-
vented when the air conditioning capacity of the la-
tent heat load treatment system is not operating at
full capacity, and the target temperature of the room
air can be quickly obtained. Consequently, in the air
conditioning system 1 comprising the latent heat load
treatment system having the adsorbent heat ex-
changers 22, 23, 32, 33 and configured to mainly
treat the latent heat load in the room, and the sensible
heat load treatment system having the air heat ex-
changers 42, 42 and configured to mainly treat the
sensible heat load in the room, it will be possible to
quickly cool and heat the room at system startup.

[0245] In addition, in the air conditioning system 1 of
the present embodiment, at system startup, mainly the
sensible heat is treated by supplying the room with air
that has been heat exchanged in the air heat exchangers
42, 52 of the sensible heat utilization units 4, 5, and also
in a state in which switching between the adsorption proc-
ess and the regeneration process in the adsorbent heat
exchangers 22, 23, 32, 33 is stopped, the sensible heat
is treated by passing outdoor air through the adsorbent
heat exchangers 22, 23, 32, 33 and then exhausting the
air to the outside. As a result, at system startup, the sen-

sible heat treatment in the room can be facilitated and
the target temperature of the room air can be quickly
obtained. Consequently, in the air conditioning system 1
comprising the latent heat load treatment system having
the adsorbent heat exchangers 22, 23, 32, 33 and con-
figured to mainly treat the latent heat load in the room,
and the sensible heat load treatment system having the
air heat exchangers 42, 42 and configured to mainly treat
the sensible heat load in the room, it will be possible to
quickly cool and heat the room at system startup.
[0246] In addition, in the air conditioning system 1 of
the present embodiment, at system startup, the switching
time interval in the adsorbent heat exchangers 22, 23,
32, 33 in the latent heat utilization units 2, 3 is made
longer than that during normal operation, and mainly the
sensible heat is treated. As a result, the target tempera-
ture of the room air can be quickly obtained. Consequent-
ly, in the air conditioning system 1 comprising the latent
heat load treatment system having the adsorbent heat
exchangers 22, 23, 32, 33 and configured to mainly treat
the latent heat load in the room, and the sensible heat
load treatment system having the air heat exchangers
42, 42 and configured to mainly treat the sensible heat
load in the room, it will be possible to quickly cool and
heat the room at system startup.
[0247] Further, these operations at system startup are
terminated after a period of time enough to treat the sen-
sible heat elapsed since the system startup, or are ter-
minated after the difference between the target temper-
ature of the room air and the temperature of the room air
is equal to or below a predetermined temperature differ-
ence, and therefore the normal operation in which the
latent heat load and the sensible heat load in the room
are treated can be initiated as soon as possible.
[0248] In addition, before starting these operations at
system startup, the air conditioning system determines
whether or not it is necessary to start such operations
based on the outdoor air temperature. Accordingly, at
system startup, the operation in which the sensible heat
load in the room is preferentially treated is prevented from
being unnecessarily performed, and therefore the normal
operation in which the latent heat load and the sensible
heat load in the room are treated can be initiated as soon
as possible.

(4) Modified Example 1

[0249] In the air conditioning system 1 of the above-
described embodiment, the sensible heat utilization units
4, 5 that constitute the sensible heat load treatment sys-
tem are different units from the connection units 14, 15;
however, as in the modified example shown in Figure 30,
the air conditioning switching valves 71, 81 of the con-
nection units 14, 15, respectively, may be built into the
sensible heat utilization units 4, 5. In this case, the con-
nection unit controllers 72, 82 respectively provided in
the connection units 14, 15 will be omitted, and the sen-
sible heat utilization side controllers 48, 58 will respec-

69 70 



EP 1 739 366 B1

37

5

10

15

20

25

30

35

40

45

50

55

tively include the function of the connection unit control-
lers 72, 82.

(5) Modified Example 2

[0250] In the air conditioning system 1 in the above-
described embodiment, the latent heat utilization side re-
frigerant circuits 10a, 10b that constitute the latent heat
load treatment system are respectively built into the latent
heat utilization units 2, 3; the sensible heat utilization side
refrigerant circuits 10c, 10d that constitute the sensible
heat load treatment system are respectively built into the
sensible heat utilization units 4, 5 and the connection
units 14, 15; and the latent heat utilization units 2, 3, the
sensible heat utilization units 4, 5, and the connection
units 14, 15 are installed separately. However, as in an
air conditioning system 101 of the modified example
shown in Figure 31, latent heat utilization side refrigerant
circuits 110a, 110b that constitute the latent heat load
treatment system, and sensible heat utilization side re-
frigerant circuits 110c, 110d that constitute the sensible
heat load treatment system may constitute integrated uti-
lization units 102, 103.
[0251] In this way, as in air conditioning system 1 in
the above-described embodiment, reduction in the size
of the unit and laborsaving installation of the unit can be
achieved, compared to the case where the latent heat
utilization units 2, 3 respectively comprising the latent
heat utilization side refrigerant circuits 10a, 10b, the sen-
sible heat utilization units 4, 5 respectively comprising
the sensible heat utilization side refrigerant circuits 10c,
10d and the connection units 14, 15 are separately in-
stalled in the building. In this case, the RA inlet temper-
ature sensors 45, 55, the sensible heat utilization side
controllers 48, 58 and the connection unit controllers 72,
82 provided in the sensible heat utilization units 4, 5 and
the connection units 14, 15 of the air conditioning system
1 in the above-described embodiment will be omitted,
and latent heat utilization side controllers 128, 138 will
include the functions of the sensible heat utilization side
controllers 48, 58 and the connection unit controllers 72,
82, respectively.
[0252] In addition, as in the above-described air con-
ditioning system 1, in this air conditioning system 101 of
the modified example, it is possible to perform only the
operation that supplies the room with the air that was
dehumidified or humidified (specifically, the latent heat
was treated) in the adsorbent heat exchangers 122, 123,
132, 133, i.e., the latent heat utilization side refrigerant
circuits 110a, 110b.
[0253] Further, in the air conditioning system 101 of
the modified example, the latent heat utilization side re-
frigerant circuits 110a, 110b and the sensible heat utili-
zation side refrigerant circuits 110c, 110d which consti-
tute the sensible heat load treatment system are respec-
tively built into the integrated utilization units 102, 103.
Therefore, as shown in Figure 32, the air dehumidified
or humidified (specifically, the latent heat was treated) in

the adsorbent heat exchangers 122, 123, 132, 133, i.e.,
the latent heat utilization side refrigerant circuit 110a,
110b, can be further cooled or heated (specifically, the
sensible heat will be treated) (see the arrows shown on
both sides of the adsorbent heat exchangers 122, 123,
132, 133 in Figure 32). As a result, for example, even
when the sensible heat load was treated to some degree
when the latent heat load was treated by the adsorbent
heat exchangers 122, 123, 132, 133, causing the tem-
perature of the air to change to a temperature that is not
in agreement with the target temperature of the room air,
this air will not be blown out into the room the way it is.
Instead, the air will be subjected to the sensible heat treat-
ment by the air heat exchangers 142, 152 so that the
temperature of the air is adjusted to be appropriate to the
target temperature of the room air, and after which an
operation in which air is blown out into the room will be
allowed.
[0254] Note that since a refrigerant circuit 110 of the
air conditioning system 101 of the present modified ex-
ample and the above-described refrigerant circuit 10 of
the air conditioning system 1 have the same configura-
tion, reference numerals representing each component
of the above-described air conditioning system 1 will be
changed to reference numerals in 100s, and a description
of each component will be omitted.

<Second Embodiment>

[0255] In the air conditioning system 1 of the above-
described first embodiment, the sensible heat utilization
side refrigerant circuits 10c, 10d are connected to the
liquid connection pipe 7 that is connected to the liquid
side of the heat source side heat exchanger 63 of the
heat source side refrigerant circuit 10e, and also are
switchably connected between the discharge gas con-
nection pipe 8 and the inlet gas connection pipe 9 through
the air conditioning switching valves 71, 81, and thereby,
in each of the sensible heat utilization side refrigerant
circuits 10c, 10d, the air heat exchangers 42, 52 can be
caused to function as evaporators or condensers. As a
result, an air conditioning system capable of so-called
simultaneous cooling and heating operations is
achieved, in which cooling and heating are simultane-
ously performed depending on the needs of each air-
conditioned room, for example, cooling an air-condi-
tioned room while heating a different air-conditioned
room. However, as in an air conditioning system 201 of
the present embodiment as shown in Figure 33, the
above-described air conditioning system 1 may be con-
figured such that sensible heat utilization side refrigerant
circuits 210c, 210d are used only for cooling the room,
by connecting the sensible heat utilization side refrigerant
circuits 210c, 210d to the liquid side of a heat source side
heat exchanger 263 of a heat source side refrigerant cir-
cuit 210e through a liquid connection pipe 207 and also
to the inlet side of a compression mechanism 261 of the
heat source side refrigerant circuit 210e through an inlet
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gas connection pipe 209.
[0256] Note that the configuration of the air condition-
ing system 201 of the present embodiment is different
from that of the refrigerant circuit 10 of the air conditioning
system 1 of the first embodiment in that the three-way
direction control valve 62 and the connection units 14,
15 in the heat source side refrigerant circuit 10e which
are provided in the air conditioning system 1 are omitted
in the air conditioning system 201; however, since the
configuration of other components is the same as that of
the refrigerant circuit 10 in the air conditioning system 1
of the first embodiment, reference numerals will be
changed to those in 200s excepting reference numerals
representing each component of the latent heat utilization
side refrigerant circuit 210a, 210b of the air conditioning
system 201 of the present embodiment, and a description
of those other components will be omitted.

(2) Modified Example

[0257] In the air conditioning system 201 in the above-
described second embodiment, latent heat utilization
side refrigerant circuits 210a, 210b that constitute the
latent heat load treatment system are respectively built
into the latent heat utilization units 2, 3; sensible heat
utilization side refrigerant circuits 210c, 210d that consti-
tute the sensible heat load treatment system are respec-
tively built into sensible heat utilization units 204, 205;
and the latent heat utilization units 2, 3 and the sensible
heat utilization units 204, 205 are installed separately.
However, as in an air conditioning system 301 of the mod-
ified example shown in Figure 34, latent heat utilization
side refrigerant circuits 310a, 310b that constitute the
latent heat load treatment system, and the sensible heat
utilization side refrigerant circuits 310c, 310d that consti-
tute the sensible heat load treatment system may con-
stitute integrated utilization units 302, 303.
[0258] In this way, as in the air conditioning system
201 in the above-described second embodiment, reduc-
tion in the size of the unit and laborsaving installation of
the unit can be achieved, compared to the case where
the latent heat utilization units 2, 3 respectively compris-
ing the latent heat utilization side refrigerant circuits 210a,
210b and the sensible heat utilization units 204, 205 re-
spectively comprising the sensible heat utilization side
refrigerant circuits 210c, 210d are separately installed in
the building. In this case, RA inlet temperature sensors
245, 255 and sensible heat utilization side controllers
248, 258 provided in the sensible heat utilization units
204, 205 of the air conditioning system 201 in the above-
described second embodiment will be omitted, and the
latent heat utilization side controllers 328, 338 will include
functions of the sensible heat utilization side controllers
248, 258, respectively.
[0259] In addition, as in the above-described air con-
ditioning system 201, in the air conditioning system 301
of the modified example, it is possible to perform only the
operation that supplied the room with the air that was

dehumidified or humidified (specifically, the latent heat
was treated) in the adsorbent heat exchangers 322, 323,
332, 333, i.e., the latent heat utilization side refrigerant
circuits 310a, 310b.
[0260] Further, in the air conditioning system 301 of
the modified example, the latent heat utilization side re-
frigerant circuits 310a, 310b and the sensible heat utili-
zation side refrigerant circuits 310c, 310d which consti-
tute the sensible heat load treatment system are built into
the integrated utilization units 302, 303. Therefore, as
shown in Figure 35, the air dehumidified or humidified
(specifically, the latent heat was treated) in the adsorbent
heat exchangers 322, 323, 332, 333, i.e., the latent heat
utilization side refrigerant circuit 310a, 310b, can be fur-
ther cooled or heated (specifically, the sensible heat will
be treated) (see the arrows shown on both sides of the
adsorbent heat exchangers 322, 323, 332, 333 in Figure
35). As a result, for example, even when the sensible
heat load was treated to some degree when the latent
heat load was treated by the adsorbent heat exchangers
322, 323, 332, 333, causing the temperature of the air to
change to a temperature that is not in agreement with
the target temperature of the room air, this air will not be
blown out into the room the way it is. Instead, the air will
be subjected to the sensible heat treatment by air heat
exchangers 342, 352 so that the temperature of the air
is adjusted to be appropriate to the target temperature
of the room air, and after which an operation in which air
is blown out into the room will be allowed.
[0261] Note that since the refrigerant circuit 310 of the
air conditioning system 301 of the present modified ex-
ample and the above-described refrigerant circuit 210 of
the air conditioning system 201 have the same configu-
ration, reference numerals representing each compo-
nent of the above-described air conditioning system 201
will be changed to reference numerals in 300s, and a
description of each component will be omitted.

<Third Embodiment>

(1) Configuration of the Air Conditioning System

[0262] Figure 36 a schematic diagram of a refrigerant
circuit of an air conditioning system 401 of a third em-
bodiment according to the present invention. The air con-
ditioning system 401 is an air conditioning system that
treats the latent heat load and the sensible heat load in
the room of a building and the like by operating a vapor
compression type refrigeration cycle. The air condition-
ing system 401 is a separate type multi air conditioning
system, and mainly comprises a plurality (two in this em-
bodiment) of latent heat utilization units 2, 3 connected
in parallel with one another, a plurality (two in this em-
bodiment) of sensible heat utilization units 404, 405 con-
nected in parallel with one another, a heat source unit
406, and connection pipes 407, 408, 409 which connect
the latent heat utilization units 2, 3 and the sensible heat
utilization units 404, 405 to the heat source unit 406. In

73 74 



EP 1 739 366 B1

39

5

10

15

20

25

30

35

40

45

50

55

the present embodiment, the heat source unit 406 func-
tions as a heat source that is shared between the latent
heat utilization units 2, 3 and the sensible heat utilization
units 404, 405.
[0263] Since the configurations of the latent heat utili-
zation units 2, 3 is the same as that of the latent heat
utilization units 2, 3 of the first embodiment, a description
of each component thereof will be omitted.
[0264] The sensible heat utilization units 404, 405 are
different from the sensible heat utilization units 4, 5 of
the first embodiment in that condensation sensors 446,
456 and RA inlet temperature/humidity sensors 445, 455
are provided in the sensible heat utilization units 404,
405; however, since the configuration of other compo-
nents is the same as that in the sensible heat utilization
units 4, 5 of the first embodiment, all reference numerals
representing each component of the sensible heat utili-
zation units 4, 5 of the first embodiment will be simply
changed to those in 400s, and a description of those other
components will be omitted.
[0265] The condensation sensors 446, 456 are provid-
ed to function as condensation detection mechanisms
that detect the presence of condensation in air heat ex-
changers 442, 452, respectively. Note that in the embod-
iment, the condensation sensors 446, 456 are used; how-
ever, it is not limited thereto and a float switch may be
used instead of a condensation sensor, as long as a func-
tion as a condensation detection mechanism is ensured.
[0266] The RA Inlet temperature/humidity sensors
445, 455 are temperature/humidity sensors that detect
the temperature and the relative humidity of the room air
RA to be drawn into the units.
[0267] Since the heat source unit 406 and the heat
source unit 6 of the first embodiment have the same con-
figuration, all reference numerals representing each
component of the heat source unit 6 of the first embodi-
ment will be simply changed to reference numerals in
400s, and a description of each component will be omit-
ted.
[0268] In addition, as in the sensible heat utilization
units 4, 5 of the first embodiment, as for the sensible heat
utilization units 404, 405, the gas side of the air heat
exchangers 442, 452 are switchably connected to the
discharge gas connection pipe 408 and the inlet gas con-
nection pipe 409 through connection units 414, 415. The
connection unit 414, 415 mainly comprises: air condition-
ing switching valves 471, 481; evaporation pressure con-
trol valves 473, 483; evaporation pressure sensors 474,
484; and connection unit controllers 472, 482 that con-
trols the operation of each component that constitutes
the connection units 414, 415. Here, since the air condi-
tioning switching valves 471, 481 and the connection unit
controllers 472, 482 are the same as the air conditioning
switching valves 71, 81 and the connection unit control-
lers 72, 82 of the first embodiment, a description thereof
will be omitted. The evaporation pressure control valves
473, 483 are electric expansion valves that are provided
to function as a pressure control mechanism that controls

the evaporation pressure of the refrigerant in the air heat
exchangers 442, 452, when the air heat exchangers 442,
452 of the sensible heat utilization units 404, 405 are
caused to function as evaporators that evaporate the re-
frigerant. The evaporation pressure sensors 474, 484 are
pressure sensors that are provided to function as pres-
sure detection mechanisms that detect the pressure of
the refrigerant in the air heat exchangers 442, 452, re-
spectively.
[0269] In addition, as described below, the sensible
heat utilization units 404, 405 of the present embodiment
are controlled such that a cooling operation is performed
so as to prevent the generation of condensation in the
air heat exchangers 442, 452 when performing the de-
humidifying and cooling operation. In other words, the
sensible heat utilization units 404, 405 are controlled so
as to perform the sensible heat cooling operation. Ac-
cordingly, a drain pipe is not connected to the sensible
heat utilization units 404,405.
[0270] Further, as described above, the latent heat uti-
lization units 2, 3 used in the latent heat load treatment
system of the air conditioning system 401 can treat the
latent heat through the adsorption process and the re-
generation process in the adsorbent heat exchangers
22, 23, 32, 33, so that a drain pipe is not connected, as
in the case of the sensible heat utilization units 404, 405.
In other words, a drainless system is achieved in the en-
tire air conditioning system 401 of the present embodi-
ment.

(2) Operation of the Air Conditioning System

[0271] Next, the operation of the air conditioning sys-
tem 401 of the present embodiment will be described.
The air conditioning system 401 can treat the latent heat
load in the room by the latent heat load treatment system,
and treat the sensible heat load in the room mainly by
the sensible heat load treatment system. As in the air
conditioning system 1 of the first embodiment, in the air
conditioning system 401 of the present embodiment, the
single operation by the latent heat load treatment system
is possible. Note that since this operation is the same as
that of the air conditioning system 1 of the first embodi-
ment, a description thereof will be limited.
[0272] Next, the operation of the air conditioning sys-
tem 401 when the latent heat load treatment system and
the sensible heat load treatment system are simultane-
ously operated will be described. The air conditioning
system 401 can treat the latent heat load in the room
mainly by the latent heat load treatment system, and treat
the sensible heat load in the room mainly by the sensible
heat load treatment system. Each type of operation will
be described below.

<Drainless Dehumidifying and Cooling Operation>

[0273] First, the operation of a drainless cooling oper-
ation in which the sensible heat cooling operation is per-
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formed in the sensible heat load treatment system while
the dehumidifying operation is performed in a full venti-
lation mode in the latent heat load treatment system of
the air conditioning system 401 will be described with
reference to Figures 37, 38, 39, and 40. Here, Figures
37 and 38 are schematic diagrams of a refrigerant circuit
showing the operation during a drainless dehumidifying
and cooling operation in the full ventilation mode in the
air conditioning system 401. Figure 39 is a diagram of
control flow during a first drainless dehumidifying and
cooling operation in the air conditioning system 401. Also,
Figure 40 is a diagram of control flow during a second
drainless dehumidifying and cooling operation in the air
conditioning system 401. Note that as for Figures 39 and
40, since the latent heat utilization unit 2 and the sensible
heat utilization unit 404 as a pair in the air conditioning
system 401 have the same control flow as the latent heat
utilization unit 3 and the sensible heat utilization unit 405
as a pair, so that the illustration of the control flow of the
latent heat utilization unit 3 and the sensible heat utiliza-
tion unit 405 as a pair is omitted.
[0274] There are two operation methods as described
below, as the operation during the drainless dehumidify-
ing and cooling operation of the air conditioning system
1. The first method of the drainless dehumidifying and
cooling operation is a control method to use the evapo-
ration pressure control valves 473, 483 of the connection
units 414, 415 in order to control the evaporation pressure
of the refrigerant in the air heat exchangers 442, 452
such that the evaporation pressure is equal to or higher
than the minimum evaporation temperature Te3. Here,
the minimum evaporation temperature Te3 is the evap-
oration temperature of the refrigerant that flows in the air
heat exchangers 442, 452 such that condensation of air
in the air heat exchangers 442, 452 is prevented, specif-
ically, so that air in the air heat exchangers 442, 452 will
be at least equal to or greater than the dew point tem-
perature of the room air. As with the first method of the
drainless dehumidifying and cooling operation, the sec-
ond method of the drainless dehumidifying and cooling
operation is a control method to use the evaporation pres-
sure control valves 473, 483 of the connection units 414,
415 in order to control the evaporation pressure of the
refrigerant in the air heat exchangers 442, 452 so that
the evaporation pressure will be equal to or higher than
the minimum evaporation temperature Te3, and simul-
taneously to change the switching time interval between
the adsorption process and the regeneration process in
the adsorbent heat exchangers 22, 32, 23, 33 of the latent
heat utilization units 2, 3 that constitute the latent heat
load treatment system.
[0275] First, the first operation during the drainless de-
humidifying and cooling operation will be described with
reference to Figures 37, 38, and 39.
[0276] First, the operation of the latent heat load treat-
ment system of the air conditioning system 401 will be
described. Note that, the control necessary to achieve
the sensible heat cooling operation in the latent heat load

treatment system will be described later; and the basic
control of the sensible heat load treatment system will be
described herein.
[0277] The latent heat utilization unit 2 of the latent
heat load treatment system alternately repeats the first
operation in which the first adsorbent heat exchanger 22
functions as a condenser and the second adsorbent heat
exchanger 23 functions as an evaporator, and the second
operation in which that second adsorbent heat exchanger
23 functions as a condenser and the first adsorbent heat
exchanger 22 functions as an evaporator. Likewise, the
latent heat utilization unit 3 alternately repeats the first
operation in which the first adsorbent heat exchanger 32
functions as a condenser and the second adsorbent heat
exchanger 33 functions as an evaporator, and the second
operation in which the second adsorbent heat exchanger
33 functions as a condenser and the first adsorbent heat
exchanger 32 functions as an evaporator.
[0278] The operation of both of the latent heat utiliza-
tion units 2, 3 will be described together below.
[0279] In the first operation, the regeneration process
in the first adsorbent heat exchangers 22, 32 and the
adsorption process in the second adsorbent heat ex-
changers 23, 33 are performed in parallel. During the first
operation, as shown in Figure 37, the latent heat utiliza-
tion side four-way directional control valves 21, 31 are
set to a first state (see the solid lines in the latent heat
utilization side four-way directional control valves 21, 31
in Figure 37). In this state, high-pressure gas refrigerant
discharged from a compression mechanism 461 flows
into the first adsorbent heat exchangers 22, 32 through
the discharge gas connection pipe 408 and the latent
heat utilization side four-way directional control valves
21, 31, and is condensed while passing through the first
adsorbent heat exchangers 22, 32. The condensed re-
frigerant is pressure-reduced by the latent heat utilization
side expansion valves 24, 34, and is subsequently evap-
orated while passing through the second adsorbent heat
exchangers 23, 33. Then, the refrigerant is again drawn
into the compression mechanism 461 through the latent
heat utilization side four-way directional control valves
21, 31 and the inlet gas connection pipe 409 (see the
arrows shown on the latent heat refrigerant circuit 410 in
Figure 37). Here, unlike the case of the above-described
operation performed only by the latent heat load treat-
ment system, sensible heat utilization side expansion
valves 441, 451 of the sensible heat utilization units 404,
405 are opened allowing the refrigerant flow into the air
heat exchangers 442, 452 in order to perform the cooling
operation, and the degree of opening of these valves is
adjusted. Accordingly, a portion of high-pressure gas re-
frigerant compressed in and discharged from the com-
pression mechanism 461 will be flowing in the latent heat
utilization units 2, 3.
[0280] During the first operation, in the first adsorbent
heat exchangers 22, 32, moisture is desorbed from the
adsorbent heated by condensation of the refrigerant, and
this desorbed moisture is added to the room air RA that
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is drawn from the indoor air inlets. The moisture desorbed
from the first adsorbent heat exchangers 22, 32 is carried
with the room air RA and is exhausted as the exhaust air
EA through the exhaust air outlets to the outside. In the
second adsorbent heat exchangers 23, 33, moisture in
the outdoor air OA is adsorbed onto the adsorbent, the
outdoor air OA is dehumidified, the absorption heat there-
by generated is transferred to the refrigerant, and the
refrigerant evaporates. Then the outdoor air OA dehu-
midified in the second adsorbent heat exchangers 23, 33
passes through the supply air outlets and is supplied as
the supply air SA to the room (see the arrows shown on
the both sides of the adsorbent heat exchangers 22, 23,
32, 33 in Figure 37).
[0281] In the second operation, the adsorption process
in the first adsorbent heat exchangers 22, 32 and the
regeneration process in the second adsorbent heat ex-
changers 23, 33 are performed in parallel. During the
second operation, as shown in Figure 3 8, the latent heat
utilization side four-way directional control valves 21, 31
are set to a second state (see the broken lines in the
latent heat utilization side four-way directional control
valves 21,31 in Figure 38). In this state, high-pressure
gas refrigerant discharged from the compression mech-
anism 461 flows into the second adsorbent heat ex-
changers 23, 33 through the discharge gas connection
pipe 408 and the latent heat utilization side four-way di-
rectional control valves 21, 31, and is condensed while
passing through the second adsorbent heat exchangers
23, 33. The condensed refrigerant is pressure-reduced
by the latent heat utilization side expansion valves 24,
34, and is subsequently evaporated while passing
through the first adsorbent heat exchangers 22, 32. Then,
the refrigerant is again drawn into the compression mech-
anism 461 through the latent heat utilization side four-
way directional control valves 21, 31 and the inlet gas
connection pipe 409 (see the arrows shown on the latent
heat refrigerant circuit 410 in Figure 38).
[0282] During the second operation, in the second ad-
sorbent heat exchangers 23, 33, moisture is desorbed
from the adsorbent heated by condensation of the refrig-
erant, and this desorbed moisture is added to the room
air RA that is drawn from the indoor air inlets. The mois-
ture desorbed from the second adsorbent heat exchang-
ers 23, 33 is carried with the room air RA and is exhausted
as the exhaust air EA through the exhaust air outlets to
the outside. In the first adsorbent heat exchangers 22,
32, moisture in the outdoor air OA is adsorbed onto the
adsorbent, the outdoor air OA is dehumidified, the ab-
sorption heat thereby generated is transferred to the re-
frigerant, and the refrigerant evaporates. Then the out-
door air OA dehumidified in the first adsorbent heat ex-
changers 22, 32 passes through the supply air outlets
and is supplied as the supply air SA to the room (see the
arrows shown on the both sides of the adsorbent heat
exchangers 22, 23, 32, 33 in Figure 38).
[0283] Here, the system control being performed in the
air conditioning system 401 will be described, focusing

on the latent heat load treatment system.
[0284] First, when the target temperature and the tar-
get relative humidity are set by remote controls 411, 412,
along with these target temperature and target relative
humidity, the following information will be input into the
latent heat utilization side controllers 28, 38 of the latent
heat utilization units 2, 3, respectively: the temperature
and the relative humidity of the room air to be drawn into
the units, which were detected by RA inlet tempera-
ture/humidity sensors 25, 35; and the temperature and
the relative humidity of outdoor air to be drawn into the
units, which were detected by OA inlet temperature/hu-
midity sensors 26, 36.
[0285] Then, in step S41, the latent heat utilization side
controllers 28, 38 calculate the target value of the en-
thalpy or the target absolute humidity based on the target
temperature and target relative humidity of the room air;
calculate the current value of the enthalpy or the current
absolute humidity of the air to be drawn into the unit from
the room, based on the temperature and the relative hu-
midity detected by the RA inlet temperature/humidity sen-
sors 25, 35; and then calculate the required latent heat
capacity value Δh, which is the difference between the
two calculated values. Then, this value Δh is converted
to a capacity UP signal K1 that informs a heat source
side controller 465 whether or not it is necessary to in-
crease the treatment capacity of the latent heat utilization
units 2, 3. For example, when the absolute value of Δh
is lower than a predetermined value (in other words, when
the humidity of the room air is close to the target humidity,
and the treatment capacity does not need to be increased
or decreased), the capacity UP signal K1 will be "0."
When the absolute value of Δh is higher than a predeter-
mined value in a way that the treatment capacity needs
to be increased (in other words, the humidity of the room
air is higher than the target humidity during the dehumid-
ifying operation and the treatment capacity needs to be
increased), the capacity UP signal K1 will be "A," and
when the absolute value of Δh is higher than a predeter-
mined value in a way that the treatment capacity needs
to be decreased (in other words, the humidity of the room
air is lower than the target humidity during the dehumid-
ifying operation, and the treatment capacity needs to be
decreased), the capacity UP signal K1 will be "B."
[0286] Next the operation of the sensible heat load
treatment system of the air conditioning system 1 will be
described.
[0287] When the cooling operation of the sensible heat
utilization units 404, 405 is performed, a three-way direc-
tion control valve 462 of the heat source unit 406 is in a
condensing operation state (a state in which a first port
462a is connected to a third port 462c). In addition, the
air conditioning switching valves 471, 481 of the connec-
tion units 414, 415 are in a cooling operation state (a
state in which first ports 471a, 481a are connected to
second ports 471b, 481b). Further, the degree of opening
of the sensible heat utilization side expansion valves 441,
451 of the sensible heat utilization units 404, 405 is ad-
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justed so as to reduce the pressure of the refrigerant.
The heat source side expansion valve 464 is opened.
[0288] When the refrigerant circuit 410 is in the above-
described state, high-pressure gas refrigerant dis-
charged from the compression mechanism 461 passes
through the three-way direction control valve 462, flows
into a heat source side heat exchanger 463, and is con-
densed into liquid refrigerant. This liquid refrigerant is
sent to the sensible heat utilization units 404, 405 through
a heat source side expansion valve 464, a receiver 468,
and the liquid connection pipe 407. The liquid refrigerant
sent to the sensible heat utilization units 404, 405 is pres-
sure-reduced by the sensible heat utilization side expan-
sion valves 441, 451, and then, in air heat exchangers
442, 452, this liquid refrigerant is evaporated into low-
pressure gas refrigerant by heat exchange with the room
air RA drawn into the unit. This gas refrigerant is again
drawn into the compression mechanism 461 of the heat
source unit 406 through the air conditioning switching
valves 471, 481 of the connection units 414, 415 and the
inlet gas connection pipe 409. On the other hand, the
room air RA cooled by heat exchange with the refrigerant
in the air heat exchangers 442, 452 is supplied as the
supply air SA to the room. Note that, as described below,
the degree of opening of the sensible heat utilization side
expansion valves 441, 451 is adjusted such that the de-
gree of superheat SH in the air heat exchangers 442,
452, i.e., the temperature difference between the refrig-
erant temperature on the liquid side of the air heat ex-
changers 442, 452 respectively detected by the liquid
side temperature sensors 443, 453 and the refrigerant
temperature on the gas side of the air heat exchangers
442, 452 respectively detected by the gas side temper-
ature sensors 444, 445, is the target degree of superheat
SHS.
[0289] Here, the system control being performed in the
air conditioning system 401 will be described, focusing
on the sensible heat load treatment system. Note that,
the control necessary to achieve the sensible heat cool-
ing operation in the sensible heat load treatment system
will be described later; and the basic control of the sen-
sible heat load treatment system will be described herein.
[0290] First, when the target temperature is set by the
remote controls 411, 412, along with these target tem-
peratures, the temperature of the room air to be drawn
into the unit, which were detected by the RA inlet tem-
perature/humidity sensors 445, 455, will be input into
sensible heat utilization side controllers 448, 458 of the
sensible heat utilization units 404, 405, respectively.
[0291] Then, in step S44, the sensible heat utilization
side controllers 448, 458 calculate the temperature dif-
ference between the target temperature of the room air
and the temperature detected by the RA inlet tempera-
ture/humidity sensors 445, 455 (this temperature differ-
ence will be hereinafter referred to as the required sen-
sible heat capability value ΔT). Here, as described above,
the required sensible heat capacity value ΔT is the dif-
ference between the target temperature of the room air

and the current temperature of the room air, so that this
value ΔT corresponds to the sensible heat load that must
be treated in the air conditioning system 401. Then, this
required sensible heat capacity ΔT is converted to a ca-
pacity UP signal K2 that informs the heat source side
controller 465 whether or not it is necessary to increase
the treatment capacity of the sensible heat utilization
units 404, 405. For example, when the absolute value of
ΔT is lower than a predetermined value (in other words,
when the temperature of the room air is close to the target
temperature of the room air, and the treatment capacity
does not need to be increased or decreased), the capac-
ity UP signal K2 will be "0." When the absolute value of
ΔT is higher than a predetermined value in a way that
the treatment capacity needs to be increased (in other
words, the room temperature air is higher than the target
temperature during the cooling operation and the treat-
ment capacity needs to be increased), the capacity UP
signal K2 will be "a," and when the absolute value of ΔT
is higher than a predetermined value in a way that the
treatment capacity needs to be decreased (in other
words, the temperature of the room air is lower than the
target temperature during the cooling operation, and the
treatment capacity needs to be decreased), the capacity
UP signal K2 will be "b."
[0292] Next, in step S45, the sensible heat utilization
side controllers 448, 458 change the target degree of
superheat SHS according to the required sensible heat
capability value ΔT. For example, when the treatment
capacity of the sensible heat utilization units 404, 405
needs to be decreased (when the capacity UP signal K2
is "b"), the degree of opening of the sensible heat utili-
zation side expansion valves 441, 451 is controlled such
that the target degree of superheat SHS is increased and
the amount of heat exchanged between the air and the
refrigerant in the air heat exchangers 442, 452 is de-
creased.
[0293] Next, in step S42, the heat source side control-
ler 465 calculates the target condensation temperature
TcS and the target evaporation temperature TeS, using
the capacity UP signal K1 of the latent heat utilization
units 2, 3, which was transmitted from the latent heat
utilization side controllers 28, 38 to the heat source side
controller 465, and also the capacity UP signal K2 of the
sensible heat utilization units 404, 405, which was trans-
mitted from the sensible heat utilization side controllers
448, 458 to the heat source side controller 465. For ex-
ample, the target condensation temperature TcS is cal-
culated by adding the capacity UP signal K1 of the latent
heat utilization units 2, 3 and the capacity UP signal K2
of the sensible heat utilization units 404, 405 to the cur-
rent target condensation temperature. In addition, the tar-
get evaporation temperature TeS is calculated by sub-
tracting the capacity UP signal K1 of the latent heat uti-
lization units 2, 3 and the capacity UP signal K2 of the
sensible heat utilization units 404, 405 from the current
target evaporation temperature. Accordingly, when a val-
ue of the capacity UP signal K1 is "A" or when a value
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of the capacity UP signal K2 is "a," the target condensa-
tion temperature TcS will be high and the target evapo-
ration temperature TeS will be low.
[0294] Next in step S43, a system condensation tem-
perature Tc and a system evaporation temperature Te,
which respectively correspond to measured values of the
condensation temperature and the evaporation temper-
ature of the entire air conditioning system 1, are calcu-
lated. For example, the system condensation tempera-
ture Tc and the system evaporation temperature Te are
calculated by converting an inlet pressure of the com-
pression mechanism 461 detected by an inlet pressure
sensor 466 and a discharge pressure of the compression
mechanism 461 detected by a discharge pressure sensor
467 to the saturation temperatures of the refrigerant at
these pressures. Then, the temperature difference ΔTc
between the system condensation temperature Tc and
the target condensation temperature TcS and the tem-
perature difference ΔTe between the system evaporation
temperature Te and the target evaporation temperature
TeS are calculated. Then based on the subtraction be-
tween these temperature differences, the necessity and
amount of the increase or decrease in the operational
capacity of the compression mechanism 461 will be de-
termined.
[0295] By using thus determined operational capacity
of the compression mechanism 461 to control the oper-
ational capacity of the compression mechanism 461, the
system control to aim the target relative humidity of the
room air is performed. The system control is performed
such that, for example, when a value determined by sub-
tracting the temperature difference ΔTe from the temper-
ature difference ΔTc is a positive value, the operational
capacity of the compression mechanism 461 is in-
creased, whereas when a value determined by subtract-
ing the temperature difference ΔTe from the temperature
difference ΔTc is a negative value, the operational ca-
pacity of the compression mechanism 461 is decreased.
[0296] In this way, in this air conditioning system 401,
the latent heat load (required latent heat treatment ca-
pacity, which corresponds to Δh), which must be treated
in the air conditioning system 401 as a whole, and the
sensible heat load (required sensible heat treatment ca-
pacity, which correspond to ΔT), which must be treated
in the air conditioning system 401 as a whole, are treated
by using the latent heat load treatment system (specifi-
cally, the latent heat utilization units 2, 3) and the sensible
heat load treatment system (specifically, sensible heat
utilization units 404, 405). Here, as for the increase and
decrease of the treatment capacity of the latent heat load
treatment system and the increase and decrease of the
treatment capacity of the sensible heat load treatment
system, the required latent heat treatment capacity value
Δh and the required sensible heat treatment capacity val-
ue ΔT are calculated, and the operational capacity of the
compression mechanism 461 is controlled based on
these calculated values, so that it is possible to treat the
latent heat load in the latent heat load treatment system

having the adsorbent heat exchangers 22, 23, 32, 33,
while treating the sensible heat load in the sensible heat
load treatment system having the air heat exchangers
442, 452 at the same time. Consequently, as in the air
conditioning system 401 of the present embodiment,
even when the latent heat load treatment system and the
sensible heat load treatment system share a heat source,
the operational capacity of the compression mechanism
that constitutes the heat source can be controlled in a
satisfactory manner.
[0297] Incidentally, in this air conditioning system 401,
as described above, the latent heat treatment that mainly
treats the latent heat load in the room is performed in the
latent heat load treatment system (in other words, the
latent heat utilization units 2, 3), and the sensible heat
cooling operation that only treats the sensible heat load
in the room is performed in the sensible heat load treat-
ment system (in other words, the sensible heat utilization
units 404, 405). This air conditioning system 401 uses
the evaporation pressure control valves 473, 483 of the
connection units 414, 415, respectively, so as to perform
the system control as described below in order to achieve
the sensible heat cooling operation in the sensible heat
load treatment system.
[0298] First, in step S46, the sensible heat utilization
side controllers 448, 458 calculate the dew point temper-
ature based on the temperature and the relative humidity
of the room air that is to be drawn in to the unit, which
are detected by the RA inlet temperature/humidity sen-
sors 445, 455, and then calculate the minimum evapo-
ration temperature Te3 of the refrigerant that flows in the
air heat exchangers 442, 452 such that condensation of
air in the air heat exchangers 442, 452 is prevented, spe-
cifically, so that air in the air heat exchangers 442, 452
will be at least equal to or higher than this dew point
temperature.
[0299] Next, in step S47, the minimum evaporation
temperature Te3 transmitted from the sensible heat uti-
lization side controllers 448, 458 to the connection unit
controllers 472, 482 is converted to the minimum evap-
oration pressure value P3 that is the saturation pressure
that corresponds to this temperature Te3. Then in step
S48, this minimum evaporation pressure value P3 is
compared to the pressure of the refrigerant in the air heat
exchangers 442, 452, which was detected by the evap-
oration pressure sensors 474, 484. The degree of open-
ing of the evaporation pressure control valves 473, 483
is adjusted such that the pressure of the refrigerant in
the air heat exchangers 442, 452, which was detected
by the evaporation pressure sensors 474, 484, is equal
to or higher than the minimum evaporation pressure val-
ue P3.
[0300] Accordingly, even when the operational capac-
ity of the compression mechanism 461 is changed ac-
cording to the required sensible heat treatment capacity
value, the degree of opening of the evaporation pressure
control valves 473, 483 is adjusted such that the pressure
of the refrigerant in the air heat exchangers 442, 452,
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which was detected by the evaporation pressure sensors
474, 484, is equal to or higher than the minimum evap-
oration pressure value P3. As a result, it is possible to
achieve the sensible heat cooling operation.
[0301] Note that during the above-described drainless
dehumidifying and cooling operation, when the evapora-
tion temperature of the air heat exchangers 442, 452 in
the sensible heat load treatment system of the air con-
ditioning system 401 is equal to or below the dew point
temperature (in other words, equal to or below the min-
imum evaporation temperature Te3), and when conden-
sation is detected by the condensation sensors 446, 456,
the following actions are taken in order to reliably prevent
condensation in the air heat exchangers 442, 452: the
connection unit controllers 414, 415 correct the value of
the minimum evaporation pressure P3 such that the min-
imum evaporation pressure P3 is higher than the that the
minimum evaporation pressure P3 observed when con-
densation is detected; the sensible heat utilization side
controllers 448, 458 respectively close the sensible heat
utilization side expansion valves 441, 451; and the sen-
sible heat utilization side controllers 448, 458 transmit a
signal that informs that condensation is detected to the
heat source side controller 465, and then the heat source
side controller 465 stops the compression mechanism
461.
[0302] Next the second operation during the drainless
dehumidifying and cooling operation will be described
with reference to Figures 37, 38, and 40.
[0303] With the above-described first method of the
drainless dehumidifying and cooling operation, the latent
heat load in the room is treated in the latent heat load
treatment system, and the sensible heat cooling opera-
tion that treats only the sensible heat load in the room by
using the evaporation pressure control valves 473, 483
is performed in the sensible heat load treatment system.
Specifically, the latent heat load (required latent heat
treatment capacity, which corresponds to Δh), which
must be treated in the latent heat load treatment system
and the sensible heat load treatment system, and the
sensible heat load (required sensible heat treatment ca-
pacity, which correspond to ΔT), which must be treated
in the latent heat load treatment system and the sensible
heat load treatment system, are treated by using the la-
tent heat load treatment system and the sensible heat
load treatment system. Here, the treatment capacity of
the latent heat load treatment system and the sensible
heat load treatment system are increased or decreased
by mainly controlling the operational capacity of the com-
pression mechanism 461.
[0304] In the latent heat load treatment by the latent
heat load treatment system of the air conditioning system
1, as shown in Figure 5, not only the latent heat but also
the sensible heat are treated through the adsorption proc-
ess or the regeneration process in the first adsorbent
heat exchangers 22, 32 and the second adsorbent heat
exchangers 23, 33 which constitute the latent heat load
treatment system. As a result, both the latent heat and

the sensible heat are treated. Here, given that the capac-
ity of the sensible heat treatment that is performed along
with the latent heat treatment in the latent heat load treat-
ment system is referred to as a generated sensible heat
treatment capacity, the sensible heat load that must treat-
ed in the sensible heat load treatment system is equal to
the amount remaining after subtracting the generated
sensible heat treatment capacity from the required latent
heat treatment capacity.
[0305] Accordingly, with the second method of the
drainless dehumidifying and cooling operation, the fol-
lowing system control is performed, in view of that the
sensible heat is treated in the latent heat load treatment
system of the air conditioning system 401. Note that in
regard to this second drainless dehumidifying and cool-
ing operation method, the steps excluding steps S49 to
S52 particular to this operation method (in other words,
steps S41 to S48) are the same as those in the control
flow of the first operation method, so that a description
thereof will be omitted.
[0306] In the latent heat utilization side controllers 28,
38, in step S49, when the switching time interval between
the adsorption process and the regeneration process in
the adsorbent heat exchangers 22, 23 and the adsorbent
heat exchangers 32, 33 is set to a sensible heat priority
mode (for example, time D in Figure 5), and also when
the capacity UP signal K2 is "b" (when the required sen-
sible heat treatment capacity in the sensible heat utiliza-
tion side units 404, 405 is small), in step S51, the switch-
ing time interval is changed to a latent heat priority mode
(for example, time C in Figure 5). When a condition is
different than described above, the system control pro-
ceeds to step S50.
[0307] Then, in step S50, when the switching time in-
terval between the adsorption process and the regener-
ation process in the adsorbent heat exchangers 22, 23
and the adsorbent heat exchangers 32, 33 is set to the
latent heat priority mode (for example, time C in Figure
5), and also when the capacity UP signal K2 is "a" (when
the required sensible heat treatment capacity in the sen-
sible heat utilization side units 404, 405 has increased),
in step S52, the switching time interval is changed to the
latent heat priority mode (for example, time D in Figure
5) so as to increase the sensible heat treatment capacity
in the latent heat load treatment system.
[0308] In this way, with the second operation method,
when the required sensible heat treatment capacity value
ΔT is high and the sensible heat treatment capacity in
the sensible heat load treatment system of the air con-
ditioning system 1 needs to be increased, the switching
time interval between the adsorption process and the re-
generation process in the adsorbent heat exchangers
22, 32, 23, 33 of the latent heat utilization units 2, 3 is
made longer so as to decrease the latent heat treatment
capacity and to increase the sensible heat treatment ca-
pacity in the adsorbent heat exchangers 22, 32, 23, 33,
in order to increase the sensible heat treatment capacity
in the latent heat load treatment system, in other words,
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to increase the sensible heat treatment capacity ratio.
Consequently, even when the required sensible heat
treatment capacity value ΔT is high, the air conditioning
system 1 can follow a change in the sensible heat treat-
ment capacity while being operated so as to prevent con-
densation of moisture in the air in the air heat exchangers
442, 452 in the sensible heat load treatment system and
to treat only the sensible heat load in the room.
[0309] Note that, as with the first operation method,
during the above-described drainless dehumidifying and
cooling operation, when the evaporation temperature of
the air heat exchangers 442, 452 in the sensible heat
load treatment system of the air conditioning system 401
is equal to or below the dew point temperature (in other
words, equal to or below the minimum evaporation tem-
perature Te3), and when condensation is detected by
the condensation sensors 446, 456, the following actions
are taken in order to reliably prevent condensation in the
air heat exchangers 442, 452: the connection unit con-
trollers 472, 482 correct the value of the minimum evap-
oration pressure P3 such that the minimum evaporation
pressure P3 is higher than the that the minimum evapo-
ration pressure P3 observed when condensation is de-
tected; the sensible heat utilization side controllers 448,
458 respectively close the sensible heat utilization side
expansion valves 441, 451; and the sensible heat utili-
zation side controllers 448, 458 transmit a signal for de-
tection of condensation to the heat source side controller
465, and the heat source side controller 465 stops the
compression mechanism 461.

<Drainless System Startup>

[0310] Next, the startup operation of the air condition-
ing system 401 will be described with reference to Figures
41, 42, 43, and 44. In the air conditioning system 401, a
drainless system startup is performed in which the sys-
tem starts without generating condensation in the air heat
exchangers 442, 452 in the sensible heat utilization units
404, 405. Figure 41 is a schematic diagram of a refrig-
erant circuit showing the operation at a first drainless
system startup of the air conditioning system 401. Figure
42 is a psychrometric chart showing the state of the room
air at drainless system startup of the air conditioning sys-
tem 401. Figures 43 and 44 are schematic diagrams of
a refrigerant circuit showing the operation at a second
drainless system startup of air conditioning system 401.
[0311] As for the startup operation of the air condition-
ing system 401, there are two startup methods as de-
scribed below. A first method for drainless system startup
is a method in which the treatment of the latent heat load
in the room by the latent heat load system is given priority
over the treatment of the sensible heat load treatment
system by the sensible heat load treatment system of the
air conditioning system 401. A second method for drain-
less system startup is a method in which, as with the first
method for drainless system startup, treatment of the la-
tent heat load in the room by the latent heat load treatment

system is given priority over treatment of the sensible
heat load in the room by the sensible heat load treatment
system, and also in the latent heat utilization units 2, 3
in the latent heat load treatment system, outdoor air is
passed through one of the first adsorbent heat exchang-
ers 22, 32 and one of the second adsorbent heat ex-
changers 23, 33, whichever is performing the regenera-
tion process, and then the outdoor air is exhausted to the
outside; at the same time, room air is passed through
one of the first adsorbent heat exchangers 22, 32 and
the second adsorbent heat exchangers 23, 33, whichever
is performing the adsorption process, and then supplied
to the room.
[0312] First, the first operation at drainless system star-
tup will be described with reference to Figures 41 and 42.
[0313] When an operation command is issued from the
remote controls 411, 412, the latent heat load treatment
system will start and the dehumidifying operation will be
performed in a state in which the sensible heat load treat-
ment system of the air conditioning system 401 is stopped
(in other words, the sensible heat utilization side expan-
sion valves 441, 451 of the sensible heat utilization units
404, 405 are closed). Here, since the operation during
the dehumidifying operation of the latent heat load treat-
ment system is the same as the one during the above-
described drainless dehumidifying and cooling operation
(however, the switching time interval is fixed to the time
C in the latent heat priority mode), a description thereof
will be omitted.
[0314] On the other hand, as for the sensible heat load
treatment system, for example, when the sensible heat
utilization side controllers 448, 458 calculate the dew
point temperature or the absolute humidity of the room
air based on the temperature and the relative humidity
of the room air (specifically, the temperature and relative
humidity detected by the RA inlet temperature/humidity
sensors 25, 35 in the latent heat utilization units 2, 3 and
by the RA inlet temperature/humidity sensors 445, 455
in the sensible heat utilization units 404, 405), and when
the measured value of dew point temperature or absolute
humidity of the room air is within the hatched area shown
in Figure 42 (in other words, when the dew point temper-
ature and absolute humidity of the room air are higher
than the target dew point temperature and the target ab-
solute humidity), the sensible heat load treatment system
will be maintained in a stopped state until the dew point
temperature of the room air or the absolute humidity will
be equal to or below the target dew point temperature or
the target absolute humidity, and thus moisture in the air
in the air heat exchangers 442, 452 is prevented from
being condensed immediately after startup. Here, appro-
priate dew point temperature or the absolute humidity is
set, which is at levels approximately intermediate be-
tween the dew point temperature or the absolute humidity
calculated based on the target temperature and the target
humidity that were input into the remote controls 411,
412, and the dew point temperature or the absolute hu-
midity calculated based on the temperature and the rel-
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ative humidity detected by the RA inlet temperature/hu-
midity sensors 25, 35 in the latent heat utilization units
2, 3 and by the RA inlet temperature/humidity sensors
445, 455 in the sensible heat utilization units 404, 405.
[0315] Then, after the target dew point temperature or
the target absolute humidity is attained by the operation
of the latent heat load treatment system, the sensible
heat load treatment system starts (specifically, the sen-
sible heat utilization side expansion valves 441, 451 of
the sensible heat utilization units 404, 405 are put into a
controlled state), and the above-described drainless de-
humidifying and cooling operation is operated, and there-
by, the temperature of the room air is lowered down to
the target temperature.
[0316] In this way, in the air conditioning system 1,
treatment of the latent heat load in the room by the latent
heat load treatment system is given priority over treat-
ment of the sensible heat load in the room by the sensible
heat load treatment system. Therefore, it is possible to
treat the sensible heat by the sensible heat load treatment
system after fully lowering the humidity of the room air
by treating the latent heat by the latent heat load treat-
ment system. Accordingly, in the air conditioning system
401 that comprises the latent heat load treatment system
comprising the latent heat utilization units 2, 3 having the
adsorbent heat exchangers 22, 23, 32, 33 and configured
to mainly treat the latent heat load in the room; and the
sensible heat load treatment system comprising the sen-
sible heat utilization units 404, 405 having the air heat
exchangers 442, 452 and configured to be operated so
as to prevent condensation of moisture in the air in the
air heat exchangers 442, 452 and treat only the sensible
heat load in the room, it will be possible to quickly treat
the sensible heat load while preventing condensation in
the air heat exchangers 442, 452, even when the system
starts under a condition in which the dew point temper-
ature of the room air is high.
[0317] Next, the second operation at the drainless sys-
tem startup will be described with reference to Figures
43 and 44.
[0318] When an operation command is issued from the
remote controls 411, 412, the latent heat load treatment
system will start and the dehumidifying operation will be
performed in a state in which the sensible heat load treat-
ment system is stopped, as in the case of the first drain-
less system startup. Here, as for the operation during the
dehumidifying operation of the latent heat load treatment
system, such dehumidifying operation is performed in a
circulation mode but not in the full ventilation mode. Note
that the control of the latent heat refrigerant circuit 410
in the latent heat load treatment system is the same as
the operation performed during the drainless dehumidi-
fying and cooling operation (however, the switching time
interval is fixed to time C in the latent heat priority mode).
In addition, as for the flow of air in the latent heat utilization
units 2, 3 in the latent heat load treatment system, by the
operation of the latent heat utilization side four-way di-
rectional control valves 21, 31, the air supply fan, the

exhaust fan, the damper, etc., the room air RA is drawn
into the units through the indoor air inlets, and is supplied
as the supply air SA to the room through the supply air
outlets, and the outdoor air OA is drawn into the units
through the outside air inlets, and is exhausted as the
exhaust air EA to the outside through the exhaust air
outlets.
[0319] In this way, in the air conditioning system 401,
at the second drainless system startup, the dehumidify-
ing operation is performed while circulating room air (in
other words, the dehumidifying operation in the circula-
tion mode). Consequently, even when the humidity in the
room may get high when outdoor air is supplied, such as
when outdoor air is at high humidity, dehumidification
can be provided while circulating room air. Accordingly,
the target dew point temperature or the target absolute
humidity can be quickly achieved, and the sensible heat
load can be treated by the sensible heat load treatment
system.
[0320] When performing drainless system startup of
the air conditioning system 401 configured to preferen-
tially treat the latent heat load in the room as described
above, for example, there are times when the dew point
temperature or the absolute humidity of the room air at
drainless system startup is close to the target dew point
temperature or the target absolute humidity of the room
air. In such a case, the above-described drainless system
startup does not need to be performed, so that the oper-
ation at drainless system startup can be omitted and then
shifted to the normal operation.
[0321] Therefore, this air conditioning system 401 is
configured such that, at drainless system startup, before
starting the above-described operation that preferentially
treats the latent heat load in the room, whether or not the
dew point temperature difference between the target dew
point temperature of the room air and the dew point tem-
perature of the room air is equal to or below a predeter-
mined dew point temperature difference (for example,
whether or not the target dew point temperature has been
reached) is determined, and when the dew point temper-
ature difference between the target dew point tempera-
ture of the room air and the dew point temperature of the
room air is equal to or below a predetermined dew point
temperature, the operation at drainless system startup
is prevented from being performed.
[0322] In addition, in determining the necessity of the
operation that preferentially treats the latent heat load in
the room based on the absolute humidity but not the dew
point temperature, at drainless system startup, before
starting the above-described operation that preferentially
treats the latent heat load in the room, whether or not the
absolute humidity difference between the target absolute
humidity of the room air and the absolute humidity of the
room air is equal to or below a predetermined absolute
humidity difference (for example, whether or not the tar-
get absolute humidity has been reached) is determined.
When the absolute humidity difference between the tar-
get absolute humidity of the room air and the absolute
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humidity of the room air is equal to or below a predeter-
mined absolute humidity difference, the operation at
drainless system startup does not have to be performed.
[0323] Accordingly, in the air conditioning system 401,
at drainless system startup, the operation in which the
latent heat load in the room is preferentially treated is
prevented from being unnecessarily performed, and
therefore the normal operation in which the latent heat
load and the sensible heat load in the room are treated
can be initiated as soon as possible.

(3) Characteristics of the Air Conditioning System

[0324] The air conditioning system 401 of the present
embodiment has the following characteristics, in addition
to the characteristics of the air conditioning system 1 of
the first embodiment.

(A) The air conditioning system 401 of the present
embodiment comprises the latent heat load treat-
ment system which includes the latent heat utilization
side refrigerant circuits 410a, 410b that cause mois-
ture in the air to be adsorbed or desorbed in the ad-
sorbent heat exchangers 22, 23, 32, 33 and be ex-
hausted to the outside which mainly treat the latent
heat load in the room; and the sensible heat load
treatment system which includes the sensible heat
utilization side refrigerant circuits 410c, 410d which
can exchange heat between the refrigerant and air
so as to prevent condensation of moisture in the air
in the air heat exchangers 442, 452 and which only
treats the sensible heat load in the room. Conse-
quently, this air conditioning system 401 achieves a
drainless system in which a drain pipe is not needed
in the latent heat utilization units 2, 3 having the latent
heat utilization side refrigerant circuits 410a, 410b
and in the sensible heat utilization units 404, 405
having the sensible heat utilization side refrigerant
circuits 410c, 410d. During the cooling operation, the
sensible heat load treatment system cannot increase
the sensible heat treatment capacity because the
evaporation temperature in the air heat exchangers
442, 452 is restricted based on the dew point tem-
perature of the room air, even when the required
sensible heat treatment capacity value ΔT is high
and thus the sensible heat treatment capacity needs
to be increased.
However, in the air conditioning system 401 of the
present embodiment, when the required sensible
heat treatment capacity value ΔT is high and thus
the sensible heat treatment capacity in the sensible
heat load treatment system needs to be increased,
the switching time interval between the adsorption
process and the regeneration process in the adsorb-
ent heat exchangers 22, 23, 32, 33 that constitute
the latent heat load treatment system is made longer
so as to decrease the latent heat treatment and si-
multaneously increase the sensible heat treatment

capacity in the adsorbent heat exchangers 22, 23,
32, 33, in other words, to increase the sensible heat
treatment capacity ratio in the latent heat load treat-
ment system, in order to increase the sensible heat
treatment capacity in the latent heat load treatment
system.
Accordingly, in the air conditioning system 1 com-
prising the latent heat load treatment system that
mainly treats the latent heat load in the room and the
sensible heat load treatment system that is operated
so as to prevent condensation of moisture in the air
and to treat only the sensible heat load in the room,
even when the required sensible heat treatment ca-
pacity is high, it is possible to treat only the sensible
heat load in the room by being operated so as to
prevent condensation of moisture in the air in the
sensible heat load treatment system and, simulta-
neously follow a change in the sensible heat treat-
ment capacity.
(B) The air conditioning system 401 of the present
embodiment controls the evaporation pressure con-
trol valves 473, 483 based on the dew point temper-
ature of the room air such that, for example, the evap-
oration temperature of the refrigerant in the air heat
exchangers 442, 452 does not drop below the dew
point temperature of the room air. In this way, mois-
ture in the air is prevented from being condensed on
the surface of the air heat exchangers 442, 452, and
drain water in the air heat exchangers 442, 452 is
prevented from being generated.
In addition, in the air conditioning system 401, in-
stead of the dew point temperature, the evaporation
pressure of the refrigerant in the air heat exchangers
442, 452 measured by the evaporation pressure sen-
sors 474, 484 is used as a control value for the evap-
oration pressure control valves 473, 383 for control-
ling the evaporation pressure of the refrigerant in the
air heat exchanger 442, 452. Therefore, the control
responsiveness can be improved, compared to a
case where the evaporation pressure of the refrig-
erant is controlled by using the dew point tempera-
ture.
(C) In the air conditioning system 401 of the present
embodiment, the condensation in the air heat ex-
changers 442, 452 is reliably prevented because
condensation in the air heat exchangers 442, 452
can be reliably detected by the condensation sen-
sors 446, 456, and when condensation is detected,
the minimum evaporation pressure value P3 that is
calculated based on the dew point temperature can
be changed so as to change the evaporation pres-
sure of the refrigerant in the air heat exchangers 442,
452; the compression mechanism 461 is stopped;
and the sensible heat utilization side expansion
valves 441, 451 of the sensible heat utilization units
404, 405 are closed.
(D) In this air conditioning system 401 of the present
embodiment, at system startup, treatment of the la-
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tent heat load in the room by the latent heat load
treatment system is given priority over treatment of
the sensible heat load in the room by the sensible
heat load treatment system. Therefore, by treating
the latent heat by the latent heat load treatment sys-
tem, it will be possible to treat the sensible heat by
the sensible heat load treatment system after fully
lowering the humidity of the room air.
More specifically, at system startup, treatment of the
sensible heat load by the sensible heat load treat-
ment system is stopped and only the latent heat is
treated by the latent heat load treatment system until
the dew point temperature of the room air is equal
to or below the target dew point temperature, or until
the absolute humidity of the room air is equal to or
below the target absolute humidity. In this way, treat-
ment of the sensible heat load by the sensible heat
load treatment system can be initiated as soon as
possible.
Accordingly, in the air conditioning system 1 that
comprises the latent heat load treatment system hav-
ing the adsorbent heat exchangers 22, 23, 32, 33
and configured to mainly treat the latent heat load in
the room; and the sensible heat load treatment sys-
tem having the air heat exchangers 442, 452 and
configured to be operated so as to prevent conden-
sation of moisture in the air in the air heat exchangers
442, 452 and treat only the sensible heat load in the
room, it is possible to quickly treat the sensible heat
load while preventing condensation in the air heat
exchangers 442, 452, even when the system is start-
ed under a condition in which the dew point temper-
ature of the room air is high.
(E) In the air conditioning system 401 of the present
embodiment, at system startup, outdoor air can be
passed through one of the adsorbent heat exchang-
ers 22, 23, 32, 33, whichever is performing the re-
generation process, and then be exhausted to the
outside; at the same time, room air can be passed
through one of the adsorbent heat exchangers 22,
23, 32, 33, whichever is performing the adsorption
process, and then be supplied to the room. Conse-
quently, at system startup, the dehumidifying oper-
ation is performed while circulating room air, and
thus treatment of the sensible heat load by the sen-
sible heat load treatment system can be initiated as
soon as possible.

[0325] In addition, before starting the system startup
operation, the necessity to start such an operation is de-
termined based on the dew point temperature and the
absolute humidity of the room air. Accordingly, at system
startup, the operation in which the latent heat load in the
room is preferentially treated is prevented from being un-
necessarily performed, and the normal operation in which
the latent heat load and the sensible heat load in the
room are treated can be initiated as soon as possible.

(4) Modified Example 1

[0326] In the air conditioning system 401 in the above-
described third embodiment, the dew point temperature
of the room air is calculated based on the temperature
of the room air and the relative humidity which were de-
tected by the RA inlet temperature/humidity sensors 445,
455 of the sensible heat utilization units 404, 405, and
the minimum evaporation temperature Te3 of the refrig-
erant in the air heat exchangers 442, 452 is calculated
in order to use these calculated values for the system
control. However, as shown in Figure 45, dew point sen-
sors 447, 457 may be provided in the sensible heat uti-
lization units 404, 405 so as to use the dew point tem-
perature detected by the dew point sensors 447, 457 for
the system control.

(5) Modified Example 2

[0327] In the air conditioning system 401 of the above-
described third embodiment, the sensible heat utilization
units 404, 405 that constitute the sensible heat load treat-
ment system are different units from the connection units
414, 415; however, as in the modified example shown in
Figure 46, the evaporation pressure control valves 473,
483 and the evaporation pressure sensors 474, 484 may
be built into the sensible heat utilization units 404, 405.
In this case, the connection unit controllers 472, 482 pro-
vided in the connection units 414, 415 will be omitted,
and the sensible heat utilization side controllers 448, 458
will include the functions of the connection unit controllers
472, 482.

(6) Modified Example 3

[0328] In the air conditioning system 401 of the above-
described third embodiment, the latent heat utilization
side refrigerant circuits 410a, 410b that constitute the
latent heat load treatment system are respectively built
into the latent heat utilization units 2, 3; the sensible heat
utilization side refrigerant circuits 410c, 410d that consti-
tute the sensible heat load treatment system are respec-
tively built into the sensible heat utilization units 404, 405
and the connection units 414, 415; and the latent heat
utilization units 2, 3, the sensible heat utilization units
404, 405, and the connection units 414, 415 are installed
separately. However, as in an air conditioning system
501 of the modified example shown in Figure 47, latent
heat utilization side refrigerant circuits 510a, 510b that
constitute the latent heat load treatment system, and sen-
sible heat utilization side refrigerant circuits 510c, 510d
that constitute the sensible heat load treatment system
may constitute integrated utilization units 502,503.
[0329] In this way, as in air conditioning system 401 in
the above-described third embodiment, reduction in the
size of the unit and laborsaving installation of the unit can
be achieved, compared to the case where the latent heat
utilization units 2, 3 respectively comprising the latent
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heat utilization side refrigerant circuits 410a, 410b, the
sensible heat utilization units 404, 405 respectively com-
prising the sensible heat utilization side refrigerant cir-
cuits 410c, 410d and the connection units 414, 415 are
separately installed in the building. In this case, the RA
inlet temperature/humidity sensors 445, 455, the sensi-
ble heat utilization side controllers 448, 458 and the con-
nection unit controllers 472, 482 provided in the sensible
heat utilization units 404, 405 and the connection units
414, 415 of the air conditioning system 401 in the above-
described third embodiment will be omitted, and latent
heat utilization side controllers 528, 538 will include the
functions of the sensible heat utilization side controllers
448, 458 and the connection unit controllers 472, 482.
[0330] In addition, as in the above-described air con-
ditioning system 401, in the air conditioning system 501
of the modified example, it is possible to perform only the
operation that supplies the room with the air that was
dehumidified or humidified (specifically, the latent heat
was treated) in adsorbent heat exchangers 522, 523,
532, 533, i.e., the latent heat utilization side refrigerant
circuits 510a, 510b.
[0331] Further, in the air conditioning system 501 of
the modified example, the latent heat utilization side re-
frigerant circuits 510a, 510b and the sensible heat utili-
zation side refrigerant circuits 510c, 510d which consti-
tute the sensible heat load treatment system are built into
the integrated utilization units 502, 503. Therefore, as
shown in Figure 48, the air dehumidified or humidified
(specifically, the latent heat was treated) in the adsorbent
heat exchangers 522, 523, 532, 533, i.e., the latent heat
utilization side refrigerant circuit 510a, 510b, can be fur-
ther cooled or heated (specifically, the sensible heat is
to be treated) (see the arrows shown on both sides of
the adsorbent heat exchangers 522, 523, 532, 533 in
Figure 48). As a result, for example, even when the sen-
sible heat load was treated to some degree when the
latent heat load was treated in the adsorbent heat ex-
changers 522, 523, 532, 533, causing the temperature
of the air to change to a temperature that is not in agree-
ment with the target temperature of the room air, this air
will not be blown out into the room the way it is. Instead,
the air will be subjected to the sensible heat treatment in
the air heat exchangers 542, 552 so that the temperature
of the air is adjusted to be appropriate to the target tem-
perature of the room air, and after which an operation in
which air is blown out into the room will be allowed.
[0332] Note that since the refrigerant circuit 510 of the
air conditioning system 501 of the present modified ex-
ample and the above-described refrigerant circuit 410 of
the air conditioning system 401 have the same configu-
ration, reference numerals representing each compo-
nent of the above-described air conditioning system 401
will be changed to reference numerals in 500s, and a
description of each component will be omitted.

<Fourth Embodiment>

(1)Configuration of the Air Conditioning System

[0333] Figure 49 is a schematic diagram of a refrigerant
circuit of the air conditioning system 601 of the fourth
embodiment according to the present invention. The air
conditioning system 601 is an air conditioning system
configured to treat the latent heat load and the sensible
heat load in the room by operating a vapor compression
type refrigeration cycle. The air conditioning system 601
is so-called separate type multi air conditioning system,
and mainly comprises a plurality (two in this embodiment)
of latent heat utilization units 2, 3 connected in parallel
with one another, a plurality (two in this embodiment) of
sensible heat utilization units 604, 605 connected in par-
allel with one another, a heat source unit 606, and con-
nection pipes 607, 608, 609 which connect the latent heat
utilization units 2, 3 and the sensible heat utilization units
604, 605 to the heat source unit 606. In the present em-
bodiment, the heat source unit 606 functions as a heat
source that is shared between the latent heat utilization
units 2, 3 and the sensible heat utilization units 604, 605.
[0334] Since the latent heat utilization units 2, 3 and
the latent heat utilization units 2, 3 of the first embodiment
have the same configurations, a description of each com-
ponent thereof will be omitted.
[0335] Although the sensible heat utilization units 604,
605 are different from the sensible heat utilization units
204, 205 of the second embodiment in that condensation
sensors 646, 656 are provided and that RA inlet temper-
ature/humidity sensors 645, 655 are provided; however,
since the configuration of other components is the same
as that in the sensible heat utilization units 204, 205 of
the second embodiment, reference numerals represent-
ing each component of the sensible heat utilization units
204, 205 will be simply changed to those in 600s, and
here a description of those other components will be omit-
ted.
[0336] The condensation sensors 646, 656 are provid-
ed to function as condensation detection mechanisms
that detect the presence of condensation in air heat ex-
changers 642, 652. Note that in the embodiment, the
condensation sensors 646, 656 are used; however, it is
not limited thereto and a float switch may be used instead
of the condensation sensor, as long as a function as a
condensation detection mechanism is ensured.
[0337] The RA Inlet temperature/humidity sensors
645, 655 are temperature/humidity sensors that detect
the temperature and the relative humidity of the room air
RA to be drawn into the unit.
[0338] Note that since the heat source unit 606 and
the heat source unit 206 of the second embodiment have
the same configuration, all reference numerals repre-
senting each component of the heat source unit 206 of
the second embodiment will be simply changed to refer-
ence numerals in 400s, and a description of each com-
ponent will be omitted.
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[0339] In addition, as for the sensible heat utilization
units 604, 605, the gas sides of the air heat exchangers
642, 652 are connected to the inlet gas connection pipe
609 through connection units 614, 615. The connection
units 614, 615 mainly comprises: evaporation pressure
control valves 673, 683; evaporation pressure sensors
674, 684; and connection unit controllers 672, 682 that
control the operation of each component that constitutes
the connection units 614, 615. The evaporation pressure
control valves 673, 683 are electric expansion valves that
are provided to function as pressure control mechanisms
that control the evaporation pressure of the refrigerant in
the air heat exchangers 642, 652, when the air heat ex-
changers 642, 652 of the sensible heat utilization units
604, 605 are caused to function as evaporators that evap-
orate the refrigerant. The evaporation pressure sensors
674, 684 are pressure sensors that are provided to func-
tion as pressure detection mechanisms that detect the
pressure of the refrigerant in the air heat exchangers 642,
652.
[0340] In addition, as with the sensible heat utilization
units 404, 405 of the third embodiment, the sensible heat
utilization units 604, 605 of the present embodiment are
controlled such that the cooling operation is performed
so as to prevent the generation of condensation in the
air heat exchangers 642, 652, in other words, so as to
perform the sensible heat cooling operation, when per-
forming the dehumidifying and cooling operation. Ac-
cordingly, a drain pipe is not connected to the sensible
heat utilization units 604, 605.
[0341] Further, as described above, the latent heat uti-
lization units 2, 3 used in the latent heat load treatment
system of the air conditioning system 601 can treat the
latent heat through the adsorption process and the re-
generation process in the adsorbent heat exchangers
22, 23, 32, 33, so that a drain pipe is not connected, as
in the case of the sensible heat utilization units 604, 605.
In other words, a drainless system is achieved in the air
conditioning system 601 of the present embodiment as
a whole.
[0342] Note that since the operation of the air condi-
tioning system 601 of the present embodiment is the
same as the operation of the air conditioning system 401
of the third embodiment, a description thereof will be omit-
ted; however the air conditioning system 601 of the
present embodiment also has the same characteristics
as those in the air conditioning system 401 of the third
embodiment.

(4) Modified Example 1

[0343] In the air conditioning system 601 in the above-
described fourth embodiment, the dew point temperature
of the room air is calculated based on the temperature
and the relative humidity of the room air which were de-
tected by the RA inlet temperature/humidity sensors 645,
655 of the sensible heat utilization units 604, 605, and
the minimum evaporation temperature Te3 of the refrig-

erant in the air heat exchangers 642, 652 is calculated
in order to use these calculated values for the system
control. However, as shown in Figure 50, dew point sen-
sors 647, 657 may be provided in the sensible heat uti-
lization units 604, 605 so as to use the dew point tem-
perature detected by the dew point sensors 647, 657 for
the system control.

(5) Modified Example 2

[0344] In the air conditioning system 601 in the above-
described fourth embodiment, the sensible heat utiliza-
tion units 604, 605 that constitute the sensible heat load
treatment system are different units from the connection
units 614, 615; however, as in the modified example
shown in Figure 51, the evaporation pressure sensors
674, 684 and the evaporation pressure control valves
673, 683 of the connection units 614, 615 may be built
into the sensible heat utilization units 604, 605. In this
case, the connection unit controllers 672, 682 provided
in the connection units 614, 615 will be omitted, and the
sensible heat utilization side controllers 648, 658 will in-
clude the functions of the connection unit controllers 672,
682.

(6) Modified Example 3

[0345] In the air conditioning system 601 of the above-
described fourth embodiment, latent heat utilization side
refrigerant circuits 610a, 610b that constitute the latent
heat load treatment system are respectively built into the
latent heat utilization units 2, 3; sensible heat utilization
side refrigerant circuits 610c, 610d that constitute the
sensible heat load treatment system are respectively built
into the sensible heat utilization units 604, 605 and the
connection units 614, 615; and the latent heat utilization
units 2, 3, the sensible heat utilization units 604, 605, and
the connection units 614, 615 are installed separately.
However, as in an air conditioning system 701 of the mod-
ified example shown in Figure 52, latent heat utilization
side refrigerant circuits 710a, 710b that constitute the
latent heat load treatment system, and sensible heat uti-
lization side refrigerant circuits 710c, 710d that constitute
the sensible heat load treatment system may constitute
integrated utilization units 702, 703.
[0346] In this way, as in air conditioning system 601 of
the above-described fourth embodiment, reduction in the
size of the unit and laborsaving installation of the unit can
be achieved, compared to the case where the latent heat
utilization units 2, 3 respectively comprising the latent
heat utilization side refrigerant circuits 610a, 610b, the
sensible heat utilization units 604, 605 respectively com-
prising the sensible heat utilization side refrigerant cir-
cuits 610c, 610d and the connection units 614, 615 are
separately installed in the building. In this case, the RA
inlet temperature/humidity sensors 645, 655, the sensi-
ble heat utilization side controllers 648, 658 and the con-
nection unit controllers 672, 682 provided in the sensible
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heat utilization units 604, 605 and the connection units
614, 615 of the air conditioning system 601 in the above-
described fourth embodiment will be omitted, and the la-
tent heat utilization side controllers 728, 738 will include
the functions of the sensible heat utilization side control-
lers 648, 658 and the connection unit controllers 672,
682.
[0347] In addition, as in the above-described air con-
ditioning system 601, in the air conditioning system 701
of the modified example, it is possible to perform only the
operation that supplies the room with the air that was
dehumidified or humidified (specifically, the latent heat
was treated) in adsorbent heat exchangers 722, 723,
732, 733, i.e., the latent heat utilization side refrigerant
circuits 710a, 710b.
[0348] Further, in the air conditioning system 701 of
the modified example, the latent heat utilization side re-
frigerant circuits 710a, 710b and the sensible heat utili-
zation side refrigerant circuits 710c, 710d which consti-
tute the sensible heat load treatment system are built into
the integrated utilization units 702, 703. Therefore, as
shown in Figure 53, the air dehumidified or humidified
(specifically, the latent heat was treated) in the adsorbent
heat exchangers 722, 723, 732, 733, i.e., the latent heat
utilization side refrigerant circuit 710a, 710b, can be fur-
ther cooled or heated (specifically, the sensible heat is
to be treated) (see the arrows shown on both sides of
the adsorbent heat exchangers 722, 723, 732, 733 in
Figure 53). As a result, for example, even when the sen-
sible heat load was treated to some degree when the
latent heat load was treated in the adsorbent heat ex-
changers 722, 723, 732, 733, causing the temperature
of the air to change to a temperature that is not in agree-
ment with the target temperature of the room air, this air
will not be blown out into the room the way it is. Instead,
the air will be subjected to the sensible heat treatment
by the air heat exchangers 742, 752 so that the temper-
ature of the air is adjusted to be appropriate to the target
temperature of the room air, and after which an operation
in which air is blown out into the room will be allowed.
[0349] Note that since the refrigerant circuit 710 of the
air conditioning system 701 of the present modified ex-
ample and the above-described refrigerant circuit 610 of
the air conditioning system 601 have the same configu-
ration, reference numerals representing each compo-
nent of the above-described air conditioning system 601
will be changed to reference numerals in 700s, and a
description of each component will be omitted.

<Fifth Embodiment>

[0350] Figure 54 is a schematic diagram of a refrigerant
circuit of an air conditioning system 801 of the fifth em-
bodiment according to the present invention. The air con-
ditioning system 801 is an air conditioning system con-
figured to treat the latent heat load and the sensible heat
load in the room of a building and the like by operating a
vapor compression type refrigeration cycle. The air con-

ditioning system 801 is so-called separate type multi air
conditioning system, and mainly comprises a latent heat
load treatment system 901 that mainly treats the latent
heat load in the room and a sensible heat load treatment
system 1001 that mainly treats the sensible heat load in
the room.
[0351] The latent heat load treatment system 901 is
so-called separate type multi air conditioning system, and
mainly comprises: a plurality (two in this embodiment) of
latent heat utilization units 902, 903; latent heat heat
source unit 906; and latent heat connection pipes 907,
908 which connects the latent heat utilization units 902,
903 to the latent heat heat source unit 906.
[0352] The latent heat utilization units 902, 903 mainly
constitute part of a latent heat refrigerant circuit 910, and
respectively comprise latent heat utilization side refrig-
erant circuits 910a, 910b which are same as the latent
heat utilization side refrigerant circuit 10a, 10b of the first
embodiment. In regard to the configuration of the latent
heat utilization units 902, 903, reference numerals in
920s and 930s will be used instead of reference numerals
in the 20s and 30s representing each component of the
latent heat utilization units 2, 3 of the first embodiment,
and a description of each component will be omitted.
[0353] The latent heat heat source unit 906 mainly con-
stitutes part of the latent heat refrigerant circuit 910, and
comprises a side refrigerant circuit 910c. This latent heat
heat source side refrigerant circuit 910c mainly compris-
es a latent heat compression mechanism 961 and a latent
heat accumulator 962 that is connected to the inlet side
of the latent heat compression mechanism 961, and the
latent heat utilization units 902, 903 are connected in
parallel through the latent heat connection pipes 907,
908.
[0354] The sensible heat load treatment system 1001
is so-called separate type multi air conditioning system,
and mainly comprises: a plurality (two in this embodi-
ment) of sensible heat utilization units 1002, 1003; sen-
sible heat heat source unit 1006; sensible heat connec-
tion pipes 1007, 1008 which connect the sensible heat
utilization units 1002, 1003 to the sensible heat heat
source unit 1006.
[0355] The sensible heat utilization units 1002, 1003
mainly constitutes part of a sensible heat refrigerant cir-
cuit 1010, and respectively comprises sensible heat uti-
lization side refrigerant circuits 1010a, 1010b, which are
the same as the sensible heat utilization side refrigerant
circuits 10c, 10d of the first embodiment. In regard to the
configuration of the sensible heat utilization units 1002,
1003, reference numerals in 1020s and 1030s will be
used instead of reference numerals in the 40s and 50s
representing each component of the sensible heat utili-
zation units 4, 5 of the first embodiment, and a description
of each component will be omitted.
[0356] The sensible heat heat source unit 1006 mainly
constitutes part of the sensible heat refrigerant circuit
1010, and comprises a sensible heat heat source side
refrigerant circuit 1010c. This sensible heat heat source
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side refrigerant circuit 1010c mainly comprises a sensible
heat compression mechanism 1061, and the sensible
heat utilization units 1002, 1003 are connected in parallel
through the sensible heat connection pipes 1007, 1008.
[0357] In this way, unlike the air conditioning system
in each the first to the fourth embodiments, in the air
conditioning system 801 of the present embodiment, a
heat source (specifically, the latent heat heat source unit
906 and the sensible heat heat source unit 1006) is pro-
vided for each of the latent heat load treatment system
901 and the sensible heat load treatment system 1001,
so that the number of heat sources increases, compared
to the air conditioning systems of the first through the
fourth embodiments. However, still, the heat sources
used for the latent heat load treatment system 901 in-
cluding adsorbent heat exchangers 922, 923, 932, 933
can be collected together, so that it is possible to prevent
an increase in cost and an increase in the number of
parts to be maintained, which occur when a plurality of
air conditioners each having an adsorbent heat exchang-
er are installed.

<Other Embodiments>

[0358] While preferred embodiments have been de-
scribed in connection with the present invention, the
scope of the present invention is not limited to the above
embodiments, and the various changes and modifica-
tions may be made without departing from the scope of
the present invention as defined by the appended claims.
For example, in the air conditioning system of the above-
described third and fourth embodiments, the condensa-
tion sensors are provided in the sensible heat utilization
unit; however, when the sensible heat cooling operation
of the sensible heat load treatment system can be reliably
performed, the condensation sensors may not necessar-
ily be provided.

INDUSTRIAL APPLICABILITY

[0359] By the application of the present invention, it is
possible to prevent problems such as an increase in cost
and an increase in the number of parts to be maintained,
which arise when a plurality of air conditioners that use
adsorbent heat exchangers are installed or when the air
conditioner that uses the adsorbent heat exchanger is
installed along with the air conditioner comprising the air
heat exchanger.

Claims

1. An air conditioning system (1) (101) (201) (301) (401)
(501) (601) (701) configured to treat a latent heat
load and a sensible heat load in a room by performing
a vapor compression refrigeration cycle operation,
comprising:

a plurality of first utilization side refrigerant cir-
cuits (10a, 10b) (110a, 10b) (210a, 210b) (310a,
2310b) (410a, 2410b) (510a, 2510b) (610a,
2610b) (710a, 210b) (910a, 910b) each having
an adsorbent heat exchanger (22, 23, 32, 33)
(122, 123, 132, 133) (322, 323, 332, 333) (522,
523, 532, 533) (722, 723, 732, 733) (922, 923,
932, 933) provided with an adsorbent on the sur-
face each thereof, capable of alternating be-
tween an adsorption process in which moisture
in air is adsorbed onto the adsorbent by causing
the adsorbent heat exchanger to function as an
evaporator that evaporates refrigerant and a re-
generation process in which moisture is des-
orbed from the adsorbent by causing the adsorb-
ent heat exchanger to function as a condenser
that condenses the refrigerant, and connected
in parallel with one another;
a plurality of second utilization side refrigerant
circuits (10c, 10d) (110c, 110d) (210c, 210d)
(310c, 310d) (410c, 410d) (510c, 510d) (610c,
610d) (710c, 710d) (1010a, 1010b) each having
an air heat exchanger (42, 52) (142, 152) (242,
252) (342, 352) (442, 452) (542, 552) (642, 652)
(742, 752) (1022, 1032), capable of exchanging
heat between refrigerant and air, and connected
in parallel with one another,

wherein

the air conditioning system can supply a room
with air that passed through the adsorbent heat
exchanger, and can supply a room with air that
passed through the air heat exchangers, char-
acterized in that the air conditioning system (1)
(101) (201) (301) (401) (501) (601) (701) further
comprises:

a heat source side refrigerant circuit (10e)
(110e) (210e) (310e) (410e) (510e) (610e)
(710e) including a compression mechanism
(61) (161) (261) (361) (461) (561) (661)
(761) and a heat source side heat exchang-
er (63) (163) (263) (363) (463) (563) (663)
(763) and used as a heat source by both
the first utilization side refrigerant circuits
(10a, 10b) (110a, 110b) (210a, 210b) (310a,
310b) (410a, 410b) (510a, 510b) (610a,
610b) (710a, 710b) and the said second uti-
lization side refrigerant circuits (10c, 10d)
(110c, 110d) (210c, 210d) (310c, 310d)
(410c, 410d) (510c, 510d) (610c, 610d)
(710c, 710d),

wherein

the first utilization side refrigerant circuits are
connected to a discharge gas connection pipe
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(8) (108) (208) (308) (408) (508) (608) (708) con-
nected to a discharge side of the compression
mechanism, and are connected to an inlet gas
connection pipe (9) (109) (209) (309) (409) (509)
(609) (709) connected to an inlet side of the com-
pression mechanism.

2. The air conditioning system (1) (101) (401) (501) ac-
cording to claim 1,
wherein

the second utilization side refrigerant circuits
(10c, 10d) (110c, 110d) (410c, 410d) (510c,
510d) are connected to a liquid connection pipe
(7) (107) (407) (507) that is connected to a liquid
side of the heat source side heat exchanger (63)
(163) (463) (563), and also switchably connect-
ed to the discharge gas connection pipe (8)
(108) (408) (508) and the inlet gas connection
pipe (9) (109) (409) (509) through a switching
mechanism (71,81) (171, 181) (471, 481) (571,
581).

3. The air conditioning system (201) (301) (601) (701)
according to claim 1, wherein

the second utilization side refrigerant circuits
(210c, 210d) (310c, 310d) (610c, 610d) (710c,
710d) are connected to a liquid connection pipe
(207) (307) (607) (707) connected to a liquid side
of the heat source side heat exchanger (263)
(363) (663) (763), and are connected to the inlet
gas connection pipe (209) (309) (609) (709).

4. The air conditioning system (101) (301) (501) (701)
according to claim 1, wherein

the first utilization side refrigerant circuit (110a,
110b) (310a, 310b) (510a, 510b) (710a, 710b)
and the second utilization side refrigerant circuit
(110c, 110d) (310c, 310d) (510c, 510d) (710c,
710d) constitute an integrated utilization unit
(102, 103) (302, 303) (502, 503) (702, 703).

5. The air conditioning system (101) (301) (501) (701)
according to claim 4, wherein

the utilization unit (102, 103) (302, 303) (502,
503) (702, 703) can supply a room with air that
was dehumidified or humidified in the adsorbent
heat exchanger (122, 123, 132, 133) (322, 323,
332, 333) (522, 523, 532, 533) (722, 723, 732,
733).

6. The air conditioning system (101) (301) (501) (701)
according to claim 4, wherein

the utilization unit (102, 103) (302, 303) (502,

503) (702, 703) can exchange heat through the
air heat exchanger (142, 152) (342, 352) (542,
552) (742, 752) between refrigerant and air that
was dehumidified of humidified in the adsorbent
heat exchanger (122, 123, 132, 133) (322, 323,
332, 333) (522, 523, 532, 533) (722, 723, 732,
733).

7. The air conditioning system (1) (101) (201) (301) ac-
cording to any one of claim 1 to claim 6, wherein

the air conditioning system is configured to cal-
culate a required latent heat treatment capacity
value (Ah) and a required sensible heat treat-
ment capacity value (AT) in order to control an
operational capacity of the compression mech-
anism (61) (161) (261) (361) based on a required
latent heat treatment capacity value and a re-
quired sensible heat treatment capacity value.

8. The air conditioning system (1) (101) (201) (301) ac-
cording to claim 7, wherein

the air conditioning system is configured to cal-
culate a target evaporation temperature (TeS)
and a target condensation temperature (TcS) of
the system as a whole based on the required
latent heat treatment capacity value (Ah) and
the required sensible heat treatment capacity
value (AT) in order to control the operational ca-
pacity of the compression mechanism (61) (161)
(261) (361) based on a target evaporation tem-
perature and a target condensation tempera-
ture.

9. The air conditioning system (1) (101) (201) (301) ac-
cording to claim 8, wherein

the air conditioning system is configured to cal-
culate an evaporation temperature difference
(ATe) between the target evaporation tempera-
ture (TeS) and the evaporation temperature (Te)
and to calculate a condensation temperature dif-
ference (ATc) between the target condensation
temperature (TcS) and the condensation tem-
perature (Tc) in order to control the operational
capacity of the compression mechanism (61)
(161) (261) (361) based on the evaporation tem-
perature difference and the condensation tem-
perature difference.

10. The air conditioning system (1) (101) (201) (301) ac-
cording to any one of claims 7 to 9, wherein

a switching time interval between the adsorption
process and the regeneration process in the ad-
sorbent heat exchanger (22, 23, 32, 33) (122,
123, 132, 133) (322, 323, 332, 333) can be
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changed.

11. The air conditioning system (1) (101) (201) (301) ac-
cording to any one of claims 1 to 10, wherein

at system startup, a room is supplied with air
that passed through the air heat exchanger (42,
52) (142, 152) (242, 252) (342, 352), and out-
door air is prevented from passing through the
adsorbent heat exchanger (22, 23, 32, 33) (122,
123, 132, 133) (322, 323,332,333).

12. The air conditioning system (1) (101) (201) (301) ac-
cording to any one of claims 1 to 10, wherein

at system startup, in a state in which switching
between the adsorption process and the regen-
eration process in the plurality of adsorbent heat
exchangers (22, 23, 32, 33) (122, 123, 132, 133)
(322, 323, 332, 333) is stopped, outdoor air is
passed through one of the plurality of adsorbent
heat exchangers and then is exhausted to the
outside, and also room air is passed through an
adsorbent heat exchanger among the plurality
of adsorbent heat exchangers, besides the one
through which the outdoor air passed, and then
is supplied to a room again.

13. The air conditioning system (1) (101) (201) (301) ac-
cording to any one of claims 1 to 10, wherein

at system startup, a switching time interval be-
tween the adsorption process and the regener-
ation process in the adsorbent heat exchanger
(22, 23, 32, 33) (122, 123, 132, 133) (322, 323,
332, 333) is made longer than that during normal
operation.

14. The air conditioning system (1) (101) (201) (301) ac-
cording to any one of claims 11 to 13, wherein

the system startup operation is terminated after
a predetermined period of time elapsed since
system startup.

15. The air conditioning system (1) (101) (201) (301) ac-
cording to any one of claims 11 to 13, wherein

the system startup operation is terminated after
a temperature difference between the target
temperature of room air and the temperature of
room air is equal to or below a predetermined
temperature difference.

16. The air conditioning system (1) (101) (201) (301) ac-
cording to any one of claims 11 to 15, wherein

before the system startup operation starts,

whether or not a temperature difference be-
tween the target temperature of room air and
the temperature of room air is equal to or below
a predetermined temperature difference is de-
termined, and when the temperature difference
between the target temperature of room air and
the temperature of room air is equal to or below
a predetermined temperature, the system star-
tup operation is prevented from being per-
formed.

17. The air conditioning system (401) (501) (601) (701)
according to any one of claims 1 to 6, comprising
pressure control mechanism (473, 483) (573, 583)
(673, 683) (773, 783) connected to a gas side of the
air heat exchanger (442, 452) (542, 552) (642, 652)
(742, 752) and configured to control an evaporation
pressure of refrigerant in the air heat exchanger
when the air heat exchanger is caused to function
as an evaporator that evaporates refrigerant.

18. The air conditioning system (401) (501) (601) (701)
according to claim 17, wherein

the evaporation pressure of refrigerant, when
the air heat exchangers (442, 452) (542, 552)
(642, 652) (742, 752) are caused to function as
an evaporator that evaporates refrigerant, is
controlled by the pressure control mechanism
(473, 483) (573, 583) (673, 683) (773, 783),
based on the dew point temperature of room air.

19. The air conditioning system (401) (501) (601) (701)
according to claim 18, further comprising a pressure
detection mechanism (474, 484) (574, 584) (674,
684) (774, 784) configured to detect a refrigerant
pressure in the air heat exchanger (442, 452) (542,
552) (642, 652) (742, 752), wherein

the air conditioning system calculates a target
evaporation pressure value (P3) based on the
dew point temperature of room air and uses the
pressure control mechanism (473, 483) (573,
583) (673, 683) (773, 783) to control the evap-
oration pressure of refrigerant, which was de-
tected by the pressure detection mechanism ,
to be equal to or higher than the target evapo-
ration pressure.

20. The air conditioning system (401) (501) (601) (701)
according to claim 19, further comprising condensa-
tion detection mechanisms (446, 456) (546, 556)
(646, 656) (746, 756) configured to detect a pres-
ence of condensation in the air heat exchangers
(442, 452) (542, 552) (642, 652) (742, 752), wherein

when condensation is detected by the conden-
sation detection mechanism, the target evapo-
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ration pressure value (P3) is changed.

21. The air conditioning system (401) (501) (601) (701)
according to claim 19, further comprising a conden-
sation detection mechanism (446, 456) (546, 556)
(646, 656) (746, 756) configured to detect a pres-
ence of condensation in the air heat exchanger (442,
452) (542, 552) (642, 652) (742, 752), wherein

when condensation is detected by the conden-
sation detection mechanisms, the compression
mechanism (461) (561) (661) (761) is stopped.

22. The air conditioning system (401) (501) (601) (701)
according to claim 19, further comprising a conden-
sation detection mechanism (446, 456) (546, 556)
(646, 656) (746, 756) configured to detect a pres-
ence of condensation in the air heat exchanger (442,
452) (542, 552) (642, 652) (742, 752), wherein,

the second utilization side refrigerant circuit
(410c, 410d) (510c, 510d) (610c, 610d) (710c,
710d) comprises utilization side expansion
valve (441, 451) (541, 551) (641, 651) (741, 751)
connected to a liquid side of the air heat ex-
changers, and when condensation is detected
by the condensation detection mechanism, the
utilization side expansion valve is closed.

23. The air conditioning system (401) (501) (601) (701)
according to any one of claims 1 to 6 and 17 to 22,
wherein

a switching time interval between the adsorption
process and the regeneration process in the ad-
sorbent heat exchanger (22, 23, 32, 33) (522,
523, 532, 533) (722, 723, 732, 733) can be
changed.

24. The air conditioning system (401) (501) (601) (701)
according to any one of claims 17 to 23, wherein

at system startup, treatment of the latent heat
load in a room by the first utilization side refrig-
erant circuit (410a, 410b) (510a, 510b) (610a,
610b) (710a, 710b) is given priority over treat-
ment of a sensible heat load in a room by the
second utilization side refrigerant circuit (410c,
410d) (510c, 510d) (610c, 610d) (710c, 710d).

25. The air conditioning system (401) (501) (601) (701)
according to claim 24, wherein

at system startup, treatment of the sensible heat
load in a room by the second utilization side re-
frigerant circuit (410c, 410d) (510c, 510d) (610c,
610d) (710c, 710d) is stopped until a dew point
temperature of room air is equal to or below a

target dew point temperature.

26. The air conditioning system (401) (501) (601) (701)
according to claim 24, wherein

at system startup, treatment of the sensible heat
load in a room by the second utilization side re-
frigerant circuit (410c, 410d) (510c, 510d) (610c,
610d) (710c, 710d) is stopped until an absolute
humidity of room air is equal to or below a target
absolute humidity.

27. The air conditioning system (401) (501) (601) (701)
according to any one of claims 24 to 26, wherein

at system startup, outdoor air is passed through
an adsorbent heat exchanger, which is perform-
ing the regeneration process, among the plural-
ity of adsorbent heat exchangers (22, 23, 32,
33) (522, 523, 532, 533) (722, 723, 732, 733),
and then is exhausted to the outside, and also,
room air is passed through an adsorbent heat
exchanger, whichever is performing the adsorp-
tion process, among the plurality of adsorbent
heat exchangers, and then is again supplied to
a room.

28. The air conditioning system (401) (501) (601) (701)
according to any one of claims 24 to 27, wherein

before starting the system startup operation,
whether or not a dew point temperature differ-
ence between a target dew point temperature
of room air and a dew point temperature of the
room air is equal to or below a predetermined
dew point temperature difference is determined,
and
when the dew point temperature difference be-
tween the target dew point temperature of room
air and the dew point temperature of room air is
equal to or below a predetermined dew point
temperature difference, the startup operation is
prevented from being performed.

29. The air conditioning system (401) (501) (601) (701)
according to any one of claims 24 to 27, wherein

before starting the system startup operation,
whether or not an absolute humidity difference
between a target absolute humidity of room air
and an absolute humidity of the room air is equal
to or below a predetermined absolute humidity
difference,
and
when the absolute humidity difference between
the target absolute humidity of room air and the
absolute humidity of room air is equal to or below
a predetermined absolute humidity difference,
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the system startup operation is prevented from
being performed.

Patentansprüche

1. Klimaanlagensystem (1) (101) (201) (301) (401)
(501) (601) (701), das konfiguriert ist, um eine latente
Wärmelast und eine spürbare Wärmelast in einem
Raum zu behandeln, indem ein Dampfkompressi-
ons-Kältekreislaufbetrieb durchgeführt wird, umfas-
send:

eine Mehrzahl von ersten gebrauchsseitigen
Kältemittelkreisläufen (10a, 10b) (110a, 10b)
(210a, 210b) (310a, 2310b) (410a, 2410b)
(510a, 2510b) (610a, 2610b) (710a, 210b)
(910a, 910b), von denen jeder einen adsorbie-
renden Wärmetauscher (22, 23, 32, 33) (122,
123, 132, 133) (322, 323, 332, 333) (522, 523,
532, 533) (722, 723, 732, 733) (922, 923, 932,
933) aufweist, von denen jeder mit einer Adsorp-
tionsmittel auf seiner Oberfläche versehen ist,
das in der Lage ist, zwischen einem Adsorpti-
onsprozess, in dem Feuchtigkeit in der Luft in
das Adsorptionsmittel adsorbiert wird, durch
Veranlassen, dass der adsorbierende Wärme-
tauscher als ein Verdampfer wirkt, der Kältemit-
tel verdampft, und einem Regenerationspro-
zess, in dem Feuchtigkeit aus dem Adsorptions-
mittel desorbiert wird, durch Veranlassen, dass
der adsorbierende Wärmetauscher als ein Kon-
densator wirkt, der Kältemittel kondensiert, ab-
zuwechseln, und die parallel zueinander ver-
bunden sind;
eine Mehrzahl von zweiten gebrauchsseitigen
Kältemittelkreisläufen (10c, 10d) (110c, 110d)
(210c, 210d) (310c, 310d) (410c, 410d) (510c,
510d) (610c, 610d) (710c, 710d) (1010a,
1010b), von denen jeder einen Luftwärmetau-
scher (42, 52) (142, 152) (242, 252) (342, 352)
(442, 452) (542, 552) (642, 652) (742, 752)
(1022, 1032) aufweist, der in der Lage ist, Wär-
me zwischen Kältemittel und Luft auszutau-
schen, und die parallel zueinander verbunden
sind,
wobei
das Klimaanlagensystem einen Raum mit Luft
versorgen kann, die durch den adsorbierenden
Wärmetauscher hindurchgegangen ist, und ei-
nen Raum mit Luft versorgen kann, die durch
die Luftwärmetauscher hindurchgegangen ist,
dadurch gekennzeichnet, dass
das Klimaanlagensystem (1) (101) (201) (301)
(401) (501) (601) (701) weiter umfasst:

einen wärmequellenseitigen Kältemittel-
kreislauf (10e) (110e) (210e) (310e) (410e)

(510e) (610e) (710e), der einen Kompres-
sionsmechanismus (61) (161) (261) (361)
(461) (561) (661) (761) und einen wärme-
quellenseitigen Wärmetauscher (63) (163)
(263) (363) (463) (563) (663) (763) auf-
weist, und der als eine Wärmequelle sowohl
von den ersten gebrauchsseitigen Kältemit-
telkreisläufen (10a, 10b) (110a, 110b)
(210a, 210b) (310a, 310b) (410a, 410b)
(510a, 510b) (610a, 610b) (710a, 710b) als
auch von den zweiten gebrauchsseitigen
Kältemittelkreisläufen (10c, 10d) (110c,
110d) (210c, 210d) (310c, 310d) (410c,
410d) (510c, 510d) (610c, 610d) (710c,
710d) genutzt wird,
wobei
die ersten gebrauchsseitigen Kältemittel-
kreisläufe mit einem Ablassgasverbin-
dungsrohr (8) (108) (208) (308) (408) (508)
(608) (708), das mit einer Ablassseite des
Kompressionsmechanismus verbunden
ist, verbunden sind und mit einem Einlass-
gasverbindungsrohr (9) (109) (209) (309)
(409) (509) (609) (709), das mit einer Ein-
lassseite des Kompressionsmechanismus
verbunden ist, verbunden sind.

2. Klimaanlagensystem (1) (101) (401) (501) nach An-
spruch 1, wobei

die zweiten gebrauchsseitigen Kältemittelkreis-
läufe (10c, 10d) (110c, 110d) (410c, 410d)
(510c, 510d) mit einem Flüssigkeitsverbin-
dungsrohr (7) (107) (407) (507), das mit einer
Flüssigkeitsseite des wärmequellenseitigen
Wärmetauschers (63) (163) (463) (563) verbun-
den ist, verbunden sind und auch schaltbar mit
dem Ablassgasverbindungsrohr (8) (108) (408)
(508) und dem Einlassgasverbindungsrohr (9)
(109) (409) (509) über einen Schaltmechanis-
mus (71, 81) (171, 181) (471, 481) (571, 581)
verbunden sind.

3. Klimaanlagensystem (201) (301) (601) (701) nach
Anspruch 1, wobei

die zweiten gebrauchsseitigen Kältemittelkreis-
läufe (210c, 210d) (310c, 310d) (610c, 610d)
(710c, 710d) mit einem Flüssigkeitsverbin-
dungsrohr (207) (307) (607) (707), das mit einer
Flüssigkeitsseite des wärmequellenseitigen
Wärmetauschers (263) (363) (663) (763) ver-
bunden ist, verbunden sind und mit dem Ein-
lassgasverbindungsrohr (209) (309) (609) (709)
verbunden sind.

4. Klimaanlagensystem (101) (301) (501) (701) nach
Anspruch 1, wobei
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der erste gebrauchsseitige Kältemittelkreislauf
(110a, 110b) (310a, 310b) (510a, 510b) (710a,
710b) und der zweite gebrauchsseitige Kälte-
mittelkreislauf (110c, 110d) (310c, 310d) (510c,
510d) (710c, 710d) eine integrierte Gebrauchs-
einheit (102, 103) (302, 303) (502, 503) (702,
703) darstellen.

5. Klimaanlagensystem (101) (301) (501) (701) nach
Anspruch 4, wobei

die Gebrauchseinheit (102, 103) (302, 303)
(502, 503) (702, 703) einen Raum mit Luft ver-
sorgen kann, die in dem adsorbierenden Wär-
metauscher (122, 123, 132, 133) (322, 323, 332,
333) (522, 523, 532, 533) (722, 723, 732, 733)
entfeuchtet oder befeuchtet wurde.

6. Klimaanlagensystem (101) (301) (501) (701) nach
Anspruch 4, wobei

die Gebrauchseinheit (102, 103) (302, 303)
(502, 503) (702, 703) Wärme durch den Luft-
wärmetauscher (142, 152) (342, 352) (542, 552)
(742, 752) zwischen Kältemittel und Luft, die in
dem adsorbierenden Wärmetauscher (122,
123, 132, 133) (322, 323, 332, 333) (522, 523,
532, 533) (722, 723, 732, 733) entfeuchtet oder
befeuchtet wurde, austauschen kann.

7. Klimaanlagensystem (1) (101) (201) (301) nach ei-
nem von Anspruch 1 bis Anspruch 6, wobei

das Klimaanlagensystem konfiguriert ist, um ei-
nen erforderlichen latenten Wärmebehand-
lungskapazitätswert (Ah) und einen erforderli-
chen spürbaren Wärmebehandlungskapazi-
tätswert (AT) zu berechnen, um eine Betriebs-
kapazität des Kompressionsmechanismus (61)
(161) (261) (361) basierend auf einem erforder-
lichen latenten Wärmebehandlungskapazitäts-
wert und einem spürbaren Wärmebehandlungs-
kapazitätswert zu steuern.

8. Klimaanlagensystem (1) (101) (201) (301) nach An-
spruch 7, wobei

das Klimaanlagensystem konfiguriert ist, um ei-
ne Zielverdampfungstemperatur (TeS) und eine
Zielkondensationstemperatur (TcS) des Sys-
tems als Ganzes zu berechnen, basierend auf
dem erforderlichen latenten Wärmebehand-
lungskapazitätswert (Ah) und dem erforderli-
chen spürbaren Wärmebehandlungskapazi-
tätswert (AT), um die Betriebskapazität des
Kompressionsmechanismus (61) (161) (261)
(361) basierend auf einer Zielverdampfungs-
temperatur und einer Zielkondensationstempe-

ratur zu steuern.

9. Klimaanlagensystem (1) (101) (201) (301) nach An-
spruch 8, wobei

das Klimaanlagensystem konfiguriert ist, um ei-
ne Verdampfungstemperaturdifferenz (ATe)
zwischen der Zielverdampfungstemperatur
(TeS) und der Verdampfungstemperatur (Te) zu
berechnen und um eine Kondensationstempe-
raturdifferenz (ATc) zwischen der Zielkonden-
sationstemperatur (TcS) und der Kondensati-
onstemperatur (Tc) zu berechnen, um die Be-
triebskapazität des Kompressionsmechanis-
mus (61) (161) (261) (361) basierend auf der
Verdampfungstemperaturdifferenz und der
Kondensationstemperaturdifferenz zu steuern.

10. Klimaanlagensystem (1) (101) (201) (301) nach ei-
nem der Ansprüche 7 bis 9, wobei

ein Schaltzeitintervall zwischen dem Adsorpti-
onsprozess und dem Regenerationsprozess in
dem adsorbierenden Wärmetauscher (22, 23,
32, 33) (122, 123, 132, 133) (322, 323, 332, 333)
geändert werden kann.

11. Klimaanlagensystem (1) (101) (201) (301) nach ei-
nem der Ansprüche 1 bis 10, wobei

beim Systemstart, ein Raum mit Luft versorgt
wird, die durch den Luftwärmetauscher (42, 52)
(142, 152) (242, 252) (342, 352) hindurchgegan-
gen ist, und Außenluft daran gehindert wird,
durch den adsorbierenden Wärmetauscher (22,
23, 32, 33) (122, 123, 132, 133) (322, 323, 332,
333) hindurchzugehen.

12. Klimaanlagensystem (1) (101) (201) (301) nach ei-
nem der Ansprüche 1 bis 10, wobei

beim Systemstart, in einem Zustand, in dem
Schalten zwischen dem Adsorptionsprozess
und dem Regenerationsprozess in der Mehrzahl
von adsorbierenden Wärmetauschern (22, 23,
32, 33) (122, 123, 132, 133) (322, 323, 332, 333)
gestoppt ist, Außenluft durch einen von der
Mehrzahl von adsorbierenden Wärmetau-
schern hindurchgeführt wird und dann nach Au-
ßen abgelassen wird, und
auch Raumluft durch einen adsorbierenden
Wärmetauscher von der Mehrzahl von adsor-
bierenden Wärmetauschern, außer dem, durch
den die Außenluft geführt wird, geführt wird und
dann wieder einem Raum zugeführt wird.

13. Klimaanlagensystem (1) (101) (201) (301) nach ei-
nem der Ansprüche 1 bis 10, wobei
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beim Systemstart, ein Schaltzeitintervall zwi-
schen dem Adsorptionsprozess und dem Rege-
nerationsprozess in dem adsorbierenden Wär-
metauscher (22, 23, 32, 33) (122, 123, 132, 133)
(322, 323, 332, 333) länger gemacht wird, als
der während normalem Betrieb.

14. Klimaanlagensystem (1) (101) (201) (301) nach ei-
nem der Ansprüche 11 bis 13, wobei

die Systemstartoperation nach einer vorbe-
stimmten Periode von vergangener Zeit seit
dem Systemstart beendet wird.

15. Klimaanlagensystem (1) (101) (201) (301) nach ei-
nem der Ansprüche 11 bis 13, wobei

die Systemstartoperation beendet wird, nach-
dem eine Temperaturdifferenz zwischen der
Zieltemperatur der Raumluft und der Tempera-
tur der Raumluft gleich oder unter einer vorbe-
stimmten Temperaturdifferenz ist.

16. Klimaanlagensystem (1) (101) (201) (301) nach ei-
nem der Ansprüche 11 bis 15, wobei

bevor die Systemstartoperation beginnt, be-
stimmt wird, ob eine Temperaturdifferenz zwi-
schen der Zieltemperatur der Raumluft und der
Temperatur der Raumluft gleich oder unter einer
vorbestimmten Temperaturdifferenz ist oder
nicht, und wenn die Temperaturdifferenz zwi-
schen der Zieltemperatur der Raumluft und der
Temperatur der Raumluft gleich oder unter einer
vorbestimmten Temperaturdifferenz ist, die
Systemstartoperation daran gehindert wird,
ausgeführt zu werden.

17. Klimaanlagensystem (401) (501) (601) (701) nach
einem der Ansprüche 1 bis 6, umfassend einen
Drucksteuermechanismus (473, 483) (573, 583)
(673, 683) (773, 783), der mit einer Gasseite des
Luftwärmetauschers (442, 452) (542, 552) (642,
652) (742, 752) verbunden ist und der konfiguriert
ist, um einen Verdampfungsdruck des Kältemittels
in dem Luftwärmetauscher zu steuern, wenn der
Luftwärmetauscher dazu veranlasst wird, als ein
Verdampfer, der Kältemittel verdampft, zu fungieren.

18. Klimaanlagensystem (401) (501) (601) (701) nach
Anspruch 17, wobei

der Verdampfungsdruck des Kältemittels, wenn
die Luftwärmetauscher (442, 452) (542, 552)
(642, 652) (742, 752) dazu veranlasst werden,
als ein Verdampfer, der Kältemittel verdampft,
zu fungieren, durch den Drucksteuermechanis-
mus (473, 483) (573, 583) (673, 683) (773, 783)

gesteuert wird, basierend auf der Taupunkttem-
peratur von Raumluft.

19. Klimaanlagensystem (401) (501) (601) (701) nach
Anspruch 18, weiter umfassend einen Druckerfas-
sungsmechanismus (474, 484) (574, 584) (674, 684)
(774, 784), der konfiguriert ist, um einen Kältemittel-
druck in dem Luftwärmetauscher (442, 452) (542,
552) (642, 652) (742, 752) zu erfassen, wobei

das Klimaanlagensystem einen Zielverdamp-
fungsdruckwert (P3) berechnet, basierend auf
der Taupunkttemperatur von Raumluft, und den
Drucksteuermechanismus (473, 483) (573,
583) (673, 683) (773, 783) verwendet, um den
Verdampfungsdruck des Kältemittels, der von
dem Druckerfassungsmechanismus erfasst
wurde, zu steuern, um gleich oder höher als der
Zielverdampfungsdruck zu sein.

20. Klimaanlagensystem (401) (501) (601) (701) nach
Anspruch 19, weiter umfassend einen Kondensati-
onserfassungsmechanismus (446, 456) (546, 556)
(646, 656) (746, 756), der konfiguriert ist, um die
Anwesenheit von Kondensation in den Luftwärme-
tauschern (442, 452) (542, 552) (642, 652) (742,
752) zu erfassen, wobei

wenn Kondensation durch den Kondensations-
erfassungsmechanismus erfasst wird, der Ziel-
verdampfungsdruckwert (P3) geändert wird.

21. Klimaanlagensystem (401) (501) (601) (701) nach
Anspruch 19, weiter umfassend einen Kondensati-
onserfassungsmechanismus (446, 456) (546, 556)
(646, 656) (746, 756), der konfiguriert ist, um die
Anwesenheit von Kondensation in dem Luftwärme-
tauscher (442, 452) (542, 552) (642, 652) (742, 752)
zu erfassen, wobei

wenn Kondensation durch den Kondensations-
erfassungsmechanismus erfasst wird, der Kom-
pressionsmechanismus (461) (561) (661) (761)
gestoppt wird.

22. Klimaanlagensystem (401) (501) (601) (701) nach
Anspruch 19, weiter umfassend einen Kondensati-
onserfassungsmechanismus (446, 456) (546, 556)
(646, 656) (746, 756), der konfiguriert ist, um die
Anwesenheit von Kondensation in dem Luftwärme-
tauscher (442, 452) (542, 552) (642, 652) (742, 752)
zu erfassen, wobei

der zweite gebrauchsseitige Kältemittelkreislauf
(410c, 410d) (510c, 510d) (610c, 610d) (710c,
710d) ein gebrauchsseitiges Expansionsventil
(441, 451) (541, 551) (641, 651) (741, 751) um-
fasst, das mit einer Flüssigkeitsseite der Luft-
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wärmeaustauscher verbunden ist, und
wenn Kondensation durch den Kondensations-
erfassungsmechanismus erfasst wird, das ge-
brauchsseitige Expansionsventil geschlossen
wird.

23. Klimaanlagensystem (401) (501) (601) (701) nach
einem der Ansprüche 1 bis 6 und 17 bis 22, wobei

ein Schaltzeitintervall zwischen dem Adsorpti-
onsprozess und dem Regenerationsprozess in
dem adsorbierenden Wärmetauscher (22, 23,
32, 33) (522, 523, 532, 533) (722, 723, 732, 733)
geändert werden kann.

24. Klimaanlagensystem (401) (501) (601) (701) nach
einem der Ansprüche 17 bis 23, wobei

beim Systemstart, Behandlung der latenten
Wärmelast in einem Raum durch den ersten ge-
brauchsseitigen Kältemittelkreislauf (410a,
410b) (510a, 510b) (610a, 610b) (710a, 710b)
Vorrang eingeräumt wird gegenüber Behand-
lung von einer spürbaren Wärmelast in einem
Raum durch den zweiten gebrauchsseitigen
Kältemittelkreislauf (410c, 410d) (510c, 510d)
(610c, 610d) (710c, 710d).

25. Klimaanlagensystem (401) (501) (601) (701) nach
Anspruch 24, wobei

beim Systemstart, Behandlung spürbaren Wär-
melast in einem Raum durch den zweiten ge-
brauchsseitigen Kältemittelkreislauf (410c,
410d) (510c, 510d) (610c, 610d) (710c, 710d)
gestoppt wird, bis eine Taupunkttemperatur von
Raumluft gleich oder unter einer Zieltaupunkt-
temperatur ist.

26. Klimaanlagensystem (401) (501) (601) (701) nach
Anspruch 24, wobei

beim Systemstart, Behandlung spürbaren Wär-
melast in einem Raum durch den zweiten ge-
brauchsseitigen Kältemittelkreislauf (410c,
410d) (510c, 510d) (610c, 610d) (710c, 710d)
gestoppt wird, bis eine absolute Feuchtigkeit der
Raumluft gleich oder unter einer absoluten Ziel-
feuchtigkeit ist.

27. Klimaanlagensystem (401) (501) (601) (701) nach
einem der Ansprüche 24 bis 26, wobei

beim Systemstart, Außenluft durch einen adsor-
bierenden Wärmetauscher, der den Regenera-
tionsprozess ausführt, von der Mehrzahl von ad-
sorbierenden Wärmetauschern (22, 23, 32, 33)
(522, 523, 532, 533) (722, 723, 732, 733), ge-

führt wird und dann nach Außen abgelassen
wird, und
auch Raumluft durch einen adsorbierenden
Wärmetauscher, der den Regenerationspro-
zess ausführt, von der Mehrzahl von adsorbie-
renden Wärmetauschern, geführt wird und dann
wieder einem Raum zugeführt wird.

28. Klimaanlagensystem (401) (501) (601) (701) nach
einem der Ansprüche 24 bis 27, wobei

bevor die Systemstartoperation begonnen wird,
bestimmt wird, ob eine Taupunkttemperaturdif-
ferenz zwischen der Zieltaupunkttemperatur
von Raumluft und der Taupunkttemperatur der
Raumluft gleich oder unter einer vorbestimmten
Taupunkttemperaturdifferenz ist oder nicht, und
wenn die Taupunkttemperaturdifferenz zwi-
schen der Zieltaupunkttemperatur von Raumluft
und der Taupunkttemperatur von Raumluft
gleich oder unter einer vorbestimmten Tau-
punkttemperaturdifferenz ist, die Systemstarto-
peration daran gehindert wird, ausgeführt zu
werden.

29. Klimaanlagensystem (401) (501) (601) (701) nach
einem der Ansprüche 24 bis 27, wobei

bevor die Systemstartoperation begonnen wird,
bestimmt wird, ob eine absolute Feuchtigkeits-
differenz zwischen einer absoluten Zielfeuchtig-
keitsdifferenz von Raumluft und einer absoluten
Feuchtigkeit der Raumluft gleich oder unter ei-
ner vorbestimmten absoluten Feuchtigkeitsdif-
ferenz ist, und
wenn die absolute Feuchtigkeitsdifferenz zwi-
schen der absoluten Zielfeuchtigkeitsdifferenz
von Raumluft und der absoluten Feuchtigkeit
von Raumluft gleich oder unter einer vorbe-
stimmten absoluten Feuchtigkeitsdifferenz ist,
die Systemstartoperation daran gehindert wird,
ausgeführt zu werden.

Revendications

1. Système de climatisation (1) (101) (201) (301) (401)
(501) (601) (701) configuré pour traiter une charge
calorifique latente et une charge calorifique sensible
dans une pièce en effectuant une opération de cycle
de réfrigération à compression de vapeur,
comprenant :

une pluralité de circuits de réfrigérant de premier
côté d’utilisation (10a, 10b) (110a, 10b) (210a,
210b) (310a, 2310b) (410a, 2410b) (510a,
2510b) (610a, 2610b) (710a, 210b) (910a,
910b) dont chacun possède un échangeur de
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chaleur à adsorbant (22, 23, 32, 33) (122, 123,
132, 133) (322, 323, 332, 333) (522, 523, 532,
533) (722, 723, 732, 733) (922, 923, 932, 933)
dotés d’un adsorbant sur la surface de chacun
de ceux-ci, capables d’alterner entre un proces-
sus d’adsorption dans lequel l’humidité dans l’air
est adsorbée sur l’adsorbant en amenant
l’échangeur de chaleur à adsorbant à fonction-
ner comme un évaporateur qui évapore du ré-
frigérant et un processus de régénération dans
lequel l’humidité est désorbée à partir de l’ad-
sorbant en amenant l’échangeur de chaleur à
adsorbant à fonctionner comme un condenseur
qui condense le réfrigérant, et reliés en parallèle
l’un à l’autre ;
une pluralité de circuits de réfrigérant de second
côté d’utilisation (10c, 10d) (110c, 110d) (210c,
210d) (310c, 310d) (410c, 410d) (510c, 510d)
(610c, 610d) (710c, 710d) (1010a, 1010b) dont
chacun possède un échangeur de chaleur à air
(42, 52) (142, 152) (242, 252) (342, 352) (442,
452) (542, 552) (642, 652) (742, 752) (1022,
1032), capables d’échanger de la chaleur entre
le réfrigérant et l’air, et reliés en parallèle l’un à
l’autre,
dans lequel
le système de climatisation peut alimenter une
pièce avec de l’air qui a traversé l’échangeur de
chaleur à adsorbant, et peut alimenter une pièce
avec de l’air qui a traversé les échangeurs de
chaleur à air, caractérisé en ce que
le système de climatisation (1) (101) (201) (301)
(401) (501) (601) (701) comprend en outre :

un circuit de réfrigérant côté source de cha-
leur (10e) (110e) (210e) (310e) (410e)
(510e) (610e) (710e) incluant un mécanis-
me de compression (61) (161) (261) (361)
(461) (561) (661) (761) et un échangeur de
chaleur côté source de chaleur (63) (163)
(263) (363) (463) (563) (663) (763) et utilisé
comme une source de chaleur à la fois par
les circuits de réfrigérant de premier côté
d’utilisation (10a, 10b) (110a, 110b) (210a,
210b) (310a, 310b) (410a, 410b) (510a,
510b) (610a, 610b) (710a, 710b) et lesdits
circuits de réfrigérant de second côté d’uti-
lisation (10c, 10d) (110c, 110d) (210c,
210d) (310c, 310d) (410c, 410d) (510c,
510d) (610c, 610d) (710c, 710d),
dans lequel
les circuits de réfrigérant de premier côté
d’utilisation sont reliés à un tuyau de rac-
cordement de gaz d’évacuation (8) (108)
(208) (308) (408) (508) (608) (708) relié à
un côté évacuation du mécanisme de com-
pression, et ils sont reliés à un tuyau de rac-
cordement de gaz d’admission (9) (109)

(209) (309) (409) (509) (609) (709) relié à
un côté admission du mécanisme de com-
pression.

2. Système de climatisation (1) (101) (401) (501) selon
la revendication 1, dans lequel
les circuits de réfrigérant de second côté d’utilisation
(10c, 10d) (110c, 110d) (410c, 410d) (510c, 510d)
sont reliés à un tuyau de raccordement de liquide
(7) (107) (407) (507) qui est relié à un côté liquide
de l’échangeur de chaleur côté source de chaleur
(63) (163) (463) (563), et ils sont également reliés
de manière commutable au tuyau de raccordement
de gaz d’évacuation (8) (108) (408) (508) et au tuyau
de raccordement de gaz d’admission (9) (109) (409)
(509) par l’intermédiaire d’un mécanisme de com-
mutation (71, 81) (171, 181) (471, 481) (571, 581).

3. Système de climatisation (201) (301) (601) (701) se-
lon la revendication 1, dans lequel
les circuits de réfrigérant de second côté d’utilisation
(210c, 210d) (310c, 310d) (610c, 610d) (710c, 710d)
sont reliés à un tuyau de raccordement de liquide
(207) (307) (607) (707) relié à un côté liquide de
l’échangeur de chaleur côté source de chaleur (263)
(363) (663) (763), et ils sont reliés au tuyau de rac-
cordement de gaz d’admission (209) (309) (609)
(709).

4. Système de climatisation (101) (301) (501) (701) se-
lon la revendication 1, dans lequel
le circuit de réfrigérant de premier côté d’utilisation
(110a, 110b) (310a, 310b) (510a, 510b) (710a, 710b)
et le circuit de réfrigérant de second côté d’utilisation
(110c, 110d) (310c, 310d) (510c, 510d) (710c, 710d)
constituent une unité d’utilisation intégrée (102, 103)
(302, 303) (502, 503) (702, 703).

5. Système de climatisation (101) (301) (501) (701) se-
lon la revendication 4, dans lequel
l’unité d’utilisation (102, 103) (302, 303) (502, 503)
(702, 703) peut alimenter une pièce avec de l’air qui
a été déshumidifié ou humidifié dans l’échangeur de
chaleur à adsorbant (122, 123, 132, 133) (322, 323,
332, 333) (522, 523, 532, 533) (722, 723, 732, 733).

6. Système de climatisation (101) (301) (501) (701) se-
lon la revendication 4, dans lequel
l’unité d’utilisation (102, 103) (302, 303) (502, 503)
(702, 703) peut échanger de la chaleur à travers
l’échangeur de chaleur à air (142, 152) (342, 352)
(542, 552) (742, 752) entre du réfrigérant et de l’air
qui a été déshumidifié ou humidifié dans l’échangeur
de chaleur à adsorbant (122, 123, 132, 133) (322,
323, 332, 333) (522, 523, 532, 533) (722, 723, 732,
733).

7. Système de climatisation (1) (101) (201) (301) selon
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l’une quelconque de la revendication 1 à la revendi-
cation 6, dans lequel
le système de climatisation est configuré pour cal-
culer une valeur requise de capacité de traitement
de chaleur latente (Ah) et une valeur requise de ca-
pacité de traitement de chaleur sensible (AT) afin de
commander une capacité de fonctionnement du mé-
canisme de compression (61) (161) (261) (361) sur
la base d’une valeur requise de capacité de traite-
ment de chaleur latente et d’une valeur requise de
capacité de traitement de chaleur sensible.

8. Système de climatisation (1) (101) (201) (301) selon
la revendication 7, dans lequel
le système de climatisation est configuré pour cal-
culer une température cible d’évaporation (TeS) et
une température cible de condensation (Tcs) du sys-
tème dans l’ensemble sur la base de la valeur requi-
se de capacité de traitement de chaleur latente (Ah)
et de la valeur requise de capacité de traitement de
chaleur sensible (AT) afin de commander la capacité
de fonctionnement du mécanisme de compression
(61) (161) (261) (361) sur la base d’une température
cible d’évaporation et d’une température cible de
condensation.

9. Système de climatisation (1) (101) (201) (301) selon
la revendication 8, dans lequel
le système de climatisation est configuré pour cal-
culer une différence de température d’évaporation
(ATe) entre la température cible d’évaporation (TeS)
et la température d’évaporation (Te) et pour calculer
une différence de température de condensation
(ATc) entre la température cible de condensation
(TcS) et la température de condensation (Tc) afin de
commander la capacité de fonctionnement du mé-
canisme de compression (61) (161) (261) (361) sur
la base de la différence de température d’évapora-
tion et de la différence de température de conden-
sation.

10. Système de climatisation (1) (101) (201) (301) selon
l’une quelconque des revendications 7 à 9, dans le-
quel
un intervalle de temps de commutation entre le pro-
cessus d’adsorption et le processus de régénération
dans l’échangeur de chaleur à adsorbant (22, 23,
32, 33) (122, 123, 132, 133) (322, 323, 332, 333)
peut être modifié.

11. Système de climatisation (1) (101) (201) (301) selon
l’une quelconque des revendications 1 à 10, dans
lequel
au démarrage du système, une pièce est alimentée
avec de l’air qui a traversé l’échangeur de chaleur à
air (42, 52) (142,152) (242, 252) (342, 352), et l’air
extérieur est empêché de traverser l’échangeur de
chaleur à adsorbant (22, 23, 32, 33) (122, 123, 132,

133) (322, 323, 332, 333).

12. Système de climatisation (1) (101) (201) (301) selon
l’une quelconque des revendications 1 à 10, dans
lequel
au démarrage du système, dans un état dans lequel
la commutation entre le processus d’adsorption et
le processus de régénération dans la pluralité
d’échangeurs de chaleur à adsorbant (22, 23, 32,
33) (122, 123, 132, 133) (322, 323, 332, 333) est
arrêtée, de l’air extérieur est acheminé à travers l’un
de la pluralité d’échangeurs de chaleur à adsorbant
et il est ensuite évacué vers l’extérieur, et en outre
de l’air ambiant est acheminé à travers un échangeur
de chaleur à adsorbant parmi la pluralité d’échan-
geurs de chaleur à adsorbant, en dehors de celui à
travers lequel l’air extérieur est acheminé, et il est
ensuite de nouveau alimenté vers une pièce.

13. Système de climatisation (1) (101) (201) (301) selon
l’une quelconque des revendications 1 à 10, dans
lequel
au démarrage du système, un intervalle de temps
de commutation entre le processus d’adsorption et
le processus de régénération dans l’échangeur de
chaleur à adsorbant (22, 23, 32, 33) (122, 123,
132,133) (322, 323, 332, 333) est prolongé par rap-
port à celui du fonctionnement normal.

14. Système de climatisation (1) (101) (201) (301) selon
l’une quelconque des revendications 11 à 13, dans
lequel
l’opération de démarrage du système est arrêtée
après l’écoulement d’une période de temps prédé-
terminée depuis le démarrage du système.

15. Système de climatisation (1) (101) (201) (301) selon
l’une quelconque des revendications 11 à 13, dans
lequel
l’opération de démarrage du système est arrêtée
après qu’une différence de température entre la tem-
pérature cible de l’air ambiant et la température de
l’air ambiant est inférieure ou égale à une différence
de température prédéterminée.

16. Système de climatisation (1) (101) (201) (301) selon
l’une quelconque des revendications 11 à 15, dans
lequel
avant que l’opération de démarrage du système ne
commence, indépendamment du fait qu’il ait été dé-
terminé ou pas qu’une différence de température en-
tre la température cible de l’air ambiant et la tempé-
rature de l’air ambiant est inférieure ou égale à une
différence de température prédéterminée, et lorsque
la différence de température entre la température
cible de l’air ambiant et la température de l’air am-
biant est inférieure ou égale à une température pré-
déterminée, l’opération de démarrage du système
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est empêchée d’être exécutée.

17. Système de climatisation (401) (501) (601) (701) se-
lon l’une quelconque des revendications 1 à 6, com-
prenant un mécanisme de commande de pression
(473, 483) (573,583) (673, 683) (773, 783) relié à un
côté gaz de l’échangeur de chaleur à air (442, 452)
(542, 552) (642, 652) (742, 752) et configuré pour
commander une pression d’évaporation du réfrigé-
rant dans l’échangeur de chaleur à air lorsque
l’échangeur de chaleur à air est amené à fonctionner
comme un évaporateur qui évapore du réfrigérant.

18. Système de climatisation (401) (501) (601) (701) se-
lon la revendication 17, dans lequel la pression
d’évaporation du réfrigérant, lorsque les échangeurs
de chaleur à air (442, 452) (542,552) (642,652) (742,
752) sont amenés à fonctionner comme un évapo-
rateur qui évapore du réfrigérant, est commandée
par le mécanisme de commande de pression (473,
483) (573, 583) (673, 683) (773, 783), sur la base
de la température de rosée de l’air ambiant.

19. Système de climatisation (401) (501) (601) (701) se-
lon la revendication 18, comprenant en outre un mé-
canisme de détection de pression (474,484) (574,
584) (674,684) (774, 784) configuré pour détecter
une pression de réfrigérant dans l’échangeur de cha-
leur à air (442, 452) (542, 552) (642, 652) (742, 752),
dans lequel
le système de climatisation calcule une valeur de
pression d’évaporation cible (P3) sur la base de la
température de rosée de l’air ambiant et utilise le
mécanisme de commande de pression (473, 483)
(573, 583) (673, 683) (773, 783) pour commander
la pression d’évaporation de réfrigérant, laquelle a
été détectée par le mécanisme de détection de pres-
sion, de sorte à ce qu’elle soit supérieure ou égale
à la pression d’évaporation cible.

20. Système de climatisation (401) (501) (601) (701) se-
lon la revendication 19, comprenant en outre des
mécanismes de détection de condensation (446,
456) (546, 556) (646, 656) (746, 756) configurés
pour détecter une présence de condensation dans
les échangeurs de chaleur à air (442, 452) (542, 552)
(642,652) (742, 752), dans lequel
lorsque de la condensation est détectée par le mé-
canisme de détection de condensation, la valeur de
pression d’évaporation cible (P3) est modifiée.

21. Système de climatisation (401) (501) (601) (701) se-
lon la revendication 19, comprenant en outre un mé-
canisme de détection de condensation (446,456)
(546, 556) (646, 656) (746, 756) configuré pour dé-
tecter une présence de condensation dans l’échan-
geur de chaleur à air (442, 452) (542, 552) (642, 652)
(742, 752), dans lequel

lorsque de la condensation est détectée par les mé-
canismes de détection de condensation, le méca-
nisme de compression (461) (561) (661) (761) est
mis à l’arrêt.

22. Système de climatisation (401) (501) (601) (701) se-
lon la revendication 19, comprenant en outre un mé-
canisme de détection de condensation (446,456)
(546, 556) (646, 656) (746, 756) configuré pour dé-
tecter une présence de condensation dans l’échan-
geur de chaleur à air (442, 452) (542, 552) (642, 652)
(742, 752), dans lequel
le circuit de réfrigérant de second côté d’utilisation
(410c, 410d) (510c, 510d) (610c, 610d) (710c, 710d)
comprend une soupape de détente côté utilisation
(441, 451) (541, 551) (641, 651) (741, 751) reliée à
un côté liquide des échangeurs de chaleur à air, et
lorsque de la condensation est détectée par le mé-
canisme de détection de condensation, la soupape
de détente côté utilisation est fermée.

23. Système de climatisation (401) (501) (601) (701) se-
lon l’une quelconque des revendications 1 à 6 et 17
à 22, dans lequel
un intervalle de temps de commutation entre le pro-
cessus d’adsorption et le processus de régénération
dans l’échangeur de chaleur à adsorbant (22, 23,
32, 33) (522, 523, 532, 533) (722, 723, 732, 733)
peut être modifié.

24. Système de climatisation (401) (501) (601) (701) se-
lon l’une quelconque des revendications 17 à 23,
dans lequel
au démarrage du système, il est donné priorité au
traitement de la charge calorifique latente dans une
pièce par le circuit de réfrigérant de premier côté
d’utilisation (410a, 410b) (510a, 510b) (610a, 610b)
(710a, 710b) par rapport au traitement d’une charge
calorifique sensible dans une pièce par le circuit de
réfrigérant de second côté d’utilisation (410c, 410d)
(510c, 510d) (610c, 610d) (710c, 710d).

25. Système de climatisation (401) (501) (601) (701) se-
lon la revendication 24, dans lequel
au démarrage du système, le traitement de la charge
calorifique sensible dans une pièce par le circuit de
réfrigérant de second côté d’utilisation (410c, 410d)
(510c, 510d) (610c, 610d) (710c, 710d) est arrêté
jusqu’à ce qu’une température de rosée de l’air am-
biant soit inférieure ou égale à une température de
rosée cible.

26. Système de climatisation (401) (501) (601) (701) se-
lon la revendication 24, dans lequel
au démarrage du système, le traitement de la charge
calorifique sensible dans une pièce par le circuit de
réfrigérant de second côté d’utilisation (410c, 410d)
(510c, 510d) (610c, 610d) (710c, 710d) est arrêté
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jusqu’à ce qu’une humidité absolue de l’air ambiant
soit inférieure ou égale à une humidité absolue cible.

27. Système de climatisation (401) (501) (601) (701) se-
lon l’une quelconque des revendications 24 à 26,
dans lequel
au démarrage du système, de l’air extérieur est
acheminé à travers un échangeur de chaleur à ad-
sorbant, qui est en train d’effectuer le processus de
régénération, parmi la pluralité d’échangeurs de
chaleur à adsorbant (22, 23, 32, 33)
(522,523,532,533) (722, 723, 732, 733), et il est en-
suite évacué vers l’extérieur, et aussi, de l’air am-
biant est acheminé à travers un échangeur de cha-
leur à adsorbant, l’un quelconque qui est en train
d’effectuer le processus d’adsorption, parmi la plu-
ralité d’échangeurs de chaleur à adsorbant, et il est
ensuite de nouveau alimenté vers une pièce.

28. Système de climatisation (401) (501) (601) (701) se-
lon l’une quelconque des revendications 24 à 27,
dans lequel
avant l’initiation de l’opération de démarrage du sys-
tème, indépendamment du fait qu’il ait été déterminé
ou pas qu’une différence de température de rosée
entre une température de rosée cible de l’air ambiant
et une température de rosée de l’air ambiant est in-
férieure ou égale à une différence de température
de rosée prédéterminée, et
lorsque la différence de température de rosée entre
la température de rosée cible de l’air ambiant et la
température de rosée de l’air ambiant est inférieure
ou égale à une différence de température de rosée
prédéterminée, l’opération de démarrage du systè-
me est empêchée d’être exécutée.

29. Système de climatisation (401) (501) (601) (701) se-
lon l’une quelconque des revendications 24 à 27,
dans lequel
avant l’initiation de l’opération de démarrage du sys-
tème, indépendamment du fait qu’une différence
d’humidité absolue entre une humidité absolue cible
de l’air ambiant et une humidité absolue de l’air am-
biant soit ou non inférieure ou égale à une différence
d’humidité absolue prédéterminée,
et
lorsque la différence d’humidité absolue entre l’hu-
midité absolue cible de l’air ambiant et l’humidité ab-
solue de l’air ambiant est inférieure ou égale à une
différence d’humidité absolue prédéterminée, l’opé-
ration de démarrage du système est empêchée
d’être exécutée.
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