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Description

Technical Field

[0001] This invention relates to a method for treating wastewater that provides for advantages over methods currently
known.

Background Art

[0002] With increases in population and industrialization throughout society, the need for fresh water continues to
grow. This makes reclamation and reuse of water desirable when economically and technically feasible. Wastewater is
an excellent source of water for reclamation and reuse, but the processed water must satisfy quality standards set by
government agencies, which vary depending on the desired use. For example, water standards for urban irrigation are
more stringent than standards for discharge to receiving waters when the water is not directly reused. As a result of
these varying standards, wastewater treatment and water reclamation have historically been as distinctly different com-
binations of processes.
[0003] Conventional wastewater treatment has been generally successful at treating wastewater for discharge to
receiving waters. Such facilities typically employ primary treatment methods, such as settling and skimming, followed
by secondary treatment methods incorporating aerobic biological treatment, such as trickling filters and activated sludge.
However, conventional wastewater treatment is unable to achieve the more stringent water quality standard required
for non-potable or potable reuse. In contrast, water reclamation methods successfully achieve reuse water quality stand-
ards by adding additional treatment systems onto conventional wastewater treatment trains. In this "add-on" approach,
water reclamation projects receive secondary-treated effluent from conventional wastewater treatment facilities and
"add-on" tertiary technologies, such as sand or membrane filtration processes, to the treatment train. This approach has
been used to supplement, rather than replace, conventional treatment methods.
[0004] There are many examples today in which conventional wastewater treatment facilities provide secondary and
tertiary treated effluent water reclamation projects. An example is the Water Factory 21 plant in Orange County, California.
Figure 1 shows the process schematic of the Water Factory 21 treatment train. Further developments with membrane
processes led to the current state-of-art approach for water reclamation, illustrated in Figure 2. In this method, the
processes of lime treatment and tertiary filtration used in the Water Factory 21 plant have been replaced by microfiltration
(MF). MF involves use of membranes that serve to separate particles generally in the 0.1 to 10 micron range. MF has
been demonstrated to be an excellent pretreatment step to treatment using reverse osmosis (RO). RO involves use of
membranes to remove particles as small as ions from a solution. There are now several reclamation facilities that are
using the MF/RO approach to water reclamation from secondary-treated wastewater. Other known forms of membrane
filtration include ultrafiltration (UF), used to filter particles from a solution of molecular weight greater than about 10,000
daltons, and nanofiltration (NF), used to filter particles from a solution of molecular weight greater than about 1,000
daltons. The similarity between the old generation and the new generation of water reclamation systems is that they all
use the "add-on" approach; i.e., wastewater treatment to an acceptable quality, followed by water quality enhancement
by adding on processes until the desired final quality is reached.
[0005] Though this conventional approach has been generally successful at achieving desired water quality, it presents
a number of problems. First, the conventional approach results in a high need for land. Addition of high technology
processes to existing stream results in long treatment trains that occupy large land areas. Second, the conventional
approach produces high costs associated with the many wastewater treatment facilities that are needed. Also, the
conventional approach requires a substantial amount of energy to operate. Finally, the conventional approach leads to
production of large quantities of waste biological solids that are expensive and difficult to dispose.
[0006] EP 0 970 922 A2 discloses a method in which high-concentration organic waste is introduced to a methane
fermentation tank and subjected to methane fermentation. Fermented sludge is circulated between a fermentation tank
and a membrane separation tank. The fermented sludge is subjected to solid-liquid separation by a membrane separation
unit of the membrane separation tank, and permeate is taken out of the system so that SS concentration in the fermentation
tank is held above an effective value necessary to hold the methane fermentation. Internal gas in the fermentation tank
is aerated from a diffuser disposed below the membrane separation unit so that a gas-liquid phase stream generated
by the gas is made to act as a cleaning stream on membrane surfaces of the filtration membrane of the membrane
separation unit. Excess sludge is drawn out from the tank bottom of the fermentation tank.
[0007] In view of the above, it is apparent that improved methods are needed for treating of wastewater that provides
for increased efficiency, leading to increased production of reclaimed water for lower cost. The present invention fulfills
this need, and provides further related advantages.
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Disclosure of Invention

[0008] The present invention resides in a method for treating wastewater including treating wastewater to produce an
effluent suitable for membrane filtration, using processes substantially free of aerobic biological treatment, and then
treating the effluent using a membrane filtration system to produce a permeate stream consisting essentially of refined
water and a waste stream comprising soluble organic matter and inorganic salts. The step of treating the wastewater to
produce an effluent suitable for membrane filtration preferably includes conventional primary treatment of the wastewater,
such as settling or screening to remove bulk solids from the wastewater.
[0009] The membrane filtration system preferably is selected from a microfiltration system, an ultrafiltration system,
a nanofiltration system, a reverse osmosis system, or combinations of these. The method preferably includes routing
the waste stream through a high-rate anaerobic digestion process, such as an upflow anaerobic sludge blanket system,
to stabilize the soluble organic matter and produce a biological gas composed of methane. The permeate produced
using the method can be routed to the ocean.
[0010] The invention also resides in a method for treating wastewater comprising; directing the wastewater through
a screening apparatus to remove suspended solids from the wastewater, to produce a screened effluent; directing the
screened effluent through a microfiltration system to produce a microfiltration effluent; directing the microfiltration effluent
through a membrane system selected from the group consisting of a reverse osmosis system, a nanofiltration system,
an ultrafiltration system, and combinations thereof, to produce a permeate stream consisting essentially of refined water
and a waste stream comprising soluble organic matter and inorganic salts; and directing the waste stream through an
upflow anaerobic sludge blanket system to stabilize the soluble organic matter and produce biological gas comprising
methane.
[0011] Other features and advantages of the invention should become apparent from the following description of the
preferred method, taken in conjunction with the accompanying drawings, which illustrate, by way of example, the principles
of the invention.
[0012] These and other features, aspects and advantages of the present invention will become better understood with
reference to the following drawings, description and claims.

Brief Description of the Drawings

[0013]

Figure 1 is a flow diagram depicting the prior art Water Factory 21 treatment process.

Figure 2 is a flow diagram depicting a prior art process for wastewater treatment incorporating MF.

Figure 3 is a flow diagram of a wastewater treatment process according to an embodiment of the invention.

Figure 4 is a flow diagram depicting the particular process used in the Example.

Figure 5 is a graphical representation of the trans-membrane pressure of the MF unit during testing.

Figure 6 is a graphical representation of the specific permeate flux of the MF unit during testing.

Figure 7 is a graphical representation of the turbidity of the influent and effluent of the MF unit during testing.

Figure 8 is a flow diagram of a wastewater treatment process according to an embodiment of the invention.

Best Modes for Carrying Out the Invention

[0014] The following detailed description represents the best currently contemplated modes for carrying out the in-
vention. The description is not to be taken in a limiting sense, but is made merely for the purpose of illustrating the
general principles of the invention.
[0015] The present invention resides in a method and system for treating wastewater that utilizes membrane processes,
optional in combination with anaerobic biological treatment, to produce high quality water, without utilizing secondary
aerobic biological treatment, as is currently considered necessary. The method of the present invention integrates
wastewater treatment and water reclamation into a single, economical approach, as illustrated in Figure 3 and 8, and it
alleviates the problems of current treatment methods identified above.
[0016] Wastewater treatment methods previously known have used secondary treatment to reduce levels of soluble
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organic compounds in the treated stream, resulting in relatively large amounts of solids being produced. It has not been
considered feasible to subject membranes, such as those used in microfiltration (MF), to streams having high concen-
trations of organic compounds and solids generally found in wastewater that has not received secondary treatment. It
has been found that it is possible to operate membrane systems with streams containing high concentrations of organic
compounds and solids and to use these membrane systems to separate and concentrate organic compounds in waste-
water.
[0017] The method utilizes a preliminary treatment, such as a settling tank, screens, or other conventional primary
treatment, sufficient to produce a preliminary effluent suitable for flow into a membrane filtration unit, preferably a mi-
crofiltration (MF) unit. The preliminary effluent flows into the MF unit, which removes essentially all insoluble material
from the preliminary effluent. If MF is used, the MF effluent then flows into an additional membrane process for greater
purification of the treated stream, such as reverse osmosis (RO), nanofiltration (NF) or ultrafiltration (UF), to produce a
waste stream containing concentrated soluble organic compounds (that can be measured by biochemical oxygen demand
(BOD)) and a high-quality water effluent suitable for reuse. The waste stream, which is free of suspended material,
preferably is treated using a high-rate anaerobic digestion process that eliminates the need for conventional secondary
activated sludge treatment and produces biological gas (primarily methane), which can be used for energy production.
[0018] The present invention has many advantages over the conventional approach of full secondary wastewater
treatment, followed by add-on membrane treatment. The new process combination can have a lower overall power
requirement, requires no secondary activated sludge treatment, allows for greater biological gas production and sub-
stantially less biological solids production, reducing costs associated with disposal of these solids. The method of the
present invention can produce high-quality water equivalent to that produced using conventional methods, while requiring
lower capital and operating costs. The method of the present invention addresses the problems of conventional treatments
by concentrating the organic constituents of the treated stream into a smaller stream, which can be treated using a low
cost high-rate anaerobic biological process. As a result, a significantly smaller quantity of waste solids is produced than
when conventional secondary treatment is used, thereby reducing the cost of the treatment plant. In addition, the greater
amount of biological gas produced can be used as fuel to reduce the overall energy consumption of the system. Also,
because the method of the present invention omits use of secondary treatment facilities and can incorporate use of an
integrated membrane system, it allows for a shorter treatment train, reducing land requirements. This allows the method
of the present invention to be used in, for example, an on-site treating facility located in a residential area that extracts
residential wastewater directly from a sewer, treats it to produce a treated water stream, and then returns the waste
stream back into the sewer system.
[0019] A flow diagram of a method of the present invention is illustrated in Figure 3. The first step of the treatment
involves using conventional primary settling of the wastewater. This is followed by MF, during which soluble and residual
insoluble organic material in the primary effluent are separated. Solid material removed by the MF membranes is returned
to anaerobic digesters, which also have received the solids produced during the primary settling step. The MF product
stream containing soluble organic material then flows to be treated in an RO process. Besides RO, a NF or UF treatment
process also may used. RO unit produces two streams; a permeate stream of high-quality water ready for final disinfection
and use, and a concentrate waste stream containing rejected salts and concentrated soluble organic material.
[0020] In a method of the present invention, the organic-rich waste stream, which is free of suspended material, is
stabilized using a high-rate, that may be approximately an eight hour retention time, anaerobic digestion process. In this
process, the organic material in the waste stream is consumed by anaerobic bacteria. Depending on the sulfate con-
centration in the waste stream, a significant portion of the organic material may be consumed by sulfate-reducing bacteria.
Therefore, the product water may contain significantly less sulfate, and the organic constituents may largely have been
consumed. As discussed above, a method of the present invention eliminates the need for conventional secondary
activated sludge treatment and the associated high volume of solids produced.
[0021] Referring to Figures 3 and 8, the wastewater treatment system 10 may receive a wastewater influent 100 such
as raw sewage that may be from domestic sources, industrial sources or a blend of both that may be received by primary
treatment system or a pretreatment system 12. As described previously this pretreatment system 12 may be an existing
wastewater treatment facility and may include screening and/or settling to remove the bulk of the large solids from the
wastewater stream to less than 5 mm in size. An anaerobic digestion system 80 may be used to further process the
primary waste solids 82 communicated from pretreatment system 12. For purposes of the wastewater treatment system
10, any secondary treatment elements 90 that traditionally may have been aerobic biological systems used in conventional
wastewater treatment, as best illustrated in Figure 2, may be removed.
[0022] The pretreatment effluent 14 may be communicated to a screen element 20 by conduit or other method for
removal of entrained solids, fiber, hair and the like. The screen element 20 may have opening sizes of between approx-
imately 10 and 1,000 microns that may produce a screened effluent 24 suitable for processing by a primary membrane
element 30. The primary membrane element 30 may be a microfiltration process with an approximate pore size in the
range of 0.03 to 0.3 microns or may be a membrane in the ultra filtration or nanofiltration range. The effluent fluid 32
from the primary membrane element 30 may be at least 75 percent of the wastewater influent 100 flow rate and may
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be disposed of or beneficially used. The effluent fluid 32 may be disposed of in the ocean as an example.
[0023] The effluent fluid 32 may also be processed in a secondary membrane element 50 for further treatment. The
secondary membrane element 50 may be a reverse osmosis, an ultrafiltration or a nanofiltration process. The selection
of the process may depend upon the final quality desired in the effluent stream 52. The water recovery levels for effluent
stream 52 may depend on the selected secondary membrane element 50 process. The effluent stream 52 may be
discharged or beneficially used.
[0024] The suspended solids present in the waste stream 34 from the primary membrane element 30 may be thickened
in a solids thickening element 40 that may be a flotation process to produce a thickened solids stream 42 output at a
concentration of approximately 2.5 to 5.0 percent solids in solids stream 42. The thickened solids stream 42 may be
communicated to an anaerobic digestion process to recover energy from the thickened solids stream 42 in the form of
methane gas. As part of the solids thickening element 40, a recycle stream 16 may be communicated to pretreatment
system 12 for mixing with the wastewater influent 100.
[0025] The concentrate effluent stream 54 of secondary membrane element 50 may have greater concentrated dis-
solved organic material than the effluent fluid 32. The concentrate effluent stream 54 may be disposed of or communicated
to a high rate anaerobic digestion system 60 for conversion of the soluble organic matter to energy in the form of methane
gas 62. The high rate anaerobic digestion system 60 may have a hydraulic retention time of 16 hours or less. The high
rate anaerobic digestion system 60 may, for example, be an up flow anaerobic sludge bed, blanket, reactor or USAB
process. The digestion system fluid effluent 64 may be a final waste stream from the wastewater treatment system 10.
This stream may be communicated to an evaporation pond or other appropriate disposal alternative.
[0026] The concentrate effluent stream 54 may alternatively be disposed of or communicated to a separation process
70 for concentration of dissolved organic compounds and/or ammonia that may be removed from the system as byprod-
ucts. The separation process 70 may be, for example, a distillation process or flash evaporation process allowing water
vapor, volatile organic compounds and/or ammonia to be separated from the inorganic compounds to produce a sepa-
ration stream 72 and a more concentrated disposal stream 74 for final disposal. Depending on the separation process
70, the water vapor, volatile organic compounds and ammonia may be present in more than one stream forming separation
stream 72 to be compatible with the disposal options for these components. The disposal stream 74 may be a final waste
stream from the wastewater system 10 that may be communicated to an evaporation pond or other appropriate disposal
alternative.

EXAMPLE

[0027] A pilot plant incorporating a method of the present invention was constructed and tested over several phases.
Figure 4 provides a detailed flow diagram of this pilot plant. Each of the units in the pilot plant is described below.

1. Equipment Used

a. Preliminary Treatment

[0028] In an initial phase of pilot testing, static screens with an opening of 3/64 inch (1,190 microns) were used in a
dual mechanical strainer, Hayward Model 50 Duplex Strainer manufactured by Hayward Industrial Products of Elizabeth,
New Jersey. Later, an automatic strainer, Hycor Discostrainer Unit Model DS 391 manufactured by Parkson Corporation
of Lake Bluff, Illinois was installed to reduce manual operation and cleaning requirements associated with the static
screens. The Hycor pilot unit had one pair of wire mesh covered discs with a wheel diameter of 39 inches. The unit is
capable of using screen sizes from 75 to 600 microns. A screen with an opening of 600 microns was utilized in the pilot
testing.

b. Microfiltration (MF)

[0029] Screened primary effluent was microfiltered using a Memcor 6M10C continuous microfiltration (CMF) unit,
manufactured by United States Filter Corporation of Palm Desert, California. The CMF unit contained six modules
operated in parallel and in a dead-end mode. Each module housed polypropylene membranes with a 0.2 micron nominal
pore size arranged in an outside-in hollow fiber configuration. The external surface area of membranes available in each
module was 370 ft2 (34.6 m2). However, during a portion of the pilot testing, only four out of six modules were operating
in the CMF unit. After a period, one of the modules was repaired, resulting in five operating modules for the remaining
period of the pilot testing.
[0030] Upstream from the CMF unit, the system was configured to provide variable dosages of chlorination to the
strained primary effluent. Also, a manual control valve was placed downstream of the CMF unit for adjustably maintaining
the product flow rate.
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[0031] The CMF unit was configured for chemical cleaning and hydrodynamic cleaning. The chemical cleaning ap-
proach used was a dual wash scheme. The first wash was completed using citric acid (at a pH of 2.0), and the second
wash was completed using a mixture of 40 percent caustic soda solution and a cleaning solution having a pH of 11,
commercially available as Memclean solution, manufactured by United States Filter Corporation of Palm Desert, Cali-
fornia. Product flow rate and feed and product stream pressures were recorded twice per operator shift. The membranes
were hydrodynamically cleaned by the combined air backwash/feed water flush system after every 12 minutes of oper-
ation. Each backwashing event generated approximately 80 gallons of waste that was collected in a holding tank and
gravity-drained.

c. Reverse Osmosis (RO)

[0032] The RO unit was fitted with six pressure vessels, each containing three membrane elements (each 4 inches
in diameter and 40 inches long) in a spiral wound configuration. The pressure vessels were arranged in four banks with
a 2:2:1:1 configuration. In the initial phase of testing, Fluid Systems TFC 4821 ULP RO membranes, available through
Koch Membrane Systems, Inc. of Wilmington, Massachusetts, were used. Each had 80 ft2 of membrane area, resulting
in a total membrane area of 1,440 ft2. In the later phase of pilot testing, new RO membranes, Hydranautics LFCI-4040,
available through Hydranautics, Inc. of Oceanside, California were used. The new RO membranes each had 85 ft2 of
membrane area, resulting in a total membrane area of 1,530 ft2. The system was configured to add small amounts of
both anti-scalant and sulfuric acid to the RO feed stream. The RO membrane was chemically cleaned using a mixture
of sodium tripolyphosphate and sodium dodecylbenzene sulfonate at a temperature of 104°F and a pH of 11. For the
pilot test, the product stream from the RO unit was discharged to drain while the reject or concentrate stream was directed
to the UASB pilot unit discussed below.

d. Upflow Anaerobic Sludge Bed (UASB)

[0033] The UASB unit received concentrate from the RO unit. The UASB reactor comprised a feed conditioning tank
and an upflow fluidized bed reactor manufactured by Paques, B.V. of The Netherlands. The reactor contained palletized
sludge that converted the organic matter in the feed stream to methane and carbon dioxide gases.
[0034] A manually-adjustable control valve was placed along the RO concentrate feed line to maintain a selected feed
rate into the UASB feed conditioning tank. The recycle rate of the effluent stream from the UASB reactor to the feed
conditioning tank was adjustable. A rotameter in the feed line indicated the feed rate to the UASB. Excess concentrate
from the feed conditioning tank was discharged to drain. In an alternate method, this excess concentrate also can be
recycled within the plant if desired. Feed pH was adjusted to be between the range of 7.8 to 8.5 by adding sodium
hydroxide. A heater installed in the conditioning tank was used to adjust the temperature of the contents as necessary
to around 37°C. The volume of the feed tank was adjustable to allow the hydraulic residence time to be varied from
approximately 1 to 6 hours.
[0035] A pump injected the conditioned feed in the base of the UASB reactor. The reactor had a hydraulic volume of
66 gallons (250 L) and was constructed from a HDPE pipe Dn450 pn6 welded on a flat HDPE plate, within a stainless
steel frame. The reactor was equipped with four ball-valve sample points and a drain valve. A proprietary BIOPAQ three-
phase separator (or settler module) was located at the top of the reactor. The separator comprised a rectangular propylene
box in which were fitted gas hoods divided over three levels, an effluent trough, and a biological gas collection compart-
ment. The separator worked to separate any solids (biological pellets), the gas, and the reactor effluent. The gas phase
was metered and then discharged to a foul air system.

2. Operation

a. Preliminary Treatment

[0036] Prior to MF, primary effluent was pumped to the plant through an in-line stainless steel screen. This screening
removed any "large" solid particles that may clog the membrane system.

b. Microfiltration

[0037] The MF process was initially tested without the addition of sodium hypochlorite to the screened primary effluent.
In a subsequent phase, chlorination of MF feed water was performed, with chlorine dosages targeted to maintain a
combined chlorine residual of 3.0 mg/L in the MF product water. When chlorination was carried out, sodium hypochlorite
solution was dosed directly into the MF feed tank.
[0038] Screened primary effluent was then processed through the MF unit. This step typically removes almost all
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suspended solids and a large fraction of naturally-occurring bacteria, protozoa, and viruses in the wastewater. Throughout
the testing, the MF unit was controlled so that the product flow rate was maintained at approximately the same value
for extended periods of testing. Different product flow rates were tested as part of optimizing the system recovery and
process operation. This was achieved by adjusting a manual flow control valve downstream of the modules.
[0039] A constant feed pressure was applied to the membranes by the feed pump. In this operation, the trans-membrane
pressure (TMP) increases as the membranes foul. The TMP was expected to typically increase from an initial low level
of about 5 psi. As the TMP increased, the product flow control valve was opened in order to maintain a given flow rate.
The valve was adjusted by the operating staff twice per shift.
[0040] Constant-flux experiments were performed with a targeted product flow rate of approximately 15 gallons per
minute (gpm), corresponding to a permeate flux of between 10 and 15 gallons per square foot per day (gfd).
[0041] Chemical cleaning of the membranes was performed when the TMP exceeded a target value of about 15 psi.
This value was selected based on manufacturer recommendations. The cleaning operation required the MF unit to be
taken off line for the duration of the cleaning. Different backwashing intervals were tested to optimize system operation.
[0042] The following specific test protocols were undertaken during the operation of the pilot plant in order to improve
the performance of the MF unit:
Initial Operation-Initially the unit was operated without any chemical addition. This period of operation provided a baseline
condition for the performance of the membranes.
[0043] Chlorination of the Feed Water-In previous studies of MF treatment of secondary wastewater, it has been shown
that the presence of chloramines in the feed water assists in extending the period between chemical cleans. As a second
step in the testing protocol, the primary effluent feed water to the MF unit was dosed with sodium hypochlorite. The MF
membranes are not resistant to free chlorine, however they can tolerate the presence of chloramines and a concentration
of 3 mg/L total chlorine in the product water was targeted. The target concentration was obtained by manually measuring
the total chlorine residual in the MF product water and manually adjusting the dosage rate to the feed tank.
[0044] Operating Flux Value-The initial plan was to operate the MF unit at targeted product flow rates between 13
gpm to 20 gpm. This would equate to a range of permeate fluxes from 10.1 gfd to 15.6 gfd. Higher fluxes are expected
to lead to more frequent chemical cleanings. The effect of the potentially more frequent chemical cleanings would be
evaluated against the benefit of greater product production and overall recovery.
[0045] Backwash Frequency-The initial backwash frequency was set at 10 minutes. The frequency was adjusted to
different values depending on the observed performance.
[0046] Table 1 lists the dates when the target recovery rate was changed by adjusting the permeate flow rate and/or
the backwash interval. As shown, seven different recovery values were tested, between 70 and 78 percent. The adjust-
ments to recovery at a particular point during the testing were made based on the performance results and sustainability
of fluxes observed up to that point in the testing. Conditions 2 through 7 pertain to five operating modules, while Condition
1 pertains to four operating modules. Conditions 1, 6, and 7, have the highest targeted recoveries.

Table 1: Operational Changes Related to Adjustment of Recovery Rate

No. Backwash Interval 
(min)

Target Permeate Flow 
(gpm)

Target Permeate Flux 
(gfd)

Target 
Recovery (%)

Remarks

1 12 15.4 15.0 77.6 Manual 
Screen

2 12 13 10.1 70.1 Manual 
Screen

3 12 17 13.2 75.4 Manual 
Screen

4 12 13 10.1 70.1 Automatic 
Screen

5 12 17 13.2 75.4 Automatic 
Screen

6 12 20 15.6 78.3 Automatic 
Screen

7 15 15 11.7 77.1 Automatic 
Screen
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c. Reverse Osmosis

[0047] The initial dosing rates for anti-scalant and acid were set based upon previous work treating secondary effluent
and a detailed chemical analysis of the MF product stream. The RO plant was purposefully operated below its normal
design capacity due to the production flow limitations of the MF pilot plant. The RO pilot was operated at a targeted feed
flow rate of 10 gpm, and an overall recovery of 80 percent.

d. Upflow Anaerobic Sludge Bed (UASB)

[0048] Unlike MF and RO, anaerobic processes, being biological and slow growing systems, take a relatively long
time to stabilize. For anaerobic processes, the unavoidable process interruptions that occur in a pilot plant can make
continuous process operation and analysis complicated. Much of the early operation of the UASB pilot plant was an
acclimation phase, during which RO concentrate was added in batches to the feed conditioning tank so interruptions in
the operation of the MF and RO plants had less impact. The reactor product stream was entirely recycled to the feed
tank during this period. The objective of the acclimation phase was to acclimate the pelletized sludge to the organic
material in the RO concentration stream. Later, the RO concentrate was introduced continuously, and recycling was
stopped. Continuous addition of the RO concentrate only occurred after the RO membranes had been replaced.

3. Operational Results

a. MF

i. Hydraulic Performance

[0049] Figure 5 illustrates the trans-membrane pressure of the MF unit during testing. The trans-membrane pressure
(TMP) is calculated as the pressure difference between the feed and permeate sides of the membrane. It represents
the driving force of differential pressure for the process. For constant permeate flux operation, the TMP increases over
time as the membrane fouls. Both hydrodynamic cleaning (back flushing) and chemical cleaning are used to control the
increase in TMP by removal of rejected materials from the membrane surface and/or substructure. While back flushing
helps to mitigate short term fouling to some extent, over a longer time period the TMP continues to demonstrate an
increasing trend. When the TMP reaches a maximum recommended value, a chemical cleaning is performed.
[0050] In the pilot runs performed, the TMP was allowed to reach a maximum of about 15 psi before performing
chemical cleaning. It was found that in general it was possible to recover the TMP to low values (less than 5 psi) after
chemical cleanings under the conditions tested. Thus, no long term irreversible fouling of the membranes over the wide
range of operating conditions tested was observed. Specific permeate flux, permeate flux divided by the trans-membrane
pressure, was relatively consistent throughout the operation of the pilot plant, also indicating that the membranes were
not fouled significantly in an irreversible fashion. Figure 6 illustrates the specific permeate flux of the MF unit during testing.
[0051] The amount of treated water produced between two chemical cleanings varied widely, from about 10,000
gallons treated to more than 200,000 gallons treated between washes.
[0052] The conditions from Table 1 produced varying hydraulic results. During Condition 1, the clean water production
between chemical cleans averaged 45,420 gallons, calculated over 14 cleaning cycles. For Condition 7, the clean water
production between chemical cleans averaged 90,713 gallons, calculated over 13 cleaning cycles. For comparison, for
the entire operation of the pilot plant, the clean water produced between chemical cleans averaged 74,673 gallons over
57 cleaning cycles. Under conditions with five operating modules, the highest recovery was during Conditions 5, 6 and
7. However, Condition 6, with a permeate flow rate of 20 gpm, was not found to be sustainable due to the production
limitations of the relatively small MF pilot and was tested for only about one week. The permeate flow rate of 20 gpm
could not be achieved with the permeate valve fully open. The MF unit treated more that 1.5 million gallons of screened
primary effluent over the testing period.

ii. Water Quality Analysis

[0053] MF performance in terms of key parameters analyzed in MF influent and effluent streams is reflected by the
data presented in Table 2 and in Figure 7. These data are averages based on multiple grab samples. The turbidity of
the feed, product (permeate), and concentrate streams from the MF was also measured. The average turbidities in the
MF feed, product, and concentrate streams were, 63.5 NTU, 0.52 NTU, and 340.2 NTU, respectively. Based on these
averages, the turbidity removal by MF was 99.2 percent.
[0054] Bacterial removal was very effective as shown by the values reported in Table 2, which translate to up to 7 log
removal of total coliform and fecal coliform and approximately 3 log removal of coliphage. Also, MF removed approximately
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50% of both BOD and chemical oxygen demand (COD), and greater than 80% of total oil and grease. Reduction in total
Kjeldahl hydrogen (TKN) in MF filtrate was mostly due to removal of the organic nitrogen component, while no significant
change was observed in ammonia nitrogen concentrations, as expected.

b. Operational Results of RO

[0055] As described previously, two types of RO membranes were used in the pilot test. Initially, older membranes
TFC 4821ULP manufactured by Fluid Systems designated as "Membranes A", were used. They were replaced by new
membranes, Hydranautics LFCI-4040, designated as "Membranes B". The hydraulic performance of the RO pilot plant
is discussed in terms of key parameters including observed salt rejection, feed pressure, normalized permeate flux, and
frequency of chemical cleaning. The RO unit began operating about a month after the MF unit and was shut down at
the completion of all testing.

i. Salt Rejection

[0056] Salt rejection by the RO membranes was determined from conductivity measurements. A standard salt rejection
test determines the salt rejection of the membranes under "standard" conditions using a synthetic feed water. In this
Example, a solution of sodium chloride was used. Five standard salt rejection tests were carried out during the test work.
The standard salt test data indicates that Membranes A had relatively poor salt rejection characteristics, even at the
start of the pilot tests. However, even with a low initial salt rejection capability, the older membranes were able to develop
a "dynamic" membrane on the membrane surface and achieve an overall salt rejection of around 85 to 90 percent. After
a chemical cleaning the initial salt rejection dropped to around 50 percent. But then, the performance improved and the
salt rejection increased to around 85 to 90 percent again. Membranes B demonstrated rejection typically higher than 93
percent throughout the remaining test period.

Table 2: Water Quality Analysis of MF Influent and Effluent Streams

Parameter Units MF Influent* MF Effluent*

Total Suspended Solids (TSS) mg/L 38.8 (171) <0.2-1.9 (158)

Biochemical Oxygen Demand (BOD5) mg/L 124.3 (124) 64.8 (124)

Chemical Oxygen Demand (COD) mg/L 273.5 (123) 138.4 (117)

Total Oil and Grease mg/L 22.1 (37) 4.0 (34)

Total Coliform MPN/100m >24,000,000 (45) <1.1-3,000 (45)

Fecal Coliform MPN/100m >24,000,000 (46) <1.1-300 (46)

Coliphage PFU/100mL 840,000 (32) <10-5,500 (31)

Total Dissolved Solids (TDS) mg/L 1,227.5 (46) 1,127.2 (114)

Total Kjeldahl Nitrogen (TKN) mg/L 32.5 (20) 29.8 (11)

Orthophosphate mg/L 3.2 (30) 2.7 (30)

Ammonia-N mg/L 23.0 (50) 23.2 (47)

* Average values reported with number of samples in parenthesis

Table 3: Rejection from Standard Salt Tests

Test # Membranes Duration (days) Rejection

1 A 87 50%

2 A 245 39.1%

3 B 307 96.5%

4 B 338 97.6%

5 B 386 93.9%
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[0057] The salt rejection performance for all phases of operation with the new Membranes B showed steady salt
rejection. Even in the case where the salt rejection was reduced to around 95 percent (at about 385 days), the performance
was still consistent. During the early phases of operation with Membranes A there were a considerable number of plant
shut downs due to the unavailability of MF product water. Thus, the older membranes were also subjected to many
start/stop operating conditions and several days without operation, which could have hastened their deterioration.

ii. Feed Pressure

[0058] For Membranes A, the initial feed pressure was typically below 100 psi and then increased with time, whereas,
Membranes B, being new, were "tighter" and the initial feed pressure was above 100 psi. The average feed pressure
for Membranes A was 162 psi and Membrane B was 164 psi. Chemical cleanings were planned when the feed pressure
exceeded 200 psi. Five chemical cleans were performed over the entire operating period of the RO pilot, indicating that
membrane fouling was not significant and permeate fluxes were sustainable. After the new membranes were installed
and almost continuous operation was achieved, chemical cleaning occurred approximately monthly which is similar to
what is expected for RO systems treating secondary wastewater.

iii. Normalized Permeate Flux

[0059] The permeate flux for the RO unit, normalized to a temperature of 25°C, averaged 8.5 gfd for Membranes A
and 8.5 gfd for Membranes B. However, it is expected that higher permeate fluxes should be possible. The RO plant
was operated below its normal design capacity in order to correspond with the flow received from the MF unit. Therefore,
higher permeate fluxes and recoveries could not be tested. However, due to the fact that excessive fouling of the
membranes was not observed, it is expected that higher permeate fluxes and recoveries should be possible.

iv. Water Quality Results

[0060] Tables 4 and 5 summarize the water quality data measured and analyzed for the old (Membrane A) and new
(Membrane B) RO membrane respectively.

Table 4: Water Quality Analysis of RO Influent and Effluent Streams -Membrane A

Parameter Units RO Feed* RO Product*

Total Coliform CFU 2,410(17) <200-43,000 (18)

Fecal Coliform CFU <1-130 (17) <1-2 (18)

HPC CFU 720-3,400,000 (16) 5-78,000 (18)

TDS mg/L 1,086 (17) 138.4 (18)

Ba ug/L 37.1 (17) 2.4 (18)

Ca mg/L 67.5 (17) 2.7 (18)

SO4 mg/L 269.6 (17) 9.4 (18)

TOC mg/L 43.7 (17) 5.7 (18)

NH3-N mg/L 20.1 (17) 4.1 (18)

Org-N mg/L 4.1 (17) 0.6 (18)

TKN mg/L 24.2 (17) 4.7 (18)

Total Alkalinity mg/L 269 (17) 62 (18)

*Average values reported with number of samples in parenthesis

Table 5: Water Quality Analysis RO Influent and Effluent Streams Membrane B

Parameter Units RO Feed* RO Product*

Total Coliform CFU 338,941 (18) 8,585.6 (15)
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[0061] Microbial removal was tested by analyzing total coliform, fecal coliform, and (HPC), in the RO feed and product
streams. The values in Tables 4 and 5 indicate that on the product side of the membrane some coliform bacteria were
growing. This is confirmed by the presence of HPC bacteria in the product water as well. However, the removal of fecal
coliform was good. As shown below, similar results were obtained for Membranes B, although the total coliform and
HPC values in the Product water were lower. Membranes B demonstrated a significantly higher TDS removal compared
to Membranes A, with average removals at 97.7 percent and 87.1 percent, respectively.
[0062] The variation of total organic carbon (TOC) concentrations in the RO feed and permeate for Membranes A and
B were observed. Membranes B were able to achieve and average TOC removal of about 96 percent, with an average
product water TOC concentration of 1.8 mg/L. By comparison, Membranes A were only able to produce an average
product water TOC of 5.7 mg/L.
[0063] Membrane B demonstrated approximately 99 percent removal for calcium, sulfate, and barium concentrations.
Membrane B further demonstrated about 93 percent removal for Ammonia nitrogen, organic nitrogen and total kjeldahl
nitrogen concentrations. Alkalinity was reduced by about 89 percent in the case of Membrane B. The product produced
by both membranes could require stabilization, to increase the calcium concentration, prior to final use. The need for
stabilization would depend on the final use for the product water. Overall, the older membranes (A) preformed more like
nanofiltration membranes rather than RO membranes.

c. Operational Results of UASB

[0064] Overall, it was not possible to achieve uninterrupted testing durations for anaerobic UASB process. Thus,
performance results and analysis detailed in the following paragraphs should be interpreted as an initial, limited, and
interrupted operation of the UASB operation. It is expected that a more stable and long-term operation of the UASB
would result in improved performance.
[0065] The hydraulic performance of the UASB pilot is discussed in terms of key parameters including the cumulative
gas production and the gas production rate with respect to various operating parameters. The acclimation phase can
be considered as approximately the first 255 days of operation. During this period, the pilot unit was operated in full
recycle mode and at a feed flow rate of 3.78 L/min, the hydraulic retention time reactor was about 1 hour. Nothing
happened initially, possibly because during the early phases of the work, the organic load was too low for gas production.
[0066] In one phase of the test, sugar was added to increase the COD of the condition tank by 60 mg/L. Gas production
began to increase and laboratory COD analysis confirmed that COD consumption was occurring in the UASB. At the
same time more RO brine was added to the feed conditioning tank. It was observed that adding RO brine increased the
COD significantly more than the small amount of sugar that was added. Increases in COD corresponded to the addition
of additional RO concentrate, confirmed that COD from the RO concentrate was consumed by the UASB reactor.
[0067] The increase in temperature of the feed stream from between 20 and 25°C to 37°C had only a marginal impact
on the gas production. One of the parameters of concern in the RO concentrate stream was TDS, and in particular
sulfate. The UASB pelletized sludge was accustomed to high concentrations of COD, but not TDS or sulfate. Tables 4

(continued)

Parameter Units RO Feed* RO Product*

Fecal Coliform CFU 13 (11) <1 (10)

HPC CFU 1,283,571 (8) 9,322 (9)

TDS mg/L 1,069.4 (10) 24.3 (10)

Ba ug/L 44.8 (9) <1 (9)

Ca mg/L 73.2 (9) 0.4 (10)

SO4 mg/L 232.6 (10) 3.2 (10)

TOC mg/L 41.8 (17) 1.8 (10)

NH3-N mg/L 19.5 (10) 1.3 (10)

Org-N mg/L 4.1 (17) 0.3 (10)

TKN mg/L 23.6 (10) 1.6 (10)

Total Alkalinity mg/L 286 (17) 31.9 (10)

* Average values reported with number of sample in parenthesis
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and 5 showed that the TDS of the RO concentrate averaged 4,680 mg/L when the older membranes (Membranes A)
were in operation.
[0068] The TDS in the UASB feed tank increased during the acclimation phase of the operation. By the time the RO
pilot plant had been fitted with new membranes, the feed solution being circulated through the UASB pellets had a TDS
of about 2,500 mg/L, and the sulfate concentration had reached about 500 mg/L. At this point, the sulfate concentration
was at times double that of the COD concentration. However, no hydrogen sulfide gas was detected. Over a period of
about two weeks the TDS in the feed tank increased further, closer to the RO concentrate concentration of about 5,000
mg/L (corresponding to the concentrate produced by the new RO membranes (B)).
[0069] On about day 255 of operation, on the recommendations of the UASB manufacturers (Paques ADI, Inc.) the
feed flow rate to the UASB reactor was reduced to 0.5 L/min and the unit was put into "once-through" operation. These
changes increased the hydraulic retention time in the UASB reactor from around 1 hour to about 8 hours, and stopped
the recycle operation, so that the reactor was being fed RO concentrate only. At the same time, additional pelletized
sludge was added to the reactor to increase the sludge volume form about one-third to about two-thirds. The sludge
that was added to the reactor was pelletized sludge from a UASB reactor treating brewery effluent. After about 10 days
of operation at the new hydraulic condition, the gas production increased dramatically. For two weeks, the gas production
rate was sustained at a consistent high rate. During this period the sulfate concentration in the feed stream was around
1,000 mg/L while the COD concentration was around 600 mg/L.

ii. Gas Composition

[0070] Gas composition measurements were taken during the two week period of gas production are shown in Table
6 below. Methane comprised the dominant portion at an average of 66 percent. This confirms that methanogenesis was
occurring in the anaerobic UASB process. The nitrogen concentration in the biological gas was initially attributed to the
sampling method used. Samples were collected in gas bags that are porous to nitrogen from the atmosphere. However,
samples were also collected in glass syringes that are airtight. These samples also had high concentrations of nitrogen
in them. The source of nitrogen was not explained. Also, despite the fact that there was a high concentration of sulfate
in the feed water, no hydrogen sulfide gas was ever detected in the biological gas.

iii. Water Quality Results

[0071] Water quality data measured and analyzed for the UASB pilot are summarized in Table 7. In a full-scale plant,
the UASB product stream would be discharged to a "brine disposal" system. COD concentrations during the acclimation
phase are low due to the batch additions of RO brine.
[0072] The total suspended solids (TSS) concentration in the effluent stream from the UASB reactor during the con-
tinuous operation phase typically were below 50 mg/L. Little variation of the pH of the UASB feed tank contents was
observed.

Table 6: Composition of Gas Generated from UASB Process

Sample Methane % Carbon Dioxide % Nitrogen % Oxygen %

1 70.00 2.20 26.60 1.20

2 70.30 2.50 25.48 1.73

3 62.40 2.00 31.73 3.90

4 62.40 2.00 31.73 3.90

Average 66.27 2.18 28.88 2.68

Table 7: Summary of Water Quality Data for UASB Pilot

Parameter Units RO Concentrate* UASB Influent* UASB Effluent*

COD mg/L 678.4 (73) 326.4 (70) 262.4 (116)

BOD5 mg/L 360.9 (74) 97 (72) 65.6 (119)

Sulfate mg/L 1,314.3 (23) 721 (40) 564.6 (59)

Sulfide mg/L <0.1 (22) <0.1-7.7 (22) <0.1-90 (39)

NH3 mg/L <1-122 (24) <1-135 (24)
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4. Capital Cost Savings

[0073] Preliminary cost estimates are shown in Table 8 below. They compare the estimated cost of a full-scale treatment
and reclamation facility of a preferred method with that of a conventional plant, consisting of full secondary treatment
followed by the "add-on" processes of MF and RO.
[0074] The effect of variations in key operating parameters on the operations and maintenance (O&M) costs for the
MF plant based upon the Conditions designated in Table 1 were explored. For all simulations, RO recovery was held
constant at 87.5 percent. The different operating conditions resulted in different fluxes, recoveries and chemical cleaning
frequencies (as determined by the reciprocal of the "product per wash" values). The impact of the different operating
conditions is reflected in the total O&M cost. Overall, the benefits of operating at a higher flux (Condition 5) do not result
in much of an O&M cost saving, because the membrane cleaning frequency increases. Moving to the highest flux
condition (Condition 1) actually increases the O&M costs because of increased chemical cleaning costs.
[0075] To obtain an estimate of the total project cost, the capital costs presented in Table 8 were amortized over 20
years at a fixed annual interest rate of 6 percent. The resulting annual cost of the capital sum was then added to the
annual O&M costs to give a total project cost.

[0076] Overall, all conditions were found have a lower annual cost than a treatment plant using the prior art "add-on"
approach. The cost savings varied between $1.4 million and $2.9 million, depending upon the MF operating configuration
chosen.
[0077] It should be appreciated from the foregoing description that the present invention provides a method of treating
wastewater that provides increased efficiency, leading to increased production of reclaimed water for lower cost. The
method of the present invention provides stable hydraulic operation, with effective removal of solids and bacteria, and
it is well-suited for treating both commercial and industrial wastewater.
[0078] While the invention has been particularly shown and described with respect to the illustrated embodiments
thereof, it will be understood by those skilled in the art that the foregoing and other changes in form and details may be
made therein without departing from the spirit and scope of the invention.

Claims

1. A method for treating wastewater (100), comprising:

- treating wastewater (100) using a primary treatment process (12) of the wastewater (100), which comprises
both settling and screening (20) or screening (20) only of the wastewater (100) to remove bulk solids from the
wastewater (100) for producing an effluent (24) suitable for membrane filtration (MF)(30), the treating process
(12) is substantially free of an aerobic biological treatment,
- treating the effluent (24) using a membrane filtration system comprising a microfiltration process (MF) as a
first membrane filtration step (30) and a reverse osmosis (RO), an ultrafiltration (UF) or a nanofiltration (NF)
process or combinations thereof as a second membrane filtration step (50) to produce a permeate stream
consisting essentially of refined water (52) and a waste stream (54) comprising soluble organic matter and
inorganic salts;

(continued)

Parameter Units RO Concentrate* UASB Influent* UASB Effluent*

TDS mg/L 2,756.3 (24) 2703.9 (23)

TSS mg/L 64.8 (23) 43.4 (22)

* Average values reported with number of samples in parenthesis

Table 8: Total Project Costs ($1,000/yr)

Cost Prior Art Approach Condition 1 Condition 5 Condition 7

O&M $9,385 $8,398 $8,186 $8,307

Capital $17,854 $15,930 $16,700 $17,508

Total $27,239 $24,328 $24,886 $25,815
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- routing said waste stream (54) through an anaerobic digestion process (60) to stabilize the soluble organic
matter and produce a biological gas (62), said biological gas comprising methane; wherein
- the step of providing primary treatment (12) of the wastewater (100) includes screening (20) of the wastewater
(100) to remove bulk solids from the wastewater (100) wherein said screening size range is approximately 0,01
mm to 1 mm (10 to 1000 microns).

2. The process according to claim 1, wherein the bulk solids from the wastewater (100) are removed to less than 5
mm in size.

3. The method according to claim 1 or 2 wherein an anaerobic digestion process (60) is an up flow anaerobic sludge
blanket system.

4. The method according to any of claims 1 to 3, further comprising the step of routing a solids stream (24) from said
membrane filtration system (30) to a solids thickening element (40).

5. The method according to claim 4 further comprising the step of recycling a recycle stream (16) from said solids
thickening element (40) to the primary treatment process (12) step and routing a solids stream (42) for anaerobic
digestion.

6. A system for treating a wastewater stream (100) comprising:

- a pretreatment system (12) which is substantially free of an aerobic biological treatment in communication
with a wastewater influent (100), comprising both a settling element and a screen element, or a screen element
only (20) in communication with said wastewater influent (100) wherein said screen element (20) having aper-
tures formed therein with a size range of approximately 0,01 mm to 1 mm (10 to 1.000 microns) to remove bulk
solids from the wastewater (100) ;
- a primary microfiltration membrane element (MF)(30) in communication with settling element and/or said
screen element (20);
- a secondary membrane element (50) which may be a reverse osmosis (RO, 50), an ultrafiltration (UF) or a
nanofiltration element (NF, 50) or combinations thereof, in communication with said primary membrane element
(30) wherein said secondary membrane (50) having an effluent stream output (52) and a concentrate effluent
stream output (54);
- a solids thickening element (40) in communication with said primary microfiltration membrane element (30)
and communicating a thickened solids stream (42) to an element having an anaerobic digestion process; wherein
- an anaerobic digestion system (60) is in communication with said secondary membrane element (50) for
receipt of said concentrate effluent stream output (54) and said anaerobic digestion system (60) having a
methane gas output (62) and a digestion system fluid effluent (64).

7. The system according to claim 6 wherein said primary microfiltration membrane element (30) has a filter pore size
of approximately 0,03 to 0,3 mm (0.03 to 0.3 microns).

8. The system according to claim 6 wherein said solids thickening element (40) is in communication with said pretreat-
ment system (12) for communication of a recycle stream (16).

9. The system according to claim 6 wherein a separation process (70) is in communication with said secondary mem-
brane element (50) for receipt of said concentrate effluent stream (54) into a separation stream (72) and a disposal
stream (74).

10. The system according to claim 9 wherein said separation process (70) is an evaporation process.

11. The system according to claim 6 wherein said thickened solids stream (42) having a thickened solids content of
approximately 2,5 to 5,0 percent solids.

12. The system according to claim 6 wherein a permeate stream from said primary membrane element (30) is routed
to the ocean.
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Patentansprüche

1. Verfahren zum Behandeln von Abwasser (100), umfassend:

- Behandeln des Abwassers (100), unter Verwendung eines primären Behandlungsprozesses (12) für das
Abwasser (100), der sowohl das Absetzen und Sieben (20) oder nur das Sieben (20) des Abwassers (100)
umfasst, um Schüttgüter aus dem Abwasser (100) zu entfernen, um ein für die Membranfiltration (MF) (30)
geeignetes Abwasser (24) zu erzeugen, wobei das Behandlungsprozess (12) weitestgehend frei von einer
aeroben biologischen Behandlung ist;
- Behandeln des Abwassers (24) unter Verwendung eines Membranfiltrationssystems, das einen Mikrofiltrati-
onsprozess (MF) als einen ersten Membranfiltrationsschritt (30) und eine Umkehrosmose (RO), eine Ultrafilt-
ration (UF) oder einen Nanofiltration (NF) Prozess oder eine Kombination hiervon als zweiten Membranfiltrati-
onsschritt (50), um einen Permeatstrom zu erzeugen, der im Wesentlichen aus gereinigtem Wasser (52) und
einem Abfallstrom (54) besteht, der lösliches organisches Material und anorganische Salze umfasst;
- Leiten des Abfallstrom (54) durch einen anaeroben Faulungsprozess (60), um das lösliche organische Material
zu stabilisieren und Biogas (62) zu erzeugen, wobei das Biogas (62) Methan enthält; wobei
- der Schritt der Bereitstellung einer Primärbehandlung (12) des Abwassers (100) das Sieben (20) des Abwassers
(100) umfasst, um Schüttgüter aus dem Abwasser (100) zu entfernen, wobei der Siebgrößenbereich ungefähr
0,01 mm bis 1 mm (10 bis 1.000 micron) beträgt.

2. Verfahren nach Anspruch 1, wobei die Schüttgüter aus dem Abwasser (100) mit einer Größe von kleiner 5 mm
entfernt wurden.

3. Verfahren nach Anspruch 1 oder 2, wobei ein anaerober Faulungsprozess (6) ein anaerobes Schlammfließsystem
mit Aufwärtsströmung ist.

4. Verfahren nach einem der Ansprüche 1 bis 3, ferner umfassend den Schritt des Leitens eines Feststoffstroms (24)
von dem Membranfiltrationssystem (30) zu einem Feststoff-Verdickungselement (40).

5. Verfahren nach Anspruch 4, ferner umfassend den Schritt des Rückführens eines Rückführstroms (16) aus dem
Feststoff-Verdickungselement (40) in den Schritt zum primären Behandlungsprozess (12) und Leiten eines Fest-
stoffstroms (42) für anaerobe Faulung.

6. System zum Behandeln eines Abwasserstroms (100), umfassend:

- ein Vorbehandlungssystem (12), das im Wesentlichen frei von aerober biologischer Behandlung in Verbindung
mit einem Abwasserzufluss (100) ist, umfassend sowohl ein Absetzelement als auch ein Siebelement oder nur
ein Siebelement (20) in Verbindung mit dem Abwasserzufluss (100) wobei das Siebelement (20) Öffnungen
aufweist, die darin mit einem Größenbereich von ungefähr 0,01 mm bis 10 mm (10 bis 1.000 micron) ausgebildet
sind, um Schüttgüter aus dem Abwasser (100) zu entfernen;
- ein primäres Mikrofiltrationsmembranelement (MF) (30) in Verbindung mit dem Absetzelement und/oder dem
Siebelement (20);
- ein sekundäres Membranelement (50), das eine Umkehrosmose (RO, 50), Ultrafiltration (UF) oder ein Nano-
filtration (NF, 50) Element oder Kombinationen hiervon in Verbindung mit dem primären Membranelement (30)
sein kann, wobei die sekundäre Membran (50) einen Austrittsstromabfluss (52) und einen Konzentrataustrags-
stromabfluss (54) aufweist;
- ein Feststoff-Verdickungselement (40), das in Verbindung mit dem primären Mikrofiltrationsmembranelement
(30) ist und einen eingedickten Feststoffstrom (42) mit einem einen anaeroben Faulungsprozess aufweisenden
Element verbindet; wobei
- ein anaerobes Faulungssystem (60) mit dem sekundären Membranelement (50) zum Erhalt des konzentrierten
Konzentrataustragsstromabflusses (54) verbunden ist und das anaerobe Faulungssystem (60) einen Methan-
gasausstoß (62) und einem Faulungsprozessfluidausfluss (64) aufweist.

7. System nach Anspruch 6, wobei das primäre Mikrofiltrationsmembranelement (30) eine Filterporengröße von etwa
0,03 bis 0,3 mm (0,03 bis 0,3 microns) aufweist.

8. System nach Anspruch 6, wobei das Feststoffverdickungselement (40) mit dem Vorbehandlungssystem (12) zum
Anschluss an ein Rückführstrom (16) in Verbindung steht.
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9. System nach Anspruch 6, wobei ein Trennverfahren (70) mit dem sekundären Membranelement (50) zur Aufnahme
des Konzentratabflussstroms (54) in einen Trennstrom (72) und einen Entsorgungsstrom (74) in Verbindung steht.

10. System nach Anspruch 9, wobei das Trennverfahren (70) ein Verdampfungsverfahren ist.

11. System nach Anspruch 6, wobei der verdickte Feststoffstrom (42) einen verdickten Feststoffgehalt von etwa 2,5 bis
5,0 Prozent Feststoffen aufweist.

12. System nach Anspruch 6, wobei ein Permeatstrom von dem primären Membranelement (30) in den Ozean geleitet
wird.

Revendications

1. Procédé de traitement d’eaux résiduelles (100), comprenant :

- un traitement d’eaux résiduelles (100) en utilisant un processus de traitement principal (12) d’eaux résiduelles
(100), qui comprend à la fois une décantation et une filtration (20) ou uniquement une filtration (20) des eaux
résiduelles (100) pour éliminer des solides en vrac des eaux résiduelles (100) pour une production d’un effluent
(24) adapté pour une filtration à membranes (MF) (30), le processus de traitement (12) est sensiblement exempt
d’un traitement biologique aérobique,
- un traitement de l’effluent (24) en utilisant un système de filtration à membranes comprenant un processus
de microfiltration (MF) à titre de première étape de filtration à membranes (30) et une osmose inverse (RO),
une ultrafiltration (UF) ou un processus de nanofiltration (NF) ou des combinaisons de ceux-ci à titre de seconde
étape de filtration à membranes (50) pour produire un courant de perméat constitué essentiellement d’eau
raffinée (52) et d’un courant de déchets (54) comprenant une matière organique soluble et des sels inorganiques ;
- un acheminement dudit courant de déchets (54) à travers un processus de digestion anaérobique (60) pour
stabiliser la matière organique soluble et produire un gaz biologique (62), ledit gaz biologique comprenant du
méthane ; dans lequel
- l’étape de fourniture d’un traitement principal (12) des eaux résiduelles (100) inclut une filtration (20) des eaux
résiduelles (100) pour éliminer des solides en vrac à partir des eaux résiduelles (100) dans lequel ladite plage
de tailles de filtration est d’environ 0,01 mm à 1 mm (10 à 1000 microns).

2. Processus selon la revendication 1, dans lequel les solides en vrac à partir des eaux résiduelles (100) sont éliminés
à une taille inférieure à 5 mm.

3. Procédé selon la revendication 1 ou 2 dans lequel un processus de digestion anaérobique (60) est un système à
lit de boue anaérobique à flux ascensionnel.

4. Procédé selon l’une quelconque des revendications 1 à 3, comprenant en outre l’étape d’acheminement d’un courant
de solides (24) à partir dudit système de filtration à membranes (30) vers un élément d’épaississement de solides (40).

5. Procédé selon la revendication 4 comprenant en outre l’étape de recyclage d’un courant de recyclage (16) à partir
dudit élément d’épaississement de solides (40) vers l’étape de processus de traitement principal (12) et un ache-
minement d’un courant de solides (42) pour une digestion anaérobique.

6. Système de traitement d’un courant d’eaux résiduelles (100) comprenant :

- un système de prétraitement (12) qui est sensiblement exempt d’un traitement biologique aérobique en com-
munication avec un affluent d’eaux résiduelles (100), comprenant à la fois un élément de décantation et un
élément de filtration, ou uniquement un élément de filtration (20) en communication avec ledit affluent d’eaux
résiduelles (100) dans lequel ledit élément de filtration (20) présentant des ouvertures formées dedans avec
une plage de tailles d’environ 0,01 mm à 1 mm (10 à 1000 microns) pour éliminer des solides en vrac à partir
des eaux résiduelles (100) ;
- un élément à membranes de microfiltration (MF) principal (30) en communication avec un élément de décan-
tation et/ou ledit élément de filtration (20) ;
- un élément à membranes secondaire (50) qui peut être une osmose inverse (RO, 50), une ultrafiltration (UF)
ou un élément de nanofiltration (NF, 50) ou des combinaisons de ceux-ci, en communication avec ledit élément
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à membranes principal (30) dans lequel ladite membrane secondaire (50) présentant une sortie de courant
d’effluent (52) et une sortie de courant d’effluent de concentrat (54) ;
- un élément d’épaississement de solides (40) en communication avec ledit élément à membranes de micro-
filtration principal (30) et communiquant un courant de solides épaissis (42) vers un élément présentant un
processus de digestion anaérobique ; dans lequel
- un système de digestion anaérobique (60) est en communication avec ledit élément à membranes secondaire
(50) pour une réception de ladite sortie de courant d’effluent de concentrat (54) et ledit système de digestion
anaérobique (60) présentant une sortie de gaz de méthane (62) et un effluent de fluide de système de digestion
(64).

7. Système selon la revendication 6 dans lequel ledit élément à membranes de microfiltration principal (30) présente
une taille de pore de filtre d’environ 0,03 à 0,3 mm (0,03 à 0,3 microns).

8. Système selon la revendication 6 dans lequel ledit élément d’épaississement de solides (40) est en communication
avec ledit système de prétraitement (12) pour une communication d’un courant de recyclage (16).

9. Système selon la revendication 6 dans lequel un processus de séparation (70) est en communication avec ledit
élément à membranes secondaire (50) pour une réception dudit courant d’effluent de concentrat (54) en un courant
de séparation (72) et un courant d’évacuation (74).

10. Système selon la revendication 9 dans lequel ledit processus de séparation (70) est un processus d’évaporation.

11. Système selon la revendication 6 dans lequel ledit courant de solides épaissis (42) présentant une teneur en solides
épaissis d’environ 2,5 à 5,0 pour cent de solides.

12. Système selon la revendication 6 dans lequel un courant de perméat à partir dudit élément à membranes principal
(30) est acheminé vers l’océan.



EP 1 644 290 B1

18



EP 1 644 290 B1

19



EP 1 644 290 B1

20



EP 1 644 290 B1

21



EP 1 644 290 B1

22



EP 1 644 290 B1

23



EP 1 644 290 B1

24



EP 1 644 290 B1

25



EP 1 644 290 B1

26

REFERENCES CITED IN THE DESCRIPTION

This list of references cited by the applicant is for the reader’s convenience only. It does not form part of the European
patent document. Even though great care has been taken in compiling the references, errors or omissions cannot be
excluded and the EPO disclaims all liability in this regard.

Patent documents cited in the description

• EP 0970922 A2 [0006]


	bibliography
	description
	claims
	drawings
	cited references

